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Pacific Gas and Electric Company

September 2, 1997

PG&E Letter DCL-97-139

245 Market Street. Room 836-N9B

San Francisco, CA 94105
~ll«llr«'<;nr<r<v~i

Mail Code N9B
P.O. Box 770000
San Francisco, CA 94177
415/973.0600 Fax 415/973-6567

Lawrence F. Womack
Vice President
Nuclear Technical Services

U.S. Nuclear Regulatory Commission
ATTN: Document Control Desk
Washington, DC 20555

Docket No. 50-275, OL-DPR-80
Docket No. 50-323, OL-DPR-82
Diablo Canyon Units 1 and 2
Licensee Event Re ort 1-97-005-01
Residual Heat Removal S stem Outside Desi n Basis Due to lnade uate
Administrative Controls

Dear Commissioners and Staff:

Pursuant to 10 CFR 50.73(a)(2)(ii)(B), PG&E is submitting the enclosed
revision to Licensee Event Report (LER) 1-97-005. This LER reported that
the residual heat removal system was outside its design basis due to
inadequate administrative controls on the refueling water storage tank level
instrumentation allowed out of service time. This revision is being submitted
to provide additional information on the analysis of the event.

This condition does not affect the health and safety of the public.

Sincerely,

Lawrence F. Womack

cc: Donald B. Allen
Steven D. Bloom
Ellis W. Merschoff
Kenneth E. Perkins
Diablo Distribution
INPO
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