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NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D.C. 20555-0001 

Mr. Mark E. Reddemann 
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Energy Northwest 
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Dear Mr. Reddemann: 

The U.S. Nuclear Regulatory Commission (Commission) has issued the enclosed Amendment 
No. 241 to Renewed Facility Operating License No. NPF-21 for the Columbia Generating 
Station. The amendment consists of changes to the technical specifications (TSs) in response 
to your application dated June 28, 2016, as supplemented by letters dated August 18, 2016, 
November 10, 2016, December 8, 2016, December 12, 2016, January 9, 2017, January 12, 
2017, February 16, 2017, February 21, 2017, and March 7, 2017. 

The amendment revises the TSs to implement a measurement uncertainty recapture power 
uprate for Columbia Generating Station. 

A copy of the related Safety Evaluation is also enclosed. The Notice of Issuance will be 
included in the Commission's next biweekly Federal Register notice. 
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1. Amendment No. 241 to NPF-21 
2. Safety Evaluation 
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UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D.C. 20555-0001 

ENERGY NORTHWEST 

DOCKET NO. 50-397 

COLUMBIA GENERATING STATION 

AMENDMENT TO RENEWED FACILITY OPERATING LICENSE 

Amendment No. 241 
License No. NPF-21 

1. The Nuclear Regulatory Commission (the Commission) has found that: 

A. The application for amendment by Energy Northwest (licensee), dated June 28, 
2016, as supplemented by letters dated August 18, 2016, November 10, 2016, 
December 8, 2016, December 12, 2016, January 9, 2017, January 12, 2017, 
February 16, 2017, February 21, 2017, and March 7, 2017, complies with the 
standards and requirements of the Atomic Energy Act of 1954, as amended (the 
Act) and the Commission's regulations set forth in 1 O CFR Chapter I; 

8. The facility will operate in conformity with the application, the provisions of the 
Act, and the rules and regulations of the Commission; 

C. There is reasonable assurance (i) that the activities authorized by this 
amendment can be conducted without endangering the health and safety of the 
public, and (ii) that such activities will be conducted in compliance with the 
Commission's regulations; 

D. The issuance of this amendment will not be inimical to the common defense and 
security or to the health and safety of the public; and 

E. The issuance of this amendment is in accordance with 10 CFR Part 51 of the 
Commission's regulations and all applicable requirements have been satisfied. 

Enclosure 1 
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2. Accordingly, the license is amended by changes to the Technical Specifications as 
indicated in the attachment to this license amendment, and paragraph 2.C.(1) and 
2.C.(2) of Renewed Facility Operating License No. NPF-21 are hereby amended to read 
as follows: 

(1) Maximum Power Level 

The licensee is authorized to operate the facility at reactor core 
power levels not in excess of full power (3544 megawatts 
thermal). 

(2) Technical Specifications and Environmental Protection Plan 

The Technical Specifications contained in Appendix A, as revised 
through Amendment No. 241 and the Environmental Protection 
Plan contained in Appendix B, are hereby incorporated in the 
renewed license. The licensee shall operate the facility in 
accordance with the Technical Specifications and 
the Environmental Protection Plan. 

3. Implementation Requirements 

A. The license amendment is effective as of its date of issuance and shall be 
implemented 120 days from the date of issuance, or during the 2017 Refueling 
Outage if issued on May 13, 2017 or earlier. 

B. Coincident with the implementation of this amendment, the licensee shall revise the 
Columbia Generating Station, Final Safety Analysis Report (FSAR). The revision 
shall be implemented in the next periodic update of the FSAR in accordance with 
10 CFR 50.71 (e). 

C. Coincident with the implementation of this amendment, the licensee will fulfill the 
Regulatory Commitments identified in Enclosure 6 of its license amendment request 
dated June 28, 2016. 

Attachment: 
Changes to the Renewed Facility 

Operating License No. NPF-21 
and Technical Specifications 

FOR THE NUCLEAR REGULATORY COMMISSION 

Eric J. Benner, Deputy Director 
Division of Operating Reactor Licensing 
Office of Nuclear Reactor Regulation 

Date of Issuance: Ma 7 , 11 2 O 1 7 
I 



ATTACHMENT TO LICENSE AMENDMENT NO. 241 

COLUMBIA GENERATING STATION 

RENEWED FACILITY OPERATING LICENSE NO. NPF-21 

DOCKET NO. 50-397 

Replace the following pages of the Renewed Facility Operating License No. NPF-21 and 
Appendix A, Technical Specifications with the attached revised pages. The revised pages are 
identified by amendment number and contain vertical lines indicating the areas of change. 

Facility Operating License 

REMOVE INSERT 

-3- -3-
-4- -4-

Technical Specification 

REMOVE 

1.1-5 
3.3.1.1-10 
3.3.1.1-13 
3.3.1.1-15 
3.3.1.1-18 
3.3.4.1-1 
3.3.4.1-2 
3.3.4.1-3 
3.3.6.1-5 

INSERT 

1.1-5 
3.3.1.1-10 
3.3.1.1-13 
3.3.1.1-15 
3.3.1.1-18 
3.3.4.1-1 
3.3.4.1-2 
3.3.4.1-3 
3.3.6.1-5 
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(2) Pursuant to the Act and 10 CFR Part 70, to receive, possess and use at any time 
special nuclear material as reactor fuel, in accordance with the limitations for 
storage and amounts required for reactor operation, as described in the Final 
Safety Analysis Report, as supplemented and amended; 

(3) Pursuant to the Act and 10 CFR Parts 30, 40 and 70, to receive, possess, and 
use at any time any byproduct, source and special nuclear material as sealed 
neutron sources for reactor startup, sealed sources for reactor instrumentation 
and radiation monitoring equipment calibration, and as fission detectors in 
amounts as required; 

(4) Pursuant to the Act and 10 CFR Parts 30, 40 and 70, to receive, possess, and 
use in amounts as required any byproduct, source of special nuclear material 
without restriction to chemical or physical form, for sample analysis or instrument 
calibration or associated with radioactive apparatus or components; and 

(5) Pursuant to the Act and 10 CFR Parts 30, 40 and 70, to possess, but not 
separate, such byproduct and special nuclear materials as may be produced by 
the operation of the facility. 

(6) Pursuant to the Act and 10 CFR Parts 30, 40 and 70, to store byproduct, source 
and special nuclear materials not intended for use at Columbia Generating 
Station. The materials shall be no more than 9 sealed neutron radiation sources 
designed for insertion into pressurized water reactors and no more than 40 
sealed beta radiation sources designed for use in area radiation monitors. The 
total inventory shall not exceed 24 microcuries of strontium-90, 20 microcuries of 
uranium-235, 30 curies of plutonium-238, and 3 curies of americium-241. 

C. This renewed license shall be deemed to contain and is subject to the conditions 
specified in the Commission's regulations set forth in 10 CFR Chapter I and is subject to 
all applicable provisions of the Act and to the rules, regulations, and orders of the 
Commission now or hereafter in effect; and is subject to the additional conditions 
specified or incorporated below: 

(1) Maximum Power Level 

The licensee is authorized to operate the facility at reactor core power levels not 
in excess of full power (3544 megawatts thermal). 

Renewed License No. NPF-21 
Amendment No. ~. 241 
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(2) Technical Specifications and Environmental Protection Plan 

The Technical Specifications contained in Appendix A, as revised through 
Amendment No. 241 and the Environmental Protection Plan contained in 
Appendix B, are hereby incorporated in the renewed license. The licensee shall 
operate the facility in accordance with the Technical Specifications and the 
Environmental Protection Plan. 

a. For Surveillance Requirements (SRs) not previously performed by existing 
SRs or other plant tests, the requirement will be considered met on the 
implementation date and the next required test will be at the interval specified 
in the Technical Specifications as revised in Amendment No. 149. 

(3) Deleted. 

(4) Deleted. 

(5) Deleted. 

(6) Deleted. 

(7) Deleted. 

(8) Deleted. 

(9) Deleted. 

(10) Deleted. 

(11) Shield Wall Deferral (Section 12.3.2. SSER #4, License Amendment #7) 

The licensee shall complete construction of the deferred shield walls and window 
as identified in Attachment 3, as amended by this license amendment. 

(12) Deleted. 

(13) Deleted. 

*The parenthetical notation following the title of many license conditions denotes the section of 
the Safety Evaluation Report and/or its supplements wherein the license condition is discussed. 

Renewed License No. NPF-21 
Amendment No. 241 



1.1 Definitions 

PHYSICS TESTS (continued) 

RATED THERMAL POWER 
(RTP) 

REACTOR PROTECTION 
SYSTEM(RPS)RESPONSE 
TIME 

SHUTDOWN MARGIN (SOM) 

STAGGERED TEST BASIS 

THERMAL POWER 

Columbia Generating Station 

Definitions 
1.1 

c. Otherwise approved by the Nuclear Regulatory 
Commission. 

RTP shall be a total reactor core heat transfer rate to the 
reactor coolant of 3544 MWt. 

The RPS RESPONSE TIME shall be that time interval from 
when the monitored parameter exceeds its RPS trip setpoint at 
the channel sensor until de-energization of the scram pilot 
valve solenoids. The response time may be measured by 
means of any series of sequential, overlapping, or total steps 
so that the entire response time is measured. 

SOM shall be the amount of reactivity by which the reactor is 
subcritical or would be subcritical throughout the operating 
cycle assuming that: 

a. The reactor is xenon free; 

b. The moderator temperature is;::; 68°F, corresponding to 
the most reactive state; and 

c. All control rods are fully inserted except for the single 
control rod of highest reactivity worth, which is assumed 
to be fully withdrawn. With control rods not capable of 
being fully inserted, the reactivity worth of these control 
rods must be accounted for in the determination of SOM. 

A STAGGERED TEST BASIS shall consist of the testing of 
one of the systems, subsystems, channels, or other 
designated components during the interval specified by the 
Surveillance Frequency, so that all systems, subsystems, 
channels, or other designated components are tested during n 
Surveillance Frequency intervals, where n is the total number 
of systems, subsystems, channels, or other designated 
components in the associated function. 

THERMAL POWER shall be the total reactor core heat 
transfer rate to the reactor coolant. 

1.1-5 Amendment No . ..1-99 ~. ~ 241 



ACTIONS 

CONDITION 

C. One or more Functions 
with RPS trip capability 
not maintained. 

D. Required Action and 
associated Completion 
Time of Condition A, B, 
or C not met. 

E. As required by Required 
Action D.1 and 
referenced in 
Table 3.3.1.1-1. 

F. As required by Required 
Action D.1 and 
referenced in 
Table 3.3.1.1-1. 

G. As required by Required 
Action D.1 and 
referenced in 
Table 3.3.1.1-1. 

H. As required by Required 
Action D.1 and 
referenced in 
Table 3.3.1.1-1. 

Columbia Generating Station 

RPS Instrumentation (After Implementation of PRNM Upgrade) 
3.3.1.1 

REQUIRED ACTION COMPLETION TIME 

C.1 Restore RPS trip capability. 1 hour 

D.1 Enter the Condition Immediately 
referenced in 
Table3.3.1.1-1 for the 
channel. 

E.1 Reduce THERMAL 4 hours 
POWER to< 29.5% RTP. 

F.1 Be in MODE 2. 6 hours 

G.1 Be in MODE 3. 12 hours 

H.1 Initiate action to fully insert Immediately 
all insertable control rods in 
core cells containing one or 
more fuel assemblies. 

3.3.1.1-10 Amendment No. +99~~ 241 



RPS Instrumentation (After Implementation of PRNM Upgrade) 
3.3.1.1 

SURVEILLANCE REQUIREMENTS 

SURVEILLANCE FREQUENCY 

SR 3.3.1.1.7 Calibrate the local power range monitors. In accordance with 
the Surveillance 
Frequency Control 
Program 

SR 3.3.1.1.8 Perform CHANNEL FUNCTIONAL TEST. In accordance with 
the Surveillance 
Frequency Control 
Program 

SR 3.3.1.1.9 Deleted. 

SR 3.3.1.1.10 ------------------------------NOTES---------------------------
1. Neutron detectors are excluded. 

2. For Function 1, not required to be performed 
when entering MODE 2 from MODE 1 until 
12 hours after entering MODE 2. 

3. For Functions 2.b and 2.f, the recirculation 
flow transmitters that feed the APRMs are 
included. 

-------------------------------------------------------------------

Perform CHANNEL CALIBRATION. In accordance with 
the Surveillance 
Frequency Control 
Program 

SR 3.3.1.1.11 Deleted. 

SR 3.3.1.1.12 Verify Turbine Throttle Valve - Closure, and In accordance with 
Turbine Governor Valve Fast Closure Trip Oil the Surveillance 
Pressure - Low Functions are not bypassed when Frequency Control 
THERMAL POWER is ;:c: 29.5% RTP. Program 

SR 3.3.1.1.13 Perform CHANNEL FUNCTIONAL TEST. In accordance with 
the Surveillance 
Frequency Control 
Program 

Columbia Generating Station 3.3.1.1-13 Amendment No. 4-79~~~ 241 



FUNCTION 

1. Intermediate Range 
Monitors 

a. Neutron Flux - High 

b. lnop 

2. Average Power Range 
Monitors 

a. Neutron Flux - High 
(Setdown) 

b. Simulated Thermal 
Power- High 

RPS Instrumentation (After Implementation of PRNM Upgrade) 
3.3.1.1 

Table 3.3.1.1-1(page1 of4) 
Reactor Protection System Instrumentation 

APPLICABLE CONDITIONS 
MODES OR REQUIRED REFERENCED 

OTHER CHANNELS FROM 
SPECIFIED PER TRIP REQUIRED SURVEILLANCE ALLOWABLE 

CONDITIONS SYSTEM ACTION D.1 REQUIREMENTS VALUE 

2 3 G SR 3.3.1.1.1 <'._ 122/125 
SR 3.3.1.1.3 divisions of full 
SR 3.3.1.1.5 scale 
SR 3.3.1.1.6 
SR 3.3.1.1.10 
SR 3.3.1.1.14 

5(•) 3 H SR 3.3.1.1.1 <'._ 122/125 
SR 3.3.1.1.4 divisions of full 
SR 3.3.1.1.10 scale 
SR 3.3.1.1.14 

2 3 G SR 3.3.1.1.3 NA 
SR 3.3.1.1.14 

51•) 3 H SR 3.3.1.1.4 NA 
SR 3.3.1.1.14 

2 3lb) G SR 3.3.1.1.1 <::. 20% RTP 
SR 3.3.1.1.6 
SR 3.3.1.1.7 
SR 3.3.1.1.1 old).le> 
SR 3.3.1.1.16 

3lb) F SR 3.3.1.1.1 <::. 0.62W + 62.9% RTP 
SR 3.3.1.1.2 and<'.. 114.9% RTPlc) 
SR 3.3.1.1.7 
SR 3.3.1.1.101d).le> 
SR 3.3.1.1.16 

(a) With any control rod withdrawn from a core cell containing one or more fuel assemblies. 

(b) Each APRM/OPRM channel provides inputs to both trip systems. 

(c) :5 0.62W + 59.8% RTP and::; 114.9% RTP when reset for single loop operation per LCO 3.4.1, "Recirculation 
Loops Operating." 

(d) If the as-found channel setpoint is outside its predefined as-found tolerance, then the channel shall be 
evaluated to verify that it is functioning as required before returning the channel to service. 

(e) The instrument channel setpoint shall be reset to a value that is within the as-left tolerance around the Limiting 
Trip Setpoint (L TSP) at the completion of the surveillance; otherwise, the channel shall be declared inoperable. 
Setpoints more conservative than the L TSP are acceptable provided that the as-found and as-left tolerances 
apply to the actual setpoint implemented in the surveillance procedures (Nominal Trip Setpoint) to confirm 
channel performance. The L TSP and the methodologies used to determine the as-found and as-left tolerances 
are specified in the Licensee Controlled Specifications 

Columbia Generating Station 3.3.1.1-15 Amendment No. -1-W ~ ~ 241 



8. 

9. 

10. 

11. 

(a) 

FUNCTION 

Turbine Throttle Valve -
Closure 

Turbine Governor Valve 
Fast Closure, Trip Oil 
Pressure - Low 

Reactor Mode Switch -
Shutdown Position 

Manual Scram 

RPS Instrumentation (After Implementation of PRNM Upgrade) 
3.3.1.f 

Table 3.3.1.1-1 (page 4 of 4) 
Reactor Protection System Instrumentation 

APPLICABLE CONDITIONS 
MODES OR REQUIRED REFERENCED 

OTHER CHANNELS FROM 
SPECIFIED PER TRIP REQUIRED SURVEILLANCE ALLOWABLE 

CONDITIONS SYSTEM ACTION D.1 REQUIREMENTS VALUE 

2 29.5% RTP 4 E SR 3.3.1.1.8 ~ 7% closed 
SR 3.3.1.1.10 
SR 3.3.1.1.12 
SR 3.3.1.1.14 
SR 3.3.1.1.15 

2 29.5% RTP 2 E SR 3.3.1.1.8 2 1000 psig 
SR 3.3.1.1.10 
SR 3.3.1.1.12 
SR 3.3.1.1.14 
SR 3.3.1.1.15 

1,2 2 G SR 3.3.1.1.13 NA 
SR 3.3.1.1.14 

5<•) 2 H SR 3.3.1.1.13 
SR 3.3.1.1.14 NA 

1,2 2 G SR 3.3.1.1.4 NA 
SR 3.3.1.1.14 

5<•) 2 H SR 3.3.1.1.4 NA 
SR 3.3.1.1.14 

With any control rod withdrawn from a core cell containing one or more fuel assemblies. 

Columbia Generating Station 3.3.1.1-18 Amendment No. ~ ~ ~ 241 



EOC-RPT Instrumentation 
3.3.4.1 

3.3 INSTRUMENTATION 

3.3.4.1 End of Cycle Recirculation Pump Trip (EOC-RPT) Instrumentation 

LCO 3.3.4.1 

APPLICABILITY: 

ACTIONS 

a. Two channels per trip system for each EOC-RPT instrumentation 
Function listed below shall be OPERABLE: 

1. Turbine Throttle Valve (TTV) - Closure; and 

2. Turbine Governor Valve (TGV) Fast Closure, Trip Oil Pressure 
- Low. 

b. LCO 3.2.2, "MINIMUM CRITICAL POWER RATIO (MCPR}," limits 
for inoperable EOC-RPT as specified in the COLR are made 
applicable. 

THERMAL POWER~ 29.5% RTP. 

------------------------------------------------------------N 0 TE-----------------------------------------------------------
S e para t e Condition entry is allowed for each channel. 

CONDITION 

A. One or more required 
channels inoperable. 

A.1 

OR 

REQUIRED ACTION 

Restore channel to 
OPERABLE status. 

A. 2 ---------------N 0 TE-------------
N ot applicable if inoperable 
channel is the result of an 
inoperable breaker. 

Place channel in trip. 

COMPLETION TIME 

72 hours 

72 hours 

Columbia Generating Station 3.3.4.1-1 Amendment No. +M1,4-99 22-5 241 



ACTIONS 

CONDITION 

B. One or more Functions B.1 
with EOC-RPT trip 
capability not 
maintained. OR 

AND B.2 

MCPR limit for 
inoperable EOC-RPT 
not made applicable. 

C. Required Action and C.1 
associated Completion 
Time not met. 

OR 

C.2 

SURVEILLANCE REQUIREMENTS 

REQUIRED ACTION 

Restore EOC-RPT trip 
capability. 

Apply the MCPR limit for 
inoperable EOC-RPT as 
specified in the COLR. 

Remove the associated 
recirculation pump from 
service. 

Reduce THERMAL 
POWER to< 29.5% RTP. 

EOC-RPT Instrumentation 
3.3.4.1 

COMPLETION TIME 

2 hours 

2 hours 

4 hours 

4 hours 

------------------------------------------------------------N 0 TE-----------------------------------------------------------
Wh en a channel is placed in an inoperable status solely for performance of required 
Surveillances, entry into associated Conditions and Required Actions may be delayed for up to 
6 hours provided the associated Function maintains EOC-RPT trip capability. 

SURVEILLANCE 

SR 3.3.4.1.1 Perform CHANNEL FUNCTIONAL TEST. 

Columbia Generating Station 3.3.4.1-2 

FREQUENCY 

In accordance 
with the 
Surveillance 
Frequency 
Control Program 

Amendment No. ~.+99 ~ ~ 241 



EOC-RPT Instrumentation 
3.3.4.1 

SURVEILLANCE REQUIREMENTS 

SURVEILLANCE FREQUENCY 

SR 3.3.4.1.2.a Perform CHANNEL CALIBRATION. The Allowable In accordance with 
Value shall be: the Surveillance 

Frequency Control 
TTV - Closure: ~ 7% closed. Program 

SR 3.3.4.1.2.b Perform CHANNEL CALIBRATION. The Allowable In accordance with 
Value shall be: the Surveillance 

Frequency Control 
TGV Fast Closure, Trip Oil Pressure - Low: Program 
~ 1000 psig. 

SR 3.3.4.1.3 Verify TTV - Closure and TGV Fast Closure, Trip In accordance with 
Oil Pressure - Low Functions are not bypassed the Surveillance 
when THERMAL POWER is~ 29.5% RTP. Frequency Control 

Program 

SR 3.3.4.1.4 Perform LOGIC SYSTEM FUNCTIONAL TEST, In accordance with 
including breaker actuation. the Surveillance 

Frequency Control 
Program 

SR 3.3.4.1.5 -------------------------------N 0 TE------------------------------
Breaker arc suppression time may be assumed from 
the most recent performance of SR 3.3.4.1.6. 
---------------------------------------------------------------------

Verify the EOC-RPT SYSTEM RESPONSE TIME is In accordance with 
within limits. the Surveillance 

Frequency Control 
Program 

SR 3.3.4.1.6 Determine RPT breaker arc suppression time. In accordance with 
the Surveillance 
Frequency Control 
Program 

Columbia Generating Station 3.3.4.1-3 Amendment No. 168,169 225 2-J8 241 



Primary Containment Isolation Instrumentation 
3.3.6.1 

Table 3.3.6.1-1 (page 1 of 6) 
Primary Containment Isolation Instrumentation 

APPLICABLE CONDITIONS 
MODES OR REQUIRED REFERENCED 

OTHER CHANNELS FROM 
SPECIFIED PER TRIP REQUIRED SURVEILLANCE ALLOWABLE 

FUNCTION CONDITIONS SYSTEM ACTION C.1 REQUIREMENTS VALUE 

1. Main Steam Line 
Isolation 

a. Reactor Vessel 1, 2, 3 2 D SR 3.3.6.1.1 ~ -142.3 inches 
Water Level - Low SR 3.3.6.1.2 
Low Low, Level 1 SR 3.3.6.1.4 

SR 3.3.6.1.6 
SR 3.3.6.1.7 

b. Main Steam Line 2 E SR 3.3.6.1.2 ~ 804 psig 
Pressure - Low SR 3.3.6.1.4 

SR 3.3.6.1.6 
SR 3.3.6.1. 7 

c. Main Steam Line 1, 2, 3 2 per D SR 3.3.6.1.1 ~ 137.9 psid 
Flow- High MSL SR 3.3.6.1.2 

SR 3.3.6.1.4 
SR 3.3.6.1.6 
SR 3.3.6.1.7 

d. Condenser Vacuum 1 , 2(a), 3(a) 2 D SR 3.3.6.1.2 ~ 7.2 inches 
- Low SR 3.3.6.1.4 Hg vacuum 

SR 3.3.6.1.6 

e. Main Steam Tunnel 1, 2, 3 2 D SR 3.3.6.1.3 ~ 170°F 
Temperature - High SR 3.3.6.1.4 

SR 3.3.6.1.6 

f. Main Steam Tunnel 1,2,3 2 D SR 3.3.6.1.3 ~ 90°F 
Differential SR 3.3.6.1.4 
Temperature - High SR 3.3.6.1.6 

g. Manual Initiation 1, 2, 3 4 G SR 3.3.6.1.6 NA 

2. Primary Containment 
Isolation 

a. Reactor Vessel 1, 2, 3 2 F SR 3.3.6.1.1 ~ 9.5 inches 
Water Level - Low, SR 3.3.6.1.2 
Level 3 SR 3.3.6.1.4 

SR 3.3.6.1.6 

(a) With any turbine throttle valve not closed. 

Columbia Generating Station 3.3.6.1-5 Amendment No. 2-+4,2-:t-9,22a, 241 



UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D.C. 20555-0001 

SAFETY EVALUATION BY THE OFFICE OF NUCLEAR REACTOR REGULATION 

RELATED TO AMENDMENT NO. 241 TO 

RENEWED FACILITY OPERATING LICENSE NO. NPF-21 

ENERGY NORTHWEST 

COLUMBIA GENERATING STATION 

DOCKET NO. 50-397 

1.0 INTRODUCTION 

By application dated June 28, 2016 (Reference 1 ), as supplemented by letters dated August 18, 
2016 (Reference 2), November 10, 2016 (Reference 3), December 8, 2016 (Reference 4), 
December 12, 2016 (Reference 5), January 9, 2017 (Reference 6), January 12, 2017 
(Reference 7), February 16, 2017 (Reference 8), February 21, 2017 (Reference 9), and 
March 7, 2017 (Reference 10), Energy Northwest (EN, the licensee) requested changes to the 
technical specifications (TSs) to Renewed Facility Operating License No. NPF-21 for the 
Columbia Generating Station (CGS). The requested change would revise the operating license 
and TSs to implement an increase in rated thermal power (RTP) from the current licensed 
thermal power (CL TP) of 3486 megawatts thermal (MWt) to a measurement uncertainty 
recapture (MUR) thermal power of 3544 MWt. 

The supplemental letters dated November 10, 2016, December 8, 2016, December 12, 2016, 
January 9, 2017, January 12, 2017, February 16, 2017, February 21, 2017, and March 7, 2017, 
provided additional information that clarified the application, did not expand the scope of the 
application as originally noticed, and did not change the U.S. Nuclear Regulatory Commission 
(NRC) staff's original proposed no significant hazards consideration determination as published 
in the Federal Registeron October 4, 2016 (81 FR 68470). 

1.1 Technical and Regulatory Background 

Nuclear power plants are licensed to operate at a specified maximum core thermal power, often 
called RTP. Appendix K, "ECCS [Emergency Core Cooling System] Evaluation Models,'' of 
Title 1 O of the Code of Federal Regulations (10 CFR), Part 50, formerly required licensees to 
assume that the reactor has been operating continuously at a power level at least 1.02 times the 
licensed power level when performing loss-of-coolant accident (LOCA) and ECCS analyses. 
This requirement was included to ensure that instrumentation uncertainties were adequately 
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accounted for in the safety analyses. In practice, many of the design bases analyses assumed 
a 2 percent power uncertainty, consistent with 10 CFR Part 50, Appendix K. 

A change to the Commission's regulations in 10 CFR Part 50, Appendix K, was published in the 
Federal Register on June 1, 2000 (65 FR 34913), which became effective July 31, 2000. This 
change allows licensees to use a power level less than 1.02 times the RTP for the LOCA and 
ECCS analyses, but not a power level less than the licensed power level, based on the use of 
state-of-the art feedwater (FW) flow measurement devices that provide a more accurate 
calculation of power. Licensees can use a lower uncertainty in the LOCA and ECCS analyses 
provided that the licensee has demonstrated that the proposed value adequately accounts for 
instrumentation uncertainties. As there continues to be substantial conservatism in other 
Appendix K requirements, sufficient margin to ECCS performance in the event of a LOCA is 
preserved. 

However, this change to 1 O CFR 50, Appendix K, did not authorize increases in licensed power 
levels for individual nuclear power plants. As the licensed power level for a plant is contained in 
its operating license, licensees seeking to raise the licensed power level must submit an LAR, 
which must be reviewed and approved by the NRC staff. 

In order to provide guidance to licensees seeking an MUR power uprate on the basis of 
improved FW flow measurement, the NRC issued a Regulatory Issue Summary (RIS). This RIS 
provides guidance to licensees on the scope and detail of the information that should be 
provided to the NRC staff for MUR power uprate LARs. ARIS does not constitute an NRC 
requirement, its use aids licensees in the preparation of their MUR power uprate LAR, while 
also providing guidance to the NRC staff for the conduct of its review. 

In existing nuclear power plants, the neutron flux instrumentation continuously indicates the 
RTP. This instrumentation must be periodically calibrated to accommodate the effects of fuel 
burnup, flux pattern changes, and instrumentation setpoint drift. The RTP generated by a 
nuclear power plant is determined by steam plant calorimetry, which is the process of 
performing a heat balance around the nuclear steam supply system (called a calorimetric). The 
accuracy of this calculation depends primarily upon the accuracy of feedwater flow rate and net 
enthalpy measurements. As such, an accurate measurement of feedwater flow rate and 
temperature is necessary for an accurate calibration of the nuclear instrumentation. Of the two 
parameters, flow rate and temperature, the most important in terms of calibration sensitivity is 
the feedwater flow rate. 

The instruments originally installed to measure feedwater flow rate in existing nuclear power 
plants were usually a venturi or a flow nozzle, each of which generates a differential pressure 
proportional to the feedwater velocity in the pipe. However, errors in the determination of flow 
rate can be introduced due to venturi fouling and, to a lesser extent, flow nozzle fouling, the 
transmitter, and the analog-to-digital converter. 1 As a result of the desire to reduce flow 
instrumentation uncertainty to enable operation of the plant at a higher power while remaining 
bounded by the accident analyses, the industry assessed alternate flow rate measurement 
techniques and found that ultrasonic flow meters are a viable alternative. Ultrasonic flow meters 
are based on computer-controlled electronic transducers that do not have differential pressure 
elements that are susceptible to fouling. 

1 "Venturi" will generally be used in the remainder of this document to reference both venturi and flow 
nozzles. 
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The licensee intends to use Ultrasonic flow meters developed by the Cameron International 
Corporation (Cameron, formerly known as Caldon Ultrasonic Inc. (Caldon)), specifically the 
leading edge flow meter (LEFM) CheckPlus System, which provides a more accurate 
measurement of feedwater flow as compared to the accuracy of the venturi flow meter-based 
instrumentation originally installed at Columbia Generating Station. Installation of these 
ultrasonic flow meters to measure FW flow would allow the licensee to operate the plant with a 
reduced instrument uncertainty margin and an increased power level in comparison to its 
currently licensed thermal power (CL TP). 

The Cameron LEFM CheckPlus System was developed over a number of years. Cameron 
submitted a topical report that describes the LEFM and includes calculations of power 
measurement uncertainty obtained using a Check system in a typical two-loop pressurized
water reactor or a two-feedwater-line boiling-water reactor. This topical report also provides 
guidance for determining plant-specific power calorimetric uncertainties. The NRC staff later 
approved the use of this topical report, via a safety evaluation, for an exemption to the 2 percent 
uncertainty requirements in 10 CFR 50, Appendix K, which allowed a 1 percent power uprate 
using the LEFM. Following the publication of the changes to 1 O CFR 50, Appendix K, which 
allowed for an uncertainty less than 2 percent, Cameron submitted another topical report. The 
NRC staff also approved this topical report, via a safety evaluation, for use in a power uprate of 
up to 1.7 percent using the CheckPlus system. The references and details of the topical reports 
and approval safety evaluations are discussed in detail in Section 2.1.1 below. 

Columbia Generating Station was originally designed with feedwater flow and temperature 
instrumentation consisting of feedwater measurement nozzles, differential pressure transmitters, 
and thermocouples. Although the CheckPlus ultrasonic flow meter system will be installed as 
part of the implementation of this power uprate, existing feedwater flow and temperature 
instrumentation will be retained and used for comparison monitoring of the LEFM system and as 
a backup feedwater flow measurement when needed. 

2.0 TECHNICAL EVALUATION 

2.1 Instrumentation and Controls 

2.1.1 Regulatory Evaluation 

Nuclear power plants are licensed to operate at a specified core thermal power. Appendix K, 
"ECCS [Emergency Core Cooling System] Evaluation Models," to Title 1 O of the Code of 
Federal Regulations (1 O CFR) Part 50, "Domestic Licensing of Production and Utilization 
Facilities," requires ECCS analyses to assume "that the reactor has been operating 
continuously at a power level at least 1.02 times the licensed power level (to allow for 
instrumentation error) .... " Alternatively, Appendix K allows such analyses to assume a value 
lower than the specified 102 percent, but not less than the licensed thermal power level, 
"provided the proposed alternative value has been demonstrated to account for uncertainties 
due to power level instrumentation error." 

This allowance gives licensees the option of justifying a power uprate with reduced margin 
between the licensed power level and the power level assumed in the ECCS analysis by using 
more accurate instrumentation to calculate the reactor thermal power. Because the maximum 
power level of a nuclear plant is a licensed limit, the NRC must review and approve a proposal 
to raise the licensed power level under the license amendment process. The license 
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amendment request (LAR) should include a justification for the reduced power measurement 
uncertainty to support the proposed power uprate. 

The licensee's LAR (Reference 1 ), to apply more accurate instrumentation and reduce the 
power measurement uncertainty, was based on Topical Report {TR) Engineering Report 
(ER)-80P, (Reference 11), and its supplement TR ER-157P, Revision 8 (Reference 12), which 
describe the Cameron (formerly Caldon) Leading Edge Flow Meter (LEFM) CheckPlus TM 

System for the measurement of feedwater flow and provide a generic basis for the proposed 
power uprate. These TRs were approved by the NRC safety evaluations (SEs) for TR ER-SOP 
(Reference 13) and for TR ER-157P, Revision 8 (Reference 14). 

The NRC staff also considered the guidance in Regulatory Issue Summary (RIS) 2002-03, 
"Guidance on the Content of Measurement Uncertainty Recapture Power Uprate Applications" 
(Reference 15), in its review of the licensee's submittals for the proposed power uprate request. 
By following the regulatory summary guidance provided in RIS 2002-03, the requirements of 
10 CFR Part 50, Appendix K are satisfied. 

The NRC also reviewed the regulatory requirements related to the content of the TS as set forth 
in 10 CFR 50.36, "Technical specifications," to this LAR, which requires that the TS include 
limiting safety system settings (LSSSs). This regulation requires, in part, that ''where a limiting 
safety system setting is specified for a variable on which a safety limit has been placed, the 
setting must be so chosen that automatic protective action will correct the abnormal situation 
before a safety limit is exceeded." Accordingly, the limits for instrument channels that initiate 
protective functions must be included in the TS. 

In accordance with General Design Criterion (GDC) 20, "Protection system functions," of 
Appendix A, "General Design Criteria for Nuclear Power Plants," to 1 O CFR Part 50, "the 
protection system shall be designed (1) to initiate automatically the operation of appropriate 
systems including the reactivity control systems, to assure that specified acceptable fuel design 
limits are not exceeded as a result of anticipated operational occurrences and (2) to sense 
accident conditions and to initiate the operation of systems and components important to 
safety." Adherence to acceptable fuel design limits is called for in GDC 10, "Reactor design"; 
these limits are specified in each plant's core operating limits report (COLR) and maintained as 
a part of the Administrative TS. 

In addition, the review of the LAR, includes Regulatory Guide (RG) 1.105, "Setpoints for 
Safety-Related Instrumentation" (Reference 16), which describes a method acceptable to the 
NRC staff for complying with the NRC regulations for assuring that setpoints for safety-related 
instrumentation are initially within and remain within TS limits. 

Neutron flux instrumentation is calibrated to the core thermal power, which is determined by an 
automatic or manual calculation of the energy balance around the plant nuclear steam supply 
system (NSSS). The accuracy of this calculation depends primarily on the accuracy of 
feedwater flow and feedwater net enthalpy measurements. Feedwater flow is the most 
significant contributor to the core thermal power uncertainty. A more accurate measurement of 
this parameter will result in a more accurate determination of core thermal power. 

Feedwater flow rate is typically measured using a venturi. This device generates a differential 
pressure proportional to the square of the feedwater velocity in the pipe. Due to the need to 
improve flow instrumentation measurement uncertainty, the industry evaluated other flow 
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measurement techniques and found the Cameron Check and LEFM CheckPlus ultrasonic flow 
meters to be a viable alternative. 

2.1.2 Technical Evaluation 

2.1.2.1 Leading Edge Flow Meter Technology, Measurement, and Licensee Instrumentation 
Configuration 

Both the Cameron LEFM Check and LEFM CheckPlus systems use transit time methodology to 
measure fluid velocity. The basis of the transit time methodology for measuring fluid velocity 
and temperature is that ultrasonic pulses transmitted through a fluid stream travel faster in the 
direction of the fluid flow than through the opposite flow. The difference in the upstream and 
downstream traversing times of the ultrasonic pulse is proportional to the fluid velocity in the 
pipe. The temperature is determined using a correlation between the mean propagation velocity 
of the ultrasound pulses in the fluid and the fluid pressure. 

Both systems use multiple diagonal acoustic paths instead of a single diagonal path, allowing 
velocities measured along each path to be numerically integrated over the pipe cross-section to 
determine the average fluid velocity in the pipe. This fluid velocity is multiplied by a velocity 
profile correction factor, the pipe cross-section area, and the fluid density to determine the 
feedwater mass flow rate in the piping. The mean fluid density may be obtained using the 
measured pressure and the derived mean fluid temperature as an input to a table of 
thermodynamic properties of water. The velocity profile correction factor is derived from 
calibration testing of the LEFM in a plant-specific piping model at a calibration laboratory. 

The Cameron LEFM Check System consists of a spool piece with 8 transducers, 2 on each of 
the 4 acoustic paths in a single plane of the spool piece. The velocity measured by any one of 
the 4 acoustic paths is the vector sum of the axial and the transverse components of fluid 
velocity as projected onto the path. The Cameron LEFM CheckPlus System uses 
16 transducers, 8 each in two orthogonal planes of the spool piece. In the Cameron 
LEFM CheckPlus System, when the fluid velocity measured by an acoustic path in one plane is 
averaged with the fluid velocity measured by its companion path in the second plane, the 
transverse components of the two velocities are canceled and the result reflects only the axial 
velocity of the fluid. This makes the numerical integration of four pairs of averaged axial 
velocities and the computation of volumetric flow inherently more accurate than a result 
obtained using four acoustic paths in a single plane. Also, since there are twice as many 
acoustic paths and there are two independent clocks to measure the transit times, errors 
associated with uncertainties in path length and transit time measurements are reduced. 
The NRC staff's review in the area of Instrumentation and Controls covers the proposed 
plant-specific implementation of the feedwater flow measurement technique and the power 
increase gained as a result of implementing this technique, in accordance with the guidelines 
{1.A through 1.H) provided in Section I of Attachment 1 to RIS 2002-03 (Reference 15), which 
relates to 1 O CFR Part 50, Appendix K. The NRC staff conducted its review to confirm that the 
licensee's implementation of the proposed feedwater flow measurement device is consistent 
with NRC staff-approved TR's ER-BOP, Revision O (Reference 13) and ER-157P, Revision 8 
(Reference 14) and that the licensee adequately addressed these requirements in detail. The 
NRC staff also reviewed the power measurement uncertainty calculations to ensure that (1) the 
conservatively proposed uncertainty value of 0.3 percent correctly accounts for all uncertainties 
associated with power level instrumentation errors and (2) the uncertainty calculations meet the 
relevant requirements of 1 O CFR Part 50, Appendix K, as described in Section 2.1.1 in this SE. 
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The licensee provided the information described below regarding the Cameron 
LEFM CheckPlus System feedwater flow measurement technique and its implementation at 
CGS. 

The LEFM CheckPlus spool pieces at CGS are installed in feedwater lines A and B, located in 
straight s~ctions of 24-inch feedwater pipe about 20 feet downstream of the existing feedwater 
flow venturis. Both spool pieces are located far enough away from major hydraulic disturbances 
as required by Cameron installation specifications. The transducers are located in the turbine 
building (TB) steam tunnel at the TB 501 elevation. Testing has been performed to ensure the 
LEFM transducers performance will suffer only negligible degradation due to gamma radiation 
dose. The system control cabinet is located outside the steam tunnel in an area with no 
significant gamma dose. 

The LEFM CheckPlus system at CGS consists of a measurement spool piece meter in each 
feedwater line, two transmitter signal processing units per spool piece and two redundant 
central processing units (CPU). Each measurement spool piece consists of 16 ultrasonic, 
multi-path, transit time transducers divided into 2 planes of eight, 2 four-wire resistance 
temperature detectors (RTDs), and 2 pressure transmitters. 

CGS has two fully redundant plant process computers (PPCs) for the LEFM system. Each PPC 
includes redundant processes to collect data from each of the redundant CPU's in the LEFM 
cabinet. The LEFM system has continuous operating online self-diagnostics to verify the digital 
circuits are operating correctly and within the design-basis uncertainty limits. These diagnostics 
can identify failure conditions that will cause the LEFM to switch from the Check Plus mode to 
the Check or Fail modes. Validated LEFM data including calculated results, status, and signal 
process information is sent to the PPC at regular intervals. These results are compared to 
venturi data and RTD instrument results for further validation. The PPC provides a visual alarm 
upon change in the LEFM system status on the operator overview display screen. A visual 
alarm is also provided for a sustained loss of data between the LEFM and PPC and core 
thermal power calculations automatically revert to calibrated venturi output when the LEFM 
signal is invalid. The PPC also has displays that the operators can use to display detailed 
information about the LEFM connection status and function of the LEFM components. This 
includes detailed information for transducers, the signal processing function, and CPU status. 

The LEFM system will be used in lieu of the current venturi-based feedwater flow indication and 
RTD temperature indication to provide feedwater flow input for the plant thermal heat balance 
calculation. The currently installed feedwater flow venturis will be used if the LEFM is not 
functional. 

The Cameron LEFM CheckPlus system has two operating modes (Normal and Maintenance) 
and a Fail mode. 

• Check Plus Mode (Normal Mode): 

When in the Check Plus mode, a system normal is displayed when all the feedwater flow 
temperature and header pressure signals for feedwater lines A and B are normal and 
operating within design limits. Calculated power level uncertainty associated with the 
LEFM flow measuring system in this condition is less than 0.3 percent. Per the LAR, the 
plant can operate at less than or equal to(~) 3544 MWt when in Check Plus Mode. 
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• Check Mode (Maintenance Mode): 

The LEFM system Check mode indicates a loss of function that causes it to operate 
outside the specified accuracy of ± 0.3 percent. Typically this occurs due to a 
malfunction of a single path or plane and results in an uncertainty increase 
to ± 0.5 percent. When the LEFM system shifts from the Check Plus mode to the Check 
mode, a visual alarm indicates that there has been a loss of LEFM system redundancy. 
In the event of a failure of one path or plane that cannot be restored to full functionality 
within 72 hours, power will be reduced from 3544 MWt to :::; 3537 MWt. 

• Fail Mode 

2.1.2.2 

The LEFM system's Fail mode indicates a loss-of-function that causes the LEFM system 
to operate outside the specified accuracy envelope of± 0.5 percent. In this case the 
power level uncertainty reverts to the 2.0 percent associated with the venturi flow meters 
and power will be reduced to :::; 34S6 MWt within 72 hours if LEFM functionality cannot 
be restored. 

License Amendment Request Compliance with RIS 2002-03, Attachment 1, 
Section I, Items 1.A through 1.H 

Attachment 1, Section I, Items 1.A through 1.C 

Items 1.A, 1.8, and 1.C in Section I of Attachment 1 to RIS 2002-03 (Reference 15) guide 
licensees in identifying the approved TR's, provides references to the NRC's approval of the 
measurement technique, and discusses the plant-specific implementation of the guidelines in 
the TR and the NRG staff's approval of the feedwater flow measurement technique, 
respectively. 

In its LAR (Reference 1 ), the licensee identified TRs ER-SOP, Revision O (Reference 11) and 
ER-157P, Revision S (Reference 12) applicable to the Cameron LEFM CheckPlus System. The 
licensee also referenced the NRG SEs for TR ER-SOP, Revision O (Reference 13), and 
TR ER-157P Revision S (Reference 14). In its discussion of Item 1.C in the LAR, the licensee 
stated that the LEFM CheckPlus System is permanently installed in CGS according to the 
appropriate Cameron installation and testing procedures. 

Based on its review of the licensee's submittals as discussed above, the NRG staff finds that the 
licensee has sufficiently addressed the plant-specific implementation of the Cameron 
LEFM CheckPlus System using proper TR guidelines. Therefore, the licensee's description of 
the feedwater flow measurement technique and implementation of the power uprate using this 
technique follows the guidance in Items 1.A through 1.C of Section I of Attachment 1 to 
RIS 2002-03 and meets the regulatory requirements of 1 O CFR Part 50, Appendix K. 

Item 1.D 

Item 1.D in Section I of Attachment 1 to RIS 2002-03 (Reference 15) guides licensees in 
addressing nine criteria that the NRG staff stated in its SEs on TRs ER-SOP, Revision 0 
(Reference 13) and ER-157P, Revision S (Reference 14) when implementing the feedwater flow 
measurement uncertainty technique. The NRG staff's SEs on TRs ER-SOP, Revision 0 and ER-
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157P, Revision 8 include nine plant-specific criteria to be addressed by the licensee referencing 
these TRs for power uprate. The licensee addressed each of the following criteria: 

(1) The licensee should discuss the maintenance and calibration procedures that will be 
implemented with the incorporation of the LEFM. These procedures should include 
processes and contingencies for an inoperable LEFM and the effect on thermal power 
measurement and plant operation. 

The licensee stated that installation of the LEFMs included development of the 
necessary procedures and documents required for maintenance and calibration of the 
LEFM system. Plant maintenance and calibration procedures have been revised to 
incorporate Cameron's maintenance and calibration requirements, and preventative 
maintenance scope and frequency are based on vendor recommendations. 

For instrumentation other than the LEFM system that contributes to the thermal power 
heat balance calculation, calibration and maintenance are performed using existing site 
procedures. The LEFM system software and the PPC software configuration is 
maintained using existing CGS procedures. Configuration of the hardware associated 
with the LEFM system and the instrumentation that contributes to the heat balance 
calculation is maintained in accordance with CGS configuration control procedures. 

Items 1.G and 1.H in Section I of Attachment 1 to RIS 2002-03, discusses contingency 
plans for plant operation with an inoperable LEFM, which is discussed below in this SE. 

Based on its review of the licensee submittals, the NRC staff concludes that the licensee 
adequately addressed Criterion 1. 

(2) For plants that currently have LEFMs installed, provide an evaluation of the operational 
and maintenance history of the installation and confirm that the installed instrumentation 
is representative of the LEFM system and bounds the analysis and assumptions set 
forth in TR ER-80P, Revision 0. 

In the LAR, the licensee stated that the LEFMs were installed at CGS in 2015. Since 
then, the LEFM system has been used to supply feedwater flow input to the PPC core 
thermal power calculation and the plant has remained below CL TP. Following 
installation, testing was performed, which included an inservice leak test, comparisons of 
feedwater flow and thermal power calculated by various methods, and final 
commissioning testing. Since commissioning, the licensee has identified three 
maintenance issues that have occurred. The three issues included an incorrect LEFM 
transmitter configuration file and associated configuration control problems, degraded 
transducer signal quality related to loose wiring at the transducers, and LEFM CPU 
lockups due to an error in the LEFM watchdog timer configuration settings. All three 
issues have been entered into CGS's corrective action program and the licensee has 
been working with Cameron to address the issues. As part of a request for additional 
information (RAI), the NRC staff requested the status of the corrective actions identified 
above. In the RAI response dated January 12, 2017 (Reference 7), the licensee 
indicated that the software updates were completed in December 2016, which will allow 
the licensee to run the LEFM system for an extended monitoring period to ensure the 
corrective actions were adequate and detect potential maintenance issues before 
implementation of this MUR. During this time, credit for the LEFM system will not be 
taken. In addition, the hardware repairs/replacement is scheduled for completion during 
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the 2017 Refueling Outage No. 23. The LEFM system will be recommissioned after 
repairs to certify functionality. 

Based on its review of the licensee submittals, the NRC staff concludes that the licensee 
adequately addressed Criterion 2. 

(3) The licensee should confirm that the methodology used to calculate the uncertainty of 
the LEFM in comparison to the current feedwater instrumentation is based on accepted 
plant setpoint methodology (with regard to the development of instrument uncertainty). If 
an alternative approach is used, the application should be justified and applied to both 
venturi and the LEFM for comparison. 

The licensee stated that the methodology used to calculate the LEFM uncertainty is 
based on accepted plant setpoint methodology. The licensee stated that the 
methodology is based on American Society of Mechanical Engineers (ASME) 
Performance Test Code {PTC) 19.1-1985 (Reference 17) and International Society of 
Automation (ISA) ISA-RP67.04.02-2000 (Reference 18), which is consistent with the 
approved methodology in TR ER-BOP, Revision 0, as supplemented by ER-
157P, Revision 8. 

Based on the discussion above and the NRC staff's review of the licensee's submittals, 
the NRC staff concludes that the licensee adequately addressed Criterion 3. 

(4) For plant installation where the ultrasonic meter (including LEFM) was not installed with 
flow elements calibrated to a site-specific piping configuration (flow profiles and meter 
factors are not representative of the plant-specific installation), licensees should provide 
additional justification for its use. The justification should show that the meter installation 
is either independent of the plant-specific flow profile for the stated accuracy, or that the 
installation can be shown to be equivalent to known calibrations and plant configurations 
for the specific installation, including the propagation of flow profile effects at higher 
Reynolds numbers. Additionally, for previously installed calibrated elements, licensees 
should confirm that the piping configuration remains bounding for the original LEFM 
installation and calibration assumptions. 

The licensee stated that this criterion is not applicable to CGS. The calibration factors 
for the CGS ultrasonic LEFM flow meters were established by tests of the flow meters at 
Alden Research Laboratory (ARL). These tests were performed on a full-scale model of 
the CGS hydraulic geometry. Cameron Reports ER-1049 (Reference 19), and ER-107 4 
(Reference 20), include discussion of the impact of the plant-specific installation factors 
on the feedwater measurement uncertainty. The test configurations modeled the portion 
of piping upstream of the LEFM spool pieces and the licensee stated that there were no 
significant differences between the CGS feedwater piping configuration and the test 
configuration used at ARL. 

Based on the information given above and the NRC staff's review of the licensee's 
submitted calibration data in Cameron Engineering Reports ER-1049 and ER-107 4, the 
NRC staff concludes that the licensee adequately addressed Criterion 4. 

(5) Continued operation at the pre-failure power level for a pre-determined time, and the 
decrease in power that must occur following that time, are plant-specific and must be 
acceptably justified. 
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The licensee stated that the plant-specific justification for continued operation at the 
pre-failure level for a pre-determined time and the actions to be taken in the event that 
time is exceeded (i.e., power reduction), is provided in the response to Criterion 1 and in 
the licensee's response to 1.G and 1.H, below. 

The NRC staff has reviewed the licensee's response and finds it acceptable. 

(6) A CheckPlus operating with a single failure is not identical to an LEFM Check. Although 
the effect on hydraulic behavior is expected to be negligible, this must be acceptably 
quantified if a licensee wishes to operate using the degraded CheckPlus at an increased 
uncertainty. 

The licensee stated that Cameron Report ER-1049 identifies that the total thermal power 
uncertainty approach used results for uncertainty in the CGS LEFM CheckPlus system 
measurement in the LEFM Check Plus mode and in the Check mode. The LEFM 
CheckPlus system is in Check mode when one or both LEFM system meters are in the 
Check mode and not in Fail mode. The total uncertainty of the LEFM CheckPlus system 
operating in the Check mode was evaluated in Cameron Report ER-1074 and resulted in 
the increased uncertainty. 

The NRC staff has reviewed the licensee's response after reviewing the identified 
reports and finds it acceptable. 

(7) An applicant with a comparable geometry can reference the findings in the NRC staff's 
SE for ER-157P, Revision 8, Section 3.2.1, to support a conclusion that downstream 
geometry does not have a significant influence on CheckPlus calibration. However, 
CheckPlus test results do not apply to a Check and downstream effects with use of a 
CheckPlus with disabled components that make the CheckPlus comparable to a Check 
must be addressed. An acceptable method is to conduct applicable ARL tests. 

The licensee stated that testing was conducted at ARL as discussed in Cameron Report 
ER-1074. The hydraulic model configuration was designed as a hydraulic duplicate of 
the principal hydraulic features of the installation site. The tests conducted at ARL 
verified the use of an LEFM CheckPlus system with disabled components make the 
CheckPlus system comparable to a Check system. The testing supports that the 
downstream geometry does not have a significant influence on the CGS LEFM system 
calibration. 

The NRC staff has reviewed the licensee's response and finds it acceptable. 

(8) An applicant that requests an MUR with the upstream flow straightener configuration, as 
discussed in Section 3.2.2 of the NRC staff's SE for ER-157P, Revision 8, should 
provide justification for claimed CheckPlus uncertainty that extends the justification 
provided in ER-790, "An evaluation of the Impact of 55 Tube Permutit Flow Conditioners 
on the Meter Factor of an LEFM CheckPlus," Revision 1 (Reference 21 ); however, that 
same reference evaluation does not apply to the Check, a comparable evaluation must 
be accomplished if a Check is to be installed downstream of a tubular flow straightener. 

The licensee stated that the LEFM system spool pieces at CGS are both located in the 
feedwater lines downstream of a 90 degree elbow. The venturi flow elements are 
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located upstream of the 90 degree elbow. A flow straightener is located at the inlet to 
each of the venturi flow elements. The arrangement of the 90 degree elbow, the venturi 
flow element, and the flow straightener were all modeled in detail during testing at ARL. 
A full range of flow tests were performed in the normal piping configuration on both 
LEFM meters. Flow testing was also performed by rotating the flow straightener, which 
indicated that it had no significant effect in the LEFM calibration. Additional flow testing 
was performed with inline flow disruptions, half-moon plates at various locations before 
the flow straightener, before the venturi, and before the 90 degree elbow. These flow 
disruptions created significantly larger flow profile asymmetry and flow swirl than existed 
in the normal plant piping configuration. The testing results indicated that actual 
increases in the flow profile asymmetry and flow swirl cause the LEFM meter to indicate 
a more conservative flow. Based on the results of this testing the flow straightener 
located upstream of the venturi is sufficiently far enough upstream of the LEFM meter 
that its effect does not significantly impact the operation of the LEFM in the CheckPlus or 
Check mode. 

The NRC staff has reviewed the licensee's response and finds it acceptable. 

(9) An applicant assuming large uncertainties in steam moisture content should have an 
engineering basis for the distribution of the uncertainties or, alternatively, should ensure 
that its calculations provide margin sufficient to cover the differences per the 
NRG-approved SE of ER-157P, Revision 8 (Reference 14). 

The licensee stated that Columbia conservatively assumes no moisture content in the 
core thermal power uncertainty calculation. This approach is consistent with that 
described in Section 3.2.3 of the NRG-approved SE of ER-157P, Revision 8. The SE 
indicates that assuming a zero moisture content is conservative since the calculated 
power will be greater than actual power for those cases. No uncertainty is necessary if 
there is no moisture and therefore this criterion is not applicable to Columbia. 

The NRC staff has reviewed the licensee's response and finds it acceptable. 

Based on its review of the licensee's submittals as discussed above, the NRC staff finds that the 
licensee has sufficiently addressed the nine plant-specific criteria stated in the SEs for TRs 
ER-SOP, Revision 0 and ER-157P, Revision 8, and therefore, follows the guidance in Item 1.D 
of Section I, Attachment 1 to RIS 2002-03, and meets the regulatory requirements of 
10 CFR Part 50, Appendix K. 

Item 1.E 

Item 1.E in Section I, Attachment 1 to RIS 2002-03, guides licensees to submit a plant-specific 
total power measurement uncertainty calculation, explicitly identifying all parameters and their 
individual contributions to the power uncertainty. 

To address 1. E of RIS 2002-03, the licensee provided Cameron Report ER-1049 and ER-1074, 
within the LAA, which identified the calculated core thermal power uncertainty at CGS due to 
the LEFM system in in Check Plus mode is ± 0.276 percent and ± 0.485 percent in the Check 
mode. Additionally, these values were rounded up to 0.3 percent and 0.5 percent and utilized in 
the heat balance uncertainty calculation after being established via the calibration tests 
performed at ARL. 
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The NRC staff reviewed these reports and determined that the licensee properly identified all 
the parameters associated with the thermal power measurement uncertainty, provided individual 
measurement uncertainties, and calculated the overall thermal power uncertainty. 

The licensee's setpoint methodology is based on the approved General Electric-Hitachi (GEH) 
setpoint methodology, NEDC-31336P-A, "General Electric Instrument Setpoint Methodology," 
which was approved by the NRC staff (Reference 22). It statistically combines inputs to 
determine the overall uncertainty. Channel statistical allowances are calculated for the 
instrument channels. Dependent parameters are arithmetically combined to form statistically 
independent groups, which are then added to the square root of the sum of the squares for the 
remaining random parameters to determine the overall uncertainty. This methodology is 
consistent with the vendor's determination of the uncertainty of the Cameron LEFM CheckPlus 
System, as described in the referenced NRG-approved TR's ER-BOP, Revision O and ER-157P, 
Revision B. 

As a result, the NRC staff finds that the licensee has provided calculations of the total power 
measurement uncertainty at the plant, explicitly identifying all parameters and their individual 
contributions to the overall thermal power uncertainty. Therefore, the licensee has adequately 
addressed the guidance in Item 1.E in Section I of Attachment 1 to RIS 2002-03 and has met 
the regulatory requirements of 1 O CFR Part 50, Appendix K. 

Item 1.F 

Item 1.F in Section I of Attachment 1 to RIS 2002-03, guides licensees in providing information 
to address the specified aspects of the calibration and maintenance procedures related to all 
instruments that affect the plant thermal heat balance calculation. 

In the LAR, the licensee addressed each of the five aspects of the calibration and maintenance 
procedures listed in Item 1.F of RIS 2002-03, as follows: 

(1) Maintaining Calibration 

The licensee stated that LEFM hardware and instrumentation calibration and 
maintenance will be performed using procedures based on the appropriate Cameron 
LEFM CheckPlus System maintenance and calibration requirements, thus ensuring that 
the LEFM remains bounded by the TR ER-BOP, Revision O analysis and assumptions. 
For instrumentation other than the LEFM system that contributes to the thermal power 
heat balance computation, calibration and maintenance is performed periodically using 
existing site procedures. 

(2) Controlling Hardware and Software Configuration 

The licensee stated that LEFM system software and PPC software configuration is 
maintained using existing CGS procedures, which include verification and validation of 
changes to software configuration. Configuration of the hardware associated with the 
LEFM system and the instrumentation that contributes to the heat balance calculation is 
maintained in accordance with CGS configuration control procedures. 
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(3) Performing Corrective Actions 

The licensee stated that plant instrumentation that contributes to the thermal power heat 
balance computation, including the LEFM inputs, will be monitored by CGS personnel. 
Problems detected are documented per the CGS corrective action program, with 
necessary followup actions planned and implemented. 

(4) Reporting Deficiencies to the Manufacturer 

The licensee stated that conditions found to be adverse to quality (as defined in 
10 CFR Part 50, Appendix B, "Quality Assurance Criteria for Nuclear Power Plants and 
Fuel Reprocessing Plants") will be documented per the CGS corrective action program 
and reported to the vendor, as needed, to support corrective action. 

(5) Receiving and Addressing Manufacturer Deficiency Reports 

The licensee stated CGS has existing processes for addressing manufacturer's 
deficiency reports. Such deficiencies will be documented in the CGS corrective action 
program. 

The NRC staff's review of the above information found that the licensee addressed the 
calibration and maintenance aspects of the Cameron LEFM CheckPlus System and all 
other instruments affecting the thermal power heat balance computation. Therefore, the 
NRC staff finds that the licensee has met the guidance in Item 1.F of Section I of 
Attachment 1 to RIS 2002-03 and the regulatory requirements of 1 O CFR Part 50, 
Appendix K. 

Items 1.G and 1.H 

Items 1.G and 1.H in Section I of Attachment 1 to RIS 2002-03, guide licensees to provide a 
proposed allowed outage time (AOT) for the instrument and to propose actions to reduce power 
if the AOT is exceeded. 

The licensee proposed a 72-hour AOT for operation at any power level above the CL TP of 
3486 MWt with the LEFM in Fail mode, provided steady-state conditions persist throughout the 
AOT. The licensee's basis for the proposed 72-hour AOT are as follows: 

• The LEFM System continuously performs online self-diagnostics to verify the system 
operation is within design-basis uncertainty limits. Any out-of-specification condition for 
either LEFM will result in a self-diagnostic alarm condition. Each LEFM consists of two 
measurement planes 90 degrees apart with four acoustic paths, made up of two 
transducers per path, per plane. The LEFM is operating in Check Plus mode when all 
acoustic paths (16 total transducers) are operational. A failed transducer in one 
measurement plane will cause the affected measurement plane to be non-functional. 
The LEFM is operating in the Check mode when one of the two measurement planes is 
non-functional. The LEFM is considered failed if both measurement planes are 
non-functional. If the communications links between the LEFM System and the PPC 
fails, the LEFM is considered failed. 

• The proposed licensee-controlled specification (LCS) requires verification that each 
LEFM system meter is in the Check Plus mode every 24 hours. In addition to this 
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confirmation of status, the PPG alarm messages described above, alert the operators if 
the status of the LEFM instrumentation changes. 

• The licensee stated the existing feedwater flow venturi-based signals were calibrated 
using the LEFM system measured feedwater flow at the beginning of Operating 
Cycle 23, following the commissioning of the LEFM. The venturi calibration is 
revalidated and adjusted at the beginning of each cycle when the LEFM is operational at 
full power conditions. During the operating cycle, the input to the PPG from the venturis 
is also adjusted using the ratio between LEFM input and the venturi input. The ratio is 
calculated using 30-minute averaged feedwater flow data from the LEFM and the venturi 
at rated conditions. Feedwater flow input to the core thermal power calculation is 
provided by the existing feedwater flow venturis when LEFM data is not available. The 
NRG staff asked for clarification on how often the feedwater flow venturi data is 
calibrated using the LEFM data. In the licensee's response dated January 12, 2017 
(Reference 7), the licensee stated the LEFM flow calculations are based on a 60-second 
rolling average that is averaged for a 2-hour period and compared to a 2-hour averaged 
venturi calculated flow. This ratio is generated once a minute and then applied to venturi 
flow each minute to produce the LEFM calibrated venturi feedwater flow. Since the 
feedwater flow venturis are corrected to the last validated data from the LEFM system, 
the plant can remain at the MUR thermal power of 3544 MWt for up to 72 hours to enact 
LEFM system repairs. After 72 hours, actions required by the LCS will be taken to 
reduce power to the appropriate level. 

• The licensee stated that although feedwater flow venturi measurement signals may drift 
slightly during the 72-hour period due to fouling of the feedwater flow venturis, such 
fouling results in a higher than actual indication of feedwater flow, which results in an 
overestimation of the calculated thermal heat balance power level. This is conservative 
as the reactor will actually be operating below the calculated power level. 

The 72-hour completion time begins when the PPG screens located at the reactor operator and 
control room supervisor stations begin flashing a predetermined warning. The warnings identify 
the system has changed status from Check Plus to Check mode, the system has changed 
status to Fail mode, or there is a validated loss-of-signal between LEFM and PPG. Methods to 
determine LEFM system status and the cause of alarms are described in the Cameron 
documentation, which will be used to develop specific procedures for operators and 
maintenance response actions. 

In the event the LEFM system is in Fail mode, the heat balance calculation will use the existing 
feedwater venturi flow nozzles until the LEFM system is returned to functional status. To ensure 
that the venturi-based heat balance calculation is consistent with the LEFM system based heat 
balance calculation, the licensee stated they will normalize the venturi-based flow rate to the 
pre-failure LEFM system flow rate. The licensee stated a completion time of 72 hours is 
reasonable because the feedwater flow venturis are periodically calibrated using the LEFM 
instrumentation and subsequent venturi drift is small over the completion time. 

Loss of the data link between the LEFM system and the PPG (beyond that associated with 
anticipated data flow interruptions) or a PPG failure is treated as being in Fail mode and require 
reducing core thermal power to s; 3486 MWt within 72 hours. On loss of data link, the PPG 
initiates automatic actions to restore the connection and core thermal power calculations revert 
to using calibrated venturi inputs. Operator actions to be taken when the LEFM system is not in 
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the normal mode are being added to the LCS in a new LEFM feedwater flow instrumentation 
specification. 

A single path or plane malfunction (Check/Maintenance mode) results in an uncertainty change 
from 0.3 percent to 0.5 percent. In the event of a failure of one path or plane that cannot be 
restored to full functionality (CheckPlus/Normal mode) within 72 hours, power will be reduced to 
3537 MWt. The plant can operate at this power level indefinitely with a single plane of the 
LEFM system. 

The table below shows the proposed maximum allowable power levels for each LEFM mode: 

LEFM Operating Total Power 
Maximum MWt 

Mode Uncertainty% 
Check Plus 
(Normal) 0.3% 3544 

Check 
0.5% 3537 (Maintenance ) 

Fail 2.0% 3486 

Based on the above discussion and the NRG staff's review of the licensee's LAR, RAI 
responses, and Cameron engineering reports, the licensee provided sufficient justifications for 
the proposed AOT and the proposed power reduction actions if the AOT is exceeded. 
Therefore, the licensee has followed the guidance in Items 1.G and 1.H of Section I of 
Attachment 1 to RIS 2002-03 and the NRG staff finds that the licensee has met the regulatory 
requirements of 1 O CFR Part 50, Appendix K. 

2.1.2.3 Changes to Technical Specifications, Protection System Settings, and Emergency 
System Settings 

Section VIII of Attachment 1 to RIS 2002-03, guides licensees in providing information to 
address the changes to the plant's TSs, protection system settings, and/or emergency system 
settings needed to support the power uprate. 

Items 1.A through 1.C 

Items 1.A, 1.B, and 1.C in Section VIII of Attachment 1 to RIS 2002-03, guide licensees in 
providing a description of the change, identification of analyses affected by and/or supporting 
the change, and the justification for the change for any analyses that support and/or are affected 
by the change. 

The NRG staff's evaluation of the identified instrumentation for a new power level is based on 
the analytical limits documented by the licensee in the submitted application, via the revised TS 
pages. 

Based on the above discussion and the NRG staff's review of the licensee's LAR, the NRG staff 
found that the licensee provided sufficient justifications for the proposed TS changes. The NRG 
staff finds that the licensee has followed the guidance in Items 1.A through 1.C in Section VIII of 
Attachment 1 to RIS 2002-03, and has therefore met the regulatory requirements of 
10 CFR Part 50, Appendix K. 
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2.1.3 Instrumentation and Control Summary 

The NRG staff reviewed the licensee's proposed plant-specific implementation of the feedwater 
flow measurement device and the power uncertainty calculations. Based on its review of the 
licensee's LAR, the RAI response and supplements, uncertainty calculations, and referenced 
TR's, the staff finds that the licensee's proposed amendment is consistent with the approved TR 
ER-SOP, Revision O (Reference 13) and its supplement TR ER-157P, Revision 8 
(Reference 14), as well as with the guidance in RIS 2002-03 (Reference 15). Therefore, the 
licensee's proposed amendment meets the relevant requirements of 10 CFR Part 50, 
Appendix K, as described in Section 2.1.1 of this SE. 

The NRG staff finds that the licensee adequately accounted for all instrumentation uncertainties 
in the total thermal power measurement uncertainty calculations and demonstrated that the 
calculations meet the relevant requirements of 10 CFR Part 50, Appendix K and the guidance of 
RIS 2002-03. 

The NRG staff concludes that the proposed TS changes meet the requirements of 
10 CFR 50.36 and the guidance in RG 1.105 (Reference 16). 

Therefore, the NRG staff concludes the Instrumentation and Controls aspect of the proposed 
MUR thermal power uprate is acceptable and meets the regulatory requirements of 
Section 2.1.1 of this SE. 

2.2 Reactor Pressure Vessel and Internals Integrity 

2.2.1 Regulatory Evaluation 

The NRG staff's review in the area of reactor pressure vessel (RPV) integrity for boiling-water 
reactors (BWR) focuses on the impact of the proposed MUR power uprate on the licensee's: 
RPV upper shelf energy (USE) assessment; reactor coolant system (RCS) pressure
temperature (P-T) limits; RPV circumferential and axial welds; RPV surveillance capsule 
withdrawal schedule; and RPV internals and core support materials. The NRG staff's review 
was conducted in accordance with the guidance contained in RIS 2002-03 (Reference 15) to 
verify that the results of the licensee's analyses related to these areas continue to meet the 
applicable requirements following implementation of the proposed MUR. The applicable 
requirements include: 1 O CFR 50.60, "Acceptance criteria for fracture prevention measures for 
lightwater nuclear power reactors for normal operation"; 1 O CFR Part 50, Appendix G, "Fracture 
Toughness Requirements"; 1 O CFR Part 50, Appendix H, "Reactor Vessel Material Surveillance 
Program Requirements"; and 1 O CFR 50.55a, "Codes and standards." 

2.2.2 Background 

The NRG staff's review in the area of reactor internals integrity focuses on the impact of the 
proposed MUR on the integrity of the reactor internals and core support structure components, 
taking into consideration the ability of these components to maintain their safety functions under 
MUR conditions. 

The most recent RPV and internals evaluation performed by the licensee and submitted to the 
NRG for approval is contained in its license renewal application (LRA) dated January 19, 2010 
(Reference 23), as amended through the RAI process. The NRG staff's review and approval of 
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the LAA is documented in NUREG-2123, "Safety Evaluation Report, Related to the License 
Renewal of Columbia Generating Station," Volumes 1 and 2 (Reference 24). The RPV time
limited aging analysis (TLAA) in the LAA that was dispositioned in accordance with 
1 O CFR 54.21 (c)(1 )(ii) has been projected to 54 effective full power years (EFPYs) and 60 years 
of operation. The RPV TLAAs that are impacted by the proposed MUR power uprate are 
evaluated for 51.56 EFPYs in the MUR LAA. The P-T limits TLAA in the LAA were 
dispositioned in accordance with 10 CFR 54.21 (c)(1 )(iii) to manage future changes to the P-T 
limit curves using an NRC staff approved Aging Management Program (AMP). The P-T limit 
curves approved by Amendment No. 193 (Reference 25) are established for 33.1 EFPYs. CGS 
enters the period of extended operation (PEO) on December 20, 2023. 

2.2.3 Pressure-Temperature Limits and Upper Shelf Energy 

2.2.3.1 Regulatory Evaluation 

The fracture toughness requirements for ferritic materials (low alloy steel or carbon steel) in the 
reactor coolant pressure boundary (RCPB) are provided in 1 O CFR Part 50, Appendix G. The 
USE requirements for the RPV beltline region are therefore provided in 1 O CFR Part 50, 
Appendix G. The USE values are used for assessing the safety margins of the RPV beltline 
materials against ductile tearing. Appendix G to 10 CFR Part 50, requires that the RPV beltline 
materials maintain USE values of no less than 50 foot-pounds throughout the operating life of 
the RPV, unless it is demonstrated that lower USE values will provide margins of safety against 
fracture equivalent to those required by the ASME Boiler and Pressure Vessel (B&PV) Code, 
Section XI, Appendix G. The USE values for the RPV beltline materials must account for the 
effects of neutron radiation, as required by 10 CFR Part 50, Appendix G. The NRC staff's 
review of the licensee's USE evaluation addressed the impact of the proposed MUR power 
uprate on the USE values for the RPV beltline materials through the end of the current licensed 
operating period. 

The requirements for calculating P-T limits for the RCS are also provided in 1 O CFR Part 50, 
Appendix G. The P-T limits are established to ensure the structural integrity of the ferritic 
components in the RCPB against non-ductile fracture during any condition of normal operation, 
including anticipated operational occurrences (AOOs) and hydrostatic tests. Appendix G to 
10 CFR Part 50 requires that the P-T limits be at least as conservative as those that would be 
generated using the methods of the ASME B&PV Code, Section XI, Appendix G. Appendix G to 
1 O CFR Part 50 also requires that applicable surveillance data from RPV material surveillance 
programs be incorporated into the calculations of plant-specific P-T limits and that the P-T limits 
for operating reactors be generated using a method that accounts for the effects of neutron 
irradiation on the material properties of the RPV beltline materials. The NRC staff's review of 
the licensee's P-T limits covered the licensee's P-T limits methodology and the current TS P-T 
limit curves for 33.1 EFPYs, considering neutron embrittlement effects on the RPV beltline 
materials under the MUR power uprate conditions. 

The NRC staff's regulatory guidance related to the evaluation of neutron embrittlement for USE 
evaluations and P-T limit curves is found in RG 1.99, "Radiation Embrittlement of Reactor 
Vessel Materials," Revision 2 (Reference 26), which specifies methods for determining the 
projected decrease in USE and adjustments to the reference nil-ductility temperature (RT Nor) for 
the RPV beltline materials as a result of neutron embrittlement, taking into consideration 
credible surveillance data as appropriate. The projected decrease in USE is used to determine 
the USE at the end of the licensed operating period. The adjusted RT Nor (ART) due to neutron 
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embrittlement is the critical material property for calculating P-T limits for the RPV beltline 
region. 

2.2.3.2 Technical Evaluation 

2.2.3.2.1 USE Calculations 

The NRC's requirements for performing USE analyses of ferritic materials (i.e., steel plate or 
forging components) and ferritic welds in the beltline region of the RPV are specified in 
10 CFR Part 50, Appendix G. This regulation requires that the USE values for these RPV 
components to be greater than or equal to 50 foot-pounds at the end of the licensed operating 
period. If the USE cannot be shown to remain above this limit, then the licensee must 
demonstrate that the margins of safety against fracture are equivalent to those required by 
Appendix G of Section XI of the ASME B&PV Code. If the applicable initial unirradiated USE 
values are not available for a material then the USE cannot be shown to stay above 
50 foot-pounds at the end of the licensed operating period. In this situation, the licensee must 
perform an equivalent margin analysis (EMA) to demonstrate equivalence to the requirements 
of Appendix G of Section XI of the ASME B&PV Code (Electric Power Research Institute (EPRI) 
TR-113596, "BWR Vessel and Internals Project BWR Reactor Pressure Vessel Inspection and 
Flaw Evaluation Guidelines (Boiling Water Reactor Vessel and Internals Project (BWRVIP)-74)" 
(Reference 27) provides an NRC staff-approved methodology for performing an EMA). 

Enclosure 9 of the LAR, Section 3.0, "Reactor Coolant and Connected Systems" (Reference 1) 
contains the USE assessment for the MUR power uprate. Enclosure 9 also provides projected 
USE values and associated input values in Table 3-1, "CGS Upper Shelf Energy 60-Year 
License (51.56 EFPY)," and the EMA and associated input values for the limiting RPV beltline 
materials in Table 3-2, "RPV Beltline Plate USE Equivalent Margin Analysis (51.56 EFPY)," and 
Table 3-3, "RPV Beltline [Weld] USE Equivalent Margin Analysis (51.56 EFPY)." The USE 
assessment in these tables is for 60 years of operation and 51.56 EFPYs. 

The most recent USE evaluation performed by the licensee and submitted to the NRC for 
approval is contained in the LRA application dated January 19, 2010 (Reference 23) as 
amended through the RAI process. The USE evaluation performed in the LRA is for 54 EFPYs 
and 60 years of operation. The NRC staff's review and approval of the LRA USE evaluation is 
documented in NUREG-2123 (Reference 24). The staff reviewed the unirradiated Charpy USE 
values and copper content percentages provided in Enclosure 9 of the LAR, Tables 3-1, 3-2, 
and 3-3 to verify that they are consistent with the values provided in the LRA, as amended and 
found acceptable by the NRC staff in NUREG-2123 for the current licensing basis (CLB). 

The licensee's LRA, as amended by letter dated December 14, 2011 (Reference 28), and 
approved by the NRC SE for license renewal, NUREG-2123 lists, in Appendix A, license 
renewal commitments, which are part of the licensee's CLB. Specifically, CGS license renewal 
Commitment 70 states that the licensee will "Perform a 54 EFPY equivalent margin analysis for 
the embrittlement (upper shelf energy) of the reactor vessel N12 (instrumentation) nozzle 
forgings." 

The Final Safety Analysis Report (FSAR) Supplement Section A.1.3.1.2, as revised by letter 
dated December 14, 2011, provides a summary description for the USE evaluation described in 
Section 4.2.2, "Upper Shelf Energy Evaluation," of the LRA dated January 19, 2010. The TLAA 
evaluation in Section 4.2.2 is for 54 EFPYs and a 60-year operating license. 
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The NRC staff noted that the EFPY used in the LAR EMA is different than that of License 
Renewal Commitment No. 70. As part of the RAI process, the staff requested that the licensee 
reconcile these inconsistences or describe the impact of the MUR on License Renewal 
Commitment No. 70. In its response by letter dated February 16, 2017 (Reference 8), the 
licensee stated that the MUR will not impact License Renewal Commitment No. 70. The EMA 
will be performed based on a fluence at 54 EFPYs and completed 2 years prior to entering the 
PEO. The staff reviewed the applicant's response and finds it acceptable because the fluence 
at 54 EFPYs will bound the MUR fluence at 51.56 EFPYs. Additionally, the staff noted that, 
since the commitment is not being altered, a revision to the FSAR is not applicable. The staff's 
concern described in RAI 3.2-1 is resolved. 

The USE values projected to 51.56 EFPYs for a 60-year operating license and associated input 
data are listed in Enclosure 9 of the LAR, Table 3-1, for those RPV beltline materials with 
sufficient initial unirradiated USE data, and these listed USE values are projected to remain 
above 50 foot-pounds through the end of the PEO (51.56 EFPY). The EMAs for the limiting 
RPV beltline materials without sufficient initial unirradiated USE data are provided in 
Enclosure 9 of the LAR, Tables 3-2 and 3-3. The EMAs in these tables use the curves provided 
in RG 1.99, Revision 2, Figure 2, "Predicted Decrease in Shelf Energy as a Function of Copper 
Content and Fluence" (Reference 26), for calculating the percentage decrease in USE. The 
NRC staff compared the predicted values for the percentage decrease in USE to the EMA limits 
specified in EPRI TR-113596 (Reference 27). The staff verified that the values for 
the percentage decrease in USE for these materials are bounded by the EMA acceptance 
criteria from EPRI TR-113596. The NRC staff confirmed that the licensee properly implemented 
the guidance in RG 1.99, Revision 2 and EPRI TR-113596. Therefore, the NRC staff concludes 
that the CGS RPV beltline ferritic materials maintain a sufficient USE for 51.56 EFPYs and a 
60-year operating license considering the MUR conditions. 

2.2.3.2.2 P-T Limit Calculations 

The NRC's requirements for establishing P-T limits are specified in 1 O CFR Part 50, Appendix G. 
The NRC staff's guidance for calculating the effects of neutron irradiation on the ART values 
used for P-T limit calculations are specified in RG 1.99, Revision 2 (Reference 26). 

Enclosure 9 of the LAR, Section 3 (Reference 1), contains the ART assessment and P-T limit 
curve evaluation for the MUR power uprate. The projected ART values and associated input 
values are provided in Enclosure 9 of the LAR, Table 3-4, "CGS Adjusted Reference 
Temperature 60-Year License (51.56 EFPY)" for 60 years of operation and 51.56 EFPY. 

Enclosure 9 of the LAR, Section 3.2.1, "Fracture Toughness," states that the CL TP P-T curves 
for 33.1 O EFPYs are bounding for the MUR power uprate. Section 3.2.1 also states that ART 
values for the beltline plates and welds slightly increase for the thermal power optimization 
(TPO) relative to those in the P-T curve report for the CLTP. 

The most recent ART evaluation performed by the licensee and submitted to the NRC for review 
is contained in the LRA dated January 19, 2010 (Reference 23), as amended through the RAI 
process. The ART evaluation performed in the LRA is for 54 EFPYs and 60 years of operation. 
The NRC staff's review and approval of this ART evaluation is documented in NUREG-2123 
(Reference 24). The NRC staff reviewed the unirradiated RT NDT values, copper 
content percentages, and nickel content percentages provided in GEH Report, NEDC-33853P, 
"Safety Analysis Report for Columbia Generating Station Thermal Power Optimization," 
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Revision 0 (Reference 29) to verify that they are consistent with those provided in the LRA, as 
amended, and found acceptable by the NRG staff in NUREG-2123 for the CLB. 

The N RC staff noted that the weight percent nickel for the N 12 nozzles, heat/lot 2199721 /1, is 
not consistent between these two documents (References 23 and 29). As part of the RAI 
process, the staff requested that the licensee reconcile these inconsistences. In its response by 
letter dated February 16, 2017 (Reference 30), the licensee stated that the previously submitted 
nickel composition for the N 12 nozzles was 1.0 percent, which is consistent with the 
conservative value provided in RG 1.99, Revision 2, for use when chemistry information is not 
available. The licensee also stated that the revised value of percent nickel was determined 
using the mean plus one standard deviation of a population of nickel values contained in a 
proprietary chemistry database. The database contains the percent nickel values for SA-508 
Class-1 forging from all the available certified material test reports (CMTR) for the BWR fleet. 
The CMTR values used to determine the percent nickel for the N12 nozzle are provided in the 
RAI response. 

The NRG staff reviewed the applicant's response and finds it acceptable because the 
methodology used to determine the percent nickel is consistent with RG 1.99, Revision 2. If 
component-specific chemistry information is not available, RG 1.99 states that conservative 
estimates may be made based on generic data using the mean plus one standard deviation. 
The staff's concern associated with the nickel content of the N 12 nozzles described in RAI 3.2-2 
is resolved. 

The NRG staff verified that the licensee's ART analysis adequately evaluates the effects of 
neutron irradiation embrittlement, including the surveillance data, in accordance with RG 1.99, 
Revision 2. Therefore, the NRG staff concludes that the ART values provided in Enclosure 9 of 
the LAR, Table 3-4 for the ferritic RPV beltline materials, are appropriate for 51.56 EFPYs and 
the 60-year operating license considering the MUR conditions. 

The NRG staff's most recent evaluation of the P-T limit curves is in Section 4.2.4, "Pressure
Temperature Limits" of NUREG-2123. In Section 4.2.4, the staff confirmed that the P-T limit 
curves approved by Amendment No. 193 (Reference 25) are valid for the current licensed core 
thermal power level of 3486 MWt and 33.1 EFPY of facility operation, which bounds operation of 
the RCS through the end of the current 40-year licensed operating period. Enclosure 9 of the 
LAR does not provide updated ART values for 33.1 EFPYs at the increased thermal power level 
of 3544 MWt. 

As part of the RAI process, the NRG staff requested that the licensee justify that the P-T limit 
curves for the CLTP of 3486 MWt remain bounding for the increased thermal power level and 
ART values. In the licensee's response by letter dated February 16, 2017 (Reference 8), the 
licensee stated that % RPV wall thickness (% T) fluence was adjusted for TPO conditions 
(3,544 MWt and 51.56 EFPY) to calculate the ART values for the plates, welds, and applicable 
nozzles at the end of the 60-year life. The fluence was adjusted to account for the increase 
resulting from the higher power (3,486 MWt to 3,544 MWt) and decrease resulting from the 
reduction in operating time (54 EFPY to 51.56 EFPY). The overall result is a decrease in 
% T fluence for TPO conditions compared to CL TP conditions at 60-years of operation. 
The licensee also stated that the 60-year ART TLAA does not impact the current 33.1 EFPYs 
P-T curves and that new P-T curves are needed to operate past 33.1 EFPYs. The licensee 
also stated that the cumulative energy and EFPY for the original licensed thermal power (OL TP) 
were recalculated to consider CL TP and TPO conditions. The RAI response provided a 
table entitled "Summary of Incremental Energy Calculation performed as part of TPO T0301 -
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supporting evaluation to show current PT curves remain applicable for TPO conditions," which 
summarized the incremental energy calculation results for the applicable power conditions and 
operating cycle. The first 27 operating cycles represents 40-years of service. The licensee also 
stated that the incremental energy for Cycles 22 through 23 were reduced based on actual 
calculated values. The incremental energy for Cycles 24 through 27 were calculated for TPO 
conditions. 

The NRC staff reviewed the applicant's response and finds it acceptable because the P-T 
curves for the CL TP conditions bound the TPO conditions. The staff verified that the table 
provided in the RAI response dated February 16, 2017 (Reference 8), shows that the 
cumulative energy at the end of Cycle 27 is less for the TPO conditions then the CL TP 
conditions, which demonstrates that the current P-T limits would remain bounding for 
33.1 EFPYs. The staff also confirmed that the ART values in the LAR, Enclosure 9, Table 3-4, 
for the TPO conditions are bounded by the approved LRA values in NUREG-2123 for the CL TP 
conditions. Additionally, the licensee clarified that the 60-year ART TLAA does not impact the 
current 33.1 EFPY P-T limit curves and that new P-T limit curves are needed to operate past the 
currently approved fluence (considering 33.1 EFPY at OL TP). Based on its review of this 
information, the staff's concerns described in RAI 3.2-2 are resolved. 

The NRC staff verified that the P-T limit curves approved by Amendment No. 193 
(Reference 25) are valid for the TPO conditions, as limited by the fluence and EFPY. Therefore, 
the NRC staff concludes that the P-T limit curves remain compliant with the requirements of 
10 CFR Part 50, Appendix G. 

2.2.4 ReactorPressure Vessel Circumferential and Axial Weld 

2.2.4.1 Regulatory Evaluation 

The inservice inspection (ISi) of ASME Code Class 1, 2, 3 components is performed in 
accordance with Section XI of the ASME B&PV Code and applicable Addenda as required by 
1 O CFR 50.55a(g), "lnservice inspection requirements." The ASME Code, Section XI, 
Table IWB-2500-1 requires the inspection of all RPV welds at regular intervals. The NRC can 
grant relief from specific ISi requirements in accordance with 1 O CFR 50.55a(g)(6)(i), 
"Impractical ISi requirements: Granting of relief," or it can authorize alternatives to these 
requirements in accordance with 1 O CFR 50.55a(z), "Alternatives to codes and standards 
requirements." 

2.2.4.2 Technical Evaluation 

The basis for plant-specific alternatives to the ASME B&PV Code, Section XI requirements that 
allow for permanent inspection relief from the RPV circumferential shell weld examinations is 
provided in EPRl's TR-105697, "BWR Vessel and Internals Project, BWR Reactor Pressure 
Vessel Shell Weld Inspection Recommendations (BWRVIP-05), which, as revised and 
supplemented, concluded that the conditional failure probability for RPV circumferential welds is 
sufficiently low to justify the elimination of the ISi for the welds. The NRC staff reviewed and 
approved BWRVIP-05 in its SE (Reference 31 ). The NRC also issued Generic Letter 
(GL) 98-05, "Boiling Water Reactor Licensees Use of the BWRVIP-05 Report to Request Relief 
from Augmented Examination Requirements on Reactor Pressure Vessel Circumferential Shell 
Welds" (Reference 32), to inform the industry that the review of BWRVIP-05 had been 
completed. The staff's SE directs BWR licensees requesting relief from the ISi requirements for 
RPV circumferential welds to: (1) demonstrate that the circumferential welds satisfy the limiting 
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conditional failure probability in the SE at the expiration of the license; and (2) have 
implemented operator training and established plant procedures that limit the frequency of cold 
overpressure events to the frequency specified in the staff's SE. 

GL 98-05 identified a need to further evaluate the high conditional failure probability levels for 
RPV axial welds. In order to address the high conditional failure probability levels, the BWRVIP 
submitted evaluations of RPV axial weld failure frequency, which the NRC staff reviewed in its 
supplemental SE, "Supplement to Final Safety Evaluation of the BWR Vessel and Internals 
Project BWRVIP-05 Report, dated March 7, 2000 (Reference 33). The supplemental SE to the 
BWRVIP-05 Report concluded that the RPV failure frequency due to failure of the limiting axial 
welds in the BWR fleet are below 5 x 1 o-6 per reactor-year, given the assumptions on flaw 
density, distribution, and location. The supplemental SE to the BWRVIP-05 Report also 
identified that these generic results are only applicable to a 40-year license term for BWR 
plants, and consideration of BWR axial welds for license renewal would require a plant-specific 
treatment in LRAs. Therefore, in order to demonstrate acceptable conditional failure 
probabilities for both the limiting BWR circumferential and axial welds for 60-year license terms, 
the NRC staff's final license renewal SE (Reference 24), based on the elements of 
BWRVIP-74NP (Reference 27) established the plant-specific mean RT Nor acceptance criteria 
for evaluation of these welds as TLAAs in LRAs. 

Enclosure 9 of the LAA, Section 3, contains the RPV circumferential and axial weld evaluations 
for the MUR power uprate. Specifically, Section 3.2.1 states that the weld material RT NDT 

remains bounded by BWRVIP-05. The RPV circumferential and axial weld parameters are 
provided in the Enclosure 9 of the LAA, Table 3-5, "CGS 51.56 EFPY Effects of Irradiation on 
RPV Axial Weld Properties," and Table 3-6 "CGS 51.56 EFPY Effects of Irradiation on RPV 
Circumferential Weld Properties." 

The most recent RPV circumferential and axial weld material evaluations performed by the 
licensee and submitted to the NRC for approval is contained in the LAA (Reference 23), as 
amended through the RAI process. The RPV circumferential and axial weld material 
evaluations performed in the LAA are for 54 EFPYs and 60 years of operation. The NRC staff's 
review and approval of the RPV circumferential and axial weld material evaluation is in 
NUREG-2123, Volume 2, Section 4.2.5, "Reactor Vessel Circumferential Weld Examination 
Relief," and 4.2.6, "Reactor Vessel Axial Weld Failure Probability." The NRC staff also noted 
that the licensee's original request for relief from the applicable ASME Section XI ISi 
requirements by letter dated July 15, 2004 (Reference 34), was approved by the staff's SE by 
letter dated June 1, 2005 (Reference 35). 

The NRC staff reviewed the initial RT NDT values, copper content percentages, and nickel 
content percentages in the LAA, Enclosure 9, Tables 3-5 and 3-6, to verify that they are 
consistent with those in the LAA, as amended, and found acceptable in NUREG-2123. The 
staff also reviewed these tables to confirm that the correct NRC limiting material values are 
selected from BWRVIP-74NP (Reference 27), BWRVIP-05 (Reference 31), and Supplement to 
the final SE to BWRVIP-05 (Reference 33) and that the correct limiting weld materials were 
identified for CGS at 51.56 EFPY. 

The limiting weld wire (3P4955) identified in Enclosure 9 of the LAA, Table 3-6, with a mean 
RT Nor value of -5.6 appears to be less conservative then weld wire 5P6756. Weld wire 5P6756 
has a larger ART value as documented in the LAA (Reference 23), Table 4.2-6 with a mean 
ART value of -6.0. 
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As part of the RAI process, the NRG staff requested that the licensee justify the use of weld 
wire 3P4955, with a lower ART value than weld wire 5P6756, to evaluate the probability of 
failure of the circumferential welds and to substantiate that the evaluation for weld wire 3P4955 
is bounding. In its response by letter dated February 16, 2017 (Reference 8), the licensee 
stated that the TPO evaluation considered both weld heat numbers 3P4955 and 5P6756 in its 
evaluation of the probability of failure in the circumferential welds. The licensee also provided a 
table entitled "Circumferential Weld Parameters at 51.56 EFPY," that contains the relevant input 
values for the licensee's evaluation and resulting mean RT NDT values for weld heat 
numbers 3P4955 and 5P6756. The table shows that weld wire 3P4955 has a higher mean 
RT NDT value than weld wire 5P6756. 

The NRG staff reviewed the applicant's response and finds it acceptable because the licensee 
provided the relevant input values and results of the evaluation for the probability of failure for 
circumferential weld heat numbers 3P4955 and 5P6756. The mean RT NDT value of weld heat 
number 3P4955 is higher than 5P6756. Therefore, weld heat number 3P4955 is appropriately 
identified as the most limiting circumferential weld. The staff's concerns described in RAI 3.2-3 
are resolved. 

The NRG staff has determined that the licensee's evaluation of the RPV circumferential weld 
material is acceptable because the 51.56 EFPYs conditional failure probability for the RPV 
circumferential welds will remain bounded by the NRG analysis in the staff's supplemental SE 
BWRVIP-05 (Reference 33) and the licensee will be using procedures and training to limit cold 
overpressure events during PEO. This analysis is consistent with the evaluation criteria in the 
staff's supplemental SE BWRVIP-05. The staff also determined that the licensee's evaluation 
for the RPV axial weld material is acceptable because the 51.56 EFPYs axial weld failure 
probability is bounded by BWRVIP-05 (Reference 31) and the supplemental SE to BWRVIP-05. 
The licensee is required to perform the ASME Section XI ISi for RPV circumferential welds 
during the PEO or request relief from RPV circumferential weld examination requirements, in 
accordance with 10 CFR 50.55a. 

2.2.5 RPV Material Surveillance Program 

2.2.5.1 Regulatory Evaluation 

The RPV material surveillance program provides a means for monitoring the fracture toughness 
of the RPV beltline materials to support analyses for ensuring the structural integrity of the 
ferritic components of the RPV beltline region. Appendix H, "Reactor Vessel Material 
Surveillance Program Requirements," to 1 O CFR Part 50, identifies the requirements for the 
design and implementation of the RPV material surveillance program, and requires licensees to 
monitor changes in the fracture toughness properties of ferritic materials in the RPV beltline 
region of light-water nuclear power reactors. Appendix H to 1 O CFR Part 50 also states that the 
design of the surveillance program and the withdrawal schedule meet the requirements of 
American Standard for Testing of Materials (ASTM) E185, "Standard Practice for Conducting 
Surveillance Tests for Light-Water Cooled Nuclear Power Reactor Vessels," that is current on 
the issue date of the ASME B&PV Code to which the RPV was purchased. Later editions of 
ASTM E-185 may be used including those editions through 1982 (i.e., ASTM E-185-82). 

2.2.5.2 Technical Evaluation 

Enclosure 9 of the LAR, Section 3.2.1 (Reference 1 ), discusses the RPV Material Surveillance 
Program and states that CGS participates in the BWRVIP Integrated Surveillance Program 
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(ISP). This section also states that CGS is not a BWRVIP ISP host plant and therefore has no 
capsules scheduled for removal, and that the MUR power uprate has no effect on the 
surveillance schedule. 

The BWRVIP ISP is an NRG-approved program that implements the requirements of 
10 CFR Part 50, Appendix H. The NRC staff reviewed the implementation of the BWRVIP ISP 
at CGS in Section 3.0.3.1.25, "RV [Reactor Vessel] Surveillance," of NUREG-2123, Volume 1 
(Reference 24). The staff concluded that the CGS RPV Material Surveillance Program is in 
compliance with the requirements of 1 O CFR Part 50, Appendix H for 54 EFPYs and is 
consistent with the Generic Aging Lessons Learned (GALL) Report, Aging Management 
Programs (AMPs) Xl.M31, "Reactor Vessel Surveillance" (GALL Report AMP Xl.M31) 
(Reference 41 ). The staff has confirmed that the MUR power uprate does not affect the current 
ISP capsule withdraw schedule for CGS, nor does it challenge the conclusion NUREG-2123 
(Reference 24). 

2.2.6 RPV Internals and Core Support Materials 

2.2.6.1 Regulatory Evaluation 

The RPV internals and core support structures include structures, systems, and components 
(SSCs) that perform safety functions or whose failure could affect safety functions performed by 
other SSCs. These safety functions include reactivity monitoring and control, core cooling, and 
fission product confinement (within both the fuel cladding and the RCPB). The NRC's 
acceptance criteria for RPV internals and core support materials are based on GDC 1, "Quality 
standards and records," and 10 CFR 50.55a for material specifications, controls on welding, and 
inspection of RPV internals and core supports. 

2.2.6.2 Technical Evaluation 

Enclosure 9 of the LAR, Section 3.3, "Reactor Internals" (Reference 1) discusses the reactor 
internals core support structure (CSS) and non-CSS components. The licensee evaluated the 
impact of the MUR power uprate conditions on the CSS and non-CSS components and found 
them acceptable for continued operation. The licensee also stated that RPV internal 
components are structurally adequate for the MUR power uprate conditions. 

The licensee's BWRVIP includes activates associated with the mitigation of aging effects, 
inspection, and repair of the RPV internals and CSSs to ensure that these components perform 
their intended functions consistent with the CLB and was reviewed in NUREG-2123 
(Reference 24). The NRC staff verified that the licensee's BWR Vessel Internals Program 
incorporates all applicable BWRVIP guidance documents, credits portions of the Water 
Chemistry Program, and credits portions of the ISi Program. The staff concluded that the 
licensee's BWR Vessel Internals Program: (1) complies with Code requirements and 
1 O CFR 50.55a; (2) is consistent with GALL Report AMP Xl.M9, "BWR Vessel Internals"; and 
(3) is acceptable for continued implementation through the end of the PEO. The staff has 
confirmed that the MUR power uprate does not challenge the conclusions of NUREG-2123. 

2.2.7 Reactor Pressure Vessel and Internals Integrity Summary 

The NRC staff has reviewed the licensee's proposed MUR LAR to increase the rated core 
thermal power for CGS by approximately 1.66 percent and has evaluated the impact that the 
MUR power uprate conditions will have on the structural integrity assessments for the RPV. 
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The staff has determined that the changes identified in the proposed MUR LAR will not impact 
the safety functions or safety margins required for the following structural integrity assessments: 
(1) RPV P-T limits and USE; (2) RPV circumferential and axial welds; (3) RPV material 
surveillance program; and (4) RPV internals and core support materials. Therefore, the staff 
finds that sufficient information has been provided to support the requested MUR power uprate. 

2.3 Electrical Engineering 

2.3.1 Regulatory Evaluation 

The licensee developed the LAR consistent with the guidelines in NRG RIS 2002-03 
(Reference 15). 

The regulatory requirements, which the staff applied in its review of the application include: 

The regulations in GDC 17, "Electric power systems," of Appendix A to 10 CFR Part 50, 
requires that an onsite power system and an offsite electrical power system be provided with 
sufficient capacity and capability to permit functioning of SSCs important to safety. 

Section 50.63, "Loss of all alternating current power," of 10 CFR requires that all nuclear plants 
have the capability to withstand a loss of all alternating current (AC) power (station blackout 
(SBO)) for an established period of time, and to recover from that event. 

Section 50.49, "Environmental qualification of electric equipment important to safety for nuclear 
power plants," of 1 O CFR requires licensees to establish programs to qualify electric equipment 
important to safety including safety-related equipment, nonsafety-related electric equipment, 
and certain post-accident monitoring equipment based on temperature and pressure, humidity 
and radiation, aging, submergence, synergistic effects, and margins. 

2.3.2 Technical Evaluation 

2.3.2.1 AC Power and Switchyard Equipment 

The NRG staff reviewed the CGS FSAR Sections 8.2, "Offsite Power System," and 8.3, Onsite 
Power Systems" (Reference 36). According to FSAR Sections 8.2 and 8.3, the normal auxiliary 
transformers provide power to all plant auxiliaries and become the normal plant AC power 
source when the main generator is operating. One of the normal auxiliary transformers with two 
windings steps down the generator voltage to 4.16 kiloVolt (kV) to feed 4.16 kV non-Class 1 E 
switchgear buses. The other normal auxiliary transformer steps down the generator voltage to 
6.9 kV to feed non-Class 1 E switchgear buses. The startup transformer steps down the 230 kV 
line voltage to supply power to the same 4.16 kV and 6.9 kV non-Class 1 E buses supplied by 
the normal auxiliary transformers. The backup transformer steps down incoming 115 kV voltage 
to 4.16 kV and can supply backup power to two 4.16 kV Class 1 E buses. The standby AC 
power system provides an onsite power source for all engineered safety feature (ESF) loads 
when offsite is not available. 

According to the licensee's LAR (Reference 1 ), the condensate pumps and condensate booster 
pumps will experience increased flow, which will result in the increase of load current due to the 
TPO uprate conditions. The increase in load current due to increase in flow for the condensate 
and condensate booster pumps has no adverse impact on the AC auxiliary power system. 
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Therefore, the NRC staff finds that the AC power system and switchyard has adequate capacity 
to operate the plant equipment within its design to support the MUR power uprate. 

2.3.2.2 Power Block Equipment 

In the LAR (Reference 1 ), the licensee stated that at TPO, the generator output will be 
1227 megawatts electrical (MWe) at 25 kV rated voltage with a power factor of 0.997. The 
reactive power will be closely monitored at 1227 MWe to ensure the 1230 megavolt amperes 
(MVA) rating of the main generator is not exceeded. The licensee compared existing ratings 
with ratings at TPO and stated that the operation at the TPO uprated conditions is not expected 
to have any effect on the operation of the backup auxiliary transformer. 

In the LAR, the licensee stated that it will not require modifications to the generator, bus duct, 
main transformer, transmission line, or Ashe 500 kV bus power circuit breaker capacity. No 
changes to associated high voltage structures are required under normal operation or abnormal 
faulted equipment conditions. There are no modifications required to the offsite power 
equipment supporting station service along the qualified GDC 17 circuit paths. 

The NRC staff reviewed the name plate ratings for the main generator, main transformers and 
isolated phase bus duct provided in the LAR. According to LAR, the main generator will be 
operating within the existing generator capability curve for TPO uprate. The isolated phase bus 
duct cooling capacity is adequate for the expected heat rejection loads during the 1.66 percent 
TPO uprate operation. The licensee stated that the main transformer and the associated 
switchyard components ratings are adequate except in the case of spare main transformer 
placed in service. There is a potential for reducing power if the spare main transformer cooling 
cannot be maintained at 100 percent of plant loading. In such a case, power reduction will be in 
accordance with the operating procedures specified at the plant site. The NRC staff finds that 
the isolated bus duct cooling capacity is adequate for increased heat rejection loads and the 
operation of the main generator within the existing generator capability curve due to MUR 
uprate. 

Based on the review of the LAR, as supplemented by letter dated August 18, 2016 
(Reference 2), the NRC staff finds that the licensee has adequately addressed the impact of the 
MUR power uprate conditions on the power block equipment, and that the power block 
equipment will have adequate capacity. 

2.3.2.3 Emergency Diesel Generators 

The CGS onsite AC power sources (Divisions 1 and 2) consist of two independent 4.16 kV 
Class 1 E diesel generators, each connected to one of the two 4.16 kV Class 1 E switchgear 
buses. The high pressure core spray (HPCS) standby AC power source has the capability to be 
cross connected to the Division 1 or Division 2 buses via permanently installed cables. 

In the supplemental letter dated August 18, 2016 (Reference 2), the licensee stated that they 
have performed a review of the emergency diesel generator (EOG) loading calculations and 
results from the TPO uprate review. The licensee determined that there will be no increase in 
pump motor or valve motor flow or pressure requirements that would result in brake
horsepower increase. The licensee also stated that the analysis of ECCS performance is 
bounded by the 102 percent analysis of the CL TP, which shows that the EDGs capacity still 
remains adequate. 



- 27 -

Based on its review of the licensee's analysis described above, the NRC staff finds that the 
EDGs have adequate capacity. 

2.3.2.4 Grid Stability Analysis 

The NRC staff reviewed the grid stability analysis (Reference 37), which states that the existing 
system has the ability to maintain the required voltage at the GDC 17 offsite power circuits 
TR-S (230 kV) and TR-B (115 kV) following the MUR uprate. There is no significant effect on 
grid stability or reliability. There are no modifications associated with the TPO uprate which 
would increase electrical loads. Therefore, the NRC staff concludes that the CGS MUR power 
uprate does not impact grid reliability. 

2.3.2.5 Station Blackout 

The CGS plant SBO evaluation has previously been performed assuming greater than or 
equal to 102 percent of CL TP. Therefore, the postulated SBO scenarios for TPO operation are 
bounded by the current evaluations. Therefore, the NRC staff finds that the licensee evaluation 
is acceptable and will continue to meet the requirements of 1 O CFR 50.63 

2.3.2.6 Direct Current Power 

The CGS FSAR (Reference 36), states that the Class 1 E 125 volts (V) and 250 V direct current 
(DC) power distribution system provides control and motive power for various DC components. 
Plant operation at the TPO level does not increase any load capacity, available short circuit 
capacity, or revise control circuit burden or operating logic. 

In the response by letter dated August 18, 2016 (Reference 2), the licensee states that there are 
no changes to the DC system load, voltage drop, or short circuit current values required to 
operate at the TPO level. The plant's DC equipment and the design-basis analysis of the DC 
power systems, including the Class 1 E 125 V DC and 250 V DC systems, remain adequate and 
unaffected by this change. The LEFM modification was installed in the spring 2015 (R22) 
refueling outage and requires 120 V AC power. All changes to supporting calculations for the 
LEFM modification were evaluated and found to be within the applicable acceptance criteria. 

The NRC staff concludes that there is no impact on DC load calculations and/or design-basis 
analyses. 

2.3.2.7 Equipment Qualification Program 

The LAR (Reference 1) states that TPO increase in power level increases the radiation levels 
experienced by equipment during normal operation and accident conditions. Since the TPO 
uprate does not increase the nominal vessel dome pressure, there is a very small effect on 
pressure and temperature conditions experienced by equipment during normal operation and 
accident conditions. The resulting environmental conditions are bounded by the existing 
environmental parameters specified for use in the Equipment Qualification (EQ) Program. The 
licensee also stated that the environmental conditions for electrical equipment were 
reviewed to ensure that the existing qualification for the normal and accident conditions 
expected in the area, remain bounding and adequate. No change is needed for the TPO 
uprate. 
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EQ for safety-related electrical equipment located inside the containment is based on 
loss-of-coolant accident (LOCA) conditions. The licensee stated, in its LAR, that the 
current accident conditions for temperature and pressure are based on analyses initiated 
from at least 102% of CL TP. 

The licensee used accident temperature, pressure, and humidity environments for 
qualification of equipment outside containment resulting from main steam line break (MSLB), or 
high energy line break (HELB). The existing HELB pressure and temperature profiles bound the 
TPO uprate conditions. Based on this information, the NRG staff concludes that the current 
EQ parameters remain bounding for the proposed MUR power uprate. Therefore, the staff 
finds that the proposed MUR power uprate will have no impact on CGS EQ program and 
will continue to meet the requirements of 10 CFR 50.49. 

2.3.3 Electrical System Summary 

Based on regulatory and technical evaluations described above, the NRG staff finds that 
CGS continues to meet GDC 17, 1 O CFR 50.63 and 10 CFR 50.49. In addition, the 
licensee's LAR is consistent with the guidelines in RIS 2002-03 (Reference 15). Therefore, the 
staff finds the MUR power uprate acceptable. 

2.4 Reactor Systems 

2.4.1 Regulatory Evaluation 

As explained in Section 1.1 above, Appendix K to 10 CFR Part 50 previously required licensees 
to base their LOCA analysis on an assumed power level of at least 102 percent of the licensed 
thermal power level to account for power measurement uncertainty. However, the NRC later 
modified this requirement to permit licensees to justify a smaller margin for power measurement 
uncertainty. Licensees may apply the reduced margin to operate the plant at a level higher than 
the previously licensed power. The licensee proposed to use a Cameron LEFM CheckPlus 
system to decrease the uncertainty in the measurement of feedwater flow, thereby decreasing 
the power level measurement uncertainty from 2.0 percent to 0.3 percent. 

In Section 2.4.2 of this SE, the NRC staff will review the consistency between the LAR 
(Reference 1) and the guidelines in RIS 2002-03 (Reference 15), the GDCs in Appendix A of 
1 O CFR Part 50, appropriate sections in NUREG-0800 (Reference 38) and RGs. 

2.4.2 Technical Evaluation 

The licensee requests a license amendment to revise the Columbia Renewed Facility Operating 
License (OL) No. NPF-21 and TS. Specifically, the proposed changes revise the OL and TSs to 
implement an increase in RTP from the CL TP of 3486 MWt to a MUR thermal power of 
3544 MWt. 
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The proposed changes to the OL and TS are described below. 

CGS Renewed Facility Operating License NPF-21 

• Current License Condition 2.C.(1 ), "Maximum Power Level," states: 

The licensee is authorized to operate the facility at reactor core power 
levels not in excess of full power (3486 megawatts thermal). 

Proposed License Condition 2.C.(1 ), would state: 

The licensee is authorized to operate the facility at reactor core power 
levels not in excess of full power (3544 megawatts thermal). 

CGS TS 1.1, Definition of Rated Thermal Power 

• Current TS 1.1, states: 

RTP shall be a total reactor core heat transfer rate to the reactor coolant 
of 3486 MWt. 

Proposed TS 1.1, would state: 

RTP shall be a total reactor core heat transfer rate to the reactor coolant 
of 3544 MWt. 

CGS TS 3.3.1.1, "RPS Instrumentation (After Implementation of PRNM [Power Range Nuclear 
Monitors! Upgrade!' 

• Current TS Limiting Condition for Operation (LCO) 3.3.1.1, Required Action E.1 states: 

Reduce THERMAL POWER to< 30% RTP 

Proposed TS LCO 3.3.1.1, Required Action E.1 would state: 

Reduce THERMAL POWER to < 29.5% RTP 

• Current Surveillance Requirement (SR) 3.3.1.1.12 states: 

Verify Turbine Throttle Valve - Closure, and Turbine Governor Valve Fast 
Closure Trip Oil Pressure - Low Functions are not bypassed when 
THERMAL POWER is~ 30% RTP. 

Proposed SR 3.3.1.1.12 would state: 

Verify Turbine Throttle Valve - Closure, and Turbine Governor Valve Fast 
Closure Trip Oil Pressure - Low Functions are not bypassed when THERMAL 
POWER is~ 29.5% RTP. 
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• Current TS Table 3.3.1.1-1, "Reactor Protection System Instrumentation," Function 2.b, 
Column, "ALLOWABLE VALUE," states: 

:::; 0.63W + 64.0% RTP and :::; 114.9% RTP(c) 

Proposed TS Table 3.3.1.1-1, "Reactor Protection System Instrumentation," 2.b, 
Column, "ALLOWABLE VALUE," would state: 

:::; 0.62W + 62.9% RTP and:::; 114.9% RTP(c) 

• Current Table 3.3.1.1-1 Note (c) states: 

:::; 0.63W + 60.8% RTP and :::; 114.9% RTP when reset for single loop 
operation per LCO 3.4.1, "Recirculation Loops Operating." 

Proposed Table 3.3.1.1-1 Note (c) would state: 

:::; 0.62W + 59.8% RTP and :::; 114.9% RTP when reset for single loop 
operation per LCO 3.4.1, "Recirculation Loops Operating." 

• Current Table 3.3.1.1-1, Function 8, "Turbine Throttle Valve - Closure," Column 
"Applicable Modes or Other Specified Conditions," value states: 

<:: 30% RTP 

Proposed Table 3.3.1.1-1, Function 8, "Turbine Throttle Valve - Closure," Column 
"Applicable Modes or Other Specified Conditions," value would state: 

<:: 29.5% RTP 

• Current Table 3.3.1.1-1, Function 9, "Turbine Governor Valve Fast Closure, Trip Oil 
Pressure - Low," Column, "Applicable Modes or Other Specified Conditions," value 
states: 

<:: 30% RTP 

Proposed Table 3.3.1.1-1, Function 9, "Turbine Governor Valve Fast Closure, Trip Oil 
Pressure - Low," Column, "Applicable Modes or Other Specified Conditions," value 
would state: 

<:: 29.5% RTP 

CGS TS 3.3.4.1, "End of Cycle Recirculation Pump Trip (EOC-RPT) Instrumentation" 

• Current TS 3.3.4.1 "Applicability," states: 

THERMAL POWER <:: 30% RTP 

Proposed TS 3.3.4.1 "Applicability," would state: 
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THERMAL POWER ~ 29.5% ATP 

• Current TS 3.3.4.1, Required Action C.2, states 

Reduce THERMAL POWER to < 30% ATP 

Proposed TS 3.3.4.1, Required Action C.2, would state 

Reduce THERMAL POWER to < 29.5% ATP 

• Current SR 3.3.4.1.3, states: 

Verify TTV [Turbine Throttle Valve] - Closure and TGV [Turbine Governor 
Valve] Fast Closure, Trip Oil Pressure - Low Functions are not bypassed 
when THERMAL POWER is ~ 30% ATP 

Proposed SR 3.3.4.1.3, would state: 

Verify TTV - Closure and TGV Fast Closure, Trip Oil Pressure - Low 
Functions are not bypassed when THERMAL POWER is ~ 29.5% ATP 

CGS TS 3.3.6.1 "Primary Containment Isolation Instrumentation" 

• Current Table 3.3.6.1-1, "Primary Containment Isolation Instrumentation," Function 1.c, 
"Main Steam Line Flow - High," Column, "Allowable Value," states: 

:5 124.4 psid 

Proposed Table 3.3.6.1-1, Function 1.c, Column, "Allowable Value," would state: 

:5 137.9 psid 

CGS utilizes the BWR/5 product line from General Electric and is housed in a Mark II 
containment. CGS was originally licensed at 3323 MWt and then upgraded to the CL TP level of 
3486 MWt. The current safety analysis basis assumes, where required, that the reactor had 
been operating at a power level at least 1.02 times the CLTP, which accounts for possible 
instrument errors. Appendix K to 1 O CFR Part 50 allows licensees to use a power uncertainty 
(i.e., instrument errors) of less than 2 percent in LOCA analyses provided the proposed value 
has been demonstrated to account for uncertainties due to power level instrumentation error. 

The licensee installed the Cameron LEFM CheckPlus system during the 2015 refueling outage. 
The LEFM CheckPlus system provides a more accurate reactor feedwater mass flow 
measurement. The LEFM system measures feedwater flow using ultrasonic pulses, which are 
digitally processed. Since installation, the LEFM system provides a more accurate feedwater 
flow input to the thermal heat balance calculation performed by the PPC. The licensee claimed 
that utilization of the Cameron LEFM system at CGS had resulted in reduced uncertainty in 
feedwater flow and temperature measurement that reduced the total power level measurement 
uncertainty. 
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2.4.2.1 LEFM Measurement and Core Thermal Power Uncertainty 

2.4.2.1.1 LEFM Feedwater Flow and Temperature Measurement 

The ultrasonic feedwater flowmeter installed at CGS is a Cameron LEFM CheckPlus ultrasonic 
multi-path, transit time flowmeter. This LEFM system will be used in lieu of the current venturi
based feedwater flow indication to provide feedwater flow input for the plant thermal heat 
balance calculation. The currently installed feedwater flow venturis will be used if the LEFM is 
not functional. The LEFM system uses ultrasonic transit time principles to determine fluid 
velocity and sound velocity. This flow measurement method is described in TRs ER-SOP, 
Revision O (Reference 11) and ER-157P, Revision S (Reference 12). These TRs were 
approved by the NRC via SEs dated March S, 1999 and August 16, 2016 (References 13 
and 14, respectively) 

These approved SEs established criteria for use of these TRs in requests for license 
amendments. The licensee responded to those criteria in its LAR. Based on its review of the 
licensee's responses, the NRC staff will evaluate later in this document that the licensee has 
addressed the four criteria specified in the NRG-approved SEs for TRs ER-SOP, Revision 0 and 
ER-157P, Revision Sas conforming with the guidelines of RIS 2002-03 (Reference 15). 

Following installation, the licensee had satisfactorily completed testing, including an inservice 
leak test, comparisons of feedwater flow, and thermal power calculated by various methods with 
final commissioning testing completed in July 2015. 

2.4.2.1.2 LEFM and Core Thermal Power Measurement Uncertainty and Methodology 

The licensee provided an analysis of the uncertainty contribution of the LEFM CheckPlus 
system when operating in the Check Plus mode, as well as when operating in the Check mode, 
to the overall calculated thermal power uncertainty. At CGS with the LEFM CheckPlus system 
in the Check Plus mode, calculated core thermal power uncertainty due to the LEFM system is 
± 0.276 percent. In the Check mode, calculated core thermal power uncertainty due to the 
LEFM system is± 0.4S5 percent. These uncertainties were calculated using the methodology 
described in ER-157P, Revision S (Reference 12), which was approved by the NRC in 
Reference 14. These uncertainties were rounded up to 0.3 percent and 0.5 percent, 
respectively, in the heat balance uncertainty calculation (Reference 1, Enclosure 13). 

Appendix K of 1 O CFR Part 50 allows a licensed power level that maintains a demonstrated 
level of margin to 102 percent of CL TP. The licensee used 102 percent of 34S6 MWt 
'(3556 MWt) as a maximum value to determine the MUR power uprate value. The total thermal 
power heat balance calculation uncertainty and bias is obtained by combining the input 
uncertainties as random terms and biased with control rod drive flow, reactor water cleanup 
(RWCU) flow and reactor pump power uncertainties. The NRC staff has reviewed the CGS's 
heat balance related uncertainty calculations as acceptable, and found the following thermal 
power uncertainties and proposed power level had conservatively been determined. 

For the LEFM system operating in Check Plus mode, the heat balance calculation has an 
uncertainty of ± 11.649 MWt. This results in a power level of 3556 MWt - 11.649 MWt = 
3544.351 MWt. The proposed power level in the Check Plus mode is rounded down to 
3544 MWt. Therefore, the requested increase in power is approximately 1.66 percent above the 
CL TP of 34S6 MWt. 
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For the LEFM system operating in the Check mode, the heat balance calculation has an 
uncertainty of ±18.586 MWt. This results in a power level of 3556 MWt - 18.586 MWt = 
3537.414 MWt. The proposed power level in the Check (maintenance) mode is rounded down 
to 3537 MWt. 

A revised heat balance calculation has been added to the PPC to support feedwater input from 
the LEFM system and the existing - 33 -enture flow nozzles. 

The NRC SE approving ER-157P, Revision 8 (Reference 13) requires compliance with these 
two limitations/conditions: 

1. Continued operation at the pre-failure power level for a pre-determined time and the 
decrease in power that must occur following that time, are plant-specific and must be 
acceptably justified. 

2. The only mechanical difference that potentially affects the TR ER-157P, Revision 8 
statement above is that the LEFM CheckPlus system has 16 transducer housing 
interfaces with the flowing water, whereas the LEFM Check System has 8. 
Consequently, a LEFM CheckPlus system operating with a single failure that is assumed 
to disable one plane of transducers is not identical to an LEFM Check system. Although 
the effect on hydraulic behavior is expected to be negligible, this must be acceptably 
quantified if a licensee wishes to operate as stated. An acceptable quantification 
method is to establish the effect in an acceptable test configuration such as can be 
accomplished at the ARL. 

TRs ER-BOP, Revision O and ER-157P, Revision 8 (References 11 and 12, respectively) identify 
the uncertainties associated with LEFM operation in the Check Plus mode and Check mode, 
including meter factor uncertainties specific to CGS. These uncertainties were established by 
the calibration tests performed at ARL. The impact of a failure disabling one plane of 
transducers on the LEFM system installed at CGS has been quantified with an uncertainty of 
less than ± 0.5 percent. The associated increase in uncertainty from 0.3 percent to 0.5 percent 
results in a maximum allowable power level for this condition of 3537 MWt. 

In the event the LEFM system is non-functional (Fail mode), the heat balance calculation will 
use the existing feedwater - 33 -enture flow nozzles until the LEFM system is returned to 
functional status. To ensure that the - 33 -enture-based heat balance calculation is consistent 
with the LEFM system based heat balance calculation, the - 33 -enture-based flow rate will be 
normalized to the pre-failure LEFM system flow rate. The loss of the data link between the 
LEFM system and the PPC (beyond that associated with anticipated data flow interruptions) or a 
PPC failure will require reducing core thermal power to ::;; 3486 MWt within 72 hours. It is 
conservative to limit the power within 72 hours to this level until the LEFM system is returned to 
functional status. 

Based on the above, the NRC staff finds that the licensee has demonstrated that they meet the 
two limitations/conditions that conform to NUREG-0800, "Standard Review Plan [SRP] for the 
Review of Safety Analysis Reports for Nuclear Power Plants: LWR [Light-Water Reactor] 
Edition," (SRP), Section 4.4, "Thermal and Hydraulic Design," Revision 2 (Reference 38). The 
staff concludes that there is reasonable assurance that the applicable GDC criteria will continue 
to be met. Therefore, the staff finds the proposed changes are acceptable. 
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2.4.2.2 Safety Analyses in Support of MUR Power Uprate 

The licensee has evaluated the effects of the proposed increase in RTP using an approach 
developed by GEH and approved by the NRC, which is documented in NED0-32938-A, 
Revision 2, "Licensing Topical Report: Generic Guidelines and Evaluations for General Electric 
Boiling Water Reactor Thermal Power Optimization" (Reference 39). The CGS-specific analysis 
report (Reference 1, Enclosure 9) for MUR power uprate was prepared by the licensee with 
respect to NED0-32938-A, Revision 2, to focus the plant evaluations on those issues that are 
either plant unique or cannot practically be addressed in a bounding manner. 

Note that, during the development of NED0-32938-A, Revision 2, the applicant (General 
Electric Nuclear Energy) assumed that the achievable thermal power uncertainty would be 
~ 0.5 percent and concluded its applicability for MUR power uprate to be :5 1.5 percent. 
However, the licensee requested a higher MUR uprate (e.g., 1.66 percent) as based on its 
LEFM system performance. The applicability of NED0-32938-A, Revision 2, to the higher than 
1.5 percent MUR power uprate submittal was considered acceptable as described within 
NED0-32938-A, Revision 2, if a plant-specific evaluation with higher than 1.5 percent MUR 
power uprate is performed. 

The NRC staff adopts the licensing criteria set forth in the NED0-32938-A, Section 3.1 to review 
the LAR, Enclosure 9, to determine whether the 1.66 percent MUR power uprate being applied 
can be validated. These criteria address the topics, issues and processes that are important to 
the SE of the power uprate. The evaluation contents developed in NED0-32938-A, Revision 2, 
Section 5.0, will be followed consistently to present the technical evaluation below. 

2.4.2.3 Uprated Plant Operating Condition 

Enclosure 9 of the LAR, Table 1-2, "Thermal-Hydraulic Parameters at TPO Uprate Conditions" 
(Reference 1 ), shows the thermal-hydraulic parameters for CGS at the uprated thermal power 
level and at CL TP for comparison. The uprated plant condition, 101.66 percent of CLTP, is 
reflected in the increase of steam flow and feedwater flow while the dome pressure and dome 
temperature remains the same. The feedwater temperature will be increased by < 1 degree 
Fahrenheit (°F) as consistent with the increase in steam flow when the full, standard 
configuration of feedwater heaters is in service. 

The NRC staff's review of the thermal-hydraulic parameters for CGS at the uprated thermal 
power level found them to be acceptable since Table 1-2 states that the uprated power is 
supported by increasing the feedwater flow due to a capability of reducing feedwater flow 
measurement uncertainty, as proposed, and are consistent with the expected changes in 
thermal-hydraulic parameters as shown in NED0-32938-A, Revision 2 (Reference 39). 

The following sections present the evaluation of the effect of a MUR uprate on the reactor heat 
balance, previously implemented reactor performance improvement features, and fuel thermal 
margin monitoring. 

2.4.2.4 Reactor Heat Balance 

The values of reactor heat balance thermal-hydraulic parameters, including the reactor vessel 
pressure and the feedwater temperature, define the operating conditions of the plant at the 
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uprated power level. A reactor and turbine generator heat balance will be performed to 
establish values of the MUR uprate thermal-hydraulic operating parameters. 

Figure 1-2, "Reactor Heat Balance - TPO Power (101.66% of CL TP), 100% Core Flow," of the 
LAR, Enclosure 9 (Reference 1 ), shows the reactor heat balance diagrams at the MUR uprated 
power, 100 percent core flow. The NRC staff finds the reactor heat balance at the MUR uprated 
power to be acceptable because the thermal-hydraulic parameters are internally consistent and 
were confirmatively checked. Additionally, the guidelines for developing the heat balance as 
prescribed in NED0-32938-A, Revision 2 (Reference 39) were followed and conform to the 
SRP, Section 4.4, Revision 2 (Reference 38). The staff further concludes that there is 
reasonable assurance that the applicable GDC criteria will continue to be met. Therefore, the 
staff finds the proposed reactor heat balance is acceptable. 

2.4.2.5 Reactor Performance Improvement Features 

The licensee has been licensed to incorporate operating flexibility options that will be 
reanalyzed at the MUR uprate power level. Enclosure 9 of the LAR, Section 1.3.2, "Reactor 
Performance Improvement Features" (Reference 1 ), lists the reactor performance improvement 
and equipment out-of-service features currently licensed at CGS that are considered as 
acceptable at the MUR uprated power level by the licensee. However, these features appeared 
inconsistent with those documented in the current COLR (Reference 40). 

As part of the RAI process, the NRC staff requested clarification of these variances. The staff 
reviewed the licensee's responses in the submittals dated January 12 and February 21, 2017 
(References 7 and 9, respectively), and found them to be acceptable because all operating 
flexibility options have been confirmed as consistent with the current COLR, and justified 
applicable to MUR uprate power level through plant evaluation and reload license analysis. The 
reanalysis and evaluation of operating flexibility options with the MUR uprate power level 
conforms to the SRP, Section 4.4, Revision 2 (Reference 38) and provides reasonable 
assurance that the relevant GDC criteria will continue to be met. Therefore, the staff finds it 
acceptable. 

2.4.2.6 Fuel Design and Operation 

The licensee states that at MUR RTP conditions, all fuel and core design will be met by the 
deployment of fuel enrichment and burnable poison, control rod pattern management, and core 
flow adjustments. The licensee also states that no new fuel designs are needed for the MUR to 
ensure safety. However, revised loading patterns, slightly larger batch sizes, and potentially 
new fuel designs may be used to provide additional operating flexibility and maintain fuel cycle 
length. The NRC approved limits for burnup on the fuel will not be exceeded. 

The NRC staff finds that the above evaluation for fuel and core designs with the MUR uprate 
power level conforms to the SRP, Section 4.2, "Fuel System Design,'' Revision 3 (Reference 38) 
and RIS 2002-03 (Reference 15) regarding the reload analysis verses MUR power uprate. It 
provides reasonable assurance that the relevant GDC criteria will continue to be met. 
Therefore, the staff finds it acceptable. 
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2.4.2.7 Fuel Thermal Margin Monitoring 

The power level above which fuel thermal margin monitoring is required, may change due to 
power uprate. The original plant Ols typically set this monitoring threshold at 25 percent of 
RTP. 

In Enclosure 9 of the LAR, Section 2.2 (Reference 1 ), the licensee stated that the thermal limits 
monitoring LCO percent RTP threshold and surveillance requirement (SR) percent RTP 
threshold will remain at 25 percent RTP for the MUR power uprate. However, the basis for such 
a choice seems much higher than that as described in NED0-32938-A, Revision 2 which 
discusses the rated thermal power to be used associated with a power uprate. (Reference 39). 

As part of the RAI process, the NRC staff requested clarification of this variance. The NRC staff 
reviewed the licensee's response by dated January 12, 2017 (Reference 7), and found it 
acceptable because the data provided by the licensee is generic to BWR/5 model plants and 
thereby applicable to CGS while CGS's average bundle power at 25 percent of MUR uprated 
power does not exceed the threshold for fuel thermal margin monitoring according to NED0-
32938-A, Revision 2, Section 5.8. The choice of power level for fuel thermal margin monitoring 
threshold with the MUR uprate power level conforms to the SRP, Section 4.4, Revision 2 
(Reference 38), and provides reasonable assurance that the relevant GDC criteria will continue 
to be met. Therefore, the staff finds it acceptable. 

2.4.2.8 Reactivity Characteristics 

The conditions as applied for reactivity characteristics consideration include all minimum 
shutdown margin requirements as applied to cold shutdown conditions and as maintained 
without change. Checks of cold shutdown margin based on standby liquid control (SLC) system 
boron injection capability and shutdown using control rods with the most reactivity control rod 
stuck out are made for each reload. The licensee states that the MUR power uprate will have 
no significant effect on these conditions; the shutdown margin will be confirmed in the reload 
core design. 

The licensee states that operations at the MUR RTP could result in a minor decrease in the hot 
excess reactivity during the cycle. This loss of reactivity does not affect safety and does not 
affect the ability to manage the power distribution through the cycle to achieve the target power 
level. However, the lower hot excess reactivity can result in achieving an earlier all-rods-out 
condition. Through fuel cycle redesign, sufficient excess reactivity can be obtained to match the 
desired cycle length. 

The NRC staff finds that the above evaluation for reactivity characteristics with the MUR uprate 
power level conforms to the SRP, Section 4.2, Revision 3, and Section 4.3, "Nuclear Design," 
Revision 3 (Reference 38); NRC- approved SE for TR ER-SOP, Revision O (Reference 13); and 
RIS 2002-03 (Reference 15), regarding the reload analysis verses MUR power uprate. It 
provides reasonable assurance that the relevant GDC criteria will continue to be met. 
Therefore, the staff finds it acceptable. 

2.4.2.9 Power/Flow Map 

Figure 1-1, "Power/Flow Map for TPO (101.6% of CL TP), of Enclosure 9 in the LAR 
(Reference 1) shows the MUR power/flow operating map that demonstrates the MUR power 
uprate strategy and the associated instrumentation actuation. The NRC staff finds it acceptable 
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because the changes made to the power/flow map have been checked as consistent with the 
generic guidelines provided in NED0-32938-A, Revision 2, Section 5.2 (Reference 39), and the 
approach to achieve a higher thermal power level is clearly shown on the map as by increasing 
core flow along the previously licensed Maximum Extended Load Line Limit Analysis (MELLLA) 
rod line. The changes made for power/flow map with the MUR uprate power conform to the 
SRP, Section 4.4, Revision 2 (Reference 38), and provide reasonable assurance that the 
relevant GDC criteria will continue to be met. Therefore, the staff finds it acceptable. 

2.4.2.10 Accidents and Transients 

As part of the MUR power uprate licensing process, any applicable plant FSAR analyses shall 
be evaluated. The licensee performed such an evaluation through its latest FSAR. The results 
are presented in Enclosure 9 of the LAA (Reference 1 ). However, it was not clear as to whether 
the licensee has submitted all MUR-related design changes/safety evaluations as implemented, 
but not yet shown in the FSAR for review. 

As part of the RAI process, the NRC staff requested clarification of this issue. In the licensee's 
response by letter dated January 12, 2017 (Reference 7), the licensee stated that none of the 
design changes or modifications currently under development for future FSAR revisions are 
reactor thermal power dependent. With this response, the NRC staff finds that the licensee has 
submitted all required evaluations for MUR for review. The evaluation for all MUR-related 
design changes/safety conforms to the SAP, Section 4.4, Revision 2 (Reference 38), and 
provides reasonable assurance that the relevant GDC criteria will continue to be met. 
Therefore, the staff finds it acceptable. 

2.4.2.11 ECCS-LOCA Performance Analyses and Codes/Methodology 

The ECCS is designed to provide protection against postulated LOCAs caused by ruptures in 
the primary system piping. The ECCS performance under all LOCA conditions and the analysis 
models must satisfy the requirements of 10 CFR 50.46 and Appendix K to 10 CFR Part 50. For 
the GENE analytical methods and codes, the ECCS-LOCA analysis is performed in accordance 
with the NRG-approved methodology specified in General Electric's (GE's) licensing document 
denoted as GESTAR II. For CGS, a base ECCS-LOCA analysis, with a full-scope break 
spectrum, forms the initial SAFER/GESTR-LOCA Analysis-of-Record (AOR) for the rated power 
level. For introduction of a new fuel design, the licensee performs an ECCS-LOCA analysis (a 
subset of the full-scope spectrum) in accordance with Amendment 22 of GESTAR II to 
demonstrate compliance with requirements of 1 O CFR 50.46 and Appendix K to 
1 O CFR Part 50, or the licensee demonstrates that the existing fuel design ECCS-LOCA 
analysis remains applicable and bounding. During reload analyses, the licensee evaluates the 
cycle-specific maximum average planar linear heat generation rate (MAPLHGR) limits to 
confirm that the MAPLHGR limit based on the ECCS-LOCA AOR, remains bounding. 

Enclosure 9 of the LAR, Table 4.1, "CGS ECCS-LOCA Analysis Results for GNF2 Fuel" 
(Reference 1 ), shows the CGS ECCS-LOCA analysis result. The result is based on analysis 
with power level up to 106 percent of CL TP that bounds 102 percent of CL TP, or equivalently, 
100.3 percent of MUR uprated power. However, it is not clear whether the GNF2 fuel is the only 
fuel type for the upcoming cycle with MUR uprated power. 

As part of the RAI process, the NRC staff requested clarification of this issue. Based on the 
licensee's response by letter dated January 12, 2017 (Reference 7), the NRC staff finds it 
acceptable because the provided ECCS-LOCA analysis results for both GNF2 and GE14 are 
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based on analysis conditions that bound the MUR power uprate for CGS, and meet the 
1 O CFR 50.46 ECCS-LOCA analysis acceptance criteria. 

2.4.2.12 LOCA Containment Performance Analyses 

Enclosure 9 of the LAR, Section 4.1, "Containment System Performance" (Reference 1 ), states, 
in part, that "the current containment evaluations were performed at 102% of CL TP." The NRG 
staff agrees with the licensee's disposition that no plant-specific evaluation is required. 

2.4.2.13 Transient Analyses 

Anticipated operational occurrences (AOOs) are transients that are expected to occur one or 
more times in the life of a plant and are initiated by a malfunction, a single failure of equipment, 
or a personnel error. The applicable acceptance criteria for the AOOs are based on GDC 10, 
"Reactor design"; GDC 15 "Reactor coolant system design", and GDC 20 "Protection system 
functions", as defined in Appendix A to 10 CFR Part 50. 

GDC 1 O requires that the reactor core and associated coolant, control, and protection systems 
must be designed with sufficient margin to ensure that the specified acceptable fuel design 
limits (SAFDLs) are not exceeded during normal operation, including the effects of AOOs. 

GDC 15 stipulates that the RCS and certain associated systems must be designed with 
sufficient margin to ensure that the design conditions of the RCPB are not exceeded during 
normal operating conditions, including AOOs. 

GDC 20 specifies, in part, that a protection system must be designed to automatically initiate the 
operation of appropriate systems to ensure that the SAFDLs are not exceeded during AOOs. 

SRP, Section 4.2, Revision 3 and Section 4.3, Revision 3 (Reference 38) provide the following 
additional guidelines: 

1. Pressure in the reactor coolant and main steam system should be maintained below 
11 O percent of the design values according to the ASME Code, Section Ill, Article NB-7000, 
"Overpressure Protection." 

2. Fuel cladding integrity should be maintained by ensuring that the reactor core is designed to 
operate with appropriate margin to specified limits during normal operating conditions 
including AOOs. 

3. An incident of moderate frequency should not generate a more serious plant condition 
unless other faults occur independently. 

4. An incident of moderate frequency, in combination with any single active component failure 
or single operator error, should not result in the loss of function of any fission product barrier 
other than the fuel cladding. 

A limited number of fuel cladding perforations are acceptable under these guidelines. 

The plant's FSAR typically sets forth evaluations of a wide range of potential transients. 
Chapter 15 of the FSAR contains the design-basis analyses that evaluate the effects of an AOO 
resulting from changes in the values of system parameters, such as (1) a decrease in core 
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coolant temperature, (2) an increase in reactor pressure, (3) a decrease in reactor core coolant 
flow rate, (4) reactivity and power distribution anomalies, (5) an increase in reactor coolant 
inventory, and (6) a decrease in reactor coolant inventory. 

Plant responses to the most limiting transients are analyzed during each reload cycle and are 
used to establish the thermal limits. A potentially limiting event is an event or an accident that 
has the potential to affect the core operating and safety limits. 

Section 5.3.3, "Transient Analyses," of NED0-32938-A, Revision 2 (Reference 39) assessed 
the effects of a MUR uprate on all of the AOO categories of events. Appendix E, "Transient 
Evaluation for TPO Uprate," of NED0-32938-A, Revision 2 discussed the GENE analytical 
methods and codes used to perform the transient analyses and presented the changes in the 
operating limit maximum critical power ratio (OLMCPR) for previous uprate transient analyses. 
Based on the observed changes in the maximum critical power ratio (MCPR) from these larger 
uprates, NED0-32938-A, Revision 2, states that changes attributable to the MUR uprate would 
be insignificant. Consequently, GENE proposed that the limiting transient analyses be deferred 
to the MUR uprate cycle reload analysis using NRG-approved methods and codes and no 
transient assessment is needed in the plant-specific application. Based on the NRC staff review 
of the evaluation and justifications provided in the NED0-32938-A, Revision 2, as discussed 
above for dispositioning all of the categories of AOO and assessing the impact of the MUR 
power uprate, the staff finds the proposed approach acceptable. 

Enclosure 9 of the LAR, Section 9.1, "Anticipated Operational Occurrences" (Reference 1 ), 
states that the evaluations and conclusions of NED0-32938-A, Revision 2, Appendix E, are 
applicable to the CGS MUR uprate. However, the NRC staff found that the licensee had not 
addressed the required disposition in NED0-32938-A, Revision 2. 

Therefore, as part of the RAI process, the NRC staff requested clarification of this issue. Based 
on the licensee's response by letter dated January 12, 2017 (Reference 7), the staff found it 
acceptable because the CGS-specific analysis models are specified and approved and used a 
conservative power uncertainty of 2 percent for the analysis that meet the GDC 10 and GDC 15 
requirements. 

2.4.2.14 Thermal-Hydraulic/Neutronic Stability 

GDC 12, "Suppression of reactor power oscillations," of Appendix A to 1 O CFR Part 50, states 
that, "The reactor core and associated coolant, control, and protection systems shall be 
designed to assure that power oscillations which can result in conditions exceeding specified 
acceptable fuel design limits are not possible or can be reliably and readily detected and 
suppressed." 

Long-term stability solutions for BWRs are discussed in NED0-31960-A, "BWR Owners' Group 
Long-Term Stability Solutions Licensing Methodology," and in Supplement 1, dated April 1996 
(Reference 42). The licensee has implemented the stability long-term solution Option Ill. In 
accordance with the licensing methodology specified in GESTAR II, the stability response of a 
new fuel design will be evaluated during the fuel introduction analyses. Plant-specific 
evaluations are also performed for each fuel cycle to ensure that the applicable long-term 
solution stability criteria are met. 

For the MUR power uprate, CGS will maintain the currently licensed highest flow control line. 
Therefore, the high-power/low-flow portion of the power flow map susceptible to instabilities will 
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be unchanged. With the same upper rod line boundary with MELLLA, there will be minimal 
impact on stability performance beyond the normal cycle-to-cycle reload core characteristic 
variations. 

The stability response for each reload core configuration is evaluated in accordance with the 
applicable stability solution methodology. The exclusion region boundary has been rescaled as 
necessary in order to maintain the current absolute power and core flow boundaries. In other 
words, the Armed Region has been modified to maintain the CL TP absolute power of 872 MWt 
(24.6 percent of the MUR upgraded power 3544 MWt) and flow (60 percent of rated 
recirculation drive flow). The setpoint for oscillation power range monitor (OPRM) amplitude 
and successive confirmation count will be established in accordance with CGS TS at each 
reload analysis. 

Enclosure 9 of the LAR, Table 2-2, "BSP [Backup Stability Protection] Region Intercepts for 
Nominal Feedwater Temperature Demonstration" and Figure 2-2, "Demonstration BSP Regions 
for Nominal Feedwater Temperature"; and Table 2-3, "BSP Region Intercepts for Reduced 
Feedwater Temperature Demonstration" and Figure 2-3, "Demonstration BSP Regions for 
Reduced Feedwater Temperature," demonstrates the BSP regions for the nominal feedwater 
temperature and reduced feedwater temperature operations that are based on MUR power 
level. 

The BSP regions will be confirmed or expanded during each reload analysis. The reload 
stability evaluations will continue to ensure acceptable stability performance and protection for 
future cores operating at the MUR uprate power. 

The NRC staff finds the change and evaluation are acceptable because CGS will maintain the 
currently licensed highest rod line for the MUR operation and the reload stability evaluations will 
continue to ensure acceptable stability performance and protection for future cores operating at 
the MUR uprate power. The evaluation for thermal-hydraulic/neutronic stability conforms to the 
SRP, Section 4.4, Revision 2 (Reference 38), and provides reasonable assurance that the 
relevant GDC criteria will continue to be met. Therefore, the staff finds it acceptable. 

2.4.2.15 Design-Basis Accidents 

The licensee stated that the postulated design-basis accident (OBA) had been evaluated and 
analyzed to show that NRC regulations are met for 2 percent above the CLTP. OBA events 
have either been previously analyzed at 102 percent of CL TP or are not dependent on RTP. 
The evaluation/analysis was based on the methodology, assumptions, and analytical techniques 
described in the SRP and in previous SEs. 

The NRC staff finds that the above evaluation for OBA events with the MUR uprate power level 
conforms to the SRP, Chapter 15, "Transient and Accident Analysis" (Reference 38). It 
provides reasonable assurance that the relevant GDC criteria will continue to be met. 
Therefore, the staff finds it acceptable. 

2.4.2.16 Anticipated Transient Without Scram 

An anticipated transient without scram (ATWS) is defined as an AOO with failure of the reactor 
protection system (RPS) to initiate a reactor scram to terminate the event. A TWS events are 
characterized by a rapid increase in reactor vessel and nuclear system pressure and core 
power. The requirements for ATWS are specified in 10 CFR 50.62, "Requir'ements for reduction 



- 41 -

of risk from anticipated transients without scram (ATWS) events for light-water-cooled nuclear 
power plants," which requires BWR facilities to have the following mitigating features for an 
ATWS event: 

1. An SLC system with the capability to inject a borated water solution with 
reactivity control equivalent to the control obtained by injecting 86 gallons per 
minute of a 13 weight-percent sodium pentaborate decahydrate solution at the 
natural boron-10 isotope abundance into a reactor vessel with an inside diameter 
of 251 inches. 

2. An alternate rod insertion system that is designed to perform its function in a 
reliable manner and that is independent from the reactor trip system from sensor 
output to the final actuation device. 

3. Equipment to trip the reactor coolant recirculation pumps automatically under 
conditions indicative of an A TWS. 

BWR performance during an A TWS is also compared to the criteria used in the development of 
the ATWS safety analyses described in NED0-24222, "Assessment of BWR Mitigation of 
Anticipated Transients Without Scram, Volume II, dated February 1981 (Reference 43). The 
criteria include (1) limiting the peak vessel bottom pressure to less than the ASME Service 
Level C limit of 1500 pounds per square inch gauge (psig), (2) ensuring that the peak cladding 
temperature (PCT) remains below the 10 CFR 50.46 limit of 2200 °F, (3) ensuring that the 
cladding oxidation remains below the limit specified in 10 CFR 50.46, (4) limiting peak 
suppression pool temperature (based on the LOCA results), and (5) limiting the peak 
containment pressure to the maximum containment design pressure. 

To predict the potential changes to the peak values of parameters relevant to ATWS for 
operation at the MUR power level, the NED0-32938-A, Revision 2 (Reference 39) presented 
the changes in such values in the ATWS analyses performed for previous power uprates. 
GENE examined the results and developed ATWS margin criteria to determine whether a MUR 
plant has sufficient margin in terms of the peak values of ATWS parameters, or whether a 
plant-specific ATWS analysis is required. A sufficient margin is defined as twice the ATWS 
parameter peak value adder, where the adder is the MUR-predicted change for the value of that 
parameter. The ATWS margin criteria for dispositioning the plant-specific ATWS evaluation is 
as follows: 

1. Peak Reactor Vessel Pressure 

NED0-32938-A, Revision 2 (Reference 39), predicts that based on the GENE 
fuel characteristics, fuel response, and analytical methods, a MUR uprate may 
result in a peak vessel pressure change of 20 pounds per square inch (psi) for 
main steam isolation valve (MSIV) closure and 30 psi for the pressure regulator 
failure to open. The plant-specific application must demonstrate that the peak 
vessel pressure is within the margin criteria of 60 psi (twice the adder) to 
generically disposition the ATWS pressurization analysis. If the ATWS AOR for 
the GENE fuel does not have a 60 psi margin, the project-specific analysis report 
for TPO will include an ATWS pressurization analysis at the MUR power level. 
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2. Suppression Pool Temperature 

Based on the suppression pool temperature calculations from previous power 
uprates, including the results from recent extended power uprates, GENE 
estimates that a generic pool temperature adder of 1 °F would bound the effect of 
operation at the MUR power level on the suppression pool temperature. 
Therefore, a plant-specific ATWS suppression pool temperature analysis will be 
required if a margin 2 °F is not available. For plants with a margin of less than 
2 °F, the project-specific analysis report for TPO will provide a plant-specific 
analysis to demonstrate the plant's ability to meet the suppression pool 
temperature limit for operation at the MUR power level. 

The current existing ATWS analyses were performed at nominal conditions, which would not 
bound the MUR uprate power level. However, the key operating parameters that affect ATWS 
response (e.g., the initial operating reactor dome pressure and the pressure actuation setpoints 
for the safety features such as the MSIV closure) will not change. In addition, the MUR uprate 
will be implemented along the currently-licensed absolute upper flow control/rod line, which 
would limit changes in the plant's response to an ATWS event, including ATWS instability 
response. 

NED0-32938-A, Revision 2, ATWS margin criteria were developed for only those key 
parameters whose values are expected to increase and maintain sufficient margin in the values 
of these key parameters to ensure that the other less affected parameters (e.g., ATWS peak 
PCT) would also have sufficient margin. In addition, since these margins are estimated, twice 
the adder provides conservatism that will ensure that plants whose key ATWS parameters are 
close to the peak limits will be analyzed. 

The licensee stated, in part, in its LAR, Enclosure 9, Section 9.3.1, "Anticipated Transient 
Without Scram," that "the previous ATWS analysis, performed at 100% of CLTP, demonstrated 
a margin of 136 psi to the peak vessel bottom head pressure limit and a margin of 24 °F to the 
[suppression] pool temperature limit. 

The NRG staff agrees with the licensee that the ATWS analyses can be generically 
dispositioned without plant-specific analysis because the required margin criteria are met in 
which they are in excess of the 60-psi and 2 °F margin criteria and the same General Electric 
(GE) fuel and analysis methodology are maintained from the previous analysis conditions 
without any changes in the equipment performance characteristics due to the MUR power 
uprate. 

As part of the RAI process, the NRG staff requested the rest of the ATWS results. Based on the 
licensee's response by letter dated January 12, 2017 (Reference 7), the staff found it 
acceptable because the CGS-specific ATWS AORs results, as provided, meet 10 CFR 50.62, 
GDC 10 and GDC 15 requirements. 

2.4.2.17 Nuclear Steam Supply System Components 

A comprehensive evaluation of plant specific NSSS components and systems was performed 
by the licensee to confirm the acceptability of the small additional duty effects due to the 
operation at MUR uprated conditions. Details for the NRG staff's evaluation are shown below. 
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2.4.2.18 Average Power Range Monitors, Intermediate Range Monitors, and Source Range 
Monitors 

The licensee will recalibrate the average power range monitors (APR Ms) to indicate 100 percent 
at the MUR rated power level of 3544 MWt while the APRM high flux scram and the upper limit 
of the rod block setpoints, expressed in units of percent of licensed power, will not be changed. 
The flow-biased APRM trips, expressed in units of absolute thermal power, remain the same. 
No adjustment will be made to the intermediate range monitors (IRMs) to ensure that the IRMs 
have adequate overlap with the source range monitors and APRMs. 

The NRC staff finds that the changes made/not made, follow NED0-32938-A, Revision 2 
(Reference 39), guidelines and conform to the SRP, Section 4.2, Revision 3 and Section 4.4, 
Revision 2 (References 38). The staff concludes that there is reasonable assurance that the 
applicable GDC criteria will continue to be met. Therefore, the staff finds they are acceptable. 

2.4.2.19 Local Power Range Monitors and Traversing in Core Probes 

It is known that the neutron flux will increase at some local power range monitors (LPRMs) at 
the MUR uprated power level. The NRC staff agrees with the LAR, Enclosure 9 evaluation 
results (Reference 1) that the small change in the power level is not a significant factor on 
neutronic service life of the LPRM detectors and the radiation level of the traversing in-core 
probes. The LPRM accuracy at the increased flux is still within the specified limits, and the 
LPRMs are designed as replaceable components. The evaluation conforms to the SRP, 
Section 4.4, Revision 2 (Reference 38). The staff concludes that there is reasonable assurance 
that the applicable GDC criteria will continue to be met. Therefore, the staff finds they are 
acceptable. 

2.4.2.20 Rod Block Monitor 

The rod block monitor instrumentation is referenced to an APRM channel. Since the APRM is 
to be rescaled, the rod block monitor performance is expected to be affected. However, the 
NRC staff agrees that the rod block monitor instrumentation is not required to be changed due 
to the small change in MUR uprate condition. 

2.4.2.21 Recirculation System 

The primary function of the recirculation system is to vary the core flow and power during 
normal operation. It also forms part of the RCS pressure boundary. 

The licensee performed the CGS-specific evaluation and concluded in Enclosure 9 of the LAR, 
Section 3.6, "Reactor Recirculation System" (Reference 1) that the MUR uprate would not 
significantly reduce the maximum core flow capability because the core pressure drop will 
increase by< 1 psi. The effect on pump net positive suction head at MUR uprate conditions is 
negligible. It also confirmed that no significant increase in the reactor recirculation system 
vibration occurs from the MUR operating conditions. The cavitation protection interlock for the 
recirculation pumps and jet pumps is not changed by the MUR uprate. The NRC staff finds the 
above evaluation results acceptable because they are consistent with what are expected in the 
Section 5.6.2 and Appendix I of NED0-32938-A, Revision 2 (Reference 39) and the acceptable 
evaluations that have been performed on all of the larger power uprate evaluations. The 
evaluation results conform to the SRP, Section 4.4, Revision 2 (Reference 38). The staff 
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concludes that there is reasonable assurance that the applicable GDC criteria will continue to be 
met. Therefore, the staff finds they are acceptable. 

2.4.2.22 Control Rod Drive and Control Rod Drive Hydraulic Systems 

Plant-specific evaluation is not required for these systems as determined, and concluded from 
the SE of NED0-32938-A, Revision 2 (Reference 39) because the MUR uprate (~ 1.66%) is 
small. 

2.4.2.23 Residual Heat Removal System 

The residual heat removal (RHR) system, which is designed to maintain the coolant inventory in 
the reactor vessel and to remove heat from the primary system and containment following 
reactor shutdown for both normal and post-accident conditions, operates in the low pressure 
coolant injection mode, shutdown cooling mode, suppression pool cooling mode, containment 
spray cooling mode, and fuel pool cooling assist mode, each of which is discussed below. 

2.4.2.24 Low Pressure Coolant Injection 

The low-pressure coolant Injection (LPCI) mode of the RHR system is automatically initiated in 
the event of a LOCA. The primary purpose of the LPCI mode is to help maintain reactor vessel 
coolant inventory for a large-break LOCA and for any small break, in conjunction with other 
ECCS systems, after the reactor vessel has depressurized. 

Enclosure 9 of the LAR, Section 4.2.4, "Low Pressure Coolant Injection" (Reference 1 ), the 
licensee determined that the generic evaluation of the LPCI mode, as provided in NED0-32938, 
Section 5.6.4, Revision 2 (Reference 39), is applicable to CGS. The NRG staff finds it 
acceptable because the ability of the RHR system to perform required LPCI safety functions has 
been demonstrated with previous analyses based on 102 percent of CL TP that bounds the 
MUR uprate conditions. The evaluation result conforms to the SRP, Sections 5.4.7, "Residual 
Heat Removal (RHR) System," and 6.3, "Emergency Core Cooling System" (Reference 38 
and 41, respectively). The NRG staff concludes that there is reasonable assurance that the 
applicable GDC criteria will continue to be met. Therefore, the staff finds they are acceptable. 

2.4.2.25 Shutdown Cooling Mode 

The objective of normal shutdown is to reduce the bulk reactor temperature after scram to 
125 °F in approximately 20 hours using two shutdown cooling heat exchanger loops. 

For CGS, the RHR heat exchangers are sized for the Shutdown Cooling mode. For the 
emergency cooling scenario, one train of the Shutdown Cooling mode provides heat removal 
and cooldown to the cold shutdown condition following rapid depressurization. 

Enclosure 9 of the LAR, Section 3.10, "Residual Heat Removal System" (Reference 1) the 
licensee determined that the generic evaluation of the Shutdown Cooling mode as provided in 
NED0-32938-A, Revision 2, Section 5.6.4 (Reference 39), is applicable to CGS. The NRG staff 
finds it acceptable because the ability of the RHR to perform required Shutdown Cooling mode 
safety functions has been demonstrated with previous analyses based on 102 percent of CL TP 
that bounds the MUR uprate conditions. The evaluation result conforms to SRP, Section 6.3, 
"Emergency Core Cooling System," Revision 3 (Reference 38). The staff concludes that there 
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is reasonable assurance that the applicable GDC criteria will continue to be met. Therefore, the 
staff finds it acceptable. 

2.4.2.26 Suppression Pool Cooling Mode 

The NRC staff accepts the conclusion from the LAR, Enclosure 9, Section 3.1 O that the generic 
evaluation of the Suppression Pool Cooling mode as provided in NED0-32938, Revision 2, 
Section 5.6.4 (Reference 39), is applicable to CGS because the ability of the RHR to perform 
required suppression pool cooling safety functions has been demonstrated with previous 
analyses based on 102 percent of CL TP that bounds the MUR uprate conditions. The 
evaluation result conforms to the SRP, Section 6.2.1.1.C, "Pressure-Suppression Type BWR 
Containments," Revision 7 (Reference 38). The staff concludes that there is reasonable 
assurance that the applicable GDC criteria will continue to be met. Therefore, the staff finds it 
acceptable. 

2.4.2.27 Containment Spray Cooling Mode 

The NRC staff accepts the conclusion from the LAR, Enclosure 9, Section 3.1 O that the generic 
evaluation of the Containment Spray Cooling mode stated in NED0-32938, Revision 2, 
Section 5.6.4 is applicable to CGS because the ability of the RHR to perform required 
containment spray cooling safety functions has been demonstrated with previous analyses 
based on 102 percent of CL TP that bounds the MUR uprate conditions. The evaluation result 
conforms to the SRP, Section 6.2.2, Containment Heat Removal Systems, Revision 5 
(Reference 38). The staff concludes that there is reasonable assurance that the applicable 
GDC criteria will continue to be met. Therefore, the staff finds it acceptable. 

2.4.2.28 Fuel Pool Cooling Assist Mode 

Enclosure 9 of the LAR, Table 6.6, "FPC [Fuel Pool Cooling} System Parameters" 
(Reference 1 ), the licensee presents the FPC system parameters. It shows that these 
parameters have the same values for both CLTP and TPO. 

As part of the RAI process, the NRC staff requested the confirmation of values between CL TP 
and TPO. In the its response by letter dated January 12, 2017 (Reference 7), the licensee 
confirmed that the data for all FPC system parameters for both CL TP and TPO are the same 
and correct while the design parameters of FPC has been confirmed to bound the MUR (TPO) 
power uprate condition. 

Table 6.6 shows that the MUR uprate will not affect the heat removal capability of the FPC 
system supplemented with RHR assist mode. The NRC staff finds the evaluation results 
acceptable because the MUR uprate heat load is within the design-basis heat load for the FPC 
system supplemented with RHR assist mode. The evaluation result conforms to the SRP, 
Section 9.1.3, "Spent Fuel Pool Cooling and Cleanup System," Revision 2 (Reference 38). The 
staff concludes that there is reasonable assurance that the applicable GDC criteria will continue 
to be met. Therefore, the staff finds it acceptable. 

2.4.2.29 Standby Liquid Control 

Appendix A to 1 O CFR Part 50, GDC 26, "Reactivity control system redundancy and capability," 
requires, in part, two independent reactivity control systems one of which is capable of 
maintaining the reactor core in a cold, subcritical condition, and one of which is capable of 
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reliably controlling the rate of reactivity changes resulting from planned normal power changes, 
including xenon burnout, to assure that acceptable fuel design limits are not exceeded, 
assuming complete failure of the control rod system. The SLC system is designed to provide 
the redundant reactivity control capability by pumping neutron-absorbing sodium pentaborate 
solution into the reactor vessel to achieve the subcritical shutdown condition. 

The NRC staff accepts the conclusion from Enclosure 9 of the LAR, Section 6.5, "Standby 
Liquid Control System," that the generic evaluation of the SLC system as provided in 
NED0-32938, Revision 2, Section 5.6.5 and Appendix L.3 (Reference 39), is applicable to CGS 
based on the following findings: 

(a) The small impact of such an uprate on accident and transient analyses, and the 
fact that the increase is within the pre-MUR uprate uncertainty in power 
measurement (2 percent) would not affect the shutdown or injection capability of 
the SLC. 

(b) The SLC relief valve margin is adequate tor the MUR uprate because the SLC 
system prior to the MUR uprate has a confirmed minimum relief valve margin of 
132.5 psi. 

(c) The SLC ATWS performance evaluation results show that the MUR uprate has 
no adverse effect on the ability of the SLC to mitigate an ATWS. 

The evaluation result conforms to the SRP, Section 9.3.5, "Standby Liquid Control System 
(BWR)," Revision 3 (Reference 38). The NRC staff concludes that there is reasonable 
assurance that the applicable GDC criteria will continue to be met. Therefore, the staff finds it 
acceptable. 

2.4.2.30 Reactor Water Cleanup 

The function of the RWCU is to remove solids and dissolved impurities from the reactor coolant, 
thereby reducing the concentration of radioactive and corrosive species. The RWCU is a 
normally operating system with no safety-related functions other than containment isolation. 

As part of the RAI process, the NRC staff requested clarification of why, and how, the RWCU 
process temperature and enthalpy are increased due to MUR uprate. In the response to the 
RAls by letters dated January 12 and February 21, 2017 (References 7 and 9, respectively), the 
licensee stated that such an increase is due to the effect of less flow returning from the steam 
separator over those of higher feedwater flow and temperature. The NRC staff finds the 
response acceptable because a heat balance calculation confirms the response. 

The NRC staff accepts the conclusion from the LAR, Enclosure 9, Section 3.11, "Reactor Water 
Cleanup System," that the generic evaluation of the reactor water cleanup system as provided 
in NED0-32938, Revision 2, Section 5.6.6 and Appendix J.2.3.4 (Reference 39), is applicable to 
CGS based on the following findings: 

(a) The small impact of such an uprate on accident and transient analyses, and the 
fact that the increase is within the pre-MUR uprate uncertainty in power 
measurement (2 percent) would negligibly affect the RWCU performance. 
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(b) There is no significant change in operating temperature and pressure conditions 
in the high-pressure portion of the system. 

The licensee's evaluation result conforms to the SRP, Section 5.4.8, "Reactor Water Cleanup 
System (BWR)," Revision 3. The NRC staff concludes that there is reasonable assurance that 
the applicable GDC criteria will continue to be met. Therefore, the staff finds it acceptable. 

2.4.2.31 High Pressure Core Spray 

The HPCS system, utilized at CGS, is designed to spray water into the reactor vessel over a 
wide range of operating pressures. HPCS systems (with other ECCS systems as backups) are 
designed to maintain reactor water level inventory during small-and intermediate-break LOCAs 
and isolation transients. The primary purpose of the HPCS systems is to maintain reactor 
vessel coolant inventory in the event of a small-break LOCA that does not immediately 
depressurize the reactor vessel. The HPCS system also provides spray cooling for long-term 
core cooling after a LOCA. The HPCS systems serve as a backup to the reactor core isolation 
cooling system to provide makeup water in the event of a loss of feedwater transient. 

The NRC staff accepts the conclusion from Enclosure 9 of the LAR, Section 4.2.2, "High 
Pressure Core Spray," that the generic evaluation of the HPCS, as provided in NED0-3293-A, 
Revision 2, Section 5.6.7 (Revision 39), is applicable to CGS because the ability of the HPCS to 
perform required safety functions has been demonstrated with previous analyses based on 
102 percent of CL TP that bounds the MUR uprate conditions. 

The evaluation result conforms to the SRP, Section 6.3, Revision 3 (Reference 38). The NRC 
staff concludes that there is reasonable assurance that the applicable GDC criteria will continue 
to be met. Therefore, the staff finds it acceptable. 

2.4.2.32 Reactor Core Isolation Cooling 

The reactor core isolation cooling (RCIC) system provides core cooling in the event of a 
transient in which the RPV is isolated from the main condenser concurrent with loss of 
feedwater flow and with the RPV pressure greater than the maximum allowable for the initiation 
of a low pressure core cooling system. The RCIC system is evaluated for its ability to provide 
core cooling and maintain the water level above the top of the active fuel. 

The NRC staff accepts the conclusion from Enclosure 9 of the LAR, Section 3.9, "Reactor Core 
Isolation Cooling," that the generic evaluation of the RCIC, as provided in NED0-32938, 
Revision 2, Section 5.6.7 (Reference 39), is applicable to CGS because the ability of the RCIC 
to perform required design functions has been demonstrated with previous analyses based on 
102 percent of CL TP that bounds the MUR uprate conditions. 

The evaluation result conforms to the SRP, Section 5.4.6, "Reactor Core Isolation Cooling 
System (BWR)," Revision 4. The NRC staff concludes that there is reasonable assurance that 
the applicable GDC criteria will continue to be met. Therefore, the staff finds it acceptable. 

2.4.2.33 Nuclear System Pressure Relief/Overpressure Protection 

The safety relief valves (SRVs) provide reactor overpressure protection for the NSSS to prevent 
failure of the nuclear system pressure boundary and uncontrolled release of fission products. 
The SRV setpoints are established to provide the reactor overpressure protection function, while 



- 48 -

ensuring that there is adequate margin between the reactor operating pressure. Additionally, 
the actuation setpoints of the valves prevent unnecessary actuations during normal plant 
maneuvers. 

The NRC staff accepts the conclusion from Enclosure 9 of the LAR, Section 3.1, "Nuclear 
System Pressure Relief/Overpressure Protection" (Reference 1) that the generic evaluation of 
the pressure relief system as provided in NED0-32938-A, Revision 2, Sections 5.6.8 and 
Appendix E (Reference 39), is applicable to CGS based on the following findings: 

(a) The evaluation and analyses for the SRVs, along with other functions, to provide 
the overpressure protection of the nuclear system during operational transients 
has been performed at 102 percent of CL TP to meet the ASME and plant TS 
requirements during each fuel reload. 

(b) No increase in normal operating pressure as well as no change in the SRVs 
setpoints or valve out-of-service options for the CGS MUR uprate. 

The design pressure of the reactor vessel and RCPB remains at 1250 psig. The ASME Code 
peak pressure for the reactor vessel and RCPB is 1375 psig (110 percent of the design 
pressure of 1250 psig), which is the acceptance limit for pressurization events. 

The MUR uprate will not involve any change in the operating pressure, the number of SRV-out
of-service assumed in the ASME overpressure analysis of the pre-MUR reload cycle, or the 
valve setpoints. Since the ASME overpressure analyses are performed at 102 percent of the 
CL TP, the current ASME overpressure analysis will bound the MUR uprate. In addition, the first 
MUR uprate cycle reload analysis will include an ASME overpressure analysis based on the 
cycle-specific core configuration. Because the CGS-specific application is confirmed that the 
pre-MUR uprate ASME overpressure analysis bounds the MUR uprate condition for vendor 
reload methods, the NRC staff concludes this approach is acceptable. The evaluation result 
conforms to the SRP, Section 5.2.2, "Overpressure Protection," Revision 3 (Reference 38). The 
NRC staff concludes that there is reasonable assurance that the applicable GDC criteria will 
continue to be met. Therefore, the staff finds it acceptable. 

2.4.2.34 Automatic Depressurization System 

The automatic depressurization system (ADS) uses relief or SRVs to reduce reactor pressure 
following a small-break LOCA, allowing the low pressure core injection and the low pressure 
core spray system to provide core spray cooling and flooding. 

The ability of the ADS to initiate on appropriate signals is not affected by the MUR power uprate. 
The initiation logic and the automatic depressurization system valve control are not affected by 
the MUR uprate operating condition. 

The NRC staff accepts the conclusion from Enclosure 9 of the LAR, Section 4.2.5, "Automatic 
Depressurization System," that the generic evaluation of the ADS, as provided in 
NED0-32938-A, Section 4.2.5, Revision 2 (Reference 39), is applicable to CGS because the 
ability of the ADS to perform required safety functions has been demonstrated with previous 
analyses based on 102 percent of CL TP that bounds the MUR uprate conditions. The 
evaluation result conforms to the SRP, Section 9.3.5, "Standby Liquid Control System (BWR), 
Revision 3 (Reference 38). The staff concludes that there is reasonable assurance that the 
applicable GDC criteria will continue to be met. Therefore, the staff finds it acceptable. 
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2.4.2.35 Low Pressure Core Spray 

The low pressure core spray (LPCS) system sprays water into the reactor vessel after it is 
depressurized. The primary purpose of the LPCS system is to provide reactor vessel coolant 
inventory makeup for a large LOCA and for any small break LOCA after the reactor vessel has 
depressurized. They also provide spray cooling for long-term core cooling in the event of a 
LOCA. 

The NRC staff accepts the conclusion from Enclosure 9 of the LAR, Section 4.2.3, "Low 
Pressure Core Spray," that the generic evaluation of the low pressure core spray as provided in 
NED0-32938-A, Revision 2, Section 4.2.3, is applicable to CGS because the ability of the low 
pressure core spray to perform required safety functions has been demonstrated with previous 
analyses based on 102 percent of CL TP that bounds the MUR uprate conditions. The 
evaluation result conforms to the SRP, Section 6.3, Revision 3 (Reference 38). The NRC staff 
concludes that there is reasonable assurance that the applicable GDC criteria will continue to be 
met. Therefore, the staff finds it acceptable 

2.4.2.36 Reactor Core Design and Fuel 

Fuel bundles are designed to ensure that the following criteria are met: 

1. The fuel bundles are not damaged during normal steady-state operation 
including AOOs. 

2. Any damage to fuel bundles will not be so severe as to prevent control rod 
insertion when required. 

3. The number of fuel rod failures during accidents is not underestimated. 

4. The coolability of the core is always maintained. 

For fuel vendors, the use of NRC-approved fuel design acceptance criteria and analysis 
methodologies ensures that the fuel bundles perform in a manner that is consistent with the 
objectives of the SRP, Section 4.2, Revision 3 and Section 4.3, Revision 3 (Reference 38), and 
GDC-10 of Appendix A to 10 CFR Part 50. 

Enclosure 9 of the LAR, Section 2.1 (Reference 1) stated that, at the MUR uprate conditions, all 
fuel and core design will be met by the deployment of fuel enrichment and burnable poison, 
control rod pattern management, and core flow adjustment. No new fuel designs are introduced 
in order to meet the MUR uprate conditions. However, revised loading patterns and slightly 
larger batch sizes may be used to provide additional operating flexibility and maintain fuel cycle 
length. The NRC staff finds the approach acceptable because, for fuel vendor, the use of 
NRC-approved fuel design acceptance criteria and analysis methodologies will ensure that the 
fuel bundles perform in a manner that is consistent with the objectives of the SRP, Section 4.2, 
Revision 3 and Section 4.3, Revision 3 and GDC 10 of Appendix A to 10 CFR Part 50. The fuel 
vendors will perform thermal-mechanical, thermal-hydraulic, neutronic, and material analyses to 
ensure that the fuel system design can meet the fuel design acceptance criteria during steady
state, AOO, or accident conditions. 
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2.4.2.37 Shutdown Margin and Hot Excess Reactivity 

All minimum shutdown margin requirements apply to cold shutdown (s 212 °F) conditions and 
will be maintained without change. Checks of cold shutdown margin based on SLC system 
boron injection capability and shutdown using control rods with the most reactive control rod 
stuck out are made for each reload submittal. 

Enclosure 9 of the LAR, Section 2.3, "Reactivity Characteristics" (Reference 1 ), stated that the 
MUR uprate condition would have no significant effect on the shutdown conditions. The NRC 
staff agrees with this conclusion since the adequacy of the shutdown margin will be confirmed in 
the reload core design. Enclosure 9 of the LAR evaluation result conforms to the SRP, 
Section 4.3, Revision 3 (Reference 38). The staff concludes that there is reasonable assurance 
that the applicable GDC criteria will continue to be met. Therefore, the staff finds it acceptable. 

Operation at the MUR uprate may result in a minor decrease in the hot excess reactivity during 
the cycle. The decrease in reactivity does not affect safety and does not affect the ability to 
manage the power distribution through the cycle to achieve the target power level. In addition, if 
needed, the fuel cycle can be designed to have sufficient excess reactivity. 

2.4.2.38 Thermal Limits Assessment 

GDC 1 O of Appendix A to 10 CFR Part 50 requires that the reactor core and associated coolant, 
control and protection systems must be designed with appropriate margin to ensure that the 
SAFDLs are not exceeded during normal operation, including AOOs. Operating limits are 
established to ensure that regulatory limits, including safety limits, are not exceeded for a range 
of postulated events (transients and accidents). The NRC staff's detailed evaluations are 
shown below. 

2.4.2.39 Minimum Critical Power Ratio Safety and Operating Limit 

The safety limit minimum critical power ratio (SLMCPR) ensures that 99.9 percent of the fuel 
rods are protected from boiling transition during normal operation or AOO. The OLMCPR 
ensures that the SLMCPR will not be exceeded as a result of an AOO. 

Enclosure 9 of the LAR, Section 2.2.1, "Safety Limit MCPR" (Reference 1 ), it states that a 
revised SLMCPR will be calculated for the first MUR fuel cycle. The calculation of SLMCPR, as 
part of reload process, shall be performed prior to implementation of the power uprate. The 
NRC staff accepts this approach because the calculation of SLMCPR has been explicitly 
included in the NRC approved reload methodology and need not be submitted with this LAR for 
staff review. Enclosure 9 of the LAR evaluation result conforms to the SRP, Section 4.4, 
Revision 2 (Reference 38). The NRC staff concludes that there is reasonable assurance that 
the applicable GDC criteria will continue to be met. Therefore, the staff finds it acceptable. 

2.4.2.40 Maximum Average Linear Planar Heat Generation Rate and Linear 
Heat Generation Rate Operating Limits 

The MAPLHGR and Linear Heat Generation Rate Operating (LHGR) limits ensure that the plant 
does not exceed regulatory limits established in 1 O CFR 50.46 or the fuel design limit. The 
MAPLHGR limit is determined by analyzing the limiting LOCA for the given plant. The LHGR 
limit is determined by the fuel rod thermal-mechanical design. 
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Enclosure 9 of the LAR, Section 2.2.3, "MAPLHGR and Maximum LHGR Operating Limits" 
(Reference 1 ), it states that the MAPLHGR and LHGR operating limits will be calculated for the 
first MUR fuel cycle. Since the reload analysis will ensure that there are acceptable margins 
between the licensing limits and the corresponding operating limits, and based on the previous 
power uprates results, the MUR uprate core design changes due to the relatively small increase 
in power are not expected to result in significant reactor core and fuel performance 
characteristics beyond the cycle-to-cycle core performance changes. The calculation of 
MAPLHGR and LHGR operating limits, as part of reload process, shall be performed prior to 
implementation of the power uprate. The NRC staff accepts this approach because the 
calculation of MAPLHGR and LHGR has been explicitly included in the NRG-approved reload 
methodology and needs not be submitted with this LAR for staff review. Enclosure 9 of the LAR 
evaluation result conforms to the SRP, Section 4.4, Revision 2 (Reference 38). The NRC staff 
concludes that there is reasonable assurance that the applicable GDC criteria will continue to be 
met. Therefore, the staff finds it acceptable. 

2.4.2.41 Containment System Performance 

The basic functional design requirements for containment are given in 1 O CFR Part 50, 
Appendix A, GDC 4, "Environmental and dynamic effects design bases"; GDC 16 "Containment 
design"; and GDC 50, "Containment design-basis" and in 1 O CFR Part 50, Appendix K. GDC 4 
provides the basic environmental and dynamic effects design requirements for all SSCs 
important to safety including leak-before-break. GDC 16 establishes the fundamental 
requirement to design a containment that is essentially a leak-tight barrier against the 
uncontrolled release of radioactivity to the environment. GDC 50, among other things, requires 
that consideration be given to the potential consequences of degraded engineered safety 
features, such as the containment heat removal system and the ECCS, the limitations in 
defining accident phenomena, and the conservatism of calculational models and input 
parameters in assessing containment design margins. Appendix K.1.0.2 to 10 CFR Part 50 
requires that the containment pressure used for evaluating cooling effectiveness during reflood 
and spray cooling shall not exceed a conservatively low value. Appendix K.l.A to 
10 CFR Part 50 can be used as guidance in ensuring that all sources of energy are included in 
determining the mass and energy release from LOCAs. 

Enclosure 9 of the LAR, Section 4.1, "Containment System Performance," the licensee stated 
that "the current containment evaluations were performed at 102% of CL TP ." The areas that 
have been included in the previous bounding evaluation of the containment capability are: 
containment pressure and temperature response, LOCA and SRV containment dynamic loads 
and subcompartment pressurization. The NRC staff finds that the previous containment 
evaluation results bound the MUR uprate conditions. Enclosure 9 of the LAR evaluation result 
conforms to the SRP, Section 6.2.1, "Containment Functional Design," Revision 3 
(Reference 38). The staff concludes that there is reasonable assurance that the applicable 
GDC criteria will continue to be met. Therefore, the staff finds it acceptable. 

2.4.2.42 1 O CFR Part 50, Appendix R Fire Event 

This evaluation is for confirmation of continued compliance to 1 O CFR 50.48, "Fire protection,'' 
and 1 O CFR Part 50, Appendix R, "Fire Protection Program for Nuclear Power Facilities 
Operating Prior to January 1, 1979." 

The NRC staff accepts the conclusion from Enclosure 9 of the LAR, Section 6.7.1, "10 CFR 50 
Appendix R Fire Event" (Reference 1 ), that the generic evaluation results of the Appendix R 
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events as provided in Reference NED0-32938-A, Revision 2 (Reference 39), Appendix L.4 is 
applicable to CGS as based on the following findings: 

(a) The impact of a 1.66 percent uprate on the required Appendix R scenarios has 
been evaluated and demonstrated meeting the acceptance criteria as described 
in NED0-32938-A, Revision 2, Table L-2. 

(b) The current analysis is based on 104.1 percent of CL TP that establishes a 
bounding case for the PCT and containment pressure limit. 

Enclosure 9 of the LAR evaluation result conforms to the SRP, Section 9.5.1, "Fire Protection 
Program," Revision 5; and Section 5.2.2, "Overpressure Protection, Revision 3 (Reference 38). 
The NRG staff concludes that there is reasonable assurance that the applicable GDC criteria 
will continue to be met. Therefore, the staff finds it acceptable. 

2.4.2.43 Station Blackout 

This evaluation is for confirmation of continued compliance to 10 CFR 50.63, "Loss of all 
alternating current power," SBO. In Enclosure 9 of the LAR, Section 9.3.2, "Station Blackout" 
(Reference 1 ), the licensee stated that the CGS SBO evaluation has been previously performed 
assuming;;:: 102 percent of CL TP. 

As part of the RAI process, the NRG staff requested confirmation of licensee compliance with 
the 10 CFR 50.63 requirements for the MUR uprate. Specifically, Enclosure 9 of the LAR 
should confirm whether the plant has sufficient condensate inventory for MUR uprate operation 
and whether the RCIC or high pressure core injection systems can provide core cooling and 
coverage during the SBO coping period. 

In the response to the RAI by letter dated January 12, 2017 (Reference 7), the licensee stated 
that the evaluation based on the current SBO analysis record showing that there exists sufficient 
condensate storage inventory to support the MUR power level operation. Therefore, the NRG 
staff finds the response acceptable because the previous analysis based on ;;:: 102 percent of 
CL TP bound the MUR uprate conditions and meets the 1 O CFR 50.63 requirements for the 
MUR uprate. 

2.4.2.44 High Energy Line Break 

This evaluation is performed to ensure the effect of MUR uprate conditions on environmental 
qualification has been evaluated. 

In Enclosure 9 of the LAR, Section 10.1, "High Energy Line Break" (Reference 1 ), the licensee 
stated that HELB was performed for all systems evaluated in the FSAR. At the MUR uprate 
conditions, there is no significant change in HELB mass and energy release, for example, less 
than 2 °F temperature and less than 1.3 British thermal unit per pound mass (Btu/lbm) enthalpy 
increase in feedwater line. These changes are insignificant in relation to the effect on line break 
calculations. Vessel dome pressure and other portions of the primary coolant pressure 
boundary remain at current operating pressure or lower. The postulated break locations remain 
the same because the piping configuration does not change due to the MUR uprate. CGS 
concludes that the consequences of any postulated HELB will not significantly change. 
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The NRC staff finds the CGS-specific evaluation results acceptable because the consequences 
of any postulated HELB will not significantly change due to the MUR uprate conditions. 
Enclosure 9 of the LAR evaluation result conforms to the SRP, Section 6.2.1.2, 
"Subcompartment Analysis," Revision 3; and Section 15.6.5, "Loss-of-Coolant Accidents 
Resulting From Spectrum of Postulated Piping Breaks Within the Reactor Coolant Pressure 
Boundary,'' Revision 3 (Reference 38). The staff concludes that there is reasonable assurance 
that the applicable GDC criteria will continue to be met. Therefore, the staff finds it acceptable. 

2.4.2.45 Steam Separator and Dryer Performance 

In Enclosure 9 of the LAR, Section 3.3.3, "Steam Separator and Dryer Performance" 
(Reference 1), the licensee performed the CGS-specific evaluation and concluded that, 
although operation at MUR conditions will result in an increase in the amount of saturated steam 
generated in the reactor core, the steam dryer/separator performance remains acceptable. For 
constant core flow, this results in an increase in the separator inlet quality, an increase in the 
steam dryer face velocity and a decrease in the water level inside the dryer skirt. These factors, 
in addition to the radial power distribution, affect the steam separator/dryer performance. 
However, the net effect of these changes does not result in exceeding the acceptable moisture 
content of :s; 0.10 weight percent. The changes in separator and dryer performance also do not 
result in unacceptable water levels inside the dryer skirt. 

Enclosure 9 of the LAR evaluation result conforms to the SRP, Section 4.4, Revision 2 
(Reference 38). The NRC staff concludes that there is reasonable assurance that the 
applicable GDC criteria will continue to be met. Therefore, the staff finds it acceptable. 

2.4.2.46 Main Steam Isolation Valves 

Enclosure 9 of the LAR, Section 3.8, "Main Steam Isolation Valves,'' the licensee evaluated and 
the NRC staff confirmed that the generic evaluation provided in NED0-32938-A, Revision 2 
(Reference 39) is applicable to CGS. The requirements for the main steam isolation valves 
remain unchanged for MUR uprate conditions. 

Enclosure 9 of the LAR evaluation result conforms to the SRP, Section 5.4, "Reactor Coolant 
System Component and Subsystem Design, Revision 2 (Reference 38). The NRC staff 
concludes that there is reasonable assurance that the applicable GDC criteria will continue to be 
met. Therefore, the staff finds it acceptable. 

2.4.3 Reactor Systems Summary 

The NRC staff has reviewed the licensee's submissions and concludes that these items 
adequately address the CGS MUR LAR power uprate. The staff concludes that the proposed 
changes for CGS's MUR power uprate are acceptable because the proposed changes meet the 
relevant regulatory requirements and comply with the applicable acceptance criteria. 

2.5 Fire Protection 

2.5.1 Regulatory Evaluation 

The purpose of the fire protection program is to provide assurance through a defense-in-depth 
design that a fire will not prevent the performance of necessary plant safe-shutdown functions, 
nor will it significantly increase the risk of radioactive releases to the environment. The NRC 
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staff's review focused on the effects of the increased decay heat due to the MUR power uprate 
on the plant's safe-shutdown analysis to ensure that SSCs required for the safe shutdown of the 
plant are protected from the effects of the fire and will continue to be able to achieve and 
maintain safe shut down following a fire. The NRC's review criteria for the fire protection 
program are based on (1) 10 CFR 50.48, "Fire protection"; (2) 10 CFR Part 50, Appendix A, 
GDC 3, "Fire protection"; and (3) 1 O CFR Part 50, Appendix A, GDC 5, "Sharing of structures, 
systems, and components." The regulation under 1 O CFR 50.48 requires the development of a 
fire protection program to ensure, among other things, the capability to safely shutdown the 
plant. 

GDC 3 of 10 CFR Part 50, Appendix A, requires that "structures, systems, and components 
important to safety shall be designed and located to minimize, consistent with other safety 
requirements, the probability and effect of fires and explosions. Noncombustible and heat 
resistant materials shall be used wherever practical throughout the unit, particularly in locations 
such as the containment and control room. Fire detection and fighting systems of appropriate 
capacity and capability shall be provided and designed to minimize the adverse effects of fires 
on structures, systems, and components important to safety. Firefighting systems shall be 
designed to assure that their rupture or inadvertent operation does not significantly impair the 
safety capability of these structures, systems, and components." 

GDC 5 of 1 O CFR Part 50, Appendix A, requires that "structures, systems, and components 
important to safety shall not be shared among nuclear power units unless it can be shown that 
such sharing will not significantly impair their ability to perform their safety functions, including, 
in the event of an accident in one unit, an orderly shutdown and cooldown of the remaining 
units." 

Regulatory Information Summary (RIS) 2002-03, Attachment 1, Sections II and Ill 
(Reference 15), recommend improving the efficiency of the NRC staff's review by having 
prospective LARs identify current accident and transient AORs, which bound plant operation at 
the proposed uprated power level. For any OBA for which the existing AORs do not bound the 
proposed uprated power level, the licensee should provide a detailed discussion of the 
reanalysis. 

2.5.2 Technical Evaluation 

The licensee developed the LAR consistent with the guidelines in RIS 2002-03 (Reference 15). 
In the LAR, the licensee reevaluated the applicable SSCs and safety analyses at the proposed 
MUR core power level of 3544 MWt against the previously analyzed core power level of 
3486 MWt. 

The NRC staff reviewed Enclosure 9 of the LAR, Section 6.7, "Fire Protection." The NRC staff 
also reviewed the licensee's commitment to 1 O CFR 50.48, "Fire protection" (i.e., the approved 
fire protection program). The review covered the impact of the LAR on the results of the safe 
shutdown fire analysis as noted in RIS 2002-03, Attachment 1, Sections II and Ill. The review 
focused on the effects of the LAR on the post-fire safe shutdown capability and increase in 
decay heat generation following plant trips. 

In Enclosure 9 of the LAR, Section 6.7, the licensee stated that the operation of the plant at 
TPO rated level does not affect the fire suppression or detection systems. There is no change 
in the physical plant configuration and the potential for minor changes to combustible loading as 
a result of the TPO uprate are addressed by controlled design change procedures. Further, the 
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licensee stated that the TPO uprate will have no effect on fire protection administrative controls, 
fire barriers, fire protection responsibilities of plant personnel and resources necessary for 
systems required to achieve and maintain safe shut down. 

The NRC staff has reviewed the information provided in the LAR regarding the administrative 
controls of the CGS, design change process, fire detection and protection systems. As stated 
above, the LAR involves no changes to the fire protection program that may adversely impact 
the post-fire safe shutdown capability in accordance with 1 O CFR Part 50, Appendix R. 

The licensee has made no significant changes to the plant configuration as a result of 
modifications necessary to implement the MUR power uprate. The licensee has made no 
changes and has shown no adverse effects created by the MUR power uprate on the fire 
detection or protection systems. These changes will be evaluated by the licensee under the 
plant's existing NRC approved fire protection program. 

As part of the RAI process, the NRC staff requested the licensee to summarize changes to the 
combustible loading, however minor, and discuss the impact of these changes on the plant's 
compliance with the fire protection program licensing basis, 1 O CFR 50.48, or applicable 
portions of 10 CFR Part 50, Appendix R. 

By letters dated November 10 and December 12, 2016 (References 3 and 5, respectively), the 
licensee provided additional information in response to the NRC staff's RAI. In its response to 
the RAI, the licensee indicated that the proposed MUR power uprate amendment request 
involves setpoint and software changes only. No hardware changes are being made. 
Therefore, there will be no change to CGS's combustible loading as a result of this request. 
Further, the licensee stated that CGS remains in compliance with its fire protection program 
licensing basis and applicable portions of 1 O CFR Part 50, Appendix R. The licensee's 
response satisfactorily addresses the staff's concerns, and this RAI issue is considered resolved 
based on the following: 

• For the MUR power uprate condition, the license indicated that there are no hardware 
changes and no changes to the combustible loading as result of MUR power uprate; and 

• No impact on the plant's compliance with fire protection program license basis, 
1 O CFR 50.48, or applicable portions of 1 O CFR Part 50, Appendix R. 

Since there are no changes to the fire protection program, the NRC staff finds the response to 
the RAls acceptable. 

Additionally, the NRC staff requested that the licensee discuss how any non-fire suppression 
use of fire protection water will impact the ability to meet the fire protection system design 
demands. 

• In its response by letter dated November 10, 2016, the licensee stated, in part, that "the 
amendment request involves setpoint and software changes only and has no impact on 
the ability of fire protection (FP) to meet system demands nor does it affect the 
"non-fire-protection" aspects of the plant fire protection system. 
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The fire protection water supply system interrelationships with other plant systems are: 

1. The fire protection water system provides water for bearing lubrication to the 
plant service water (TSW ) system during TSW pump startup and is isolated 
under normal operating conditions. The MUR power uprate project did not 
change how the fire protection system interfaces with the TSW system; 

2. The fire protection water supply system can provide water to the control air 
system (CAS), service air system (SA) and cooling jacket water (CJW) system as 
an emergency source of cooling by using installed fire hose connections in the 
event that TSW is lost. The MUR power uprate project did not change how the 
fire protection system interfaces with the CAS, SA, or CJW systems; 

3. The fire protection water supply system can provide water to the condensate 
system as an emergency source of core cooling by using installed fire hose 
connections in condensate booster pump A suction line in the event that all 
emergency core cooling system pumps are lost. The MUR power uprate project 
did not change how the fire protection system interfaces with the condensate 
system; 

(4) The fire protection water supply system can provide water to the spent fuel pool 
as an emergency makeup source in the event that demineralized water and 
standby service water are lost. A fire hose can be routed from a reactor building 
fire protection standpipe and provide makeup water to the spent fuel pool. The 
MUR power uprate project did not change how the fire protection system 
interfaces with the fuel pool cooling; 

(5) The fire protection water supply system can provide a source of water for the 
B.5.b response and is a non-credited source of water for the diverse and flexible 
mitigation strategies. However, these actions were developed to cope with 
beyond design-basis events. The MUR power uprate project did not change 
these strategies. 

The licensee's response satisfactorily addresses the NRC staff's concerns, and this RAI issue is 
considered resolved based on the following: The fire protection water is credited for five 
activities other than fire protection. In the first scenario, the fire water is utilized for bearing 
lubrication to the plant TSW system. In the second and third scenarios, the fire protection water 
is utilized as an emergency cooling source for the CAS, CJW, and condensate systems. In the 
fourth scenario, the fire water provides a backup source to add inventory to the spent fuel pool 
in the event if spent fuel cooling is lost and boiling occurs. In the fifth scenario, the fire 
protection water credited for beyond design-basis events (i.e., B.5.b and flexible mitigation 
strategies). 

The licensee analyzed and concluded that all five functions of non-fire suppression uses of fire 
protection water are not affected by the MUR uprate conditions. The NRC staff finds the 
response to the RAI acceptable because the licensee's analysis concluded that non-fire 
protection aspects of the fire protection system for other than fire protection activities would not 
be impacted nor would they impact fire protection system design demands by the proposed 
MUR power uprate. The licensee's response satisfactorily addresses the staff's concerns, and 
this RAI issue is considered resolved. 
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Based on the licensee's fire-related safe shutdown assessment, the NRC staff concludes that 
the licensee has adequately accounted for the effects of the changes proposed in the LAR on 
the ability of the required fire protection systems to achieve and maintain safe shutdown 
conditions. The NRC staff finds this aspect of the capability of the associated SSCs to perform 
their design-basis functions after implementation of the MUR acceptable with respect to fire 
protection. 

2.5.3 Fire Protection Summary 

Based on its review, the NRC staff has concluded that the LAR will not have an adverse impact 
on the fire protection program or post-fire safe shutdown capability and, therefore, the NRC staff 
finds the LAR acceptable with respect to fire protection. 

2.6 Steam Generator and Chemical Engineering 

2.6.1 Flow Accelerated Corrosion 

2.6.1.1 Regulatory Evaluation 

Flow Accelerated Corrosion (FAC) is a corrosion mechanism that occurs in carbon steel 
components exposed to either single-phase or two-phase water flow. Components made from 
stainless steel are not affected by FAC, and FAC is significantly reduced in components 
containing a small amount of chromium or molybdenum. The rates of material loss due to FAC 
depend on the system flow velocity, component geometry, fluid temperature, steam quality, 
oxygen content, and pH. During plant operation, it is not normally possible to maintain all of 
these parameters in a regime that minimizes FAC, therefore, loss of material by FAC can occur. 
Assurance that a systematic FAC program has been established, is based on compliance with 
Generic Letter 89-08, "Erosion/Corrosion-Induced Pipe Wall Thinning, dated May 2, 1989 
(Reference 44). The NRC's acceptance criteria are based on the structural evaluation of the 
minimum acceptable wall thickness for the components undergoing degradation by FAC. 

2.6.1.2 Technical Evaluation 

The licensee stated that CGS has a program established to monitor FAC for pipe wall thinning 
in both single and two-phase high-energy carbon steel piping in the main steam, feedwater, and 
balance-of-plant systems (BOP). The licensee stated in its response to an RAI by letter dated 
December 8, 2016 (Reference 4), that the CHECWORKS™ Steam/Feedwater Application 
(SFA) model is used to calculate potential wall thinning of components susceptible to FAC. 
Additionally, in CGS's FSAR, the licensee states that the FAC program implements the 
recommendations of GL 89-08 (Reference 44), and follows the guidance and recommendations 
of EPRI Final Report, "Recommendations for an Effective Flow-Accelerated Corrosion Program 
(NSAC-202L-R3)," Revision 3 (Reference 45), as part of its license renewal application. In the 
LAR, the licensee stated that operation at the proposed MUR power uprate conditions results in 
changes to parameters (e.g. flow velocity, temperature, moisture content) in certain systems. 
The licensee stated its evaluation of predicted wall thinning indicates a minimal effect for the 
main steam, feedwater, and attached systems, but that the FAC monitoring program will 
continue to consider adjustments related to predicted material loss. The licensee stated that 
high-energy piping systems will continue to be monitored in order to provide confidence in the 
integrity of these systems. In addition, the licensee stated that to maintain adequate margin for 
certain piping systems, appropriate changes to inspection frequency will be implemented. The 
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appropriate changes to the inspection frequency, and adjustments to the FAC program, will help 
to determine the need for maintenance/replacement prior to reaching minimum wall thickness 
requirements. 

In its letter dated December 8, 2016, the licensee also stated that cycle specific water chemistry 
is linked to the plant FAC model with each plant operating period. The licensee also stated the 
FAC model was updated after the spring 2015 refueling outage to include" ... current plant 
conditions, actual outage measurements, chemistry changes, and proposed MUR power uprate 
data .... " The licensee also provided data that showed piping line segments that were reviewed 
under the FAC monitoring program for potential impacts of the MUR power uprate. Additionally, 
the licensee stated that water lines with high levels of dissolved oxygen (DO) (usually over 
1,000 parts per billion (ppb)) are excluded from further analysis as they are not considered 
susceptible to FAC. The licensee stated that systems normally meeting this condition include 
the service and circulating water systems, and the fire protection system. The licensee expects 
the range of DO for these systems to be between 7,560 ppb and 14,560 ppb. 

The NRC staff has reviewed the effects of the proposed MUR power uprate on FAC and the 
adequacy of the licensee's FAC program to predict the rate of material loss so that repair or 
replacement of affected components can be made before reaching a critical thickness. The 
staff finds the basis for the licensee's FAC program acceptable because it follows the 
recommendations of GL 89-08 and follows the guidance and recommendations of 
EPRI NSAC-202L-R3. 

In its letter dated December 8, 2016, the licensee detailed the changes that have been made to 
the FAC monitoring program. These changes include updating the CHECWORKS™ 
SFA model to include actual chemistry parameters, chemistry changes due to operating 
experience with the RWCU system, DO content, current plant conditions, actual plant 
measurements, and proposed MUR power uprate conditions. In addition to the material 
presented in this LAR and the supplement dated December 8, 2016, the NRC staff reviewed the 
portion of the CGS FSAR and license renewal documentation related to the FAC aging 
management program. This material was reviewed to confirm that the previously reviewed and 
approved FAC monitoring program was in place. The staff then reviewed the changes that have 
been made since the previous approval, and finds that the licensee's updated FAC monitoring 
program, and that the appropriate changes to inspection frequency provide reasonable 
assurance that potentially affected systems will maintain an acceptable wall thickness. The staff 
also finds that the program has appropriately identified areas that will be potentially impacted. 

The NRC staff also reviewed the data supplied in the letter dated December 8, 2016, which 
presented selected results of the CHECKWORKS™ SFA model run with the proposed MUR 
power uprate data, current plant conditions, actual measurements from the previous refueling 
outage, and plant chemistry changes. Certain systems were excluded from further analysis in 
the CHECWORKS™ SFA model due to expected high (7,560 to 14,560 ppb) levels of DO, 
which prevents FAC in these systems. The data provided by the licensee showed the predicted 
wear rates for the components most susceptible to FAC for the proposed MUR power uprate 
conditions. Based on the data provided by the licensee, the staff finds that the proposed MUR 
power uprate would have a relatively small impact on the wear rates of the components most 
susceptible to FAC. 

The NRC staff has reviewed the licensee's evaluation of the proposed MUR power uprate on 
the FAC analysis and concluded that the licensee has adequately addressed the impact of 
changes in plant operating conditions on the FAC analysis. Additionally, the staff concluded 
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that the licensee has demonstrated that the updated analyses will predict, with reasonable 
assurance, the loss of material by FAC, and will ensure timely repair or replacement of affected 
components following implementation of the proposed MUR power uprate. The staff found that 
the updated FAC program, with the incorporated system changes resulting from the MUR power 
uprate, will provide reasonable assurance that components susceptible to FAC will be managed 
appropriately post MUR power uprate implementation. Therefore, the staff finds the proposed 
MUR power uprate acceptable, with respect to the impacts of FAC. 

2.6.2 Reactor Water Cleanup System 

2.6.2.1 Regulatory Evaluation 

The RWCU system provides a means for maintaining reactor water quality by filtration and ion 
exchange, and a path for removal of reactor coolant when necessary. Portions of the RWCU 
comprise the RCPB. Applicable regulatory requirements for the RWCU are found in: 

GOC 14, "Reactor coolant pressure boundary," of 10 CFR Part 50, Appendix A, which 
requires that the RCPB be designed, fabricated, erected, and tested to have an 
extremely low probability of rapidly propagating fracture; 

GOC-60, "Control of releases of radioactive materials to the environment," of 
10 CFR Part 50, Appendix A, which requires the plant design include means to control 
the release of radioactive effluents; and 

GOC-61, "Fuel storage and handling and radioactivity control," of 10 CFR Part 50, 
Appendix A, which requires systems that contain radioactivity to be designed with 
appropriate confinement. 

• Guidance for NRC staff regarding review criteria are contained in NUREG-0800, 
Section 5.4.8, "Reactor Water Cleanup System (BWR)." 

• In addition, the licensee references TR NE00-32938-A (Reference 39), which provides 
a generic evaluation of the impacts of a thermal power uprate on the RWCU system in 
GE BWRs. 

2.6.2.2 Technical Evaluation 

The licensee stated that the generic evaluation of the RWCU system is provided in 
NE00-32938-A, Revision 2, Section 5.6.6, "Reactor Water Cleanup System," and Appendix J, 
Section J.2.3.4., "RWCU System" (Reference 39). The licensee's LAR (Reference 1) and 
NE00-32938-A, Revision 2, both state that changes to the RWCU system at the uprated power 
level will have negligible or no impacts on system temperature, pressure, flow, and impurities in 
the reactor water. NE00-32938-A, Revision 2, also states that there will be no changes made 
to the water quality requirements and that the RWCU system will have sufficient capacity for 
operations at the uprated power level with no modifications required. In addition, the licensee 
stated in the LAR (Reference 1) that the impact of the proposed MUR power uprate on the 
condensate filter demineralizer (CFO) system was reviewed, and the system can accommodate 
the proposed conditions even with one CFO vessel out-of-service for backwash/resin change 
out. 
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With respect to RWCU system line breaks, the licensee stated that there will be small 
decreases in the process temperatures and enthalpies of the RWCU system, which will result in 
a slight decrease of the blowdown rate and energy released. Therefore, the licensee stated that 
the current HELB analyses bound the proposed MUR power uprate conditions. 

The NRC staff has reviewed the impacts from the proposed MUR power uprate to the design of 
the RWCU system, as well as the applicability NE00-32938-A, Revision 2 (Reference 39) and 
the associated NRC SE to this MUR power uprate. The staff verified the applicability of the 
NE00-32938-A, Revision 2, to the power uprate by verifying that the power uprate had a 
negligible impact on the ability of the RWCU system to maintain water purity and the operating 
parameters of the system. The staff finds that system operation at the MUR power uprate 
conditions is bound by the current analyses provided in CGS's FSAR. Additionally, the staff 
finds that the licensee met the requirements of NE00-32938-A, Revision 2, to confirm that the 
water chemistry performance aspects concerning safety and operation are not affected. 

The NRC staff has also reviewed the impacts of the proposed MUR power uprate on a 
postulated HELB of the RWCU system. In the staff's SE of NE00-32938-A, Revision 2, the 
staff states that based on the content of NE00-32938-A, Revision 2, and previous operating 
experience, that the consequences of a postulated HELB will not significantly change. In 
NE00-32938-A, Revision 2, it is stated that a licensee applying for a MUR power uprate will 
include a plant-specific confirmation or reevaluation in its LAR. The licensee has provided 
confirmation that there are no changes to the HELB consequences. Therefore, the staff finds 
the proposed MUR power uprate acceptable with respect to the RWCU system performance 
under a postulated HELB. 

The NRC staff reviewed the RWCU system operation and performance with respect to water 
chemistry. Because the impact of the proposed MUR power uprate is expected to be minimal, 
and that CGS's FSAR demonstrates that the RWCU system is able to handle operations at the 
proposed MUR power level, the staff has reasonable assurance that the RWCU system will 
continue to maintain RCS inventory and water chemistry. In addition, the staff has reasonable 
assurance that the CFO system will be able to accommodate the proposed MUR power uprate 
conditions. 

The NRC staff has reviewed the licensee's evaluation of the effects of the proposed MUR power 
uprate on the RWCU system and concluded that the licensee adequately addressed the 
impacts on the MUR power uprate on the RWCU system. The stafffinds that the RWCU meets 
the requirements of GOC 14, GOC 60, and GOC 61, with respect to the RWCU system, at the 
proposed MUR power uprate conditions. The staff finds the proposed MUR power uprate 
acceptable with respect to impacts on the RWCU system. 

2.6.3 Protective Coatings in Containment 

2.6.3.1 Regulatory Evaluation 

Protective coating systems (paints) provide a means for protecting the surfaces of facilities and 
equipment from corrosion and contamination from radionuclides and also provide wear 
protection during plant operation and maintenance activities. The NRC staff reviewed the 
protective coating systems used inside containment for their suitability for and stability under 
OBA LOCA conditions, considering temperature, pressure, radiation, and chemical effects on 
the ECCS. Applicable regulatory requirements for protective coating systems are found in: 
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• Appendix B, "Quality Assurance Criteria for Nuclear Power Plants and Fuel 
Reprocessing Plants," to 10 CFR Part 50, which provides quality assurance 
requirements for the design, fabrication, and construction of safety-related SSCs. 

• Guidance for the NRC staff on specific review criteria is found in SAP, Section 6.1.2, 
"Protective Coating Systems (Paints) - Organic Materials," Revision 3. 

2.6.3.2 Technical Evaluation 

The licensee's LAA (Reference 1 ), states that since the nominal operating conditions change 
slightly and the initial conditions for containment analysis do not change, the temperature and 
pressure will not increase significantly under OBA-LOCA conditions. The licensee also stated 
that the service level 1 coatings are qualified to 340 °F, 70 psi, and 1 x 109 rads. The licensee 
concluded that the containment coatings continue to bound OBA temperature, pressure, and 
radiation at the uprated power conditions. 

The NRC staff has reviewed the post uprate OBA-LOCA conditions and compared them to the 
qualification of the service level 1 coatings. The service level 1 coatings are qualified to 340 °F, 
70 psi, and 1 x 109 rads which bounds the predicted conditions in containment after a 
OBA-LOCA at the proposed uprated power conditions. The limiting conditions for the 
OBA-LOCA post-accident conditions are 328 °F, 52.1 psi, 1.039 x 108 rads in the dry well, and 
1.122 x 108 rads in the wetwell. Therefore, the staff has reasonable assurance that the coatings 
will not be adversely impacted by the power uprate conditions and finds the MUR power uprate 
acceptable with respect to protective coatings. 

After reviewing the licensee's evaluation of the impacts of the proposed MUR power uprate on 
the protective coatings in containment, the NRC staff finds that the licensee has appropriately 
evaluated the impacts from the change in conditions post OBA and the impacts on the 
protective coatings. The staff has also determined that the protective coatings continue to meet 
the requirements of 10 CFR Part 50, Appendix B. 

The NRC staff has reviewed the licensee's evaluation of the effects of the proposed MUR power 
uprate on protective coating systems. The staff concludes that the licensee has appropriately 
addressed the potential changes following a OBA-LOCA and their effects on the protective 
coatings. The staff further concludes that the licensee has demonstrated that there is 
reasonable assurance that the protective coatings will continue to perform its design function 
following implementation of the proposed MUR power uprate. The protective coatings will 
continue to meet the requirements of 1 O CFR Part 50, Appendix B. Therefore, the staff finds the 
proposed MUR power uprate acceptable with respect to protective coatings systems. 

2.7 Nuclear Performance and Code Review 

2.7.1 Regulatory Evaluation 

As explained in Section 1.1 above, Appendix K of 1 O CFR Part 50 originally required licensees 
to base their LOCA-analysis on an assumed power level of at least 102 percent of the licensed 
thermal power level to account for power measurement uncertainty. Rulemaking then allowed 
licensees to justify a smaller measurement uncertainty. Thereby subsequent to this rulemaking, 
if a licensee proposes to install a flow rate metering system that has a smaller uncertainty than 
associated with an existing 2 percent uncertainty installation, the licensee may apply for an 
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amendment to operate at a power level higher than the previously licensed power on the basis 
of the use of a flow rate metering system that has a reduced uncertainty. 

In TR ER-157P, Revision S (Reference 12), Cameron (formerly Caldon) stated that the thermal 
power level uncertainty reduction from 2 percent to less than 0.4 percent is possible by using its 
ultrasonic measurement system that reduces the degree of uncertainty associated with 
measuring feedwater flow and, in turn, allow for more accurate power calculations. 
Subsequently, the NRC staff evaluated TR ER-157P, Revision S, and the associated 
documentation with respect to RIS 2002-03 (Reference 15) and the acceptability of the 
theoretical description of the LEFM and its operation. The NRC staff also substantiated that the 
CheckPlus is typically relatively unaffected by flow profile distortion and swirl and substantiation 
that downstream geometry does not have a significant influence on CheckPlus calibration. 

The NRC staff determined that the hydraulic aspects of the Check and CheckPlus systems have 
been accurately described in applicable documentation and that there is a firm theoretical and 
operational understanding of behavior. 

2.7.2 Technical Evaluation 

2.7.2.1 Bounding Uncertainty Analysis 

This section provides an assessment of the bounding uncertainty analysis that determined the 
uncertainties in mass flow and feedwater temperature used in the calculation of the overall 
thermal power uncertainty for the CGS LEFM Check and LEFM CheckPlus system 
(References 1 and 19). Cameron Report ER-1049 (Reference 19) provides analysis of the 
uncertainty contribution of the LEFM CheckPlus System in its normal operation as well as when 
operating in its maintenance mode to the thermal power uncertainty of CGS. In the calculation 
of the overall power uncertainty, a special procedure is required for combining the mass flow 
uncertainty and the uncertainty in feedwater enthalpy due to temperature due to the fact that 
some elements of the temperature uncertainty are systematically related to elements of the 
mass flow uncertainty and others are not. The methodology for combining these terms is 
described in TR ER-157P, Revision S (Reference 12). 

For each feedwater flow measurement, the differential pressure transmitters provide an output 
proportional to the differential pressure across the flow nozzle. Resistance thermometers (or 
thermocouples) measure the feedwater temperature. These outputs are transmitted to the plant 
computer where the feedwater mass flow and enthalpy are calculated with the aid of 
synthesized ASME steam tables. The thermal power is then calculated, also by the plant 
computer. 

Errors and biases are calculated and combined according to the procedures described in 
ASME PTC 19.1-19S5 (Reference 17) to determine 95 percent probability and 95 percent 
confidence level. NRC SE for TR ER-SOP, Revision O (Reference 13) defines the contributions 
of individual error elements through the use of sensitivity coefficients. 

Appendix A.1 of Cameron Report ER-1049 (Reference 19) lists all the inputs to the LEFM 
CheckPlus Loop A that consists of spool components specification drawings, thermal expansion 
coefficients, sound velocity along paths, and expected volume total flow. This appendix 
calculates the uncertainties in mass flow and temperature as computed by LEFM CheckPlus 
using the methodology in TRs ER-SOP, Revision 0 and ER-157P, Revision S (References 11 
and 12, respectively). 
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Appendix A.2 of Cameron Report ER-1049 lists system description and dimensions, 
temperature/time of flight of ultrasonics, temperature uncertainties, temperature/pressure data, 
feedwater densities and pressure and their uncertainties, power uncertainties (temperature, 
pressure, thermal expansion, moisture carryover, steam pressure), feedwater 
enthalpy/temperature, and dimensions of pipe expansion. Appendix A.1 of Cameron Report 
ER-1049 dimensional information utilizes the time of flight measurements (Appendix A4) in 
computing the fluid velocity and volumetric flow. Also this appendix draws from Appendix A.5 
for uncertainties in Tau-Non fluid delay and measurements of pulse transit times and used in the 
calculations of overall uncertainty of the LEFM CheckPlus system. 

Appendix A.3 provides LEFM CheckPlus meter factor calibration and accuracy assessment in 
Cameron Report ER-107 4 (Reference 20). The elements of the meter factor uncertainty include 
the uncertainty of the calibration facility itself, the observational (statistical) uncertainty of the 
test, uncertainties associated with extrapolating test results to plant conditions. 

Appendix A.4 of Cameron Report ER-107 4, lists all the uncertainties in time of flight 
measurement that affect the delta t as well as the uncertainties in non-fluid delays (Tau). 

Appendix B of Cameron Report ER-1074, calculates the total thermal power uncertainty due to 
the LEFM CheckPlus. The steam conditions that may cause errors due to feedwater 
temperature are used for the computation from the plant are used for the computation of errors 
due to feedwater temperature. Appendix B also computes the fraction of the uncertainty in 
feedwater temperature that is semantically related to mass flow uncertainty. 

2.7.2.2 Uncertainty Calculations and Results 

Cameron Report ER-1049 (Reference 19) provides details of the analysis of the uncertainty 
contribution of the LEFM Check and CheckPlus system at the CGS in connection with the MUR 
power uprate. The calculations performed resulted in the following results: 

1 

2 

Table 1. Results from Bounding Uncertainty Analysis for 
Thermal Power Determination at CGS 

ITEM TYPE UNCERTAINTY VALUE 

Feedwater Mass flow Fully Functional LEFM ± 0.239 % 
CheckPlus 
Maintenance Mode LEFM ± 0.463 % 
CheckPlus (LEFM Check) 

Feedwater Fully Functional LEFM ± 0.60 °F 
Temperature CheckPlus 

Maintenance Mode LEFM ± 0.60 °F 
CheckPlus (LEFM Check) 

Overall Thermal Fully Functional LEFM ± 0.276 % 
Power CheckPlus 

Maintenance Mode LEFM ± 0.485 % 
CheckPlus (LEFM Check) 



- 64 -

These uncertainties were calculated using the methodology in TRs ER-157(P-A) 
(Reference 12). For the CGS heat balance calculations in the LAR, Enclosure 13 (Reference 1) 
values of overall thermal power uncertainties were rounded to 0.3 percent and 0.5 percent, 
respectively. 

For the LEFM system operating in Check Plus mode, the heat balance calculation has 
an uncertainty of ±11.649 MWt. This results in a power level of 3556 MWt - 11.649 MWt = 
3544.351 MWt. The proposed power level in the Check Plus mode is rounded down to 
3544 MWt. This results in an increase in power of about 1.66 percent above the CL TP of 
34S6 MWt. 

For the LEFM system operating in the Check mode, the heat balance calculation has an 
uncertainty of ±1 S.5S6 MWt. This results in a power level of 3556 MWt - 1 S.5S6 MWt = 
3537.414 MWt. 

The NRC staff has reviewed the inputs to the uncertainty calculations, and reviewed the 
methodology used in the uncertainty calculations and determined that the analysis, calculations 
and results for the overall thermal power uncertainty are acceptable. 

2.7.2.3 Disposition of NRC Criteria for Use of LEFM Topical Reports 

The licensee has responded in the LAR (Reference 1) to the NRC established criteria in NRC 
SEs for TRs ER-SOP, Revision 0 and ER-157P, Revision S (References 13 and 14, respectively) 
that were to be addressed by licensees incorporating the LEFM methodology into the licensing 
basis. The criteria are listed below, along with a discussion of how each is or will be satisfied. 

Criterion 1 

The licensee should address maintenance and calibration procedures that will be implemented 
with the incorporation of the LEFM, including processes and contingencies for inoperable LEFM 
instrumentation and the effect on thermal power measurements and plant operation. 

Summary of Response to Criteria 1 

Plant maintenance and calibration procedures have been revised to incorporate Cameron's 
maintenance and calibration requirements. This will assure that the LEFM system is properly 
maintained and calibrated. For other than LEFM systems calibration and maintenance is 
performed periodically using existing site procedures. 

Criterion 2 

For plants that currently have LEFMs installed, provide an evaluation of the operational and 
maintenance history of the installed installation and confirmation that the installed 
instrumentation is representative of the LEFM system and bounds the analysis and assumptions 
set forth in TR ER-SOP, Revision O (Reference 11). 

Summary of Response to Criterion 2 

The LEFM s were installed during the spring 2015 refueling outage. After the installation, LEFM 
system was used to supply the feedwater flow input to the PPC core thermal power calculation 
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and the station has remained less than or equal to 3486 MWt CLTP. The licensee states that 
appropriate maintenance, in the Spring of 2017, was performed to correct an incorrect 
configuration file change, degraded transducer signal quality and LEFM CPU lock up that 
resulted in stale data output. 

Criterion 3 

The licensee should confirm that the methodology used to calculate the uncertainty of the LEFM 
in comparison to the current feedwater instrumentation is based on the accepted plant setpoint 
methodology (with regard to the development of instrument uncertainty). If an alternative 
approach is used, the application should be justified and applied to both venturi and ultrasonic 
flow measurement instrumentation installations for comparison. 

Summary of Response to Criterion 3 

The licensee states that the method used in performing this calculation is based on the 
accepted plant setpoint methodology, which is based on ASME PTC 19.1-1985 and 
ISA-RP67.04.02-2000 (References 17 and 18, respectively). 

Criterion 4 

For plants where the ultrasonic meter (including LEFM) was not installed with flow elements 
calibrated to a site-specific piping configuration (i.e., flow profiles and meter factors not 
representative of the plant specific installation), additional justification should be provided for its 
use. The justification should show that the meter installation is either independent of the plant 
specific flow profile for the stated accuracy, or that the installation can be shown to be 
equivalent to known calibrations and plant configurations for the specific installation including 
the propagation of flow profile effects at higher Reynolds numbers. Additionally, for previously 
installed calibrated elements, confirm that the piping configuration remains bounding for the 
original LEFM installation and calibration assumptions. 

Summary of Response to Criterion 4 

This criteria is not applicable to CGS. 

Criterion 5 

Continued operation at the pre-failure power level for a pre-determined time and the decrease in 
power that must occur following that time are plant-specific and must be acceptably justified. 

Summary of Response to Criterion 5 

Justification for continued operation at the pre-failure level for a predetermined time and the 
actions to be taken in the event that time is exceeded (i.e., power reduction) is provided in the 
response to Criterion 1 above. 

Criterion 6 

A CheckPlus operating with a single failure is not identical to an LEFM Check. Although the 
effect on hydraulic behavior is expected to be negligible, this must be acceptably quantified if a 
licensee wishes to operate using the degraded CheckPlus at an increased uncertainty. 
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Summary of Response to Criterion 6 

In Cameron (Caldon) Report ER-107 4 (Reference 19) the total thermal power uncertainty is ± 
0.276 percent for LEFM CheckPlus and ± 0.485 percent for the LEFM Check mode. 

Criterion 7 

An applicant assuming large uncertainties in steam moisture content should have an 
engineering basis for the distribution of the uncertainties or, alternatively, should ensure that its 
calculations provide sufficient margin. 

Summary of Response to Criterion 7 

CGS conservatively assumes no moisture content in the core thermal power uncertainty 
calculation (Reference 1, Enclosure 13). Therefore this criterion is not applicable to CGS. 

The NRC staff has reviewed the responses from the licensee regarding adherence and 
compliance to the criteria that were to be addressed by licensees incorporating the LEFM 
methodology into the licensing basis. The staff has determined that the licensee has sufficiently 
responded to these criteria and therefore it is acceptable. 

2.7.2.4 Disposition of NRC Limitation and Condition for Use of LEFM Topical Reports 

The NRG-approved SE for ER-157P, Revision 8 (Reference 14), requires licensees referencing 
TR ER-157P, Revision 8 (Reference 12) to ensure compliance with the two 
limitations/conditions that: 1) continued operation at the pre-failure power level for a pre
determined time and the decrease in power that must occur following that time, are plant
specific and must be acceptably justified and 2) the only mechanical difference that potentially 
affects the TR ER-157P, Revision 8 statement above is that the LEFM CheckPlus system has 
16 transducer housing interfaces with the flowing water, whereas the LEFM Check System 
has 8. 

Consequently, a LEFM CheckPlus system operating with a single failure that is assumed to 
disable one plane of transducers is not identical to an LEFM Check system. Although the effect 
on hydraulic behavior is expected to be negligible, this must be acceptably quantified if a 
licensee wishes to operate as stated. An acceptable quantification method is to establish the 
effect in an acceptable test configuration, such as, can be accomplished at the ARL. 

Cameron Report ER-1049 (Reference 19) identifies the uncertainties associated with LEFM 
operation in the Check Plus mode and Check mode. These uncertainties were established by 
the calibration tests performed at ARL. The impact of a failure disabling one plane of 
transducers on the LEFM system installed at CGS has been quantified with an uncertainty of 
less than± 0.5 percent. In the event the LEFM system is non-functional (Fail mode}, the heat 
balance calculation will use the existing feedwater venturi flow nozzles until the LEFM system is 
returned to functional status. 

The loss of the data link between the LEFM system and the PPC (beyond that associated with 
anticipated data flow interruptions) or a PPC failure will require reducing core thermal power to 
less than/equal to 3486 MWt within 72 hours. It is conservative to limit the power within 
72 hours to this level until the LEFM system is returned to functional status. 
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2.7.3 Nuclear Performance and Code Review Summary 

The NRC staff reviewed the methodology for statistical analysis as well as the inputs in to the 
uncertainty calculations and determined that the MUR power uprate bounding uncertainty 
analysis was performed by the licensee and the results obtained from such an analysis is 
acceptable. 

The NRC staff also reviewed the licensee's compliance with the criteria and limitations and 
conditions specified during the review TRs ER-SOP, Revision O and ER-157P, Revision S 
(References 13 and 14) and approval of the TRs ER-SOP, Revision O and ER-157P, Revision S 
(Reference 11, 12) for specific MUR LARs and found that the CGS MUR LAR has appropriately 
responded to these criteria and the limitations and conditions. 

2.S Human Factors 

2.S.1 Regulatory Evaluation 

The NRC staff has developed a standard set of questions for human factors reviews of MURs in 
RIS 2002-03, Attachment 1, Section VII, Items 1 through 4 (Reference 15), which were used for 
this review. 

• GDC 19, "Control room," of Appendix A to 1 O CFR Part 50, states, in part, that: 

A control room shall be provided from which actions can be taken to 
operate the nuclear power unit safely under normal conditions and to 
maintain it in a safe condition under accident conditions, including loss-of
coolant accidents .... Equipment at appropriate locations outside the 
control room shall be provided (1) with a design capability for prompt hot 
shutdown of the reactor, including necessary instrumentation and controls 
to maintain the unit in a safe condition during hot shutdown, and (2) with a 
potential capability for subsequent cold shutdown of the reactor through 
the use of suitable procedures. 

• Section 50.120, "Training and qualification of nuclear power plant personnel" of 10 CFR, 
requires that the licensee establish, implement, and maintain a training program. 

• NUREG-OSOO, Section 13.5.2.1, Revision 2, "Operating and Emergency Operating 
Procedures," provides the methodology for the NRC staff's review of operating 
procedures that will be used by the operating organization to ensure that routine 
operating, off-normal, and emergency activities are conducted in a safe manner. 

2.S.2 Technical Evaluation 

2.S.2.1 Operator Actions 

In Enclosure 9 of the LAR (Reference 1 ), and by letter dated January 9, 2017 (Reference 6) the 
licensee stated that the operator actions that are sensitive to the power uprates, including the 
time available for operator actions, are unaffected by the proposed changes. The licensee 
reviewed the following safety analyses for potential impact for operator actions: (1) containment 
system performance, (2) fire protection, and (3) special events, specifically, ATWS and SBO. 
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For containment isolation, the proposed change will not affect the ability of containment isolation 
valves and operators to perform their required functions because previous evaluations 
performed by CGS were performed at 102 percent of the CL TP of 3486 MWt. Similarly, the 
plant SBO was previously performed by the licensee assuming ~102 percent of the CLTP. 
Therefore, both postulated scenarios are bounded by the current evaluation for the proposed 
MUR power uprate. Fire protection is not compromised because operation of the proposed 
CL TP of 3544 MWt does not affect the fire suppression or detection systems. Operator actions 
to mitigate the consequences of a fire are not affected. With regard to an A TWS, there are no 
changes to operator actions because there are no equipment changes with the proposed 
update that will affect ATWS. 

There are new non-time-critical operator actions that are associated with the proposed LEFM 
ultrasonic feedwater flow measurement instrumentation system. The operators are alerted with 
a visual alarm from the PPC when the LEFM system changes from the Check Plus mode to the 
Check mode. In the event there is an actual loss of function of the LEFM system, the operators 
are alerted with the same visual alarm on the PPC that is monitored routinely as part of the 
operator's normal duties. Operators will then be required to enter into the Compensatory 
Measures of the new LCS 1.3.9, "Leading Edge Flow Meter (LEFM) Feedwater Flow 
Instrumentation." LCS 1.3.9 is added to specify the proposed requirements and bases for the 
LEFM system and to specify surveillance requirement. Operators will be provided with 
procedural guidance that will be revised prior to implementation of the proposed MUR power 
uprate, in addition to training and modifications to the plant simulator. The licensees have 
committed to these as stated in Enclosure 6 of the LAR. 

Operator action may not even be necessary because there is a validation check of the LEFM 
and the conditions are "normally self-correcting." The licensee stated in its letter dated 
January 9, 2017 that the proposed changes to setpoints to support the power uprate only 
change the trigger point for an existing action, not the action or its timing. This visual alarm 
does not require an immediate action from the operators because the initial indication is meant 
for awareness of the status of the LEFM. Additionally, the plant can operate at the Check Mode 
indefinitely. 

Based on the statements above, the NRC staff concludes that the proposed MUR power uprate 
will not adversely impact the licensee-identified operator actions or their response times. The 
staff concludes that the statements provided by the licensee are in conformance with 
RIS 2002-03, Section VII, Attachment 1, Item 1. 

2.8.2.2 Emergency and Abnormal Operating Procedures 

Enclosure 9 of the LAA, Section 10.9, "Emergency Operating Procedures" (Reference 1 ), states 
that the Emergency Operating Procedure (EOP) action thresholds are plant unique and will be 
addressed using standard procedure updating processes. The licensee expects that the MUR 
power uprate will have a negligible effect or no effect on the operator action thresholds and to 
the EOPs in general. 

Further, the licensee stated in its submittal that operator responses to transient, accident, and 
special events are not affected for the proposed LEFM power uprate. Necessary revisions to 
the EOPs and the Abnormal Operating Procedures will be completed prior to implementation as 
stated in Enclosure 6 of the LAR. 
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Based on the statements above, the NRC staff concludes that the proposed changes to EOPs 
and Abnormal Operating Procedures do not adversely affect defense in depth or safety margins. 
The staff concludes that the statements provided by the licensee are in conformance with 
RIS 2002-03, Attachment 1, Section VII, Item 2.A (Reference 15). 

2.8.2.3 Changes to Control Room Controls, Displays, and Alarms 

Enclosure 1 of the LAR (Reference 1 ), states that there are software changes as a result of the 
installation of the LEFM ultrasonic flow measurement instrumentation, which was installed at 
CGS during the spring 2015 refueling outage. The currently installed feedwater flow venturis 
will remain available and used if the LEFM is not functional. Installation of the LEFM system 
includes changes to the PPC, the Transient Data Acquisition System, the Plant Data Information 
System and the MONICORE core monitoring system. The LEFM instrumentation is not safety
related. Specific to the PPC, the operators are provided a visual alarm when the LEFM system 
shifts from the CheckPlus mode (normal mode) to the Check mode (maintenance mode). The 
licensee also stated in its LAR, Section 3.4.6, "Operator Training, Human Factors, and 
Procedures," of Enclosure 1 that the alarm does not require an immediate action from the 
operators. If there is a sustained loss of function, the operators will have to enter the 
Compensatory Measures of the proposed LCS 1.3.9 and the core thermal power calculations 
will automatically revert back to the feedwater flow venturis that remain calibrated. Furthermore, 
the plant can operate in the Check Mode indefinitely. The alarm on the PPC is visual only and 
not audible because operators routinely check the PPC as part of their normal duties. The 
changes to the display are limited to the Power/Flow map and the flow-referenced setpoints. 
These are minor changes and are necessary to support the PPC interface with the LEFM 
system. There will be no physical modifications to the plant systems. Additionally, in the letter 
dated January 9, 2016 (Reference 6), the licensee stated that there is no impact to the safety 
parameter display system nor are there any changes being made to that system. The licensee 
has existing procedures in place that will maintain, and verify and validate changes to software 
configurations for the LEFM system and the PPC. 

Based on the statements above, the NRC staff concludes that the proposed changes to the 
control room controls, displays, and alarms do not adversely affect defense in depth or safety 
margins. The staff finds that the statements provided by the licensee are in conformance with 
Section VII, Item 2.B of Attachment 1 to RIS 2002-003. 

2.8.2.4 Control Room Plant Reference Simulator 

Enclosure 9 of the LAR, Section 10.5, "Operator Training and Human Factors," states that there 
will be minor changes to the simulator, specifically the PPC, as a result of the implementation of 
the LEFM system for the proposed MUR power uprate. The changes to the PPC are discussed 
in Section 2.8.2.3 of this SE. 

The changes to the simulator will be validated through established CGS plant simulator 
certification testing procedures. In its letter dated January 9, 2017 (Reference 6) the licensee 
stated that the established CGS plant simulator certification testing procedures satisfy the 
guidelines for simulator testing, performance, fidelity, and configuration control specified by 
ANSl/ANS-3.5-2009, "Nuclear Power Plant Simulators for Use in Operator Training and 
Examination," which is a standard endorsed by the NRC in Regulatory Guide 1.149, Nuclear 
Power Plant Simulation Facilities for Use in Operator Training, License Examinations and 
Applicant Experience Requirements," Revision 4 (Reference 46). 



- 70 -

The licensee has made a commitment that the changes to the simulator will be made and 
validated "prior to use above 3486 MWt," as documented in commitment number 3, Enclosure 6 
of the licensee's LAR. 

Based on the statements above, the NRC staff concludes that the proposed changes to 
the control room plant reference simulator do not adversely affect defense-in-depth or safety 
margins. The staff finds that the statements provided by the licensee are in conformance with 
RIS 2002-03, Attachment 1, Section VII, Item 2.C. 

2.8.2.5 Operator Training 

In Enclosure 9 of the LAR, Section 10.5 (Reference 1 ), the licensee stated that no additional 
training is required for the proposed MUR power uprate, apart from normal training for operators 
on changes related to the LEFM system that affect the PPC. The changes to the PPC are 
discussed in Section 2.8.2.3 of this SE. For MUR power uprate conditions, operator response 
to transient, accident, and special events are not affected. Operator actions for maintaining safe 
shutdown, core cooling, and containment cooling do not change with this proposed amendment. 

Operator training will be completed prior to implementation of the proposed LEFM power uprate 
as stated in commitment number 4 of Enclosure 6 of the licensee's LAR. 

Based on the statements above, the NRC staff concludes that the proposed changes to the 
operator training program do not adversely affect defense-in-depth or safety margins. The staff 
finds that the statements provided by the licensee are in conformance with RIS 2002-03, 
Attachment 1, Section VII, Item 2.D. 

2.8.2.6 Modifications 

In the LAR, the licensee stated that there are no physical modifications required to plant 
systems to support the proposed amendment. However, there is a software change to the PPC 
that is required to support the interface with the LEFM system for operation above the CL TP 
limit of 3486 MWt. The software change will affect the plant simulator, which will be changed 
and validated in accordance with plant configuration control processes discussed in 
Section 2.8.2.3 of this SE. 

The licensee has stated in Enclosure 6 of the LAR that all of the actions above, including 
operator training and plant testing (at a power level of 3486 MWt up to the amended thermal 
power level of 3544 MWt), will be completed prior to the use of the proposed licensed thermal 
power. 

The NRC staff finds that the statements provided by the licensee are in conformance with 
Section VII, Item 3 of Attachment 1 to RIS 2002-003. 

2.8.2.7 Temporary Operation Above Licensed Full Power Level 

The licensee stated in its submittal dated June 28, 2016, Enclosure 1, Section 3.2.6, "Reactor 
Power Monitoring" that 

Energy Northwest's Policy Statement Manual provides guidance to ensure that 
reactor power remains within the requirements of the operating license. Plant 
procedures provide requirements for monitoring and controlling reactor power in 
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compliance with TS that is consistent with the guidance proposed by the Nuclear 
Energy Institute (NEI) and endorsed by the NRC in Reference 6.11. 

Reference 6.11 of the licensee's LAR refers to a memorandum titled, "Safety Evaluation 
Regarding Endorsement of NEI Guidance for Adhering to the Licensed Thermal Power Limit 
{TAC No. MD9233), dated October 8, 2008 (Reference 47), which reflects that the licensee has 
plant procedures in place to monitor and maintain the licensed power levels. 

The NRC staff finds that the statements provided by CGS are in conformance with Section VII, 
Item 4 of Attachment 1 to RIS 2002-003. 

2.8.3 Human Performance Summary 

The NRC staff finds that the statements provided by CGS are in conformance with Section VII, 
Items 1 through 4 of Attachment 1 to RIS 2002-03. 

2.9 Plant Systems 

2.9.1 Regulatory Evaluation 

The NRC staff's review in the area of plant systems covers the impact of the proposed MUR 
power uprate on balance of plant piping, safety-related cooling water systems, ultimate heat 
sink (UHS), radioactive waste systems, and spent fuel pool (SFP) storage and cooling. The 
licensee evaluated the effect of the MUR on the plant systems. This evaluation is reflected 
Enclosure 9 of the LAR (Reference 1 ). 

2.9.2 Technical Evlaution for Balance-of-Plant Piping 

2.9.2.1 Balance-of-Plant Piping 

The principal construction codes for the Balance-of-Plant (BOP) systems are listed in the CGS's 
FSAR, Chapter 3, "Design Criteria - Structures, Components, Equipment, and Systems," which 
are ASME B&PV, Section Ill and American National Standards Institute B31.1, "Standard Code 
for Pressure, Power Piping." Enclosure 9 of the LAR, Section 3.5.2, "Balance-of-Plant Piping 
Evaluation," lists seven BOP systems evaluated for TPO power uprate that are part of the power 
conversion system. One of these systems has no change in operating conditions (condensate 
storage and transfer) from CL TP to TPO and is therefore acceptable for TPO. The remaining 
six systems contain piping segments with temperature increases of no more than 2.2 °F and 
minor increases in piping stresses due to TPO. The increases in temperature and piping stress 
due to TPO remain well within the available margin for both the piping and supports, and are, 
therefore, acceptable. 

2.9.2.2 Non-Safety-Related Cooling Water Systems 

The following CGS's cooling water systems remove heat from plant equipment during normal 
operating conditions: TSW system and the reactor building closed cooling water (RCC) system. 
The RCC system serves as an intermediate system between potentially radioactive systems 
and the TSW system, which removes heat from the RCC system. In Enclosure 9 of the LAR, 
Section 6.4.3, "Reactor Building Closed Cooling Water System," the licensee identified that the 
following equipment cooled by the RCC system may be affected by the reactor power level: 
RWCU system non-regenerative heat exchanger, the RWCU recirculation pumps, the reactor 
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recirculation pumps, reactor drywell coolers, and the SFP heat exchangers. The licensee 
determined that the RCC system could experience a less than 1 percent increase in heat load 
that would be accommodated by an existing system design margin. In Enclosure 9 of the LAR, 
Section 6.4.1.2, "Non-Safety Related Loads," the licensee identified that operational heat load 
increases to the TSW system occur from two major sources of the main generator losses and 
the main turbine lube oil coolers. Additionally, minor heat load increases occur from the RCC 
system. However, the licensee concluded the increased heat load remained within capacity of 
the TSW system. The NRC staff agrees that heat load increases in these non-safety related 
systems would be small and operating experience indicates such increases would be within 
available margins for reliable operation. Therefore, the RCC and TSW systems are acceptable 
for operation at TPO conditions. 

2.9.2.3 Safety-Related Cooling Water Systems 

The safety-related standby service water (SW) system is described in the CGS FSAR. The SW 
system provides cooling to essential equipment during normal reactor shutdown cooling and 
following design-basis events. The system consists of two full-capacity standby SW pumps 
serving Division 1 and Division 2 equipment, and a full-capacity HPCS SW pump serving 
Division 3 HPCS-related equipment. Each pump delivers SW flow to remove heat from various 
equipment coolers and the EOG in the respective Division. The Division 1 and Division 2 SW 
pumps also deliver flow to the SFP and RHR heat exchangers. The required heat removal from 
the equipment coolers and the EDGs do not change for TPO. Also, the heat removal from the 
SFP heat exchangers used in the SW system analysis was assumed to be constant at a value 
that bounds the design heat removal rate. The required heat removal from the RHR heat 
exchanger is dependent on reactor power, but Section 6.4.1.1, "Safety-Related Loads," of 
Enclosure 9 of the LAR stated that the SW design analysis was based on operation at 
104.3 percent of CL TP, which bounds the increase in required heat removal for the 1.66 percent 
TPO. Therefore, the NRC staff concludes that the safety-related cooling water system, the SW 
system, is satisfactory for TPO. 

2.9.2.4 Ultimate Heat Sink 

The CGS UHS consists of two reinforced concrete spray ponds. The SW system draws water 
from and returns water to these ponds. The return from the Division 1 and Division 2 equipment 
can be directed through separate spray networks above each pond to enhance heat rejection to 
the atmosphere. Since the SW system provides the only heat load on the UHS and the power
dependent portion of the heat load used in the system analysis was based on operation at 
104.3 percent CL TP, the UHS analysis will continue to bound proposed operation at TPO 
conditions. Therefore, the UHS is acceptable for operation at TPO conditions. 

2.9.2.5 Radioactive Waste Systems 

The liquid and solid radioactive waste systems collect, process, and store radioactive waste for 
reuse, discharge of liquids, and shipment. The primary source of liquid and solid radioactive 
waste is from the CFO. TPO uprate results in approximately a 2 percent increase in condensate 
flow causing a possible reduction in average time between back washes of CFO resin. The 
activated corrosion products in the waste stream will increase in proportion to TPO uprate 
caused by increase in power and flow through the CFO. The RWCU system and Fuel Pool 
Cooling Cleanup (FPCC) system will also have small increases in activity. None of these 
factors affect plant safety and have minimal effect on the radioactive waste system. The 
requirements of 10 CFR Part 20, "Standards for Protection Against Radiation," and 
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10 CFR Part 50, Appendix I, "Numerical Guides for Design Objectives and Limiting Conditions 
for Operation to Meet the Criterion 'As Low as is Reasonably Achievable' for Radioactive 
Material in Light-Water-Cooled Nuclear Power Reactor Effluents," will continue to be met. 
Therefore, the NRC staff concludes that the liquid and solid radioactive waste handling 
capabilities are satisfactory for TPO. 

The gaseous radioactive waste management systems include the offgas system and the various 
building ventilation systems, which collect, control, and process gaseous radioactive waste. 
The TPO increase in power will cause more radiolytic decomposition of water into hydrogen and 
oxygen, causing a higher heat load on offgas components. However, the increase is well within 
the design of the offgas system, and, thus, does not cause any adverse effect on the offgas 
system. The non-condensable radioactive gases from the main condenser will increase from 
TPO uprate, but will have no effect on the release limit which is administratively controlled and 
not a function of core power. Therefore the TPO uprate does not significantly affect the offgas 
system design or operation. Based on the above considerations, the NRC staff concludes that 
the gaseous radioactive waste handling capabilities are satisfactory for TPO. 

2.9.2.6 Power Conversion Systems 

The licensee provided an evaluation of TPO uprate effects on non-safety related power 
conversion systems, including the turbine generator, turbine steam bypass system, and the FW 
and condensate system. The turbine generator is important to safety with respect to turbine 
missile generation probability, but that analysis is not affected by the TPO uprate because the 
turbine speed remains constant and the turbine operating conditions do not significantly change. 
Turbine bypass capability is considered in the analyses for generator load rejection and turbine 
trip transients, but the limiting transient condition assumes failure of turbine bypass. Also, the 
effect of the TPO uprate on turbine bypass capacity measured as a fraction of total steam flow 
is insignificant, so the turbine bypass capacity remains acceptable. The FW and condensate 
systems have adequate margin to accommodate the minor flow increase associated with the 
TPO uprate. Therefore, the power conversion systems are acceptable for operation at TPO 
uprate conditions. 

2.9.2.7 Spent Fuel Storage and Fuel Pool Cooling System 

The licensee determined that SFP heat loads for TPO remain within the capability of the spent 
fuel pool cooling systems because the licensing basis for CGS specifies controlling the timing of 
the discharge (fuel offload) to the SFP to maintain decay heat levels within the capacity of the 
cooling systems. The FPCC system heat exchangers are sufficient to remove decay heat 
during normal refueling. For a full core offload at TPO uprate, the RHR assist mode is sufficient 
to maintain the SFP water temperature below the design limit. Based on the above 
considerations, the NRC staff concludes that the FPCC system is satisfactory for TPO. 

2.9.3 Balance-of-Plant Piping Conclusion 

The NRC staff has reviewed the licensee's analyses of the impact of the proposed MUR power 
uprate on the BOP piping, safety-related cooling water systems, UHS, radioactive waste 
systems, power conversion systems, and SFP storage and cooling. The NRC staff has 
determined that the results of the licensee's analyses related to these areas will continue to 
meet the applicable acceptance criteria following implementation of the MUR power uprate. 
Therefore, the NRC staff finds the proposed MUR power uprate to be acceptable with respect to 
the plant systems review. 
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2.9.4 Technical Evaluation for Containment and Heating, Ventilating and Air Conditioning 

2.9.4.1 Generic Letter (GL) 96-06 

The licensee reviewed its response to GL 96-06, "Assurance of Equipment Operability and 
Containment Integrity During Design-Basis Accident Conditions," (Reference 48) as a result of 
the MUR power uprate impact. The containment design temperatures and pressures in the 
current GL 96-06 evaluations are not exceeded under post-accident conditions for the MUR 
power uprate. Therefore, the NRC staff concludes that its response to GL 96-06 remains valid 
under MUR power uprate conditions. 

2.9.4.2 Main Control Room Atmosphere Control System 

Control room habitability following a postulated accident is bounded by the current evaluation of 
the main control room atmosphere control system for a radiation release accident at 
102 percent of CL TP. Therefore, the licensee asserts, and the NRC staff agrees, that the 
heating, ventilation and air conditioning (HVAC) analyses described above have been 
performed at a power level that bounds operation at the uprated conditions. 

2.9.4.3 Standby Gas Treatment System 

The Standby Gas Treatment System (SGTS) minimizes the offsite and control room dose rates 
during venting and purging of the containment atmosphere under abnormal circumstances. The 
capability of the SGTS is not changed by the uprate conditions. The licensee stated that the 
SGTS can accommodate design-basis accident conditions at 102 percent of CL TP. Therefore, 
the NRC staff concludes that the SGTS remains capable of performing its safety function for the 
uprate conditions. 

2.9.4.4 Post-LOCA Combustible Gas Control System 

The original licensing basis of the containment atmosphere control system was to maintain the 
post-accident concentration of oxygen or hydrogen in the containment atmosphere below the 
flammable limit. This evaluation is no longer applicable to CGS because the containment is 
inerted with nitrogen during plant operation and the atmosphere control function of the system is 
no longer necessary to satisfy the requirements of 1 O CFR 50.44, "Combustible gas control for 
nuclear power reactors." The licensee permanently deactivated the system by a design change 
in 2005. Therefore, this system is not applicable to the CGS MUR. 

2.9.4.5 Main Steam Isolation Valve Leakage Control System 

The main steam system design does not include a leakage control system at CGS, and the 
system is not needed to meet accident dose analysis limits at TPO uprate conditions. 

2.9.5 Containment and Heating, Ventilating and Air Conditioning Conclusion 

The current containment and HVAC analyses have been performed at a power level that 
bounds operation at the uprated power level. Therefore, the NRC staff finds the proposed 
uprate acceptable with respect to the containment and HVAC systems. 
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2.10 Radiation Protection & Consequence 

2.10.1 Regulatory Evaluation 

As explained in Section 1.1 above, Appendix K to 1 O CFR Part 50, effective July 31, 2000, 
allows licensees to use a power uncertainty less than 2 percent in design-basis LOCA analyses, 
based on the use of state-of-the-art feedwater flow measurement devices that provide for a 
more accurate calculation of power. Originally, Appendix K to 10 CFR Part 50 did not require 
that the power measurement uncertainty be determined, but instead required a 2 percent 
margin. The revision to 10 CFR Part 50, Appendix K, allows licensees to justify a smaller 
margin for power measurement uncertainty based on power level instrumentation error. A 
power uprate of this type is commonly referred to as an MUR. 

RIS 2002-03 (Reference 15), recommends that to improve efficiency of the NRC staff's review, 
licensees requesting a MUR power uprate should identify existing OBA AOR, which bound plant 
operation at the proposed uprated power level. For any existing OBA AORs that do not bound 
the proposed uprated power level, the licensee should provide a detailed discussion of the 
reanalysis. This safety evaluation documents the NRC staff's review of the impact of the 
proposed changes on analyzed OBA radiological consequences. 

Section 50.67, "Accident source term," of 10 CFR, which states, in part, that "A licensee who 
seeks to revise its current accident source term in design-basis radiological consequence 
analyses shall apply for a license amendment under§ 50.90. The application shall contain an 
evaluation of the consequences of applicable design-basis accidents previously analyzed in the 
safety analysis report." 

GDC 19 of Appendix A to 10 CFR Part 50, states, in part that "A control room shall be provided 
from which actions can be taken to operate the nuclear power unit safely under normal 
conditions and to maintain it in a safe condition under accident conditions, including loss-of
coolant accidents." 

2.10.2 Technical Evaluation 

The NRC staff reviewed the regulatory and technical analyses performed by the licensee in 
support of its proposed MUR power uprate license amendment as they relate to the radiological 
consequences of OBA analyses. The NRC staff reviewed the impact of the proposed 
1.66 percent MUR power uprate on OBA radiological consequence analyses, as documented in 
Chapter 15 of the FSAR. The specific OBA analyses that were reviewed are as follows: 

• FSAR Section 15.3.3 Recirculation Pump Seizure 
• FSAR Section 15.4.9 Control Rod Drop Accident 
• FSAR Section 15.6.2 Instrument Line Pipe Break 
• FSAR Section 15.6.4 Steam System Piping Break outside Containment 
• FSAR Section 15.6.5 Loss-of-Coolant Accident - Inside Containment 
• FSAR Section 15.6.6 Feedwater Line Break outside Containment 
• FSAR Section 15.7.4 Fuel Handling Accident 

In its LAR (Reference 1 ), the licensee indicated that postulated OBA events have been 
evaluated and analyzed to show that regulatory requirements are met for 2 percent above the 
CL TP, which is 3556 MWt. OBA events have either been previously analyzed at 102 percent of 
CL TP or are not dependent on core thermal power. The MLSB outside containment was 
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evaluated using a 4 micro Curies per gram (µCi/g) Dose Equivalent 1-131 limit on reactor 
coolant activity. The limit on reactor coolant activity is unchanged for the TPO uprate condition. 

The NRC staff confirmed that the current licensing basis dose consequence analyses remains 
bounding at the proposed MUR uprated power level of 3544 MWt with a margin that is within the 
assumed uncertainty associated with advanced flow measurement techniques, including use of 
the Cameron International CheckPlus LEFM system credited by the licensee. The NRC staff 
confirmed that the licensee has accounted for the potential for an increase in measurement 
uncertainty should the LEFM system experience operational limitations. The MUR LAR states 
that a regulatory commitment is added to address functional requirements for the LEFMs and 
appropriate required actions and completion times when an LEFM is inoperable. These 
required actions and LEFM operation as described in Enclosures 1 and 3 of the LAR, will 
ensure that the CLB dose consequence analyses remain bounding. In these cases, the LEFM 
will be considered non-operational and the proposed LCS actions will be. applied. 

Using the CLB and the information provided in the LAR, the NRC staff verified that the existing 
CGS radiological analyses and release assumptions bound the conditions for the proposed 
1.66 percent power uprate to 3544 MWt, considering the higher accuracy of the proposed 
feedwater flow measurement instrumentation. 

2.10.3 Radiation Protection and Consequence Summary 

As described above, the NRC staff reviewed the assumptions, inputs, and methods used by the 
licensee to assess the radiological consequences of the postulated OBA dose consequence 
analyses at the proposed uprated power level. The NRC staff finds that operating CGS at the 
proposed uprated power level will continue to meet the applicable dose limits following 
implementation of the proposed 1.66 percent MUR power uprate. The NRC staff also finds 
reasonable assurance that CGS, as modified by this approved license amendment, will continue 
to provide sufficient safety margins, with adequate defense-in-depth, to address unanticipated 
events and to compensate for uncertainties in accident progression, analysis assumptions, and 
input parameters. Therefore, the NRC staff concludes that the proposed license amendment is 
acceptable with respect to the radiological dose consequences of the DBAs. 

3.0 STATE CONSULTATION 

In accordance with the Commission's regulations, the Washington State official was notified of 
the proposed issuance of the amendment on April 5, 2017. The State official had no comments. 

4.0 ENVIRONMENTAL CONSIDERATION 

The amendment changes a requirement with respect to the installation or use of a facility 
component located within the restricted area as defined in 1 O CFR Part 20. The NRC staff has 
determined that the amendment involves no significant increase in the amounts, and no 
significant change in the types, of any effluents that may be released offsite, and that there is no 
significant increase in individual or cumulative occupational radiation exposure. The 
Commission has previously issued a proposed finding that the amendment involves no 
significant hazards consideration and there has been no public comment on such finding 
published in the Federal Register on October 4, 2016 (81 FR 68470). Accordingly, the 
amendment meets the eligibility criteria for categorical exclusion set forth in 1 O CFR 51.22(c)(9). 
Pursuant to 1 O CFR 51.22(b), no environmental impact statement or environmental assessment 
need be prepared in connection with the issuance of the amendment. 
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5.0 CONCLUSION 

The Commission has concluded, based on the considerations discussed above, that: (1) there 
is reasonable assurance that the health and safety of the public will not be endangered by 
operation in the proposed manner, (2) there is reasonable assurance that such activities will be 
conducted in compliance with the Commission's regulations, and (3) the issuance of the 
amendment will not be inimical to the common defense and security or to the health and safety 
of the public. 
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GL 
HELB 
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LAA 
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NEI 
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General Design Criterion 
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licensee controlled specification 
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maximum critical power ratio 
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main steam line break 
measurement uncertainty recapture 
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megatwatts electric 
megawatts thermal 
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U.S. Nuclear Regulatory Commission 
nuclear steam supply system 
operating license 
operating limit maximum critical power ratio 
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oscillation power range monitor 
peak cladding temperature 
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parts per billion 
plant process computer 
power range nuclear monitor 
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pounds per square inch gauge 
pressure-temperature 
performance test code 
request for additional information 
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RCIC 
RCS 
RCPB 
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RTD 
RTP 
RWCU 
SA 
SAFDL 
SBO 
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SFA 
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SSC 
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TLAA 
TPO 
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TSW 
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USE 
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reactor building closed cooling water 
reactor cooling isolation cooling 
reactor coolant system 
reactor coolant pressure boundary 
regulatory guide 
residual heat removal 
Regulatory Issue Summary 
reactor protection system 
reactor pressure vessel 
Reference Nil-ductility Temperature 
resistance temperature detector 
rated thermal power 
reactor water cleanup 
service air 
specified acceptable fuel design limit 
station blackout 
safety evaluation 
safety evaluation report 
STEAM/FEEDWATER Application 
standby gas treatment system 
spent fuel pool 
standby liquid control 
safety limit minimum critical power ratio 
surveillance requirement 
standard review plan 
safety relief valve 
structure, system, and component 
standby service water 
turbine building 
time-limited aging analysis 
thermal power optimization 
topical report 
plant service water 
turbine governor valve 
turbine throttle valve 
technical specification 
upper shelf energy 
ultimate heat sink 
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