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Commonwealth Edison Company 
0 NE FIRST NAT I 0 NA L PLAZA * CH IC AG 0, ILL I N 0 IS 

Address Reply to, 

POST OFFICE BOX 767 *CHICAGO, ILLINOIS 60690 

November 8, 1972 

,/ 

· Mr. Angelo Giambusso 
Deputy Director of •Reactor Projects 
U.S. Atomic Energy Commission 
Washington, D.C. '20545 

/, 

Subject: Quad-Cities Special Report .No. 1/ 
Dresden Special Report No. 4A -

I 

Dear Mr. Giambu~so: 

Modi 'ed Off~Gas System, AEC Dkts 
0-237 ·249, 254, 265 

Attached is Quad-Cities Special Report No. 1/ 
Dresden Special Report No. 4A which provides additidnal 
information and safety analyses regarding the modified 
off-gas .. syst~ms ... presently. being installed for Qua,d-Cities 
Units 1 and 2 and Dresden Units 2 and 3. The anticipated 
completion dates for the installation of these systems are 

.. , .. 

June 1, 1973 for Dresden and September 1, 1973 for Quad-Cities. 
i 

Dresden Special Report No. 4, outlining thkc · 
design of the system, was. submitted to the AEC on June 1, 1971. 
Additional information was supplied in·a letter to Dr. Morris 
dated.August 17, 1971. The submitted attachment herein 
provides information on changes to the design since the 
submittal of Dresden Special Report No. 4 and represents 
the design as presently being iristalled. Your review 
and approval of this design is requested~ 

Since this special report is submitted for both 
the.Dresden .and Quad-Cities dockets, one signed original 
and 59 copies are provided for your use. 

Very truly yours, 

r~· 
L. D. Butterfield, Jr. 
Nuclear Licensing Administrator 
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SSH065 DF. ENA043 DEA441 DEG057 (0748 1-003393C300) PD 10/26/72 

07 46 res IPMVEITA MVN zczc ·ooo 12 TDVE MORRIS I LL 85 10@4 45P 

CDT 

PMS MRS BOYCE GRIER DIP.ECTOR - -1[N OF COMPLIANCE REGION 3 
'''\ 

U S ATOt"'.IC ENERGY_ COMMISS.I.O _ TWX 7· 9 ROOSEVELT ROAD GLEN ELLYN 
ILLc·-·M-IS- FOUTE) G,. 01._3-7 

SUBJECT DPR -1 DRESDEN NUCLEAR POWER STATION UNIT 2 THIS 

WILL CONFIPM A CONVERSATION WITH MR DANCE OF YOUR OFFICE AT 

1625 HOURS TH IS DATE CONCERNING IBE DRAFTING OF M AUi STEAM 

LINE LOW PRESSURE SWITCHES NUMBERS 2-2<Sl-30A AND 2-261-30 C 

SWITCHES ARE REQUIRED TO OPERATE 

T 850 PSI AT THE STEAM LINE BUT AS FOUND2-261-30 A TRIPPED . 

AT 849 Arm 2-261-30 c TRIPPED AT 847 REACTOR WAS IN COLD SHOUT 

DOWN AT THE TIME SWITCHES WEHE RE- SET TO TRIP AT 855 855 

PSI AT STEAM LINE 
6F•1201 {R5"69) 

W P WO!lDEN SUPERINTENDENT DRESDEN NUCLEAR POWER STATION • 
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