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SUBJECT DPR-1 9 DRESDEN NUCLEAR POWER STAT! ON UNIT 

· lHIS WILL CONFIRM A CONVERSATION -WITH F. MAUf<A OF YOUR OFFICE 

AT 1030 HOURS THIS DATE ~ONCERNING INSPECTION OF BERGEN­

PATTE:RSON HYDRAULIC PIPING RES'TRAINT WITHIN THE DRY WELL ., 

DURING THE CURRECT PLANT OUTAGE AS NOTIFIVED TO YOU ON 

2-11-74• DURING THIS INSPECTION )2 OF THE 31 RESTRAINTS 

WITHIN THE DRY WELL WERE, FOUND TO BE DEFECTIVE DUE TO THE 

LOSS OF HYDRAULIC FL!JID. A PROGRAM IS BEING INITIATED TO 

CNERHAUL THESE 12 RESTRAINTS AND WILL BE R~COREDE TO YOU 

IN A FOLLOWING 10-0AY NOTIFICATION 

W P WORDE1°\j SUPERINTNEDENT DRESDE~\J NUCLEAR 

POWER STATION COMMONWEALTH EDISON COMPANY RURAL ROUTE 1 MORRIS IL 

1105A EDT 
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e UNITED STATES • 

ATOMIC ENERGY COMMISSlO . 
WASHINGTON, D.C. 20545 

Docket Nos. 50-10, Q 50-249, 50-254 

February 11, 1971~ 

and 50-265 ~' 
Commonwealth Edison Company 
ATI'N: Mr. J. S. Abel 

Nuclear Licensing Administrator -
Boiling Water Reactors, 

Post Office Box 767 
Chicago, Illinois 60690 

Gentlerren: 

RO Bulletins 73-3 ar1d 74-3 and a letter from Ibnald J. Skovholt, 
Assistant Director for Operating Reactors, sUI!JTl.arized. background 
information on defective hydraulic shock suppressors (snubbers) 
and described required inspection programs. It has come to our. 
attention that oil addition fittings (e.g., Alemite fitting) used 
on snubbers contaiI1 seal rraterials which may deteriorate in a 
high temperature en-vironment and cause the loss of hydraulic 
fluid. Replacerrent seals for these fittings rray not normally 
be included in standard repair kits. 

Oil addition fittings should be carefully.inspected during future 
snubber surveillance an.d renei~ed as appropriate. · · 

cc: 

Sincerely, 

'-·-: 
J'. 
l ffir. Charles Whitrmre .. 

President and Chairman 
Iowa-Illinois Gas and Electric Co. 
206 East Second Avenue/ 
Davenport, ·Iowa 5280~ 

. . I 
John W. Rowe, Esquire ; 
Isham, LincoJn & Beal~ 
One First National· Pl.8.za 
Chicago, Illinois 60670 
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Morris Public Library 
604 Liberty Street 
Morris, Illinois 60451 

I1oline Public···Library·· ..... 
504 - 17th Street 
Moline, Illinois 61265 




