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NRR-PMDAPEm Resource

From: Klett, Audrey
Sent: Wednesday, April 19, 2017 2:17 PM
To: 'Mitch.Guth@fpl.com'
Cc: Mack, Jarrett; 'Hanek, Olga' (Olga.Hanek@fpl.com); Wentzel, Michael; Czaya, Paul 

(Paul.Czaya@fpl.com)
Subject: Request for Additional Information for Turkey Point LAR 250 (CACs MF9069 and 

MF9070)

Hi Mitch, 
 
By letter L-2016-233 dated December 21, 2016 (Agencywide Documents Access and Management System 
Accession No. ML17012A084), Florida Power & Light Company (the licensee) requested changes to the 
Technical Specifications (TSs) for Turkey Point Nuclear Generating Unit Nos. 3 and 4, which are contained in 
Appendix A of Renewed Facility Operating Licenses DPR-31 and DPR-41. The NRC’s Reactor Systems 
Branch (SRXB) and Technical Specification Branch (STSB) reviewed the application and identified areas 
where it needs additional information to support its review. The request for additional information (RAI) is 
provided below. As discussed with Mr. Jarrett Mack of the licensee’s staff on April 19, 2017, the staff requests 
the licensee to respond to the RAI within 30 days from the date of this email. 
 
SRXB RAI-1 
 
TS 3/4.3.2, “Engineered Safety Features Actuation System [ESFAS] Instrumentation,” ACTION 23 in Table 
3.3-2, “[ESFAS] Instrumentation,” requires entry into TS Limiting Condition for Operation (LCO) 3.0.3 with the 
number of OPERABLE channels one less than the specified required minimum channels OPERABLE per the 
table. LCO 3.0.3 requires the licensee to place the plant in at least HOT STANDBY (MODE 3) within the next 6 
hours, in at least HOT SHUTDOWN (MODE 4) within the following 6 hours, and in at least COLD SHUTDOWN 
(MODE 5) within the subsequent 24 hours. The licensee proposed modifying ACTION 23 to replace the 
requirement to enter LCO 3.0.3 with a 48-hour completion time to restore operability and, if the completion time 
is not met, then enter into at least HOT STANDBY (MODE 3) within the next 6 hours and in COLD 
SHUTDOWN (MODE 5) within the following 30 hours. The proposed changes did not include a requirement to 
be at least HOT SHUTDOWN (MODE 4) within 6 hours after the MODE 3 entry, which is currently required in 
ACTION 23 via LCO 3.0.3. While the basis for the 48-hour completion time is discussed in the application, the 
licensee did not provide an explanation for the proposed removal of the HOT SHUTDOWN entry requirements, 
including its timing requirements. The staff requests the licensee to provide a justification for the removal of the 
requirement to be in at least HOT SHUTDOWN within the following 6 hours of entering HOT STANDBY when 
operability is not restored within the proposed completion time. 
 
STSB RAI-1 
 
TS Table 3.3-2 requires Functional Unit 6.d to be operable in MODES 1, 2, and 3 (i.e., POWER OPERATION, 
STARTUP, AND HOT STANDBY, respectively). ACTION 23 requires entry into LCO 3.0.3 if the required 
number of instrument channels is not OPERABLE. The licensee proposed replacing the requirement to enter 
LCO 3.0.3 with a completion time and, if the completion time is not met, timing requirements to enter HOT 
STANDBY (MODE 3) and then COLD SHUTDOWN (MODE 5). Specifically, the licensee requested that if 
Functional Unit 6.d operability is not restored within the proposed 48-hour completion time, then the proposed 
ACTION would require entry into HOT STANDBY (MODE 3) within 6 hours and COLD SHUTDOWN (MODE 5) 
within the following 30 hours. The staff notes that if the plant was already in MODE 3 when the required actions 
are not met, the proposed changes would permit continuation of HOT STANDBY conditions for several hours 
and would only effectively require a time limit for entry into COLD SHUTDOWN. 
 
The TS Bases (ADAMS Accession No. ML16320A166) for LCO 3.0.3 state: 



2

 
Specification 3.0.3 establishes the shutdown ACTION requirements that must be implemented 
when a Limiting Condition for Operation is NOT met and the condition is NOT specifically 
addressed by the associated ACTION requirements. … The time limits of Specification 3.0.3 
allow 37 hours for the plant to be in the COLD SHUTDOWN MODE when a shutdown is 
required during the POWER MODE of operation. If the plant is in a lower MODE of operation 
when a shutdown is required, the time limit for reaching the next lower MODE of operation 
applies [emphasis added]. However, if a lower MODE of operation is reached in less time than 
allowed, the total allowable time to reach COLD SHUTDOWN, or other applicable MODE, is 
NOT reduced. For example, if HOT STANDBY is reached in 2 hours, the time allowed to reach 
HOT SHUTDOWN is the next 11 hours because the total time to reach HOT SHUTDOWN is 
NOT reduced from the allowable limit of 13 hours. 

 
The staff interprets these bases to mean that if the inoperability is discovered while in MODE 3, then the time 
limits for reaching MODE 4 would apply. However, the proposed shut down times for ACTION 23 do not 
include the MODE 4 timing requirements equivalent to those in LCO 3.0.3. Therefore, the staff requests the 
licensee to provide a justification for the proposed longer time the plant can remain in MODE 3, or to propose 
an alternative and associated justification, such as timing and mode entry requirements equivalent to LCO 
3.0.3. 
 
 
 
Audrey Klett 
Project Manager 
NRR/DORL/LPLII-2 
301-415-0489 
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