
APPENDIX A

NOTICE OF VIOLATION

Pennsylvania Power and Light Company "Docket No. 50-387

This refers to the inspection conducted by a representative of the
Region I (Philadelphia) office at the Susquehanna Steam Electric Station,
Unit No. 1, Berwick, Pennsylvania, of activities authorized by NRC

License No. CPPR-101.

During this inspection, conducted on May 15-18, 1979, the following
apparent item of noncompliance was identified:

Criterion V of 10 CFR 50, Appendix B, states, in part, that: "Activities
affecting quality shall be prescribed by documented instructions ...
and shall be accomplished in accordance with these instructions ..."
The Susquehanna PSAR, Appendix D.3.3.7, states, in part: "Use of
qualified procedures and application thereof as required by established
standards will be rigidly enf'orced ..."
The Technical. Specification for Field Fabrication and Installation of
Nuclear Service Piping, M-204, Paragraph 6.2.3, states, in part:
all welding shall meet the following requirements. (f.) Where piping
or fittings to be joined have equal outside diameters, the weld shall
be crowned at the center and tapered on each side to the surface being
joined."

Contrary to the above, on May 15, 1979, the 20-inch diameter, nuclear
class 1 weld joint DCA-108-1-FW-j. was not tapered from the crown to the
surfaces being joined.

This item is an infraction.




