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Docket Nos. 50-387
50-388

UNITED STATES
NUCLEAR REGULATORY COMMISSION

REGION I

631 PARK AVENUE
KING OF PRUSSIA, PENNSYLVANIA19406 .

June 27, 1980

Pennsylvania Power 8 Light Company
ATTN: Mr. Norman W. Curtis

Vice President
Engineering and Construction - Nuclear

2 North Ninth Street
Allentown, Pennsylvania 18101

Gentlemen:
\

The enclosed IE Bulletin No. 80-16, "Potential Misapplication of Rosemount Inc.
Models 1151 and 1152 Pressure Transmitters with Either "A" or "D" Output Codes,"
is forwarded to you for action. A written response is required.

In order to assist the NRC in evaluating the value/impact of each Bulletin on
licensees, it would be helpful if you would provide an estimate of the manpower
expended in conduct of the review and preparation of the report(s) required by
the Bulletin. Please estimate separately the manpower associated with corrective
actions following identification of problems through the Bulletin.

The enclosed IE Circular No. 80-16, "Operational Deficiencies in Rosemount iviodel
510DU Trip Units and Model 1152 Pressure Transmitters," is forwarded to you for
information. No written response is required.

If you desire additional information regarding these matters, please contact
this office.

Sincerely,

Director

Enclosures:
1. IE Bulletin No. 80-16 with Enclosure and Attachment
2. List of Recently Issued IE Bulletins
3. IE Circular No. 80-16
4. List of Recently Issued IE Circulars

CONTACT: S. D. Ebneter
(2'5-337-5283)



Pennsylvania Power 8 Light
Company

cc w/encls:
A..R. Sabol, Manager, Nuclear equality Assurance

,W. E. Barberich, Licensing Engineer
S.,H. Cantone, Superintendent of-Plant


