
SUSQUEHANNA STEAN ELECTRIC STATION UNIT

CONTROL OF HEAVY LOADS " PHASE I - SAFETY EVALUATION REoORT

I. INTRODUCTION

As a r"es'ul.t of Generic Task A-36r "Control of Heavy. Loads

Near Spent Fuelr" NUREG-0612r "Control of Heavy Loads at

Nuclear P l.ants" was developed.

of NUREG-0612r a generic Let ter r

FoLLowing the„ issuance

dated December,22r 1980r

was'ent to aLL operating plants apol.icants for operating

Licenses and holders of construction permits requesting

tha responses be prepared to indicate 'the d gree of

comoliance with the gu',deLines of NUREG-0612. Tne

responses were to be made in two stages. The .irst
response (Phase I) was to identify the load handling

equipment within the scope of NUREG-0612 and to desc'ribe

the associated general. l.oad handling operations such as

safe Load pathsr proceduresr operator trainingr special.

and .generaL purpose Lifting devicesr the maintenancer

testing and repair, of equipment and the handling equip-

-ent specifications. The second response (Phase II) was

in".ended to show that either single-failure"proof handl.ing

equipment was not needed or that sing l. failure proo,

equipment had been provided. Th s safety evaluation report
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cont'ains t'e sta f f ' evaluation of Phase I. 'n eva Luati on

of Phase .II wi L L be the sub ject of .future cor res ponden'ce.
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By Let te'r dated December
22'980'nd

Light Companyi the Licensee fcr
the Pennsylvania

I

S" squehanna Uni

Power

''as requested to review their provisions for handLing and

controL of. heavy. Loads at Susquehanna'nit 1 to. deter-
j

mine the ex-;en> .o whi ch the guide l i.nes of 'JUREG-0612 are

presenzLy satisfied and to discuss and ccnm'.t to mutua lly
agreeable changes and modifications that would be required

in o'rder to fully satisfy th se guidelines.

II NRC REVIEW AND EVALUATION

The staff and its consultants EGGG Idaho'nc. have

reviewed the Pennsylvania Power and Light Company submittals

for Susquehanna'nit 1. As a resuLt of its reviewi EGSG

has issued a TechnicaL. Evaluation Report (.TER). The staff
has reviewed the TER and concurs with its findings that

.the guidelines in NUREG-0612 Section 5.1.1 have been satis"

fied''e therefore concLude that Phase I for
Susquehanna'nit

1 is acceptable-


