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UNITED STATES
NUCLEAR REGULATORY COMMISSION
WASHINGTON, D, C. 20555

Ay 7, in

SAFETY EVALUATION
AMENDMENT NO. 33 TO NPF-14
SUSQUEHANNA STEAM ELECTRIC STATION, UNIT 1
DOCKET NO 50-387

Introduction

The licensee proposed changes to the Technical Specifications of the operating
Ticense for Susquehanna Steam Electric Station, Unit 1 to reflect the installa-
tion of a permanent radiation monitoring system in the new fuel storage vault
and spent fuel storage pool areas. Specifically, for items 2.a.l) and 2.a.2)
the "Minimum Channels Operable" would be changed from "1"2and "2, and for item
2.a.1) the "Measyrement Range" would be changed from "10™° to 10° mR/hr" to
read "10 ° to 10° mR/hr."

Evaluation

.The NRC staff has evaluated the licensee's proposal to install Permanent

Radiation Monitors and finds that the proposed amendment is in compliance with
10 CFR Part 70.24(a)(1) and Regulatory Guide 8.12 and is acceptable.

Susquehanna SES Unit 1 previously used a portable radiation monitor. The licensee
will install a permanent radiation monitor system, similar to Susquehanna SES

Unit 2. The change will also include "Minimum Channel Operable" and "Measurement
Range" requirements.

The above provision will amend the Susquehanna SES Unit 1 Technical Specification
Table 3.3.7.1-1 to be identical with Susquehanna SES Unit 2 Technical Specifi-
cation. The change to "Minimum Channel Operable" is a more stringent and con-
servative surveillance requirement than the previous one. The change in
"Measurement Range" is consistent with the detection requirements in 10 CFR 70.24.

These radiation monitors were reviewed earlier by‘the staff in NUREG-0776,
Safety Evaluation Report. At that time, the staff concluded that these area
radiation monitors around the fuel storage areas met the requirements of

10 CFR 70.24 and were consistent with the guidance of Regulatory Guide 8.12,
"Criticality Accident Alarm Systems", and therefore were acceptable.

Environmental Consideration

This amendment involves a change in the installation or use of a facility
component located within the restricted area as defined in 10 CFR Part 20.
The staff has determined that the amendment involves no significant increase
in the amounts, and no significant change in the types, of any effluents
that may be released offsite, and that there is no significant increase

in individual or cumulative occupational radiation exposure. The Commission
has previously issued a proposed finding that this amendment involves no
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significant hazards consideration and there has been no public comment on
such finding. Accordingly, this amendment meets the eligibility criteria
for categorical exclusion set forth in CFR 51.22(c)(9). Pursuant to 10 CFR
51.22(b) no environmental impact statement or environmental assessment need
be prepared in connection with the issuance of this amendment. )

Conclusion

We have concluded, based on the considerations discussed above, that:

(1) there is reasonable assurance that the health and safety of the public will
not be endangered by operation in the proposed manner, and (2) such activities
will be conducted in compliance with the Commission's regulations and the
issuance of this amendment will not be inimical to the common defense and
security or to the health and safety of the public.

Dated: FEB 15 1985




