
ennsylvania Power 8 Ligh ompany
Two North Ninth Street ~ Allentown, PA 18101 ~ 21517705151

March 28, 1985

Mr. Paul Koval
Chief Operations Section
Bureau of Water Quality Management
Pennsylvania Department of Environmental Resources
P.O. Box 659
90 East Union Street, Second Floor
Wilkes-Barre, PA 18702

SUSQUEHANNA STEAM ELECTRIC STATION
DISCHARGE MONITORING REPORT
NPDES PERMIT NO. PA 0047325, FEBRUARY 1985
CCN 741326 FILE 012-4
PLE&942

Dear Mr. Koval:

Enclosed is a copy of the February 1985 Discharge Monitoring Report for Permit
No. PA 0047325. The following information details data and/or violations for
some of the permitted outfalls:

o OUTFALL 071
(COOLING
TOWER BLOW-
DOWN)

Flows were estimated at 7000 gallons per minute. New flow
element for Unit 1 cooling tower blowdown is scheduled to
be installed by the end of April, 1985. Unit 2 blowdown
element will probably be replaced during the first Unit 2
refuel outage (1986).

o OUTFALL 271—
(WASTE FILTER
BYPASS)

Both the monthly average (30 mg/1) and daily maximum
(100 mg/l) discharge concentration limits for Total
Suspended Solids were exceeded with a grab sample of 3784
mg/1. This bypass is only a temporary outfall and will be
replaced by the Waste Recovery Filter — Outfall 471. Since
this outfall is internal to the station and discharges into
outfall 071, the cooling tower blowdown line prior to the
river, there should not be any adverse impacts to the
river.

o OUTFALL 471—
(WASTE FILTER
EFFLUENT)

Filter was not used during the month of February. The
Pennsylvania Power and Light Co. (PP&L) is reviewing opera-
tional 'problems associated with this filter to determine
the proper corrective action. Once a decision is made the
Pennsylvania Department of Environmental Resources (PA DER)
will be notified.
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o OUTFALL 079 — The following table summarizes the violations from this
(SEWAGE outfall during February:
TREATMENT
PLANT)

Sewa e Treatment Plant Violations

PARAMETER

TOTAL SUSPENDED
SOLIDS (T.S.S.)

BOD-5

T.S.S. PERCENT
REMOVAL

PERMIT LIMIT

20.0 lbs/day

30.0 ppm average
60.0 ppm maximum

30.0 ppm average
60.0 ppm maximum

85X minimum

ACTUAL VALUE

23.5 lbs/day

74.0 ppm
92 ppm

66.5 ppm
97 ppm

76X

BOD-5 85% minimum 76%

PP&L has begun a preventive maintenance program to correct Sewage Treatment
Plant deficiencies. PP&L will provide a follow up letter at a later date
discussing this matter.

PP&L will keep the PA DER apprised of the status of all permit outfall
problems/violations. If you have any questions, please call me at (215)
770-7889.

Respectfully yours,

rt9~
ome S. Fields

enior Environmental Scientist — Nuclear
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Enclosure

cc: EPA, Region'II
A. Schwencer NRC


