
' I 

GE Nuclear Energy 

Gt:nt:ral Elt:ctric Company 

175 Currnu Avt:nllt:. San Jost:, CA 95115 

Dresden Nuclear Power Station 
Units 2 and 3 

Containment Analyses of the DBA-LOCA 
Based on Long-Term 

LPCI/Containment Cooling System Configuration of 
One LPCI/Containment Cooling System Pwnp 

and 2 CCSW Pumps 

Prepared by: .fi/N
S. Mintz 
Plant Upgrade Projects 

l ~ Approved by: 'c1 C ,) ~ 
N. C. Shirley 
Project Manager, 

GE-NE-T2300740- I 
DRF T23-00740 
CLASS II 
DECE?v1BER 1996 

Engineering & Licensing Consulting Services 


