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This closes out our review of NUREG-0737 Items II.E.1.1 and II.E.-1.2 except
for the Technical Specification changes recommended in Che SE. Such changes

will be handled at a later time.
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Dr. Robert E. Uhrig JHeltemes
Vice President OELD
Advanced Systems & Technology
Florida Power &.Light Company ACRS-10
P. 0. Box 529100 PMKreutzer-3
Ni ami, Florida 33152 RAClark

EConner
Dear Or. Uhrig: DWagner

Gray Fi le
ll) have completed ouv veviev of the Auxsliavy Feeduater System (AFWS), as

modiffed since the Three IIile Island, Unit No. 2 accident, for St. Lucie
Plant,.Unit No. 1. Our Safety Evaluation (SE) of the var'fous parts of
the review yes enclosed.

This SE documents our review of your responses to the staff's short-term
and long-term recommendations that resulted from our reliability evalua
Cion of the St. Lucie, Unit No. 1 auxiliary feedwater system (NUREG)0578).

These reconmendations were the subject of our October 17, 1979$ 'fluter .
Based on our review, we find your response to our.yhcomm'dndatfons acceptable.

Also included in this SE is,our revfew of the electrical, instrumentation
and control aspects of the AFHS automatic.initiation and flow indication.
This portion of the SE is based on our review of the Technical Evaluation
Report (TER), prepared by Franklin Research Center (FRC), attached to the
SE. The FRC review consisted of an evaluation of the St. Lucie AFWS design
against the long term safety. grade requirements for automat,"fc initiation
and flow indication. Final versions of these requirements were listed in
NUREG-0737 (Clarification of TMI Action PlatIt:Requirements), Section II.E.1.2.

Based on our review of the TER, we have concluded that the St. Lucfe, Unit
gd. 1 auxf liary feedwater automatic initiation and flow indication systems

comply with the staff's long term safety grade requirements, and therefore,
are acceptable.
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Enclosure: As stated

Sincerely,
god tyJ/
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Robert A. Cf4rk, I>.ef
Operating Reactors Branch 83
Division of Licensing
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'Florida Power 5 Light Company

CC:
Harold F. Reis, Esquire
Lowenstein, Newman, Reis 5 Alexrad
1025 Connecticut Avenue, N.W.
Washington, D. C. 20036

Norman A. Coll, Esquire
McCarthy, Steel, Hector 8 Davis
14th Floor, First National Bank Building
Miami Florida 33131

1

Indiaq. River Junior College Library
3209;Virginia Avenue
Fort Pierce, Florida 33450

Administrator
Department of Environmental Regulation
Power 'Plant Siting Section
State of Florida
2600 Blair Stone Road
Tallahassee, Florida 32301

Mr. Weldon B. Lewis
County Administrator
St. Lucie County
2300 Virginia Avenue, Room 104
Fort Pierce, Florida 33450

'.S. Environmental Protection Agency
Region IV Office
ATTN.:, Regional Radiation

;:.:=-.. "~ Representative
345 Cobrtland Street, N.E.
Atlanta, Georgia 30308

Mr. Charles B. Brinkman
Manager - Washington Nuclear Operations
C-E Power Systems
Combustion Engineering, Inc.
4853%ordell Avenue, Suite A-1
Bethesda, Maryland 20014

Regional Administrator
Nuclear Regulatory Commission, Region II
Ogf<ice of Executive Director for Operations
101 Marietta Street, Suite 3100
Atlanta, Georgia 30303

Mr. Jack Schreve
Office of the Public Counsel
Room 4, Holland Building
Tallahassee, Florida 32304

Resident Inspector
c/o U.S.N.R.C.
7900 S. AIA
Jensen Beach, Florida 33457

~ State Planning and Develpment Clearinghouse
. Office of Planning and Budgeting
Executive Office of the Governor
The 'Capitol Builling
Tallahassee, Florida 32301


