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Dear Nr. Williams:

SUBJECT: DRAFT SAFETY EVALUATION ON THE PROCEDURES GENERATION PACKAGE

The staff has completed its review of your submittal of October 26, 1983

dealing with the Procedures Generation Package for St. Lucie Plant, Unit
Nos. 1 and 2. As a result of this review, the staff has prepared a draft
safety evaluation.

The review of your Procedures Generation Package was conducted in accordance
with Generic Letter 82-33, Supplement 1 to NUREG-0737. Criteria for this
review are not currently in the Standard Review Plan. Therefore, this review
was based on NUREG-0899, "Guidelines for the Preparation of Emergency Operating
Procedures," the reference document for the upgrade portion of Supplement
1 to NUREG-0737. Review criteria based on the guidance of NUREG-0899 have
been developed for the next Standard Review Plan revision. NRC approval of the
Procedures Generation Package is n'ot necessary prior to implementing upgraded
Emergency Operating Procedures (EOPs).

The Procedures Generation Package, as specified in Generic Letter 82-33, con-
sists of four parts: (1) Plant-Specific Technical Guidelines, (2) a Writer'
Guide, (3) a description of the Validation/Verification Program for EOP and

(4) a description of the Training Program for Upgraded EOPs. The Procedures
Generation Package identifies the open items that must be addressed to com-

plete the review of the enclosed draft safety evaluation.

The NRR TAC Nos. for this review are 44337 and 55343. Please contact the pro-
ject manager, D. Sells, (301) 492-9735 within 15 days of receipt of this letter
to establish a schedule for response to this request.
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This request for additional'nformation affects fewer than ten respondents;
therefore, OMB clearance is not required under P.L. 96-511.

Sincerely,

Enclosure:
As stated

Orlgnal atgnod by:

James R. Miller, Chief
Operating Reactors Branch ¹3
Division of Licensing

cc: See next page
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