
Docket No. 50-244

October 22, 1990

Rochester Gas and Electric Corporation
ATTN: Mr. Robert C. Mecredy

Vice President
Nuclear Production

89 East Avenue
Rochester, New York 14649

Gentlemen:

Subject: NRC Region I Augmented Inspection Team (AIT) Inspection (50-244/90-19) of
the Ginna Reactor Trip With Abnormal Response on September 26, 1990

This letter refers to the Augmented Inspection Team Review of the September 26, 1990
Ginna reactor trip with an abnormal response. This inspection was led by C. J.,Anderson of
this office on September 27-28, 1990, at the Ginna Nuclear Power Plant, Ontario, New
York. The inspection addressed activities authorized by NRC License No. DPR-18. At the
conclusion of the inspection, an exit interview was held with you and members of your staff
to discuss the scope and findings of the inspection.

Areas examined during this inspection are described in the.AIT report which is enclosed with
this letter. Within these areas, the inspection consisted of interviews with personnel,
observations and examinations of plant equipment and selective examinations of procedures,
representative records, and design documents by the inspectors.

The inspection concluded that pre-startup activities to identify and correct human and
hardware deficiencies associated with the event were adequate. Furthermore, it was
concluded that a program has been implemented which will focus on the deficiencies to
prevent recurrence of the event.

Your cooperation in this matter is appreciated.

Sincerely,

Original Signed By:
Marvin W. Hodges

Marvin W. Hodges, Director
Division of Reactor Safety

Team Report No. 50-244/90-19
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Rochester Gas and
Electric Corp.

cc w/encl:
R. Smith, Senior Vice President, Production and Engineering
Harry H. Voigt, Esquire
Central Records (4 copies)
Director, Power Division
State of New York, Department of Law
Ginna Hearing Service List
Public Document Room (PDR)
Local Public Document Room (LPDR)
Nuclear Safety Information Center (NSIC)
NRC Resident Inspector
State of New York, SLO Designee

bcc w/encl:
Region I Docket Room (with concurrences)
Management Assistant, DRMA (w/o encl)
J. Joyner, DRSS
J. Johnson, DRP
E. McCabe, DRP
A. Johnson, PM, NRR
J. Caldwell, EDO
K. Abraham, PAO, (2) copies of All Inspection Reports
T. Murley, NRR
W. Russ'ell, NRR
B. Bogkr, NRR
R. Wessman, NRR
E. Jordan, AEOD
J. Sniezek, EDO
S. Varga, NRR
E. Rossi, NRR
J. Lieberman," OE
Team Members

o)<
RI:DRS RI:DRS
Anderson Q~+n

1'f90 1P//090

DRS:
Hedges

18lfl/90 6/ /9

OFFICIALRECORD COPY



r



Re%ident spector
R.; E. Ginna lant
U

'" Nuclear ulat Commission~ ~ ~

ake Road
io, New rk 14519

Hr. Bruce A. Snow, Superintendent
Nuclear Production
Rochester Gas and Electric Corporation
89 East Avenue
Rochester, New York 14649-0001

Charlie Donaldson, Esq.
Assistant Attorney General
New York Department of Law
120 Broadway .

New York, New York 10271

Earnest J. Ierandi, Esq.
Nixon,. Hargrave; Devans'and Doyle
Lincoln First Tower
P. 0. Box 1051
Rochester, New York 14603

Hs. Donna Ross
Division of Policy Analysis &

nning
ork State Energy Office

A cy Building 2
Empire State Plaza
Albany, New York 12223

Regional nistrator, R 'on I
.U.S. Nuclear R ator ommission
475 Allendale Roa
King of Pruss , Pennsy ia 19406
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