
Docket No. 50-244

Rochester Gas and Electric Corporation
ATTN: Mr. Robert C. Mecredy

Vice President
Nuclear Production

89 East Avenue
Rochester, New York 14649

Gentlemen:

Subject: Inspection No.'< 50-244/90-24

This letter refers to the Safety Issues Inspection conducted on October 15-19,
1990 by Messrs. J. T. Yerokun and C. Hsu at Ginna Nuclear Power Plant,
Ontario, New York. The results of the inspection, as detailed in the enclosed
report, were discussed with Mr. J. Widay and other members of your staff at
the conclusion of the inspection by Messrs. Yerokun and Hsu.

This inspection was directed at activities related to 'the issues discussed in
NRC bulletin No. 88-04, Potential Safety-Related Pump Loss. Within these
areas, the inspection consisted of selected examinations of procedures and
representative records, interviews with personnel, and observations by the
inspectors. Within the scope of this inspection, no violations were observed.

Our inspectors observed that the engineering resolution and documentation for
those systems that were susceptible to the concerns of the bulletin were detailed
and technically sound. However, the documentation for the evaluation of those
systems that were acceptable, were not adequately maintained. Additionally, as
stated in'aragraph 3 of the enclosed report, the as installed system configuration
for the safety injection system was different from that which was provided in
your letter dated July 7, 1988. At the exit meeting, your staff agreed to review
both of these issues for timely resolution.

No reply to this letter is required. Your cooperation with us,in this matter
is appreciated.

Sincerely,
D.".ie;5, "l &it..is3 571
'JGcguo Fo Zi'si77', ~

Jacque P. Durr, Chief
Engineering Branch
Division of Reactor Safety

Enclosure: NRC Region I Inspection Report No. 50-244/90-24
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Rochester Gas and Electric Corporation

cc w/encl:
R. Smith, Senior Vice President, Production and Engineering
Harry H. Voigt, Esquire
Central Records (4 copies)
Director, Power Division
State of New York, Department of Law
Ginna Hearing Service List
K. Abraham, PAO, (18) SALP Reports and (2) of All Inspection Reports
Public Document Room (PDR)
Local Public Document Room (LPDR)
Nuclear Safety Information Center (NSIC)
NRC Resident Inspector
State of New York, SLO Designee

bcc w/encl:
Region I Docket Room (with concurrences)
Management Assistant, DRMA (w/o encl)
R. Bellamy, DRSS
M. Conner, SALP Reports Only
J. Johnson, DRP
E. McCabe, DRP

A. Johnson, PM, NRR
J. Caldwell, EDO
M. A. McCoy, NRR
T. Alexion, NRR
E. McCabe, DRP
J. Johnson, DRP
T. Moslak, SRI - Ginna
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