
August 8, 1994

Docket No. 50-244

Dr. Robert C. Mecredy
Vice President, Nuclear Production
Rochester Gas and Electric Corporation
89 East Avenue J

Rochester, New York 14649
i

Dear Dr. Mecredy:

SUBJECT: LICENSEE COMMENTS ON STAFF 'SAFETY EVALUATION SUPPORTING'MENDMENT 57
OF THE GINNA LICENSE,(TAC NO. M88550)

7

By letter dated January 19, 1994, you proposed two changes to the Safety
Evaluation (SE) for clarification. The first change proposes that in section
2. 1, page 3, 1st paragraph, the'efueling water storage tank (RWST) replacing
the boric acid storage tanks (BASTs) should be referred to as a source of
shutdown boration, not safety injection coolant. Also, as per your
calculation, the negative reactivity rate addition requirement can, be met with
a concentration of 2000 ppm at the minimum, charging flowrate of 15 gpm,'not
60 gpm.

The second proposed change is regarding section 2.3, page 4, TS 3.2.2 and
3.2.3. You requested that the phrase "...from the RWST and/or the BASTs." be
placed at the end of the first sentence. The change is meant to clarify and
provide consistency with the Basis of section 3.2 to the Technical
Specifications that the RWST or the BASTs are acceptable sources for chemical
volume and control system boration.

The NRC staff has reviewed your request. The staff finds the proposed word
change (shutdown boration vs. safety injection) and the proposed phrase for
clarification in section 2.3 of the SE acceptable, but not necessary. In
addition, the language in section 2. 1 correctly refers to the 60 gpm figure as
a maximum flowrate, not a minimum, as indicated in your letter. The staff's
SE correctly indicates that with 60 gpm, negative reactivity can be added at a
rate greater than the rate at which positive reactivity is added as a result
of xenon decay.

Pursuant to a teleconference on June 21, 1994, between RG&E and NRC, you
agreed with the staff's response. This closes out the activities for TAC No.
M88550.
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cc: See next e

Sincerely, .Original signed by:
Allen R. Johnson, Project Manager
Project Directorate I-3
Division of Reactor Projects - I/II
Office of Nuclear Reactor Regulation
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Dr. Robert C. Hecredy R.E. Ginna Nuclear Power Plant

CC:

Thomas A. Hoslak, Senior Resident Inspector
R.E. Ginna Plant
U.S. Nuclear Regulatory Commission
1503 Lake Road
Ontario, New York 14519

Regional Administrator, Region I
U.S. Nuclear Regulatory Commission
475 Allendale Road
King of Prussia, Pennsylvania 19406

Hs. Donna Ross
Division of Policy Analysis 5 Planning
New York State Energy Office
Agency Building 2
Empire State Plaza
Albany, New York 12223

Charlie Donaldson, Esq.
Assistant Attorney General
New York Department of Law
120 Broadway
New York, New York 10271

Nicholas S. Reynolds
Winston & Strawn
1400 L St. N.W.
Washington, DC 20005-3502

Hs. Thelma Wideman
Director, Wayne County Emergency

Hanagement Office
Wayne County Emergency Operations Center
7370 Route 31
Lyons, New York 14489

Hs. Hary Louise Heisenzahl
Administrator, Honroe County
Office of Emergency Preparednessill West Fall Road, Room 11
Rochester, New York 14620
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