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UNITED STATES

NUCLEAR REGULATORY COMMISSION
WASHINGTON, D.C. 20555-0001

July 20, 1995

Dr. Robert C. Mecredy
Vice President, Nuclear Operations
Rochester Gas and Electric Corporation
89 East Avenue
Rochester, NY 14649

SUBJECT: CORRECTION OF GINNA NUCLEAR POWER PLANT INSERVICE TESTING PROGRAM

FOR PUMPS AND VALVES LETTER DATED 6/21/95

Dear Dr. Mecredy:

The Safety Evaluation (SE) for the Third 10-Year Interval Inservice

Testing Program dated June 21, 1995, had a line of the text dropped from

bottom of page 4 and a duplicated line of the text appeared (bottom of

page 5). Enclosed is the corrected SE. I am sorry for any inconvenience this

may have caused you.

Sincerely,

Docket No. 50-244

Enclosure: Safety Evaluation

cc w/encl: See next page

Ledyard B. Harsh, Director
Project Directorate I-1
Division of Reactor Projects — I/II
Office of Nuclear Reactor Regulation
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Dr Robert C. Mecredy R.E. Ginna Nuclear Power Plant

Cco

Thomas A. Moslak, Senior Resident Inspector
R.E. Ginna Plant
U.S. Nuclear Regulatory Commission
1503 Lake Road
Ontario, NY 14519

Regional Administrator, Region I
U.S. Nuclear Regulatory Commission
475 Allendale Road
King of Prussia, PA 19406

Mr. William Valentino, President
New York State Energy, Research,

and Development Authority
2 Rockefeller Plaza
Albany, NY 12223

Charlie Donaldson, Esq.
Assistant Attorney General
New York Department of Law
120 Broadway
New York, NY 10271

Nicholas S. Reynolds
Winston E Strawn
1400 L St. N.W.
Washington, DC 20005-3502

Ms. Thelma Wideman
Director, Wayne County Emergency

Hanagement Office
Wayne County Emergency Operations Center
7336 Route 31
Lyons, NY 14489

Ms. Mary Louise Meisenzahl
Administrator, Monroe County
Office of Emergency Preparedness
111 West Fall Road, Room 11
Rochester, NY 14620


