
Dr. Robert C. Hecredp
Vice President, Nuclear Operations
Rochester Gas and Electric Corporation
89 East Avenue
Rochester, NY 14649

August 30, 1995

SUBJECT: SAFETY EVALUATION OF ROCHESTER GAS AND ELECTRIC'S PROPOSED
CRITICALITY ANALYSIS OF THE GINNA NEW AND SPENT FUEL
RACKS/CONSOLIDATED ROD STORAGE CANISTERS (TAC NO. H92188)

Dear Dr. Hecredy:

By letter dated Hay 5, 1995, Rochester Gas and Electric Corporation (RG&E)
submitted proposed engineering calculations to increase the allowable Uranium-
235 (U-235) enrichment of fuel to be stored in the new and spent fuel storage
facilities of the Ginna plant.

The NRC staff finds the criticality aspects of the proposed enrichment
increase to the Ginna new and spent fuel pool storage racks acceptable, and
meet the requirements of General Design Criterion 62 for the prevention of
criticality in fuel storage and handling. Conclusions are summarized in the
enclosed safety evaluation.

Sincerely,

Original signed by:
Allen R. Johnson, Project Manager
Project Directorate I-1
Division of Reactor Projects — I/II
Office of Nuclear Reactor Regulation

Docket No. 50-244

Enclosure: Safety Evaluation

cc: See next page
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UNITED STATES

NUCLEAR REGULATORY COMMISSION
WASHINGTON, D.C. 20555-0001

August 30, 1995

Dr. Robert C. Hecredy
Vice President, Nuclear Operations
Rochester Gas and Electric Corporation
89 East Avenue
Rochester, NY 14649

SUBJECT: SAFETY EVALUATION OF ROCHESTER GAS AND ELECTRIC'S PROPOSED

CRITICALITY ANALYSIS OF THE GINNA NEW AND SPENT FUEL
RACKS/CONSOLIDATED ROD STORAGE CANISTERS (TAC NO. H92188)

Dear Dr. Hecredy:

By letter dated Hay 5, 1995, Rochester Gas and Electric Corporation (RGSE)
submitted proposed engineering calculations to increase the allowable. Uranium-
235 (U-235) enrichment of fuel to be stored in the new and spent fuel storage
facilities of the Ginna plant.

The NRC staff finds the criticality aspects of the proposed enrichment
increase to the Ginna new and spent fuel pool storage racks acceptable, and
meet the requirements of General Design Criterion 62 for the prevention of
criticality in fuel storage and handling. Conclusions are summarized in the
enclosed safety evaluation.

Sincerely,

A en R. Joh on, Project Hanager
Pro 'torate I-1
Division of Reactor Projects — I/II
Office of Nuclear Reactor Regulation
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