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Sij:j ilar occ ™nces were reported. in LER.'.s 335-80-23, 80-10', 80-7, 80-2,
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~o2 ..Durin full oower o eration. CEA 16 dro ed to full insertion.. Action perI
TS 3.1.3.1e was initiated. Rx power was reduced to 705, CEA j6 was

«p»red. tes. d and realigned with its group. power was increased to 100'f..'j
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CEA 16 dropped due to.a failure in its core power programmer 15v power

supply. The power supply was replaced. A modification is underway to prov>
ide redundant 15v power supplies to each CEA.
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