
NOTICE OF VIOLATION

Washington Public Power Supply System
Washington Nuclear Project-2

Docket No.: 50-397
License No.: NPF-21

During an NRC inspection conducted on November 9 through December 20, 1997, two
violations of NRC requirements were identified. In accordance with the "General Statement of
Policy and Procedure for NRC Enforcement Actions," NUREG-1600, the violations are listed
below:

~

'.WNP-2 Technical Specification 5.4.1.a requires written procedures to be established,
implemented, and maintained for those activities outlined in Regulatory Guide 1.33,
Revision 2, Appendix A, February 1978.

Appendix A of Regulatory Guide 1.33'recommends that administrative procedures be
developed for, among others, control of plant equipment.

Licensee Plant Procedure Manual (PPM) 10.2.53, "Seismic Requirements for
Scaffolding, Ladders, Man-Lifts, Tool Gang Boxes, Hoists, and Metal Storage Cabinets,"
Revision 16, provides instructions for proper installation and storage of.these types of
equipment. In designated areas, PPM 10.2.53 requires, in part, that: (1) following use,
ladders be stored in an approved storage location or laid down on the floor, (2) wheeled
carts be properly chocked to prevent rolling, and (3) unrestrained storage cabinets with
aspect ratios greater than 2 be placed no closer than the height of the cabinet plus
12 inches from any safety-related equipment.

Contrary to the above, between November 5 and December 20, 1997, while the plant
was operating in Mode 1, the licensee failed to implement the requirements of
PPM 10.2.53 as evidenced by the following examples:

1. Five ladders not in current use were identified in the reactor water cleanup heat
exchanger and pump rooms that were standing and not properly stored or laid
down on the floor.

2. Two wheeled scaffold carts were identified in the Division I emergency diesel
generator room and the diesel generator building corridor that were not
adequately chocked to prevent rolling during a seismic event.

3. A large storage cabinet, with an aspect ratio greater than 2, was identified on the
501 foot elevation of the reactor building whose placement was within the height
of the cabinet plus 12 inches of safety-related equipment.

This is a Severity Level IVviolation (Supplement I).
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WNP-2 Technical Specification 5.4.1.d requires procedures to be established,
implemented, and maintained for the Fire Protection Program.

Licensee Procedure PPM 1.3.10C, "Control of Transient Combustibles," Revision 0,
provides instructions for evaluating and tracking transient combustible materials in the
plant. For "combustible-free zones," as defined by PPM 1.3.10C, unattended transient
combustible materials are prohibited. For Fire Protection vital areas, including the
reactor building, a transient combustible permit is required to be processed when the
quantity of transient combustible material exceeds the guidelines of Attachment 9.2 to
PPM 1.3.10C.

Contrary to the above, as of December 1, 1997, white the plant was operating in Mode 1,
the licensee failed to meet the requirements of PPM 1.3.10C, as evidenced by the
following examples:

1. Unattended transient combustible material, including small amounts of trash and
scrap wood, and a large plastic bag containing batting insulation, were identified
in the 492 foot horizontal pipe chase in the reactor building, an area designated
by PPM 1.3.10C as a "combustible-free zone."

2. Approximately 300 feet of rubber hosing and small amounts of tygon tubing and
Class A combustibles were identified in the mezzanine area of the traversing in-
core probe room. Although the quantity of material exceeded the guidelines of
Attachment 9;2 of PPM 1.3.10C for requiring a transient combustible permit, a
permit had not been processed to evaluate and track the material.

This is a Severity Level IVviolation (Supplement I).

Pursuant to the provisions of 10 CFR 2.201, Washington Public Power Supply System is hereby
required to submit a written statement or explanation to the U.S. Nuclear Regulatory
Commission, ATTN: Document Control Desk, Washington, D.C. 20555 with a copy to the
Regional Administrator, Region IV, 611 Ryan Pla'za Drive, Suite 400, Arlington, Texas 76011,
and a copy to the NRC Resident Inspector at the facility that is the subject of this Notice, within
30 days of the date of the letter transmitting this Notice of Violation (Notice). This reply should
be clearly marked as a "Reply to a Notice of Violation" and should include for each violation:
(1) the reason for the violation, or, ifcontested, the basis for disputing the violation or severity
level, (2) the corrective steps that have been taken and the results achieved, (3) the corrective
steps that will be taken to avoid further violations, and (4) the date when full compliance will be
achieved. Your response may reference or include previous docketed correspondence, if the
correspondence adequately addresses the required response. Ifan adequate reply is not
received within the time specified in this Notice, an order or a Demand for Information may be
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issued as to why the license should not be modified, suspended, or revoked, or why such other
action as may be proper should not be taken. Where good cause is shown, consideration will be
given to extending the response time.

Ifyou contest this enforcement action, you should also provide a copy of your response to the
Director, Office of Enforcement, United States Nuclear Regulatory Commission, Washington, DC
20555-0001.

Under the authority of Section 182 of the Act, 42 U.S.C. 2232, this response shall be submitted
under oath or affirmation.

Because your response will be placed in the NRC Public Document Room (PDR), to the extent
possible, it should not include any personal privacy, proprietary, or safeguards information so
that it can be placed in the PDR without redaction. Ifpersonal privacy or proprietary information
is necessary to provide an acceptable response, then please provide a bracketed copy of your
response that identifies the information that should be protected and a redacted copy of your
response that deletes such information. Ifyou request withholding of such material, you must
specifically identify the portions of your response that you seek to have withheld and provide in
detail the bases for your claim of withholding (e.g., explain why the disclosure of information will
create an unwarranted invasion of personal privacy or provide the information required by
10 CFR 2.790(b) to support a request for withholding confidential commercial or financial
information). Ifsafeguards information is necessary to provide an acceptable response, please
provide the level of protection described in 10 CFR 73.21.

Dated at Arlington, Texas
this 15th day of January 1998




