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2. Tubes in those areas vhere experience has indicated potential
problems.

3. A tube inspection (pursuant to Specification 4.4.5.4.a.8) shall
be performed on each selected tube. If any selected tube does
not permit the pissige of the eddy current probe for a tube
inspection, this shill be recorded and in ad)acent tube shall
be sel'ected and sub]ected to a tube inspection.

c. The tubes selected as the second and third samples (if required by
Table 4.4-2).during each inservice inspection may be sub5ected to a
partial tube inspection provided:

1. The tubes selected for the samples include the tubes from those
areas of the tube sheet array vhere tubes vith imperfections
ver e previously found.

2. The inspections include those portions of the tubes vhere
imperfections vere previously found. t9

Implementation of the steam generator tube/tube suppor plate
interim plugging criteria for one fuel cycle (Cycle ) requires a
100% bobbin coil inspection for hot leg tube support plate
intersections and cold leg intersections dovn to the lovest cold leg
tube support plate vith knovn outer diameter stress corrosion
cracking (ODSCC) indications ~

The results of each sample inspection shall be classified into one of the
folloving three categories:

Ca t embox

C-l Less than 5% of the total tubes inspected are degraded
tubes and none of the inspected tubes are defective.

C-2 One or more tubes, but not more than 1% of the total
tubes inspected are defective, or betveen 5% and 10%
of the total tubes inspected are degraded tubes.

C-3 Hore than 10% of the total tubes inspected are
degraded tubes or more than 1% of the inspected tubes
are defective,

COOK NUCLEAR PLANT - UNIT 1 3/4 4-8 aeNDHENT NO. Qa, 444;166

„JUL 2 81:2



around the U-bend to the top support of the cold leg. For a
tube in vhich the tube support plate elevation interim
plugging limit has been applied, the inspection vt.11 include
all the hot leg intersections and all c'old leg intersections
dovn to, at least, the level of the last crack indication.

10.

~~v < a tube is permitted only in areas vhere the sleeve
spans the tubesheet area and vhose lover joint is at the
primary fluid tubesheet face.

is used for
disposition of a steam generator tube for continued service
that is experiencing outer diameter initiated stress
corrosion cracking confined vithin the thickness of the tube
support plates. For application of the tube support plate
interim plugging limit, the tube's disposition for continued
service vill be based upon standard bobbin probe signal
amplitude. The plant-specific guidelines used for all
inspections shall be amended as appropriate to accommodate
the additional information needed to evaluate tube support
plate signals vith respect to the above voltage/depth
parameters. Pending incorporation of the voltage
verification requirement in ASME standard verifications, an
ASME standard calibrated against the laboratory standard
vt.ll be utilixed in the Donald C. ook Nuclear Plant Unit 1
stcam generator inspections for consistent voltage
norma 1 isa t ion.
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l. A tube can remain in service if the signal am tude of
a crack indication is less than or equal to 1, volt,
regardless of the depth of tube vali penetration, if,
as a result, the projected end-of-cycle distribution of
crack indications is verified~o result in primary-to-
secondary leakage less thanVQIat in the faulted loop
during ~ postulated steam line break event. The
methodology for calculating expected leak rates from
the projected cra'ck distribution must be consistent
vlth VCAP 13187, -hsv. 0 «wri «3 8 t«rc.r',

4«sl'Fb

Ajvd.p G.-itl
2. A tube should bs pluddsd or rspsjrsd id ths ~ Adus].

amplitude of the crack indication is greater than~ 2 . 0
volt except as noted in 4.4.5.4,as10<3 belcnr.

~ g
3. A tube can remain in serv e vt.th a bobbin coil signal

~am litude greater than volt but less than or equal
Q to~ volts if a rotating pancake probe inspe'ction

does not detect degradation. Indications of
degradation vith a bobbin coil signal amplitude greater
than~ volts vill be plugged or repaired.

3.C
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b. The steam generator shall be determined OPKMLK after complettng
the corresponding actions (plugging or aleevtng all tubes
exceeding the repair lfmtt and all tubes contitntng through-vill
cracks) required by Table 4.4-2.

c. Steam generator tube repairs may be made tn accordince vith the
methods described in either VCAP-12623 or CEN-313-P.

4.4.5.5

Folloving each inaervice inapectton of steam generator tubes, if
there are any tubes requiring plugging or aleevtng, the number of
tubes plugged or sleeved tn each steam generator shill be
reported to the Commission vithin 15

days'he

complete results of the steam generitor tube inservice
inspection shall be included in the Annual Operating Report for
the period in vhich this inspection vaa completed. This report
shall include:

1.. Number and extent of tubes inspected.

2. Location and percent of vali-thickness penetration for each
indication of an imperfection.

3. Identification of tubes plugged or sleeved.

Cr Results of steam generator tube inspections vhich fall into
Category C-3 and require prompt notification of the Commission
shall be reported pursuant to Specification 6.9.1 prior to
resumption of plant operation. The mitten followup of this
report shall provide a description of investigations conducted to
determine cause of'he tube degradation and corrective measures
taken to prevent recurrence.

d. The results of inapectfona performed under 4.4.5.2 for all tubes
in vhich the tube support plate interim plugging crfteria "-s
been applied shill be reported to the Commission vithin 15 .haysfollovtng the inspection. The report shall include:

1. Listing of applfcable tubes.

2. Location (applicable intersections per tube) and extent of
degradation (voltage).

3/4 4-12 A)KNDNENT NO. gPP,]66

e. The results of steam line break leakage analysis performed under
T/S 4.4.5.4.a.10 vill be reported to the Commtsaton prior to
reatirt for Cycle~

I f.
COOK NUCLKAR PDLNT - UNIT 1



3.4.6.2

a ~

b.

Reactor Coolant System leakage shall be limited to:

No PRESSURE BOUNDARY LEAKAGE,

1 GPH UNIDENTIFIED LEAKAGE,

c,

d.

600 gallons per day total primary-to-secondary leakage through all
steam generators and 150 gallons per day through any one steam
generator for Fuel Cycle M

lq.
10 GPM IDENT F ED LFM(AGE from thc Reactor Coolant System,

Seal line res'stance greater than or equal to 2.27E-1 ft/gpms and,

1 GPA leakage =rom any reactor coolant system pressure isolation
valve specified in .ab' 3. 4-0.

".CAB MODES ' 2. 3 and 4.~

A~CON:

a. With any P~:-SS'~~ BOLNDARY LEAKAGE, be 'n at least HOT STAÃ)BY
vithin 6 hours and in COLD SHUTDOWN v;:bin thc folloving 30 hours.

b. With any Reactor Coolant System leaka~.. greater than any onc of the
above limits, excluding PRESSURE BOU¹ -'RY LEAKAGE, reduce thc
leakage rate to vithin limits vithin 'ours or be in at least HO.
STANDBY vithin the next 6 hours and in COLD SHUTDOWN vithin the
folloving 30 hours .

c ~ With any reactor coolant system pressure isolation valve(s) leakage
greater than thc above limit, except vhcn:

1. The leakage is less th"". or equal to 5.0 gpm, and

2. The most recent measured leakage does not exceed the previous
measured leakage* by an amount that reduces the

To satisfy AIBA requirements, measured leakage may be measured
indirectly (as from the performance of pressure indicators) if
accomplished in accordance vith approved procedures and supported by
computations shoving that the method is capable of demonstrating valve
compliance vith the leakage criteria.
Specification 3.4.6.2.e is applicable vith average prcssure vithin 20
psi of the nominal full pressure value.
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The Surveillance Requirements for inspection of the steam generator
tubes ensure that the structural integrity of this portion of the RCS vill
be maintained. The program for inservice inspection of steam generator
tubes is based on a modification of Regulatory Guide 1.83, Revision 1.
Inservice inspection of steam generator tubing is essential in order to
maintain surveillance of the conditions of the tubes in the event that there
is evidence of mechanical damage or progressive degradation due to design,
manufacturing errors, or inservice conditions that lead to corrosion.
Inservice inspection of steam generator tubing also provides a means of
characterizing the nature and cause of any tube degradation so that
corrective measures can be taken.

The plant is expected to bc operated in a manner such that the second-
ary coolant vill be =aintained vithin those chemistry limits found to result
in negligible corrosion of the steam generator tubes. Ii the secondary
coolant chemistry is not maintained vithin these parameter limits, localized
corrosion may likely result in stress corrosion cracking. The extent of
cracking during plant operation vould be limited by the limitati.on of steam
generator tube 1cakage betveen the primary coolant system and the secondary
sealant system. 'he ellovehle primaryt - osaoongraylaak qua ls 150 gallons
per day per stcam generator for one fuel cycle (Cycle ~ . hxi.al orI

circumferent5.ally oriented cracks having a primary-to-secondary leakage less
than this limit during operation vill have an adequate margin of safety to
vithstand the loads imposed during normal opera"ion and by postulated
accidents. Leakage in excess of this limit vill require plant shutdovn and
an inspection, during vhlch the leaking tubes vill be located and plugged or
repaired. h steam generator vhile undergoing crevice flushing in Mode 4 is
available for decay heat removal and is operable/operating upon
reinstatement of auxiliary or main feed flov control and steam control.

Vastage-type defects are unlikely vith the all volatile treatment (hVT)
of secondary coolant. Hovever, evan if a defect of similar type should
develop in service, it vill be found during scheduled inservice steam
generator tube examinations. Plugging or sleevtng vill be required for all
tubes vith imperfections exceeding the repair limit which is defined in
Specification 4.4.5.4.a. Steam generator tube inspections of opera ng
plants have demonstrated the capability to reliably detect dege radation that
has penetrated 20% of the original tube mll thickness.

Tubes experiencing outer diameter stress corrosion cracking vithin the
thickness of the tube support plates are plugged or repaired by the criteria
of 4.4.5.4.a.10.
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Maintaining an operating akage limit of 15 gpd per steam generator
(600 gpd. total) for Fuel Cycle will minimize he potential for a large
leakage event during steam line break under A conditions. Based on the
NDE uncertainties, bobbin coil voltage dist bution and crack growth rate
from the previous inspection, h ex ecte leak rate following a steam line
rupture is limited to below 1 -han-eher+26~pm-ps ed to,
calculating~ offsite dosed4ithin 10 percent of 10 CPR 100 guidelines.
Leakage in the intact loops is limited to 150 gpd, If the proJected end of
cycle distribution of crack indications results in primary-to-secondary
leakage greater than- gpm in the faulted loop during a postulated steam
line break event, ad tional tubes must be removed from service in order to
reduce the postulate primary-to-secondary steam line break leakage to below

~gpm IZ.. Q

PRESSURE BOUNDARY LEAKAGE of any magnitude is unacceptable since it may
be indicative of an impending gross failure of the pressure boundary.
Should PRESSURE BOUNDARY LEAKAGE occur through a component which can be
isolated from the balance of the Reactor Coolant System, plant operation may
continue provided the leaking component is promptly isolated from the
Reactor Coolant System since isolation removes the source of potential
failure.

The Surveillance Requirements for RCS Pressure Isolation Valves provide
added assurance of valve integrity thereby reducing the probability of gzoss
valve failure and consequent intersystem LOCA. Leakage from the RCS
Pressure" Isolation Valves is IDENTIFIED LEAKAGE and will be considered as a
portion of the allowed limit.
3 4.4.7 CHEMISTRY

The limitations on Reactor Coolant System chemistry ensure that
corzosion of the Reactor Coolant System is minimized and reduces the
potential for Reactor Coolant System leakage or failure due to stress
corrosion. Maintaining the chemistry within the Steady State Limits
provides adequate corrosion protection to ensure the structural integrity of
the Reactor Coolant System over the life of the plant. The associated
effects of exceeding the oxygen, chloride, and fluoride limits are time and
temperature dependent. Corrosion studies show that operation may be
continued with contaminant concentration levels in excess of the Steady
State Limits, up to the Transient Limits, for the specified limited time
intervals without having a significant effect. on the structural integrity of
the Reactor Coolant System, The time interval permitting continued
operation within the restrictions of the Transient Limits provides time for
taking corrective actions to zestore the contaminant concentrations towithin the Steady State Limits.
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REACTOR COOLANT SYSTEM

SURVEILLANCE RE UIREMENTS Continued

2 ~ Tubes in those areas where experience has indicated potential
problems.

3 ~ A tube inspection (pursuant to Specification 4.4.5.4.a.8)
shall be performed on each selected tube. If any selected
tube does not permit the passage of the eddy current probe for
a tube inspection, this shall be recorded and an adjacent tube
shall be selected and subjected to a tube inspection.

C ~ The tubes selected as the second and third samples (if required by
Table 4.4-2) during each inservice inspection may be subjected to a
partial tube inspection provided:

2 ~

The tubes selected for the samples include the tubes from
those areas of the tube sheet array where tubes with
imperfections were previously found.

The inspections include those portions of the tubes where
imperfections were previously found.

Implementation of the steam generator tube/tube support plate
interim plugging criteria for one fuel cycle (Cycle 14) requires a
100% bobbin coil inspection for hot leg tube support plate
intersections and cold leg intersections down to the lowest cold leg
tube support plate with known outer diameter stress corrosion
cracking (ODSCC) indications.

The results of each sample inspection shall be classified into one of the
following three categories:

ca~ecaoCrr Ins ection Results

C-1

C-2

C-3

Less than 5% of the total tubes inspected are degraded
tubes and none of the inspected tubes are defective.

One or more tubes, but not more than 1% of the total
tubes inspected are defective, or between 5% and 10% of
the total tubes inspected are degraded tubes.

More than 10% of the total tubes inspected are degraded
tubes or more than 1% of the inspected tubes are
defective.

COOK NUCLEAR PLANT — UNIT 1 3/4 4-8 AMENDMENT NO. 98, 45k, 466
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REACTOR COOLANT SYSTEMS

SURVEILLANCE RE UIREMENTS Continued

around the U-bend to the top support of the cold leg. For a tube in
which the tube support plate elevation interim plugging limit has
been applied, the inspection will include all the hot leg
intersections and all cold leg intersections down to, at least, the
level of the last crack indication.

9. ~sleevin a tube is permitted only in areas where the sleeve spans
the tubesheet area and whose lower joint is at the primary fluid
tubesheet face.

10. The Tube Su ort Plate Interim Plu in Criteria is used for
disposition of a steam generator tube for continued service that is
experiencing outer diameter initiated stress corrosion cracking
confined within the thickness of the tube support plates. For
application of the tube support plate interim plugging limit, the
tube's disposition for continued service willbe based upon standard
bobbin probe signal amplitude. The plant-specific guidelines used
for all inspections shall be amended as appropriate to accommodate
the additional information needed to evaluate tube support plate
signals with respect to the above voltage/depth parameters. Pending
incorporation of the voltage verification requirement in ASME
standard verifications, an ASME standard calibrated against the
laboratory standard will be utilized in the Donald C. Cook Nuclear
Plant Unit 1 steam generator inspections for consistent voltage
normalization.

A tube can remain in service if the signal amplitude of a
crack indication is less than or equal to 2.0 volts,
regardless of the depth of tube wall penetration, if, as a
result, the projected end-of-cycle distribution of crack
indications is verified to result in primary-to-secondary
leakage less than 12.6 gpm in the faulted loop during a
postulated steam line break event. The methodology for
calculating expected leak rates from the projected crack
distribution must be consistent with WCAP-13187, Rev. 0, and
as prescribed in draft NUREG-1477.

2 ~ A tube should be plugged or repaired if the signal amplitude
of the crack indication is greater than 2.0 volts except as
noted in 4.4.5.4.a.10.3 below.

3 ~ A tube can remain in service with a bobbin coil signal
amplitude greater than 2.0 volts but less than or equal to 3.6
volts if a rotating pancake probe inspection does not detect
degradation. Indications of degradation with a bobbin coil
signal amplitude greater than 3.6 volts will be plugged or
repaired.

COOK NUCLEAR PLANT — UNIT 1 3/4 4-11 AMENDMENT NO. 98y 45kg 466
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REACTOR COOLANT SYSTEMS

SURVEILLANCE RE UIREMENTS Continued

b. The steam generator shall be determined OPERABLE after completing
the corresponding actions (plugging or sleeving all tubes exceeding
the repair limit and all tubes containing through-wall cracks)
required by Table 4.4-2.

C ~ Steam generator tube repairs may be made in accordance with the
methods described in either WCAP-12623 or CEN-313-P.

4. 4. 5. 5 R~eerte

a ~ Following each inservice inspection of steam generator tubes, if
there are any tubes recpxiring plugging or sleeving, the number of
tubes plugged or sleeved in each steam generator shall be reported
to the Commission within 15 days.

b. The complete results of the steam generator tube inservice
inspection shall be included in the Annual Operating Report for the
period in which this inspection was completed. This report shall
include:

1. - Number and extent of tubes inspected.

2. Location and percent of wall-thickness penetration for each
indication of an imperfection.

C ~

3. Identification of tubes plugged or sleeved.

Results of steam generator tube inspections which fall into Category
C-3 and require prompt notification of the Commission shall be
reported pursuant to Specification 6.9.1 prior to resumption of
plant operation. The written followup of this report shall provide
a description of investigations conducted to determine cause of the
tube degradation and corrective measures taken to prevent
recurrence.

d ~ The results of inspections performed under 4.4.5.2 for all tubes in
which the tube support plate interim plugging criteria has been
applied shall be reported to the Commission within 15 days following
the inspection. The report shall includes

1. Listing of applicable tubes.

2 e Location (applicable intersections per tube) and extent of
degradation (voltage).

e. The results of steam line break leakage analysis performed under T/S
4.4.5.4.a.lO will be reported to the Commission prior to restart for
Cycle 14.

COOK NUCLEAR PLANT — UNIT 1 3/4 4-12 AMENDMENT NO. 40$ , 466
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REACTOR COOLANT SYSTEM

OPERATIONAL LEAKAGE

LIMITING CONDITION FOR OPERATION

3.4.6.2 Reactor Coola'nt System leakage shall be limited to:
a. No PRESSURE BOUNDARY LEAKAGE,

b. 1 GPM UNIDENTIFIED LEAKAGE,

c ~ 600 gallons per day total primary-to-secondary leakage through all
steam generators and 150 gallons per day through any one steam
generator for Fuel Cycle 14, I

d. 10 GPM IDENTIFIED LEAKAGE from the Reactor Coolant System,

e. Seal line resistance greater than or equal to 2.27E-1 ft/gpm~ and,

1 GPM leakage from any reactor coolant system pressure isolation
valve specified in Table 3.4-0.

APPLICABILITY: MODES 1i 2i 3 and 4 '*
ACTION:

a ~

b.

c ~

With any PRESSURE BOUNDARY LEAKAGE, be in at least HOT STANDBY
within 6 hours and in COLD SHUTDOWN within the following 30 hours.

With any Reactor Coolant System leakage greater than any one of the
above limits, excluding PRESSURE BOUNDARY LEAKAGE, reduce the
leakage rate to within limits within 4 hours or be in at least HOT
STANDBY within the next 6 hours and in COLD SHUTDOWN within the
following 30 hours.

With any reactor coolant system pressure isolation valve(s) leakage
greater than the above limit, except when:

The leakage is less than or equal to 5.0 gpm, and

2 ~ The most recent measured leakage does not exceed the previous
measured leakage* by an amount that reduces the

To satisfy ALMArequirements, measured leakage may be measured indirectly
(as from the performance of pressure indicators) if accomplished in
accordance with approved procedures and supported by computations showing
that the method is capable of demonstrating valve compliance with the
leakage criteria.
Specification 3.4.6.2.e is applicable with average pressure within 20 psi
of the nominal full pressure value.

COOK NUCLEAR PLANT — UNIT 1 3/4 4-16
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REACTOR COOLANT SYSTEM

BASES

3 4.4.5 STEAM GENERATORS TUBE INTEGRITY

The Surveillance Requirements for inspection of the steam generator tubes
ensure that the structural integrity of this portion of the RCS will be
maintained. The program for inservice inspection of steam generator tubes is
based on a modification of Regulatory Guide 1.83, Revision 1. Inservice
inspection of steam generator tubing is essential in order to maintain
surveillance of the conditions of the tubes in the event that there is evidence
of mechanical damage or progressive degradation due to design, manufacturing
errors, or inservice conditions that lead to corrosion. Inservice inspection of
steam generator tubing also provides a means of characterizing the nature and
cause of any tube degradation so that corrective measures can be taken.

The plant is expected to be operated in a manner such that the second-
ary coolant will be maintained within those chemistry limits found to result in
negligible corrosion of the steam generator tubes. If the secondary coolant
chemistry is not maintained within these parameter limits, localized corrosion
may likely result in stress corrosion cracking. The extent of cracking during
plant operation would be limited by the limitation of steam generator tube
leakage between the primary coolant system and the secondary coolant system. The
allowabe primary-to-secondary leak rate is 150 gallons per day per steam
generator for one fuel cycle (Cycle 14). Axial or circumferentially oriented
cracks having a primary-to-secondary leakage less than this limit during
operation will have an adequate margin of safety to withstand the loads imposed
during normal operation and by postulated accidents. Leakage in excess of this
limit will require plant shutdown and an inspection, during which the leaking
tubes will be located and plugged or repaired. A steam generator while
undergoing crevice flushing in Mode 4 is available for decay heat removal and is
operable/operating upon reinstatement of auxiliary or main feed flow control and
steam control.

Wastage-type defects are unlikely with the all volatile treatment (AVT) of
secondary coolant. However, even if a defect of similar type should develop in
service, it will be found during scheduled inservice steam generator tube
examinations. Plugging or sleeving will be required for all tubes with
imperfections exceeding the repair limit which is defined in Specification
4.4.5.4.a. Steam generator tube inspections of operating plants have
demonstrated the capability to reliably detect degradation that has penetrated
20% of the original tube wall thickness.

Tubes experiencing outer diameter stress corrosion cracking within the
thickness of the tube support plates are plugged or repaired by the criteria of
4.4.5.4.a.l0.

COOK NUCLEAR PLANT — UNIT 1 B 3/4 4-2a AMENDMENT NO. 493, kSk, 166



REACTOR COOLANT SYSTEM

BASES

Maintaining an operating leakage limit of 150 gpd per steam generator (600
gpd total) for Fuel Cycle 14 will minimize the potential for a large leakage
event during steam line break under LOCA conditions. Based on the NDE
uncertainties, bobbin coil voltage distribution and crack growth rate from the
previous inspection, .the expected leak rate following a steam line rupture is
limited to below 12.6 gpm which will limit.the calculated offsite doses to within
10 percent of 10 CFR 100 guidelines. Leakage in the intact loops is limited to
150 gpd. Zf the pro)ected end of cycle distribution of crack indications results
in primary-to-secondary leakage greater than 12.6 gpm in the faulted loop during
a postulated steam line break event, additional tubes must be removed from
service in order to reduce the postulated primary-to-secondary steam line break
leakage to below 12.6 gpm.

PRESSURE BOUNDARY LEAKAGE of any magnitude is unacceptable since it may be
indicative of an impending gross failure of the pressure boundary. Should
PRESSURE BOUNDARY LEAKAGE occur through a component which can be isolated from
the balance of the Reactor Coolant System, plant operation may continue provided
the leaking component is promptly isolated from the Reactor Coolant System since
isolation removes the source of potential failure.

The Surveillance Requirements for RCS Pressure Zsolation Valves provide
added assurance of valve integrity thereby reducing the probability of gross
valve failure and consequent intersystem LOCA. Leakage from the RCS Pressure
Isolation Valves is ZDENTZFIED LEAKAGE and will be considered as a portion of the
allowed limit.
3 4.4.7 CHEMISTRY

The limitations on Reactor Coolant System chemistry ensure that. corrosion
of the Reactor Coolant System is minimized and reduces the potential for Reactor
Coolant System leakage or failure due to stress corrosion. Maintaining the
chemistry within the Steady State Limits provides adequate corrosion protection
to ensure the structural integrity of the Reactor Coolant System over the life
of the plant. The associated effects of exceeding the oxygen, chloride, and
fluoride limits are time and temperature dependent. Corrosion studies show that
operation may be continued with contaminant concentration levels in excess of the
Steady State Limits, up to the Transient Limits, for the specified limited time
intervals without having a significant effect on the structural integrity of the
Reactor Coolant System. The time interval permitting continued operation within
the restrictions of the Transient Limits provides time for taking corrective
actions to restore the contaminant concentrations to within the Steady State
Limits.

COOK NUCLEAR PLANT — UNIT 1 B 3/4 4-4 AMENDMENT NO. SS, 466
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Nestingh ouse
Electric Corporation

Energy Systems

AEP-94218

Box 355
Pinsburgh Pennsylvania 15230 0355

Mr. John Jensen
Nuclear Engineering Department
American Electric Power Service Corporation
One Riverside Plaza
Columbus, OH 43216-6631

Febxuaxy 16, 1994

ET-NS APL-11-94-074

Ref: 1) AEP-94-642

AMERICANELECTRIC POWER SERVICE CORPORATION
DONALDC. COOK NUCLEARPLANT

MA 6

Dear Mr. Jensen:

Attached for your information and use is the revised description of the analysis performed to
determine the allowable steam generator primaxy to secondary leak rate during a steamline break ax
the Donald C. Cook Nuclear Plant Unit 1. The attachment was revised to incorporate AEPSC
comments. This description supersedes that transmitted by Reference 1 ~

Should you have any quesuons or comments, please call Ms. Robin Lapides (412/3745683) or me.

Very txuly yours,

RSL/bbp

Attachments

K. P. Matthews
Senior Sales Engineer
Po~er Systems Field Sales

cc: R. Lapides - QV)
T. Georgantis - ABPSC
M. Ackexman - AEPSC
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An evaluation has been performed to determine the maximum permissible steam generator
primary to secondary leak rate during a steam line break for the Donald C. Cook Nuclear

ant Unit 1. The evaluation considered both pre-accident and accident initiated iodine
spikes. The results of the evaluation show that the accident initiated spike yields the
limiting leak rate. This case was based on a 30 rem thyroid dose at the site boundary and

I-131 r
initial primary and secondary coolant iodine activity levels of 1 pCi/gm d 0 1 pC / DE

, respectively. A leak rate of 12.6 gpm was determined to be the upper limit for
allowable primary to secondary leakage in the SG in the faulted loop. The SG in each of
the three intact loops was assumed to leak at a rate of 160 gpd (approximately 0.1 gpm),
the Technical Specification LCO.

Thirty rem was selected as the thyroid dose acceptance criteria for a steam line break with
an assumed accident initiated iodine spike based on the guidance of the Standard Review
Plan (NUREG&800) Section 15.1.6, Appendix A. Only the release of iodine and the
resulting thyroid dose was considered in the leak rate determination. Whole-body doses

ue to noble gas immersion have been determined, in other evaluations. to be less limiting
than the corresponding thyroid doses.

The salient assumptions follow.

Initial primary coolant iodine activity - 'I pCi/gm DE I-'l31

Initial secondary coolant iodine activity - 0.1 pCi/gm DE I-'I31

Steain released to the environment (0 to 2 hours)
t

from 3 SG's in the intact loops, 463,000 Ib
from the affected SG. 99,300 Ib (the entire initial SG water mass)

Iodine partition coefficients for primary-secondary leakage

SG's in intact loops, 1.0 (leakage is assumed to be above the mixture level)
SG in faulted loop, 1.0 (SG is assumed to steam dry)

Iodine partition coefficients for activity release due to steaming of SG water

SG's in intact loops, 0.1
SG in faulted loop, 1.0 (SG is assumed to steam dry)

Atmospheric dispersion factor (SB 0 to 2 hours), 3.10'ec/m3
iI Thyroid dose conversion factors. ICRP 2

The activity released to the environment due to a main steain line break can be separated
into two distinct releases: the release of the iodine activity that has been established in

e secondary coolant prior to the accident and the release of the primary coolant iodine
activity that is transferred by tube leakage during the acciderrt Based on the assumptions
stated previously. the release of the activity initiallycontained in the secondary coolant (4
SG's) results in a site boundary thyroid dose of approximately 1.0 rem. This dose is
independent of the leak location(s) ~ The dose contribution from 1 gpm of primary-to-



secondary leakage (4 SG's) is 2.25 rem. With the thyroid dose limitof 30 rem and with 1

rem from the initial activity contained in the secondary coolant. the total allowable
primary-to-secondary leak rate is 30 rem - 1 rem/2.26 rem per gpm, or 12.9 9pm.
Allowing 0.1 gpm per each of the 3 intact SGs leaves 12.9 -0.3 or 12.6 gprn for the SG
on the faulted loop.
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