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EVEiNT OESCAIPTION ANO PROBABLE CONSEOUEiUCES QIO

During a planned, outage, a hex nut was discovered lodged. in the internals
of the main steam supply valve to the 3C moisture separator-reheatera The

urit was brought to cold shutdown. Investigation revealed. that the nut was

missing from the disc stud, in the 3A main steam check valve. The disc and.

disc stud. were in the proper position and the valve was fully operable.

~07 Th 3B and 3C MSCVs were ins ected. and. the disc stud. nuts were found, in

~OS ~place .
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washer beneath the hex nut and subseguent failure of the associated, locking

device . The hex nut was replaced. on the 3A MSCV and. an improved locking
device was in. tailed. on all three MSCVs. Main steam isolation valves are

scheduled. for inspection during the November, 1979 refueling outage.
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The cause of the hex nut dislodging from the disc stud. was failure of the.
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Additional Event Descri tion and Probable Conse uences:

On Sunday, October 7, 1979, in the course of performing secondary system maintenance
during a planned unit outage, a foreign object (hex nut) was discovered lodged in
the internals of the main steam supply valve to the 3C moisture separator — reheyter.
Operation to place the reactor coolant system in cold shutdown (unplanned) was ini-
tiated to facilitate an investigation to determine the origin of the hex nut. On
Monday, October 8, 1979, investigative efforts revealed that the nut was missing
from the disc stud in the 3A main steam check valve (MSCV). The disc and disc stud
were in the proper position and the valve was fully operable. The 3B and 3C MSCV's
were inspected and the disc stud nuts were found in place although some distress was
noted on the 3C lock washer.

Additional Cause Descri tion and Corrective Action:

The cause of the hex nut dislodging from the disc stud was failure of the washer
beneath the hex nut and subsequent failure of the associated locking device. Vibra-
tion resulted in the hex nut "backing off" the disc stud. The hex nut was replaced
on the 3A MSCV and an improved locking device was installed on all three MSCV's.
Additionally, the main steam isolation valves (MSIV's) are scheduled for inspec-
tion during the upcoming refueling outage next month.

During the reassembly of the MSCV's following the inspection and repair described
above, 24 studs (securing the valve bonnet to the valve body) on the 3A MSCV and
10 studs on the 3C MSCV were overtorqued. The overtorquing resulted from personnel
error in reading the pressure gauge scale on the hydraulic torque device. The affected studs
were replaced with new studs which meet or exceed original design requirements.
Maintenance'personnel have been reinstructed in the proper use of this type of
torque device.
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