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Dr. Robert E. Uhrig, Vice President
Advanced Systems and Technology
Florida Power and Light Company
Post Office Box 529100
Miami, Florida 33152

Dear Dr. Uhrig:

RE': ECCS Single Failure Review
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Your letter dated August 9, 1978, requested'hat two motor operated valves
be included in the Technical Specifications, for your facility. The purpose
of this request is to provide the maximum flexibility for the surveillance
and maintenance of valves which have the motive power source removed.

During telephone conf','ence calls on August 27 and September 2, 1982, you
provided confirmatory information to our staff concerning this issue. Me
are finalizing our review and request written confirmation of the following
items for Turkey Point Units 3 and 4:

1. The relevant motor control centers (BEC) are two flights of stairs
below the control room and inside the auxiliary buil,ding. The
breakers are in an accessible location.

2. Transit from the control room to the motor control centers would
require no more than two minutes. The operators are, not likely
to encounter any obstacles or any radiation environments.

3. Communication with the control room is possible: through, regular
phones, a paging system, hand held transmitters and a "PAX" phone
system. The noise level is not an impediment to communication.

4. Battery powered emergency lighting is available in and on the way
to the NCC's.
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Your response i's requested within thirty days from the date of this letter.
This letter affects fewer than ten respondants, therefore, OIS clearance
is not required under P.L., 96-511.

Sincerely,,
pygmy
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'tevenA. Varga, Chief
Operating Reactors Branch ¹1
Division of Licensing

cc: See .next page
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Robert E. Uhrig
Florida Power and Light Company

Harold. F. Reis, Esquir.e
Lowenstein, Newman, Reis and Axelrad
1025 Connecticut Avenue, N.W.
Suite 1214
Washington, D. C. '0036

Environmental and Urban Affairs Library
Florida International University
Miami, Florida 33199

Norman A. Coll, Esquire
Steel, Hector and Davis
1400 Southeast First National

Bank Building
Miami, Florida 33131

Mr. Henry Yaeger, Plant Manager
Turkey Point Plant
Florida Power and Light Company
P. 0. Box 013100
miami, Florida 33101

Mr. Jack Shreve
Office of the Public Counsel
Room 4, Holland Bui.lding
Tallahassee, Florida 32304

Administrator
Department of Environmental Regulation
Power Plant Siting Section
State of Florida
2600 Blair Stone Road
Tallahassee, Florida 32301

Resident Inspector
Turkey Point Nuclear Generating Station
U. S. Nuclear Regulatory Commission
Post Office Box 1207
Homestead, Fl ori'da '33030

James P. O'Reilly
Regional Administrator - Region II
U. S. Nuclear Regulatory Commission
101 Marietta Street - Suite 3100
Atlanta, Georgia 30303
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