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August 12, 1988

PRELIMINARY NOTIFICATION OF EVENT OR UNUSUAL OCCURRENCE PNO-I I-88-49

This preliminary notification constitutes EARLY notice of events of POSSIBLE safety or
public interest significance. The information is as initially received without verifi-
cation or evaluation, and is basically all that is known by the Region II staff on this
date.

FACILITY: Carolina Power 5 Light Company
Harris Unit 1

Docket No. 50-400
New Hill, North Carolina

Licensee Emergency Classification:
Notification of Unusual Event

X Alert
Site Area Emergency
General Emergency
Not Applicable

SUBJECT: POWER LOSS TO ANNUNCIATOR PANELS

The licensee declared an Alert at 10:00 a.m. (EDT) and subsequently terminated it at
10:01 a.m. (EDT). At 11: 16 a.m. (EDT), by conference call between the Headquarters Duty
Officer, NRR, Region II, and the licensee, the event was confirmed to be limited to
annunciators and not involving control circuitry.

The reactor has been shut down in a refueling outage since July 30, 1988. The licensee is
investigating the cause of the power supply failure, and the NRC resident inspectors are
closely monitoring the situation.

The NRC received initial notification of this event by telephone from the licensee to the
Headquarters incident response center at 10:55 a.m. (EDT) on August 12, 1988.

This information is current as of 1:30 p.m. (EDT) on August 12.

CONTACT: R. Carroll - 242-5543

DISTRIBUTION

At 9:50 this morning, the plant lost power to 18 of 30 annunciator panels, due to a failure
in their associated power supply inverter. Only one panel (the first-.out annunciator) was
related to the primary system; the other 17 were related to balance of plant systems and
equipment. Power was restored at 9,:59 a.m. (EDT) by closing the breaker to the associated
maintenance power supply and bypassing the affected inverter.
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