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A. B CUTTER
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Nuclear Services Department

United States Nuclear Regulatory Commission
ATTENTION: Document Control Desk
Washington, D.C. 20555

SHEARON HARRIS NUCLEAR POWER PLANT
DOCKET NO. 50-400/LICENSE NO. NPF-63
SUPPLEMENTAL RESPONSE TO STATION BLACKOUT RULE

Gentlemen:

On March 3, 1989, Carolina Power & Light Company (CP&L) submitted a response
to the Station Blackout (SBO) Rule (10CFR50 ~ 63) based on the guidelines
provided in NUMARC 87-00, "Guidelines and Technical Bases for NUMARC
Initiatives Addressing Station Blackout at Light Water Reactors." On
January 4, 1990 NUMARC issued a letter requesting each utility to supplement
the SBO submittals to the NRC with a letter indicating that either the
previous response was based on the use of the NUMARC 87-00 guidance, including
the clarification in attachments to the January 4, 1990 NUMARC letter, or any
deviations from the accepted NUMARC 87-00 guidance have been or will be
clearly indicated. Carolina Power & Light Company has reviewed the January 4,
1990 NUMARC letter and our previous response to the SBO Rule for the Shearon
Harris Nuclear Power Plant (SHNPP). Based on our review,'o changes to our
previous calculations were necessary, and one deviation from the NUMARC 87-00
methodology was identified. The results of the review are detailed below.

1. Deviation from NUMARC 87-00 Guidelines and Methods

The control room temperature rise calculation was based on an earlier
CP&L comprehensive calculation. This calculation was performed to
determine the time interval for the control room temperature to rise to
95'F during an SBO induced loss of air conditioning. Using this
calculation as a base, NUMARC 87-00 guidance was employed to determine
that the control room temperature would rise to ill'F during a four-hour
SBO event.

In order to document the engineering judgement: on what areas of the
plant were dominant areas of concern (DAC), selected areas were analyzed
utilizing the methods of NUMARC 87-00. The results of these evaluations
resulted in no additional DAC's being identified based on a comparison
of the calculated temperature and the lowest values noted in Appendix F.
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The two areas that were identified as potential DAC's were the Main
Steam Tunnel (150'F) and the RAB 236 elevation Mechanical Penetration
Area (121.8'F). Both of these temperatures were well below the
equipment operability limits of Appendix F limits for equipment located
in these areas so they were judged not to be DAC's.

2. Emer enc Diesel Generator EDG Tar et Reliabilit

A target EDG reliability of 0.95 was selected for use in the evaluations
based on the performance of the plant's EDGs. It is CP&L's under-
standing that this target reliability is to be maintained consistent
with the final resolution of Generic Issue B-56.

Carolina Power & Light Company's previous SBO submittal for SHNPP, as modified
by this letter, is based on the guidelines provided in NUHARC 87-00 and the
clarifications issued by NUMARC on January 4, 1990. Applicability of the
NUHARC 87-00 assumptions is documented in our files.

If you should have any questions, please contact Mr. S. D. Floyd at (919) 546-
6901.

You -very t y,

JCP/ecc (661ECC)
A. B Cutter

cc: Mr. R. A. Becker
Mr. S. D. Ebneter
Mr. Alex Marion (NUMARC)
Mr. J. E. Tedrow


