
APPENDIX A

NOTICE OF VIOLATION

Tennessee Valley Authority
Browns Ferry Nuclear Plant

License Nos. DPR-33
6 DPR-52

Based on the NRC inspection March 5-30, 1979, certain of your activities were
apparently not conducted in full compliance with NRC requirements as indicated
below. These items have been categorized as described in correspondence to
you dated December 31, 1974.

As required by Technical Specification '6.3.D.2., each High Radiation
Area in which the intensity of radiation is greater than 1,000 mrem/hr
shall be provided with locked doors to prevent unauthorized entry into
such areas, and the keys shall be maintained under administrative control
of the shift engineer on duty.

Contrary to the above, on March 15, 1979, the door to Unit 1, 1B Reactor
Cleanup Pump room, and the door to Unit 2, 2B Reactor Cleanup Pump room,
were not locked or otherwise guarded to prevent unauthorized entry. These
rooms were posted as High Radiation Areas with radiation intensities that
exceeded 1,000 mrem/hr.

This is an infraction.
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