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6+0 ADMINISTRATIVECONTROLS

6.2 REIVEM AND AUDIT

The Manager of Power is -responsible for the safe operation of all
TVA power plants, including the Browns Ferry Nuclear Plant. The
functional organization for Review and Audit is shown in Figure 6.2-1.

Organizational units for the review of facility operation shall be
constituted and have the responsibilities and authorities listed
below.

A. NUCLEAR SAFETY REVIEW BOARD (NSRB

1. FUNCTION

The NSRB shall function to provide independent review and audit
of designated activities in the areas of:

a. nuclear power plant operations

b. nuclear engineering

c. chemistry and radiochemistry

d. metallurgy

e. instrumentation and control

f. radiological safety

g. mechanical and electrical engineering

h. quality assurance practices.

2. COMPOSITION

The NSRB shall be composed of at 'east five members, including
the Chairman. Members of the NSRB may be from the Office of
Power or other TVA organizations, or external to TVA.

The Chairman, members, and alter..ate members of the NSRB shall
be appointed in writing by the Manager of Power and shall have
an academic degree in engineer'ng or physical science field,
or the equivalent; and in additicn, shall have a minimum
of five years technical experience in one or more areas given
in 6.2.A.1. No more than two al"ernates shall participate
as vot'ng members in NSRB activities at any one time.
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4. CONSQLTANTS

Consultants shall be utilized as determined by the NSRB
Chairman to provide expert advice to the NSRB.

5. MEETINC FREOUENCY

The NSRB shall meet at least once per six months.

6. QUORUM

The minimum quorum of the NSRB necessary for the performance
of the NSRB review and audit functions of these technical
specifications shall consist of more than half of the NSRB

membership or at least five members, whichever is greater.
The quorum 'shall inlcude the Chairman or his appointed alternate
and the NSRB members including appointed alternate members
meeting the requirements of 6.2.A.3. No more than a minority
of the quorum shall have, line responsibility for operation
of the unit.

7. REVIEW

The NSRB shall review:

a. The safety evaluations for 1) changes to procedures,
equipment or systems and 2) tests or experiments
completed under the provision of Section 50.59, 10 CFR,
to verify that such actions did not constitute an unreviewed
safety question.

b. Proposed changes to procedures, equipment or systems which
involve an unreviewed safety question as defined in
Section 50.59, 10 CFR.

c. Proposed tests or experiments which involve an unreviewed
safety question as defined in Section 50.59, 10 CFR.

d. Proposed changes to Technical Specifications or this
Operating License.

e. Violations of codes, regulations, orders, Technical
Specifications, license requirements, or of internal
procedures or instructions having nuclear safety significance.

f. Significant operating aonormalities or deviations from
nor al and expected performance of unit equipment that
arfect nuclear safety.
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g. All written reports requiring 24-hour notification to the
Commission.

h. All recognized indications of an unanticipated deficiency
in some aspect of design or operation of structures,
systems, or components that could affect nucleax safety.

i. Reports and meeting minutes of the PORC.

8. AUDITS

Audits of unit activities shall be performed under the cognizance
of the NSRB. These audits shall encompass.

a. The conformance of unit operation to provisions contained
within the Technical Specifications and applicable license
cond-'tions at least once per 12 months.

b. The perforcance, training and qualifications of the entire
unit sta f at least once per 12 months.

C ~ The results of actions taken to correct deficiencies
occurring in unit equipment, structures, systems or
method of operation that affect nuclear safety at least
once per 6 months.

d. The performance of activities required by the Operational
Quality Assurance Program to meet the criteria of
Appendix'3", 10 CFR 50, at least once per 24 months.

e. The Site Radiological Emergency Plan and implementing
procedures at least once per 24 months.

The Plant Physical Security Plan and implementing
procedures at least once per 24 months.

ga Any other area of unit operation considered appropriate
by the '..SR3 or the Hanager of Power.

h. The Facil ty Fire Protection Program and implementing
procedures at least once per 24 months.

An independent fire protection and loss prevention
program inspection and audit shall be performed annually
utilizing either qualified offsite licensee personnel or
an outs=de fire protection firm.

An 'nspection and audit of the fire protection and loss
prevention program shall be performed by an outside qualified
f're consultant at intervals no greater than 3 years.
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k. The radiological environmental monitoring program and the
results thereof at least once per 12 months.

The performance of activities required by the Quality
Assurance Program to meet the criteria of Regulatory
Guide 4.15, December 1977 at least once per 12 months.

9. AUTHORITY

The NSRB shall report to and advise the Manager of Power on those
areas of responsibility specified in Sections 6.2.A.7 and
6.2.A. 8.

10. RECORDS

Records of NSRB activities shall be prepared, approved and
distributed as indicated below:

a ~ Minutes of each NSRB meeting shall be prepared, approved
and forwarded to the Manager of Power within 14 days
following each meeting.

b.

C ~

Reports of reviews encompassed by Section 6.2.A. 7 above,
shall be prepared, approved and forwarded to the Manager
of Power within 14 days following completion of the review.

Audi" reports encompassed by Section 6.2.A.8 =-aboie, snail
be forwarded to the Manager of Power and to the management
positions responsible for the areas audited with~ 30 days
after completion of the audit.
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6.0 ADMINISTRATIVE CO ROLS

B Plant 0 erations Review Committee PORC

The PORC shall consist of the plant superintendent, assistant plant
superintendent, electric maintenance supervisor, mechanical mai tenance
supervisor, instrument maintenance supervisor, health physics supervisor,
operations supervisor, results supervisor, and QA staff
supervisor. An assistant plant supervisor may serve as an
alternate committee member when his supervisor is absent.

The plant superintenden= will serve as chairman of
the PORC. The assistan plant superintendent will
serve as chairman in the absence of the plant
superintendent.
Heetin Fre uencn

The PORC shall meet at regular monthly intervals
and for special meetin'gs as called by the chairman
or as requested by individual members.

3, guOL'IIIII

!

Superintendent or assis" ant supe intendent, plus
five of the seven other members, or their alternate,will constitute a quorum. A memner will he
considered present if he is in telephone
communication with the committee,
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j. Review adequacy of employee trainxnq programs
and recommend change.

The PORC shall be advisory to t,he plant
supe intendent.
Records

Minutes shall be kept for all PORC meetings with
copies sent to Oirector, Power Production; Chief,
Nuclea Generation Branch; Chairman, HSRB.

Procedu"es

written admin't ative procedures for committee
operation shal'e prepared and maintained
"escr'b'ng the method =or submxssxon 'and content of

,"resentations to the comm'ee, review and approval
"y members of committee actions, dissemination of
m'nutes, agenda and scheduling of meetings.
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6. 0 ADMINISTRATIVE CONTROLS

6.2 REIVER AND AUDIT

The Manager of Power is responsible for the safe operation of all
TVA power plants, including the Browns Ferry Nuclear Plant. The
functional organization for Review and Audit is shown in Figure"6.2-1.

Organizational units for the review of facility operation shall be
constituted and have the responsibilities and authorities listed
below.

A. NUCLEAR SAFETY REVIE< BOARD (NSRB

1. FUNCTION

The NSKB shall unction to provide independent review and audit
of designated activities in the areas of:

a. nuclear power plant operations

b. nuclear engineering

c. chemistry and radiochemistry

d. metallurgy

e. instrumentation and control

f. radiological safety

kg. mechanical and electrical engineering

h. quality assurance practices.

2. COMPOST.TION

The NSRB shall be composed of at least five members, including
the Chairman. Members of the NSRB may be from the Office of
Power or other TVA organizations, or external to TVA.

3. UALIFICATIONS

The Chairman, ".embers, and alternate members of the NSRB shall
be appointed in writing by the Manager of Power and shall have
an academic degree in engineering or physical science field,
or the equivalent; and in addition, shall have a minimum
of five vears technical experience in one or more areas given
in 6.2.A.1. No more than two alternates shall participate
as voting members in NSRB activities at any one time.



4. CONSULTANTS

Consultants shall be utilized as determined by the NSRB

Chairman to provide expert advice to the NSRB.

The NSRB shall meet at least once per six months.

6. QUORUM

The minimum quorum of the NSRB necessary for the performance
of the NSRB review and audit functions of these technical
specifications shall consist of more than half of the NSRB

membership or at least five members, whichever is greater.
The quorum shall inlcude the Chairman or his appointed alternate
and the NSRB members including appointed alternate members
meeting the requirements of 6.2.A.3. No more than 'a minority
of the quorum shall have line responsibility for operation
of the unit.

7. REVIEW

The HSRB shall review:

The safety evaluations for 1) changes to procedures,
equipment or systems and 2) tests or experiments
completed under the provision of Section 50.59, 10 CFR,

to verify that sucn actions did not constitute an unreviewed
safety question.

b. Proposed changes to procedures, equipment or systems which
involve an unreviewed safety question as defined in
Section 50.59, 10 CFR.

C ~ Proposed tests or experiments which involve an unreviewed
safety question as defined in Section 50.59, 10 CFR.

d. Proposed changes to Technical Specifications or this
Operating License.

e. Violations of codes, regulations, orders, Technical
Specifications, license requirements, or of internal
procedures or instructions having nuclear safety significance.

Significant operating abnormalities or deviations from
normal and expected performance of unit equipment that
affect nuclear safety.
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g. All written reports requiring 24-hour notification to the
Commission. 1

h. All recognized indications of an unanticipated deficiency
in some aspect of design or operation of structures,
systems, or components that could affect nuclear safety.

Reports and meeting minutes of the PORC.

8. AUDITS

Audits of unit activities shall be performed under the cognizance
of the NSRB. These audits shall encompass.

a. The conformance of unit operation to provisions contained
within the Technical Specifications and applicable license
conditions at least once per 12 months.

b. The performance, training and qualifications of the entire
unit staff at least once per 12 months.

c. The results of actions taken to correct deficiencies
occurring in unit equipment, structures, systems or
method of operation that affect nuclear safety at least
once per 6 months.

d. The performance of activities required by the Operational
Quality Assurance Program to meet the criteria of .

Appendix "B", 10 CFR 50, at least once per 24 months.

e. The Site Radiological Emergency Plan and implementing
procedures at least'once per 24 months.

f. The Plant Physical Secu'rity Plan and implementing
procedures at least once per 24 months.

g. Any other area of unit operation considered appropriate
by the NSRB or the Manager of Power.

h. The Facility Pire Protection Program and implementing
procedures at least once per 24 months.

i. An independent fire protection and loss prevention
program inspection and audit shall be performed annually
utilizing either qualified offsite licensee personnel or
an outside fire protection firm.

An inspection and audit of the fire protection and loss
prevention program shall be performed by an outside qualified
fire consultant at intervals no greater than 3 years.

t
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k. The radiological env" ronmental monitoring program and the
results thereof at least once per 12 months.

The performance of activities required by the Quality
Assurance Program to meet the criteria of Regulatory
Guide 4.15, December 1977 at least once per 12 months.

9. AUTHORITY

The NSRB shall report to and advise the Manager of Power on those
areas of responsibility specified in Sections 6.2.A.7 and
6.2.A. 8.

10. RECORDS

Records of NSRB a'ctivi,ties shall be prepared, approved and
distributed as indicated below:

a. Minutes of each NSRB meeting shall be prepared, approved
and forwarded to the Manager of Power within 14 days
following each meeting.

b. Reports of reviews encompassed by Section 6.2.A.7 above,
shall be prepared, approved and forwarded to the Manager
of Power within 14 days following completion of the review.

C ~ Audit reports encompassed by Section 6.2.A.8 above, shall
be forwarded to the Pwnager of Power and to the management
positions responsible for the areas audited within 30 days
after completion of tne audit.
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6. 0 ADMINISTRATIVECONTROLS

4

Bm plant O erations Review Committee PORC

Membershi

The PORC shall consist of the plant superintendent, assistant plant
superintendent, electric maintenance supervisor, mechanical maintenance
supervisor, instrument maintenance supervisor, health physics supervisor,
operations supervisox', results supervisor, and gA staff
supervisor. An assistant plant supervisor may serve as an
alternate committee member when his supervisor is absent.

The plant supex'intendent will serve as chairman of
the PORC. The assistant plant superintendent will
serve as chairman in the ahsence of the plant
superintendent.
Meetin Fre uen

The PORC shall meet at regular monthly intervals
and for special meetings as called by the chairman
or as requested by individual members.

3. |3ua rum

Superintendent or assistant supe intcndent, plus
!

five of the seven other membex's, or their alternate,will constitute a quorum. A memner will he
considered present if he is in telephone
communication with the committee>
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5.

j. Review adequacy of employee traxnxng programs
and recommend change.

'I

Allthavoclt

6.

The PORC shal'e advi'ory to the plant
superintendent.
Records

.'minutes shall ce kept d'or all PORC me t1ngs ~- tN
cooies sent to Oi rector, Power Produc" ion; Chief,
Nuclear igeneration Branch; Chairman,'SR3.

7. Procedures

written administrative procedures for committee
operat,ion shall be prepared and main<awned
describing the method for submission and content of
presentations to the commi tee, review and approval
by members of committee actions, dissemination of
minutes, agenda and scheduling of meetings.

C ~
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Must possess an analytical ability for pmblem
solving.and data analysis. Must be able to
communicate well both o~ ally and in writing and
must be able to write investigative reports and
prepare written procedures. Must have the
ability to secure the cooperation of nenagement,
employees and ~ups,in the irylementation of
safety program . Must be a1Qe to conduct safety
presentations for supervisors and employees.

Should have experience in safety enginee'ing work
at this level o have 3 years experience in

safety'nd/orfire protection engineering. It is
desirable that the incumbent be a graduate of an
accredited col'ege or university with a degree in
industrial, mec'."anical, electrical or sa.=ety
engineering or fire protection engineering.



6.0 ADMINISTRATIVE CONTROLS

6.2 REIVEW AND AUDIT

The Manager of Power is responsible for the safe operation of all
TVA power plants, including the Browns Ferry Nuclear Plant. The
functional organization for Review and Audit is shown in Figure 6.2-1.

Organizational units for the zeview of'acility operation shall be
constituted and have the responsibilities and authorities listed
below.

A. NUCLEAR SAFETY REVIEW BOARD (NSRB)

l. FUNCTION

The NSRB shall function to provide independent review and audit
of designated activities in the areas of:

a. nuclear power plant operations

b. nuclear engineering

c. chemistry and radiochemistry

d. metallurgy

e. instrumentation and contzol

f. zadiological safety

g. mechanical and electrical engineering

h. quality assurance practices.

2. COMPOSITION

The NSRB shall be composed of at least five members, including
the Chairman. Members of the NSRB may be from the Office of
Power or other TVA organizations, or external to TVA.

The Chairman, members, and alteznate members of the NSRB shall
be appointed in writing by the Manager of Power and shall have
an academic degree in eng'neering or physical science field,
or the equivalent; and in addition, shall have a minimum
of five years technical experience in one or more areas given
in 6.2.A.l. No more than two alternates shall participate
as voting members in NSRB activities at any one time.
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4. CONSULTANTS

Consultants shall be utilized as determined by the NSRB

Chairman to provide expert advice to the NSRB.

The NSRB shall meet at least once per six months.

6. ~UORUH

The minimum quorum of the NSRB necessary for the performance
of the NSRB review and audit functions of these technical
specifications shall consist of more than half of the NSRB
membership or at least five members, whichever is greater.
The quorum shall inlcude the Chairman or his appointed alternate
and the NSRB members including appointed alternate members
meeting the requirements of 6.2.A.3. No more than a minority
of the quorum shall have line responsibility for operation
of the unit.

7.

The NSRB shall review:

aO The safety evaluations for 1) changes to procedures,
equipment or systems and 2) tests or experiments
completed under the provision of Section 50.59, 10 CFR,
to verify that such actions did not constitute an unreviewed
safety question.

b. Proposed changes to procedures, equipment or systems which
involve an unreviewed safety question as defined in
Section 50.59, 10 CFR.

C ~ Proposed tests or experiments which involve an unreviewed
safety question as defined in Section 50.59, 10 CFR.

d. Proposed changes to Technical Specifications or this
Operating License.

e. Violations of codes, regulations, orders, Technical
Specifications, license requirements, or of internal
procedures or instructions having nuclear safety significance.

I ~ Significant operating abnormalities or deviations from
normal and expectec performance of unit equipment that
affect nuclear sa ety.
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g. All written reports requiring 24-hour notification to the
Commission.

h. All recognized indications of an unanticipated deficiency
in some aspect of design oz operation of structures,
systems, or components that could affect nuclear safety.

Reports and meeting minutes oE the PORC.

8. AUDXTS

Audits of unit activities snail be performed under the cognizance
of the NSRB. These audits shall encompass.

'he

conformance of unit operation to provisions contained
within the Technical Specifications and applicable license
cond"tions at least once per 12 months.

The performance, training and qualifications of the entire
unit, stafr at least once per 12 months.

C ~ The results of actions taken to cozrect deficiencies
occurring in unit equipment, structures, systems or
method oE operation that affect nuclear safety at least
once per 6 months.

d. The performance of activities required by the Operational
Quality Assurance Program to meet tne criteria of
Appendix'B", 10 CFR 50, at least once per 24 months.

e. The Site Radiological Emergency Plan and implementing
procedures at least once per 24 months.

E. The Plant Physical Security Plan and implementing
procedures at least once per 24 months.

g. Any other area of unit operation considered appropriate
by the HSRB or the Manager of Power.

h. The Facility Fire Protection Program and implementing
procedures at least once per 24 months.

i~ An independent fize protection and loss prevention
program inspection and audit shall be performed annually
utilizing either qualified offsite licensee personnel or
an outside fire protection firm.

An inspection and audit of the fire protection and loss
prevention program shall be performed by an outside qualified
fire consultant at intervals no greater than 3 years.
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k. The radiological environmental monitoring program and the
results tnereof at 'east once per '12 months.

1. The performance of activities required by the Quality
Assurance Program to -eet the criteria of Regulatory
Guide 4.15, December 1977 at least once per 12 months.

9. AUTHORITY

The NSRB shall report to and advise the Manager of Power on those
areas of responsibility specified in Sections 6.2.A.7 and
6.2.A. 8.

10. RECORDS

Records of NSRB activities shall be prepared, approved and
distributed as indicated below:

a 0 Minutes of each NSR3 meeting shall be prepared, approved
and forwarded to the 8~ager of Power within 14 days
following each meeting.

b. Reports of reviews encompassed 'oy Section 6.2.A.7 above,
shall be prepared, approved and forwarded to the Manager
of Power within 14 cays following completion of the review.

C ~ Audit reports encompassed by Section 6.2.A.8 above, shall
be forwarded to the 8~ager of Power and to the management
positions responsible for the areas audited within 30 days
after completion of the audit.
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6. 0 ADMENESTRATZVE CONTROLS

B Plant 0 erations Review Comm'tee PORC

The PORC shall consist of the plant superintendent, assistant plant
superintendent, electric maintenance supervisor, mechanical maintenance
supervisor, instrument maintenance supervisor, health physics supervisor,
operations supervisor, results supervisor, and QA staff
supervisor.'n assistant plant supervisor may serve as an
alternate committee member when his supervisor is absent.

The plant superintendent will serve as chairman of
the PORC. The assistant plant superintendent will
serve as chairman in the absence of the plant
superintendent.

2. Meetin ":r en

The PORC shall meet at regular monthly intervals
and for special meetings as called by the chairman
or as requested by individual members.

3 gUOLUIII

Superintendent or assistant superintendent, plus
five of the seven other members, or their alternate,
will constitute a quorum. A member will be
considered present if he is in telephone
communication with the committee.
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6. 0 ADMIN T.'STRATI VE CONTROLS

j. Revii w adequacy of employee training programs
and recommend change.

5. ~Authorit

The PORC shall be advisory to the plant
superintendent.

6. Records

7.

minutes shall be kept for all PORC meetings with
copies sent to Director, Power Production; Chief,
Nuclear Generation Branch; Chairman, NSRB.

Procedures

written administrative procedures for committee
operation shall be prepared and maintained
describing the method for submission anc content of
presentations to the committee, review and approval
by members of committee actions, dissemination of
minutes, agenda and scheduling of meetings.

c

3C7



5/

+ Electric generation values-in-use for gasification product
options in various markets under the Fuel Use Act.

+ 5+hs of FERC cost-of-service pricing on "costs"

SNG

coproducts of SNG

+ Sensitivities

changes to the FUA

changes to FfRC pricing methods

+ Conclusions
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(AR)e INITIATIONDATE MO. DAY YR. (AS) ADDITIONAL
INFORMATION

MO. DAY YR. (AU) LICcNSING
ACTION

7g ~ REQUEST DATE COMPI ETE

(AE/AF) TITLE/GENERAL DESCRIPTION f(imn re 120 C'neeeereesl

Brown 5 FeVr g» grffter 4S tn A~ /VuCkm 5~4~

MQ. DAY YR

(AT) LICENSEE MO. DAY YR.
RESPONSE
DATE

(AV) AMEND FEE CLASS

I P( II

IV V VI

SYSTEM CONTROL DATA
FACILITY

NAh(E'1)

Brourss Furr Uiti8 3
(8A) DOCKET

DSmO gg(,
IAC)'CTIVITYCODE fenrer en "R" for Sefen Rererec'l 9" for Eneuonmenr Rereredl

ORDERS AND EXEMPTIONS (31)
ie LIC. AMEND. I(r TS
e'POST OL HEARING

(33)

(35)
'SSUE IMPL-LTR TO LIC (41)

POST CP

OPERATOR LICENSING

(18) I

(341

PLANT SURVEILLANCE (36]
NON ROUTINE RESPONSE (42)

SYSTEM EVAL. PROGRAM (43)

(54) fRESEARCH «CTIVI . IES

GENEItlC (A. B. C, D) (57) l
OTHER Lr'CENSING AC ~ IQNS (SS) I

REG GUIDES 5t STD. REV. (71) I

INDUSTP~ CODES g STQ. (73) I

TOPICAL REPORT REV. l51]
CONTRACT MANAGEMENT I52) l

CORRESPONDENCE
ADMINISI R«TIVE

(JNK) i

JOMI I

(AZ] NRR CONTROL NUMBER
NON-REACTOR REV

(ABI REQUESTING ORGANIZATION INRCI
O/8-3

(53] I

!

IAG) REQUEST CONTACT
J7, g.

C'c.RRg'AHI

MQ. DAY YR.
REQUESTING
TARGET DATE

(AL) GENERIC NUMBER (AM) AUTHORITY (AX) REQUESTER'S INITIALS

VENDOR'S NAME

TOPICAL REPORT TITLE

(DA) PROPRIETARY (P)
REPORT NUMBER

(EA) NON-PROPRIETARY VERSION
(NP) REPORT NUMBEP.

(FAI NON PROPRIETARY REPORT
REPORT NUhtBER

REVIEWER'S SURNAME

LEAD REVIEWER

C'<8'/(

fCA)e REVIEWER'S
SYSTEM INITIALS

(CB) ESTIMATED
HOURS

(CC] ~iMATED
MO. DAYI YR.

(CD) ACTUAL
MO, DAY!YR

I i I

l I I

! I l

t I

NOTc. All of the fields marked must be completed to ensure initial entry into the system.
NOTE'. 'ocket number reouired with any of these activity codes.

New Assignment should be checked only for initial entry into the system.
2: Revised information is checked only if information on origina( TAC has chanyed. Only complete sections to be chan9ed.

NRC Form 197A
(11-79)


