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EVENT DESCRIPTION AND PROBABLE CONSEQUENCES
P I2T puring normal operation, a routine tour of the plant indicated a through-wall crack |

l'—T_] pf a weld on the discharge of the "A" & "B" REC.pump disch;zrge piping. This portion |

[—'[—] fLs isolatable from the critical loop. The redundant REC loop and Service Water sup- |

[615] ply were available to supply this critical loop. If the weld failed, it would be de-|

[0T6) tectable. Reference LER Report 78-27 and 79-29 for an event of similar nature, This |

[oT7) pvent presented no adverse consequences from_the standpoint of public health and ]

oTs] fafety. . ) ] |
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CAUSE DESCRIPTION AND CORRECTIVE ACTIONS
r"rj The component involved is a weld. The failure is a through-wall crack of undetermin-|

pble cause. The plpe is 12 inch A-53 GRB STD, normal operating pressure 94 psig.” When

Plant conditions permit, the weld will be replaced. A soft patch 1is installed and the

T3] peld is acceptable for continued service. An analysis of a similar failure will ﬁde-J

germine the cause and an updated report will be submitted. ) ]
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