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TENNESSEE VALLEYAUTHORITY
CHATTANOOGA. TENNESSEE 37401

1750 Chestnut Street Tower II SM WV 2+

Nov'ember 20, 1980

Mr. James P. O'Reilly, Dix'ector
U.S. Nuclear Regulatory Commission
Office of Inspection and Enforcement
Region II
101 Marietta Street, Suite 3100
Atlanta, Georgia 30303

Dear Mr. O'Reilly:

US Hite
OIS t Ri'tIUTIOHSERNCES

OAANCH

,TENNESSEE VALLEY AUTHORITY - BROWNS PERRY, NUCLEAR PLANT UNIT 2 - DOCKET
NO. 50-260 - mCILITY OPERATING LICENSE DP'R-52 - REPORTABLE OCCURRENCE
REPORT BPRO-50-260/8047

The enclosed report provides details concerning condensex'ix'culating
water pumps which were not in operation providing adetIuate dilution
of water'o the environment. This report is submitted in accordance
with Brooms Perry unit 2 TeChnical Specification 5.6.3.b.

Very truly yours,

TENNESSEE VALLEY AUTHORITY

H. J. Green
Director of Nuclear Power

Enclosure (3)
cc (Enclosure)!

Director (3)
Office of Management Information and Progx'am Control
U.S. Nuclear 'Regulatory'o'~s on

'ashinton DC 20555

Director (40)
Office of Inspection and Enforcement
U.S. Nuclear Regulatory Commission
Washington, DC 20555

Mr. BillLavallee
Nucleax Safety Analysis Center
Palo Alto, California 94303

Mr. R. P. Sullivan, NRC Inspector, Browns Perry
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