
-~--------.. · --

~ e 
~@UTI~MrnTIJ@~ 
LID@~®~ 
~@LI1l1l~@lmlW 

General Offices: 212 West Michigan Avenue, Jackson, Michigan 49201 • (517) 788-0550 

September 14, 1979 

Mr James G Keppler 
Office of Inspection and Enforcement 
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US Nuclear Regulatory Commission 
799 Roosevelt Road 
Glen Ellyn, IL 60137 
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EVENT DESCRIPTION ANO PROBABLE CONSEQUENCES@ 

I During a release of the contents of waste gas decay tank T -68B, the waste 

I gas monitor alarmed and terminated the release. Investigation revealed 

!Im I that T-68B had been incorrectly assigned as the tank to be released. As 

[QI[) 1 a result, the partial release of T-68B occurred without having first met 

[[ID I the sampling and holdup requirements of TS 3.9.3 and 3.9.17. No release 

IIITJ I limits 

[[]]] I limit. 

were exceeded; release rate was o.464 percent of annual average 

No threat to public health or safety existed. 
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CAUSE DESCRIPTION ANO CORRECTIVE ACTIONS ® 
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I A personnel error in transposing the ID number of the tank to be released 

1from the sample/calculation sheet to the batch release form resulted in 

IIIII 1the wrong tank being· released. To prevent recurrence, a review step will 

~ jbe added to the release form. 
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