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d. 

• 
Hydraulic Snubbers Functional Test Acceptance Criteria 

The hydraulic snubber functional test shall verify that: 

1. Activation (restraining action) is achieved within 
the specified range of velocity or acceleration in 
both tension and compression. 

2. Snubber bleed, or release rate, where required, is 
within the specified range in compression or 
tension. For snubbers specifically required to not 
displace under continuous load, the ability of the 
snubber to withstand load without displacement shall be 
verified. 

e. Mechanical Snubbers Functional Test Acceptance Criteria 

The mechanical snubber functional test shall verify 
that: 

1. The force that initiates free movement of the 
snubber rod in either tension or compression is less 
than the specified maximum drag force (break away 
friction) which is equal to 2% of the rated load of I , 
the snubber. 

2. Activation (restraining action) is achieved within 
the specified range of velocity or acceleration in 
both tension and compression. 

3. Snubber release rate, where required, is within the 
specified range in compression or tension. For 
snubbers specifically required not to displace under 
continuous load, the ability of the snubber to 
withstand load without displacement shall be 
verified. 

f. Snubber Service Life Monitoring 

A record of the service life of each snubber, the date 
at which the designated service life commences and the 
installation and maintenance records on which the 
.designated service life is based shall be maintained as 
required by Specification 6.10.2.1. 

Concurrent with the first inservice visual inspection 
. and a-t least once per 18 months thereafter, the 

installation and maintenance records for each snubber 
listed in Tables 3.20.1 and 3.20.2 shall be reviewed to 
verify that the indicated service life has not been 
exceeded or will not be exceeded prior to the next 
scheduled snubber service life review. If the indicated 
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