
 

 

 

October 16, 2017 

 
 
Ms. Annette L. Vietti-Cook 
Secretary 
U.S. Nuclear Regulatory Commission 
ATTN: Rulemakings and Adjudications Staff 
Washington, DC 20555–0001, 
 
RE: Docket No. NRC–2017–0132 
 
Dear Ms. Cook, 
 
On behalf of the International Code Council and its 64,000 members, I would like to add our 
support to open the discussion for regulations pertaining to acceptable substitutions for compliance 
with fire protection regulations following identification of a deficiency at regulated facilities. 
 
Publishers of the International Building Code® and International Fire Code® and many other model codes, 
the ICC is ready to assist your agency in this effort.  The International family of codes includes 
provisions that identify roles and responsibilities for fire watch personnel and impairment 
coordinators when required fire protection features are out of service. 
 
We look forward to the opportunity to comment on these proposed regulations. 
 
Sincerely, 
 

 
 
Rob Neale, Vice President 
Government Relations: National Fire Service Activities 
 
Cc:  
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RulemakingComments Resource

From: Robert Neale <rneale@ICCSafe.ORG>
Sent: Tuesday, October 17, 2017 9:05 AM
To: RulemakingComments Resource
Subject: [External_Sender] Docket ID NRC–2017–0132
Attachments: 2017_10_17_NRC-2017_132_Fire-Safety-Regs-at-Nuclear-Plants.docx

Comment letter attached.  Thank you. 
 
Rob Neale, CFPS 
Government Relations Vice President  
National Fire Service Activities 
International Code Council 
500 New Jersey Avenue, Sixth Floor 
Washington, DC 20001 
P: 1.888.422.7233   Ext. 6256 
M: 202.440.3244 
E: rneale@iccsafe.org 
Twitter: @ICCFire 
 

 
 
Let’s kick your building industry career goals into high gear. ICC Membership benefits provide the education, 
networking & career advancement resources to help make it happen. Success is a decision! Learn more & join today.  
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Docket: NRC-2017-0132
Fire Protection Compensatory Measures

Comment On: NRC-2017-0132-0004
Fire Protection Compensatory Measures; Notice of Docketing and Request for Comment on 
Petition for Rulemaking

Document: NRC-2017-0132-DRAFT-0005
Comment on FR Doc # 2017-21544

Submitter Information

Name: T Mathews

General Comment

Comment on: Fire Protection Compensatory Measures; Notice of Docketing and Request for 
Comment on Petition for Rulemaking. Docket: NRC-2017-0132
I am commenting in support of the petition that has been filed by David Lochbaum on behalf 
of the Union of Concerned Scientists and Beyond Nuclear, along with his co-petitioner Paul 
Gunter of Beyond Nuclear.
It seems like sound reason to require the Nuclear Regulatory Commission to amend its 
regulations in order to clarify the appropriate actions that must be taken in the periods of time 
when fire protection regulations are not met. As I researched the documents cited by the 
petitioners, I found a wealth of information regarding best practices, essentially, of what could 
or should happen if portions of the Fire Protection Program are in a state of full or partial 
nonattainment at a specific plant. Although beneficial, I support the opinion of the petitioners 
that these are insufficient.
Although there are multiple reasons nonconformity to existing fire regulations may occur, the 
lack of replacement regulations to govern the actions in the intervening time leaves the 
responsibility of what measures to implement when, and for how long, to the best judgement 
of the people involved. Interim compensatory measures are a key element in fire prevention 
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programs, they not only apply when an element of a facility that was once in conformity 
degrades and is impaired, but also when due to unique, site specific characteristics the fire 
protection program requirements are met but are insufficient. These compensatory measures 
seem to permeate the industry. I have little experience with nuclear energy, but years of 
managerial experience, and I have seen that when left with unclear or ambiguous direction it 
seems inherent to human nature to follow the path of least resistance. When fire safety at 
nuclear plants is involved, this seems concerning. The situation from May 2015 when an NRC 
investigation found 5 contracted workers that had deliberately failed to perform roving fire 
watch patrols is an example of this sort of human failure. (http://www.world-nuclear-
news.org/RS-NRC-fines-TVA-for-Browns-Ferry-violations-3011167.html) Roving fire 
watches are the very sort of compensatory measures that we are discussing, and yet due to 
human misjudgment they were insufficient. Obviously, the actions of those workers were a 
violation of mandated action, yet I feel that it displays the inherent weakness of leaving the 
interpretation of essential fire prevention measures to be determined on a flexible case by case 
basis.
According to www.eia.gov, 19.7% of the total energy produced in the United States in 2016 
was nuclear. That number represents not just energy, but also the segment of the national 
population that lives near, or works within that sector of energy production. Ready.gov claims 
that almost 3 million Americans live within 10 miles of an operating nuclear power plant. 
This sort of proximity places them at risk of exposure to radioactivity in the event of a 
significant accident. It also, and perhaps more likely in the case of a fire, places them and 
others at risk of losing access to electricity as a fire damaged plant may need to be shut down 
and repaired, as occurred after the 1975 fire in the Browns Ferry Nuclear Plant.Ultimately, I 
find the petitioner's second point to be the most material. Per heading IV. Discussion of the 
Petition: "They create confusion for licensees, NRC inspectors and reviewers, and the public 
about what constitutes an acceptable substitute for compliance with fire protection regulations 
following identification of a deficiency, as well as the permissible durations of the 
substitutions..." Although I am not among those 3 million Americans who live within ten 
miles of a nuclear power plant, I do have a cousin who works at a nuclear testing facility and I 
feel that the clarity of safety regulations is a personal matter. Identifying the best way to 
implement compensatory fire safety measures, when to do so, and for how long, will promote 
safer, more reliable energy, and better public relations
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Submitter Information

Name: Jamilio Simmina

General Comment

"promulgate regulations that establish acceptable conditions for use of compensatory 
measures (e.g., fire watches, surveillance cameras, etc.) during periods when fire protection 
regulations are not met."

"periods when fire protection regulations are not met."

Why would we ever have periods when fire protection regulations are not met? When is that 
ever a good idea?
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Docket: NRC-2017-0132
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Comment On: NRC-2017-0132-0004
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Petition for Rulemaking

Document: NRC-2017-0132-DRAFT-0007
Comment on FR Doc # 2017-21544

Submitter Information

Name: Karl Nicolas Lindenlaub

General Comment

Nuclear power remains among the most proven, but highly fraught sources of energy 
generation the United States has at it's disposal. As wider investiture of economic and 
scientific capital has been less than forthcoming in both climate research and alternative 
energy sources, the Nuclear power assets of the United States are critical to the future of 
sustainable energy protection. However this role will only be workable so long as the Nuclear 
Regulatory Commission exercises the greatest level of caution and oversight. The proposed 
extension of fire protection compensatory measures and set guidelines pertaining to their 
implementation is one such measure that will insure nuclear power remains both useful and 
safe for the future energy protection needs of the United States. 
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BILL PITESA 
Chief Nuclear Officer 
 
1201 F Street, NW, Suite 1100 
Washington, DC 20004 
P: 202.739.8081 
jwp@nei.org 
nei.org 

December 20, 2017 
 
 
Ms. Annette Vietti-Cook 
Secretary 
U.S. Nuclear Regulatory Commission 
Washington, DC 20555-0001 
ATTN: Rulemakings and Adjudications Staff 
 
Subject: Comments on Petition for Rulemaking: Fire Protection Compensatory Measures (Docket No. PRM-
50-115; NRC-2017-0132) 
 
Project Number: 689 
 
On behalf of the nuclear energy industry, the Nuclear Energy Institute (NEI)1 appreciates the opportunity to 
provide comments on the Petition for Rulemaking: “Fire Protection Compensatory Measures.” The industry 
does not believe that this rulemaking should be undertaken with the following comments outlining the basis 
for this position: 
 

1. A 1994 petition under 10 CFR 2.206 related to fire protection questioned the validity of fire 
protection compensatory measures. This petition was considered by the NRC and denied. 
Specifically, the NRC concluded in Director’s Decision DD-96-03 that fire protection compensatory 
measures, as approved by the NRC staff on a plant-specific basis, “continue to ensure public health 
and safety.” Fire protection compensatory measures have undergone additional evaluation since this 
decision, as part of the resolution of the multiple spurious operations issue, and the NRC staff has 
again concluded that they adequately protect public health and safety as approved by the NRC staff 
on a plant-specific basis. Therefore, the current framework adequately ensures public health and 
safety. 
 

2. There are existing regulatory requirements to ensure that appropriate attention is given to fire 
protection compensatory measures. The NRC concluded in Generic Letters 86-10, “Implementation 
of Fire Protection Requirements,” and 88-12, “Removal of Fire Protection Requirements from 
Technical Specifications,” that existing administrative controls and NRC oversight via these 
administrative controls are sufficient to ensure public health and safety with respect to fire 
protection.  
 

                                            
1   The Nuclear Energy Institute (NEI) is the organization responsible for establishing unified industry policy on matters 
affecting the nuclear energy industry, including the regulatory aspects of generic operational and technical issues.  NEI's 
members include all entities licensed to operate commercial nuclear power plants in the United States, nuclear plant 
designers, major architect/engineering firms, fuel cycle facilities, nuclear materials licensees, and other organizations and 
entities involved in the nuclear energy industry. 
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Ms. Annette Vietti-Cook 
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3. The petition contends that rulemaking is necessary to address deficiencies associated with fire 
protection compensatory measures. Specifically, the petition states the following (with NEI 
comments under each): 
 
• The guidance documents are not regulations and therefore convey unenforceable expectations. 

o Compensatory measures are required by a plant's Facility Operating License, through the 
Fire Protection License Condition. The Fire Protection License Condition requires the 
licensee to: "implement and maintain in effect all provisions of the approved Fire 
Protection Program as described in the [Updated Final Safety Analysis report] UFSAR, 
and as approved in the NRC Safety Evaluation Reports [SERs]…," which then includes a 
listing of SERs including those that approved the station’s compensatory measures. 
Contained within the fire protection program are the licensee commitments that have 
been approved by the NRC concerning compensatory measures. Failing to implement the 
compensatory measures would therefore be a violation of the plant's License Condition 
and contrary to the UFSAR requirements, and are enforceable. 
 

• The guidance documents are not clear, creating confusion for licensees, NRC inspectors and 
reviewers, and the public about what constitutes an acceptable substitute for compliance with 
fire protection regulations as well as the permissible durations of the substitutions. 

o Facility-specific requirements for compensatory measures are sufficiently clear for 
licensees, the NRC, and the public. 10 CFR 50.48(a) requires each facility have a Fire 
Protection Program, and stipulates what that program must contain, including a 
requirement for administrative controls. The fire protection program is either included 
directly in the UFSAR, or included in the UFSAR by reference. As described above, 
expectations for fire protection compensatory measures are explicitly described for each 
facility, and are well-understood by the licensee and the NRC. 
 

• The guidance documents were not developed through an open process, thus depriving the 
public opportunities to weigh in on the acceptability of various compensatory measures. 

o Sufficient opportunities for public comment were available in development of related 
guidance documents, and the public had ample opportunity to participate. Specifically, 
Regulatory Guide 1.189, which references treatment of fire protection compensatory 
measures, was published for public comment in April 2009, and the NRC staff responded 
to over 90 public comments on this regulatory guide. 

 
4. Much of the technical basis presented in the petition for rulemaking relies on a contractor report on 

fire protection compensatory measures, NUREG/CR-7135, “Compensatory and Alternative Regulatory 
Measures for Nuclear Power Plant Fire Protection.” The industry previously commented on the issues 
with the report in a September 25, 2013 letter, many of which relate to the fact that the report does 
not accurately characterize implementation of fire protection compensatory measures. 

 
Fire is a risk significant concern at every nuclear utility and each plant has appropriately established a fire 
prevention culture that is inculcated within work processes and organizational behaviors. The industry 
strongly considers the current regulatory governance and oversight to be sufficient to ensure a rigorous fire 
protection program is implemented at each nuclear station. And, contrary to the assertions in the petition, 
the industry views the volume of LERs referenced to be indicative of a program that provides little ambiguity 
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or flexibility in implementation. Against this background, we ask the NRC to consider that there is not a 
compelling need for rulemaking in this instance. 
  
If you have any questions or require additional information, please contact me or Victoria Anderson 
(vka@nei.org). 
 
Sincerely, 
 
 
 
Bill Pitesa  
Chief Nuclear Officer 
  
Nuclear Energy Institute  
1201 F Street NW, Suite 1100  
Washington, DC 20004  
www.nei.org   
   
P: 202.739.8081  
C: 704.989.0943 
E: wp@nei.org  
 

 
c: Mr. Victor McCree, EDO 
 Mr. Brian Holian, NRR 
 Mr. Joseph Giitter, NRR 
 Mr. Jay Robinson, NRR 
 Ms. Jessica Kratchman, NRR 
 

mailto:vka@nei.org
http://www.nei.org/
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Newell, Brian

From: Bill Pitesa <wp@nei.org>
Sent: Wednesday, December 20, 2017 8:33 AM
To: Vietti-Cook, Annette
Cc: McCree, Victor; Giitter, Joseph; Holian, Brian; Robinson, Jay; Kratchman, Jessica
Subject: [External_Sender] Comments on Petition for Rulemaking: Fire Protection Compensatory 

Measures 
Attachments: 12-20-17_Comments on Petition for Rulemaking_ Fire Protection Compensato....pdf

December 20, 2017 
 
Ms. Annette Vietti-Cook 
Secretary 
U.S. Nuclear Regulatory Commission 
Washington, DC 20555-0001 
ATTN: Rulemakings and Adjudications Staff 
 
Subject: Comments on Petition for Rulemaking: Fire Protection Compensatory Measures (Docket No. PRM-50-115; 
NRC-2017-0132) 
 
Project Number: 689 
 
On behalf of the nuclear energy industry, the Nuclear Energy Institute (NEI) appreciates the opportunity to provide 
comments on the Petition for Rulemaking: “Fire Protection Compensatory Measures.” The industry does not believe 
that this rulemaking should be undertaken with the following comments outlining the basis for this position: 

1. A 1994 petition under 10 CFR 2.206 related to fire protection questioned the validity of fire protection 
compensatory measures. This petition was considered by the NRC and denied. Specifically, the NRC 
concluded in Director’s Decision DD-96-03 that fire protection compensatory measures, as approved by the 
NRC staff on a plant-specific basis, “continue to ensure public health and safety.” Fire protection 
compensatory measures have undergone additional evaluation since this decision, as part of the resolution 
of the multiple spurious operations issue, and the NRC staff has again concluded that they adequately 
protect public health and safety as approved by the NRC staff on a plant-specific basis. Therefore, the 
current framework adequately ensures public health and safety. 
 

2. There are existing regulatory requirements to ensure that appropriate attention is given to fire protection 
compensatory measures. The NRC concluded in Generic Letters 86-10, “Implementation of Fire Protection 
Requirements,” and 88-12, “Removal of Fire Protection Requirements from Technical Specifications,” that 
existing administrative controls and NRC oversight via these administrative controls are sufficient to ensure 
public health and safety with respect to fire protection.  

3. The petition contends that rulemaking is necessary to address deficiencies associated with fire protection 
compensatory measures. Specifically, the petition states the following (with NEI comments under each): 

 The guidance documents are not regulations and therefore convey unenforceable expectations. 
o Compensatory measures are required by a plant's Facility Operating License, through the Fire 

Protection License Condition. The Fire Protection License Condition requires the licensee to: 
"implement and maintain in effect all provisions of the approved Fire Protection Program as 
described in the [Updated Final Safety Analysis report] UFSAR, and as approved in the NRC 
Safety Evaluation Reports [SERs]…," which then includes a listing of SERs including those that 
approved the station’s compensatory measures. Contained within the fire protection program are 
the licensee commitments that have been approved by the NRC concerning compensatory 
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measures. Failing to implement the compensatory measures would therefore be a violation of 
the plant's License Condition and contrary to the UFSAR requirements, and are enforceable. 

 The guidance documents are not clear, creating confusion for licensees, NRC inspectors and reviewers, 
and the public about what constitutes an acceptable substitute for compliance with fire protection 
regulations as well as the permissible durations of the substitutions. 

o Facility-specific requirements for compensatory measures are sufficiently clear for licensees, the 
NRC, and the public. 10 CFR 50.48(a) requires each facility have a Fire Protection Program, and 
stipulates what that program must contain, including a requirement for administrative controls. 
The fire protection program is either included directly in the UFSAR, or included in the UFSAR by 
reference. As described above, expectations for fire protection compensatory measures are 
explicitly described for each facility, and are well-understood by the licensee and the NRC. 

 The guidance documents were not developed through an open process, thus depriving the public 
opportunities to weigh in on the acceptability of various compensatory measures. 

o Sufficient opportunities for public comment were available in development of related guidance 
documents, and the public had ample opportunity to participate. Specifically, Regulatory Guide 
1.189, which references treatment of fire protection compensatory measures, was published for 
public comment in April 2009, and the NRC staff responded to over 90 public comments on this 
regulatory guide. 

 
4. Much of the technical basis presented in the petition for rulemaking relies on a contractor report on fire 

protection compensatory measures, NUREG/CR-7135, “Compensatory and Alternative Regulatory Measures 
for Nuclear Power Plant Fire Protection.” The industry previously commented on the issues with the report in 
a September 25, 2013 letter, many of which relate to the fact that the report does not accurately 
characterize implementation of fire protection compensatory measures. 

 
Fire is a risk significant concern at every nuclear utility and each plant has appropriately established a fire 
prevention culture that is inculcated within work processes and organizational behaviors. The industry strongly 
considers the current regulatory governance and oversight to be sufficient to ensure a rigorous fire protection 
program is implemented at each nuclear station. And, contrary to the assertions in the petition, the industry views 
the volume of LERs referenced to be indicative of a program that provides little ambiguity or flexibility in 
implementation. Against this background, we ask the NRC to consider that there is not a compelling need for 
rulemaking in this instance. 
 
If you have any questions or require additional information, please contact me or Victoria Anderson (vka@nei.org). 
 
Sincerely, 
 
Bill Pitesa  
Chief Nuclear Officer 
 
Nuclear Energy Institute  
1201 F Street NW, Suite 1100  
Washington, DC 20004  
www.nei.org   
   
P: 202.739.8081  
C: 704.989.0943 
E: wp@nei.org  
 
c:         Mr. Victor McCree, EDO 
            Mr. Brian Holian, NRR 
            Mr. Joseph Giitter, NRR 
            Mr. Jay Robinson, NRR 
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            Ms. Jessica Kratchman, NRR 
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General Comment

Is President Tiny Hands on top of this situation? If not could someone please pull him away 
from binge watching cable news and get him up to speed? Yes, I know that Mike Kelly has 
restricted access to the White House Adult Day Care Center. Maybe you could try sending 
him a pair of kid's mittens for Xmas. That oughta get a reaction.
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Exelon Generation® 

December 20, 2017 

Secretary 
U.S. Nuclear Regulatory Commission 
AlTN: Rulemakings and Adjudications Staff 
Washington, DC 20555-0001 

200 Exelon Way 
Kennett Square. PA 19348 

www.exeloncorp.com 

Subject: Comments Concerning Petition for Rulemaking 1 O CFR 50, "Fire Protection 
Compensatory Measures," (82FR46717, dated October 6, 2017, Docket ID 
NRC-2017-0132) 

This letter is being submitted in response to the U.S. Nuclear Regulatory Commission (NRC) 
request for comments concerning Petition for Rulemaking (PAM) 1 O CFR 50, "Fire 
Protection Compensatory Measures," published in the Federal Register (i.e., 82FR46717, 
dated October 6, 2017). 

The petitioners requested that the NRC amend its regulations to establish acceptable 
conditions for the use of compensatory measures (e.g., fire watches, surveillance cameras) 
during periods when fire protection regulations are not met. The petitioners assert that 
certain guidance documents as cited in the PAM associated with the current regulations are 
deficient and that rulemaking would ensure that compensatory measures are used 
appropriately following a violation in fire protection regulations. The rulemaking process 
would provide the public the opportunity to weigh in on the appropriateness of the use of 
various compensatory measures before the requirements are adopted as final. 

Exelon Generation Company, LLC (Exelon) appreciates the opportunity to comment on this 
PAM and offers the attached comments for consideration by the NRC. In addition, Exelon 
supports the comments submitted by the Nuclear Energy Institute (NEI) regarding the 
subject PAM. 

If you have any questions or require additional information, please contact Richard Gropp at 
(610) 765-5557. 

Respectfully, 

David P. Helker 
Manager, Licensing and Regulatory Affairs 
Exelon Generation Company, LLC 

Attachment: Comments Concerning Petition for Rulemaking 

PRM-50-115 
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Comments Concerning Petition for Rulemaking 
Docket ID NRC-2017-0132 
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Comments Concerning Petition for Rulemaking 

The U.S. Nuclear Regulatory Commission (NRC) published in the Federal Register (i.e., 82FR46717, dated October 6, 2017) a request for 
comments concerning Petition for Rulemaking (PRM) 1 O CFR 50, "Fire Protection Compensatory Measures. " In response to this request, 
Exelon Generation Company, LLC (Exelon) offers the following comments for consideration by the NRC. 

Federal Register Notice (82FR46717) 

Petition for Rulemaking Assertion 

(1) They are not regulations and, therefore, 
convey unenforceable expectations; ... 

Exelon Comment 

Exelon does not agree with the petitioners' assertion. 

1 O CFR 50.48(a) requires that each facility have a Fire Protection Program (FPP), 
and stipulates what that program must contain, including a requirement for 
administrative controls. Additionally, 10 CFR 50.48(d}(1) originally required these 
controls be in place four (4) months after the NRC's Safety Evaluation Report 
(SER) approving/accepting the Fire Protection (FP) features (refer to the 01-01-99 
Edition of 1 O CFR 50.48). The NRG subsequently deleted this section of 50.48, 
since licensees had come into compliance in the early 1980s and the NRG 
determined that there was no need to retain these words in the rule. 

The petitioners assume that a requirement has to be in a regulation to be 
enforceable, which Exelon considers to be incorrect. 

Compensatory measures are required by a plant's Facility Operating License 
FOL), through the FP License Condition. The FP License Condition requires the 
licensee to: "implement and maintain in effect all provisions of the approved Fire 
Protection Program as described in the UFSAR, and as approved in the NRG 
Safety Evaluation Reports ... , " which then includes a listing of SE Rs including 
those that approved the station's compensatory measures. The FPP is either 
included directly in the Updated Final Safety Analysis Report (UFSAR), or included 
in the UFSAR by reference. Contained within the FPP are the licensee 
commitments, that have been aooroved by the NRC, concerninq compensatory 
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Petition for Rulemaking Assertion 

(2) They create confusion for licensees, NRG 
inspectors and reviewers, and the public 
about what constitutes an acceotable 

Exelon Comment 

measures. Failing to implement the compensatory measures would therefore be a 
violation of the plant's License Condition and contrary to the UFSAR requirements, 
and would be enforceable. 

The NRC has communicated their expectations that licensees develop 
compensatory measures for fire detection and protection features in numerous 
documents, and required licensees to docket a response to one or more of these 
documents. The NRC then based their approval of the FPP on that response. 
Some examples include: 

• Branch Technical Position (BTP) 9.5-1 (numerous versions) 
• Regulatory Guide (AG) 1.120 
• Nuclear Plant Fire Protection Functional Responsibilities, Administrative 

Controls and Quality Assurance (FRACQA letter), dated August 8, 1977 

In particular, each document discusses the potential need to perform testing, 
impairment, or maintenance on FP features, and the need for compensatory 
measures to be in place during those periods where FP Structures, Systems, and 
Components (SSC) are not operable. 

In addition, the NRC revised Regulatory Guide (AG) 1.33 in 1977 to require 
administrative procedures for the plant's FPP, thereby making AG 1.33 agree with 
the policies described above. 

These controls are required since they are contained in the licensees' FPP, and 
may also be incorporated into the licensees' Quality Assurance Program (OAP) 
which also includes administrative controls, both of which are enforceable. 

Exelon believes that licensees and the NRC have a clear understanding of what 
constitutes the requirements. The NRC has written violations when infractions 
occur. 
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Docket ID NRC-2017-0132 
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Petition for Rulemaking Assertion 

substitute for compliance with fire 
protection regulations following 
identification of a deficiency, as well as 
the permissible durations of the 
substitutions; and .. . 

Exelon Comment 

Testing, impairment, and maintenance are all anticipated conditions, originally 
foreseen and explicitly discussed by the NRG when their FP policies were 
developed. Having a FP feature out-of-service is generally not a violation of a 
NRG regulations, provided that the compensatory measures specified in the site's 
administratively controlled processes (e.g., Technical Requirements Manual 
(TAM)) are implemented. 

Some Technical Specifications (TS) are time-limited because the plant will no 
longer meet some single-failure design criteria while an SSC is inoperable. For 
others, no time limit is applied because a compensatory measure is judged to 
provide equivalent protection. There are many conditions where a time limit on the 
compensatory measure is not necessary to be included in the plant's current TS 
(e.g., a periodic grab sample is an acceptable compensatory measure for some 
inoperable radiation monitors, with no time limit). 

In the case of FP requirements, the NRG has concluded that the compensatory 
measure does not require a time limit (except for the unique case of no operable 
fire pumps). This is reflected in the model FP TS NRG transmitted to all licensees 
in December 1976 (ex., NRG letter to Dresden and Quad Cities, December 2, 
1976). This is also reflected in numerous editions of NRC's Standard Technical 
Specifications issued throughout the 1980's. 

In Generic Letter (GL) 86-10 and GL 88-12, the NRG encouraged licensees to 
relocate FP requirements from the plant's TS to a licensee-controlled FPP 
document, and enforced compliance with these controls via a License Condition. 
The NRG chose this approach because they agreed that the safety-significance of 
individual FP SSCs was very low, and did not warrant control via TS (refer to NRG 
TS Improvement Program (TSIP) Commission Interim Policy Statement, dated 
February 1987, which indicated FP requirements should no longer be included in 
the TS). 
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Petition for Rulemaking Assertion 

(3) They were not developed through an 
open process, so the public did not have 
opportunities to weigh in on the 
acceptability of various compensatory 
measures. 

Exelon Comment 

The question of long-term impairments has previously been raised in numerous 1 O 
CFR 2.206 petitions, and in each case, the NRC's Director's Decision has found 
that long-term compensatory measures are legally permissible (reference 
Director's Decision DD-96-03 dated April 3, 1996). 

Exelon does not agree with the position. The NRC has for a long period provided 
the opportunity for public interaction related to licensee's licensing actions (e.g., 
license amendment requests, exemptions, etc.) . 

Nuclear Steam Supply System (NSSS) vendor's Standard TS revisions issued in 
the 1980s appear to have been processed via open processes (all NUREGs). 
These Standard TS also contained the NRC's model FP TS. 

The removal of FP requirements from TS was based on a 1987 Commission 
Policy statement. Subsequently, each licensee would have needed to process a 
TS change via the license amendment process pursuant to 1 O CFR 50.90, which 
would have also provided the public an opportunity to comment. 

The fundamental point of the removal of FP requirements from the TS was that the 
safety significance was deemed low. 
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Petition PRM-50-115 (ML 17146A393) 

Petition for Rulemaking Assertion 

Cover Letter 

Requests NRC promulgate regulations "that 
establish acceptable conditions for use of 
compensatory measures ... II 

Page 1 

Request for final rule that defines the 
compensatory measures that are authorized 
and under what conditions, when fire 
protection regulations are not met. 

Page 1 

Request that a maximum duration for 
compensatory measures, and they be 
defined as shown in Table 1 . Table 1 
contains quotations from NUREG/CR-7135. 

Page 2 

Chronology 

Exelon Position 

Exelon believes that a "regulation" (rulemaking) would likely not be the appropriate 
regulatory process to address this issue. 

The regulations governing TS (i.e., 10 CFR 50.36) do not warrant this level of 
detail, so it would seem logical that the NRC would not need to promulgate a 
regulation for issues of less safety significance. 

Having a FP feature out-of-service is not a violation of a FP requirement or 
regulation. 

The NRC's regulatory requirements mandate that licensees have a FPP. Included 
within that program is a requirement to provide provisions for testing, impairment, 
and maintenance. These features were all foreseen and explicitly discussed by 
the NRC when their policies were developed. 

The question of long-term impairments has previously been raised in numerous 1 O 
CFR 2.206 petitions, and in each case, the NRC's Director's Decision has found 
that long-term compensatory measures are legally permissible (reference 
Director's Decision 00-96-03, dated April 3, 1996). 

Table 1 taken from NUREG/CR-7135 is a contractor report and may not represent 
official NRC or industry policies or positions, although it may provide beneficial 
information. 

Exelon believes that the chronology presented is incomplete. The following 
milestones are presented: 

• September 1976 - NRC requests sites submit FP TS . 
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Petition for Rulemaking Assertion 

Page 8 

The term "adverse to safe shutdown" is not 
clearly defined. 

Page 8 

Compensatory measures guidance 
documents were not developed via an open 
process. 

Exelon Position 

• December 1976 - NRC transmits model FP TS to sites (containing 
compensatory measure provisions, surveillance requirements, etc.). 

• 1977 revision to AG 1.33 to require administrative procedures for the plant 
FPP. 

• Early to mid-1980s - NRC performs Fire Probabilistic Risk Assessment 
(PAA) (using simplified, conservative methodologies) 

• 1987 Commission Policy Statement to remove FP requirements from TS. 

• GL 88-20 related Individual Plant Examination of External Events (IPEEE) 
(Fire IPEEEs performed in early 1990s via GL 88-20, Supplement 4). 

The types of FP changes a licensee can make without prior NAC approval is 
clearly articulated in GL 86-10, which forms the basis for licensees that have 
adopted the standard FP License Condition. Subsequently, following revisions to 
the NRC's 1 O CFA 50.59 process, this guidance for making FP changes was 
reiterated in the Nuclear Energy lnstitute's (NEl's) guidance document NEI 02-03, 
which was submitted to the NRC for endorsement. 

The petitioners do not specify what requirements or policies should have been in 
place when the guidance for compensatory measures was developed and 
implemented. 

The historical evidence suggests that NAC followed the process that was in effect 
at the time their expectations were communicated. 

NSSS-vendor Standard TS revisions issued in the 1980s appear to have been 
processed via open processes (all NUAEGs). These Standard TS also contained 
the NRC's model FP TS. 
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Petition for Rulemaking Assertion 

Page 8 

The public has never had a chance to weigh 
in on the acceptability or the duration of fire 
protection compensatory measures. 

Page 11 

The petition matters because "fire risk is 
roughly equal to all other core damage risks 
combined." 

Exelon Position 

The removal of FP requirements from TS was based on a 1987 Commission 
Policy Statement. Subsequently, each licensee would have needed to process a 
TS change via the license amendment process pursuant to 1 O CFR 50.90, which 
should have also provided the public an opportunity to comment. 

The fundamental point of the removal of FP requirements from the TS was that the 
safety significance was deemed low. 

Exelon does not necessarily agree with this position. The NRC has and continues 
to solicit stakeholder comments on its regulatory processes including those 
pertaining to FP requirements and guidance. The NRC also provides the 
opportunity for stakeholder interaction through the 10 CFR 2.206 petition process. 
There have been a number of 2.206 petitions on this topic. 

Exelon does not consider the analogy equivalent. 

Fire risk as reported in site Fire PRAs, is the summation of numerous discrete 
scenarios. The risk significance of any particular FP feature (e.g., barrier, seal, 
sprinkler, detector, etc.) is very small, since that feature is only relevant to a very 
small subset of all the scenarios that make up the summation. 

The NRC already had the benefit of very conservative early Fire PRAs when they 
made the decision in GL 86-1 O and GL 88-12 to remove FP from TS. As the NRC 
has already concluded, the risk significance of any one specific FP feature being 
out-of-service is too low to justify elevating it to the controls required by 1 o CFR 
50.36. Current refinements in Fire PAA methodologies have removed 
unnecessary conservatisms in risk calculation methods, lowering Core Damage 
Frequency (CDF) values even further than those that existed when the NRC made 
their decision in 1987. 
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Petition for Rulemaking Assertion 

Attachment 1 - List of Licensee Event 
Reports (LERs) 

Additional Comments 

Exelon Position 

The petitioners have provided a listing of LERs showing that inoperable FP 
features were at one time reportable per TS, and that fire watches were used as 
compensatory measures. 

NRC authorized the removal of FP requirements from the TS based on its 1987 
Commission Policy Statement. This decision recognized that the low safety 
significance of individual FP features did not justify regulation via 1 o CFR 50.36. 
Once a site relocated FP operability requirements from TS to a licensee-controlled 
document, inoperable FP equipment was no longer a reportable condition that 
would necessitate an LEA due to TS inoperability. This was part of the NRC's 
intention in encouraging licensees to remove FP requirements from TS. 

Additionally, the list of LERs in Attachment 1 shows that licensees were following 
their FPP requirements by instituting fire watches when inoperable FP features 
occurred or were discovered. This is an illustration of the process working as 
intended. 

1. If the NRC is required to follow Executive Order 13563, then it is not clear how this rulemaking request would meet the stipulations of the 
Executive Order. As noted, the petitioners are requesting that the NRC promulgate regulations for establishing acceptable conditions for 
use of compensatory measures during periods when fire protection regulations are not met. There does not appear to be sufficient 
justification supporting a rulemaking that would justify the cost of its implementation. There are alternative regulatory approaches that 
have been utilized to communicate NRC expectations regarding the timely repair of impaired fire protection SSCs and implementation of 
compensatory actions. 

2. The petitioners state that the compensatory measure guidance is deficient because: 
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• The guidance documents are not regulations and, therefore, convey unenforceable expectations. 

• The guidance documents are not clear, creating confusion for licensees, NRC inspectors and reviewers, and the public about 
what constitutes an acceptable substitute for compliance with fire protection regulations as well as the permissible duration of 
the substitutions. 

• The guidance documents were not developed through an open process, thus depriving the public opportunities to weigh in on 
the acceptability of various compensatory measures. 

Exelon does not agree with the three (3) positions described above and offers the following additional information to support our position: 

• As part of a licensee's Operating Experience (OE) review process these types of documents (e.g., RGs, NUREGs, GLs, 
Regulatory Information Summaries (RISs)) are reviewed and applicable information is incorporated into the site's FPP. This 
provides a regulatory basis which is reviewed and, therefore, the FPP requirements are enforced by the NRC. In addition, the 
licensee's timeliness of corrective actions and use of industry and NRC OE is evaluated under NRC Inspection Procedure (IP) 
71152. 

• Compensatory measures for out-of-service, degraded, or inoperable FP equipment are evaluated under NRC IPs 71111.05-01, 
71111.05-01 XT, and 71111.05AQ-01. There are examples in which the NRC identified items of non-compliance during its 
inspection activities under these IPs. The results of these inspections are available to the public for their review. 

• Exelon believes that based on the early examples provided by the petitioners, it could be construed that there were 
constituents that needed further guidance. However, over the years the NRC has addressed issues by publishing several 
documents that provide additional guidance regarding compensatory actions such as: 

o RIS 2005-07, "Compensatory Measures to Satisfy the Fire Protection Program Requirements," dated April 19, 2005 

o NUREG/CR-7135, "Compensatory and Alternative Regulatory Measures for Nuclear Power Plant Fire Protection," 
dated August 2015 

• In addition, NEI published a white paper on alternative fire protection compensatory measures which is captured in ADAMS 
(ML33381055). 
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• NRC guidance documents (e.g., RGs and NUREGs) are made publicly available so that interested stakeholders have an 
opportunity to review and comment on the documents, when applicable. This provides an acceptable approach for stakeholder 
feedback pertaining to the NRC's expectations for acceptable methods in implementing its regulations. 

3. The petitioners seem to be expressing a concern about individuals being fire watches and expected to use fire extinguishers without 
receiving training and there being no consequences if the site's procedures do not require the training. Exelon does not agree with the 
petitioners' position regarding this issue. Individuals whose job duties require them to use fire extinguishers are required to be trained by 
insurance company standards and the Occupational Safety and Health Administration (OSHA) requirements under 29 CFR 1910.157(g) 
and any consequences would be imposed by these organizations, if applicable. 
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