
ENCLOSURE 1 

NOTICE OF. VIOLATION 

Public Service Electric and Gas Company 
Salem Nuclear Generating Station 
Units 1 and 2 

Docket Nos: 50-272 
50-311 

License Nos: DPR-70 
DPR-75 

During an NRC inspection conducted on February 2, 1998 through March 15, 1998, three 
violations of NRC requirements were identified. In accordance with the "General 
Statement of Policy and Procedure for NRC Enforcement Actions," NUREG-1600, the 
violations are listed below: 

A. 10 CFR 50, Appendix B, Criterion XVI, Corrective Action, requires, in part that 
conditions adverse to quality are promptly identified and corrected. 

Contrary to the above, from January 25, 1998 until February 25, 1998, a condition 
adverse to quality-existed at Salem without initiating aggressive action to identify 
and correct the causes. Degraded service water strainers and lack of service water 
reliability program oversight resulted in accelerated rates of biofouling in service 
water cooled heat exchangers. Grass from the Delaware River clogged the inlet 
tube sheet of a safety related chiller condenser and contributed to the chiller's 
inoperability. During this period, several other instances of biofouling in service 

· water cooled heat exchangers were observed and a missing strainer filter media 
was identified without initiating an action request. However, the licensee failed to 
take prompt action to determine the causes. 

This is a Severity Level IV Violation (Supplement I). 

B. Technical Specification (TS) 6.8.1 requires, in part, that written procedures be 
implemented for the safety-related equipment recommended in Appendix "A" of 
Regulatory Guide (RG) 1 .33, Revision 2, February 1978. RG 1.33 recommends that 
equipment control of safety-related systems, including emergency diesel generators, 
be covered by written procedures. 

1. Contrary to the above, on February 19 and 22, 1998, the licensee did not 
properly implement maintenance procedure SC.MD-ST.DG-0003, "Eighteen 
Month Diesel Engine Inspection Maintenance." Specifically, the technician 
did not sign off step 5.17 .4 to verify the 2A emergency diesel generator 
(EOG) petcocks were closed before turning the engine over to operations; in 
step 5.17.9.M, technicians performed an initial check that the 2A EDG fuel 
pump racks were unlatched and did not sign this off, and did not.perform the 
required independent verification of the racks. 
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2. Contrary to the above, on February 20, 1998, the licensee did not properly 
implement operations procedure SC.OP-PT.DG-0001, "Diesel Generator 
Manual Barring." Specifically, nuclear equipment operators. did not verify 
that 2A EOG petcocks were properly closed before starting the engine. 

This is a Severity Level IV Violation (Supplement I). 

C. Salem Unit 1 Technical Specifications (TS), Section 3.8.1.1.b.2, requires, in part, 
that three separate and independent diesel generators with two fuel transfer pumps 
be operable in Modes 1-4. 

Contrary to the above, from 8:35 a.m. on February 18, 1998, until 2:31 a.m. on 
February 20, 1998, Salem Unit 1 operated in Mode 4 with one operable fuel 
transfer pump. 

This is a Severity Level IV Violation (Supplement I). 

· Pursuant to the provisions of 10 CFR 2.201, Public Service Electric and Gas Company is 
hereby required to submit a written statement or explanation to the U.S. Nuclear 
Regulatory Commission, ATTN: Document Control Desk, Washington, D.C. 20555 with a 
copy to the Regional Administrator, Region I, and a copy to the NRC Resident Inspector at 
the facility that is the subject of this Notice, within 30 days of the date of the letter 
transmitting this Notice of Violation (Notice). This reply should be clearly marked as a 
"Reply to a Notice of Violation" and should include for each violation: (1) the reason for 
the violation, or, if contested, the basis for disputing the violation or severity level, (2) the 
corrective steps that have been taken and the results achieved, (3) the corrective steps 
that will be taken to avoid further violations, and (4) the date when full compliance will be 
achieved. Your response may reference or include previous docketed correspondence, if 
the correspondence adequately addresses the required response. If an adequate reply is 
not received within the time specified in this Notice, an order or a Demand for Information 
may be issued as to why the license should not be modified, suspended, or revoked, or 
why such other action as may be proper should not be taken. Where good cause is 
shown, consideration will be given to extending the response time. 

If you contest this enforcement action, you should also provide a copy of your response to 
the Director, Office of Enforcement, United States Nuclear Regulatory Commission, 
Washington, DC 20555-0001. 

Because your response will be placed in the NRC Public Document Room (PDR}, to the 
extent possible, it should not include any personal privacy, proprietary, or safeguards 
information so that it can be placed in the PDR without redaction. If personal privacy or 
proprietary information is necessary to provide an acceptable response, then please provide 
a bracketed copy of your response that identifies the information that should be protected 
and a redacted copy of your response that deletes such information. If you request 
withholding of such material, you must specifically identify the portions of your response 
that you seek to have withheld and provide in detail the bases for your claim of 
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withholding (e.g., explain why the disclosure of information will create an unwarranted 
invasion of personal privacy or provide the information required by 10 CFR 2. 790(b) to 
support a request for withholding confidential commercial or financial information). If 
safeguards information is necessary to provide an acceptable response, please provide the 
level of protection described in 10 CFR 73.21. 

Dated at King of Prussia, Pennsylvania 
this 2nd day of April 1998 


