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March 18, 1976 .

‘_PRN-Lf—76-54

‘REGULATORY DOCKET FILE COPY,

Mr. Norman C. Moseley, Director, Region II
Office of Inspection and Enforcement

U. 'S. Nuclear Regulatory Commission :
230 Peachtree Street, N. W., Suite '818 o
"Atlanta, Georgia 30303, '

Dear Mr. Moseley: o
’ REPORTABLE OCCURRENCE 335-76-3

ST. LUCIE UNIT 1 u
DATE OF OCCURRENCE: MARCE 8, 1976

DESIGN ERROR IN ENGINEERED SAFETY
FEATURES ACTUATION SYSTEM .

The attached Llcensee Event Report is being submitted in
accordance with Technical Specification 6.6.l.a to provide
prompt notification of the subject occurrence.

Ver& truly yours,

Schmidt. .
Vlce PreSLdent : . ,

Power Resources

MAS/cpc

Attachment

cc: Jack R. Newman, Esquire . '
Director, Office of Inspection and Enforcement (40)

Director, Office of Management Information and
Program Control (3) s . /
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'LICENSEE EVENT REPORT

i AN conTRoL sLock:| | ' [ 1 sl (p&e PRINT ALL REQUIRED INFORMATION]
UCENSEE o LCENSE EVENT
UCENSE NUMBER TYFE TYPE
-LF lLlslzlslii Lolol—lol o o o d=|olo] I4 |2 Illllll IOIJ- l
: 14 15 ) 25 a1
CATEGORY ETFY%?. Sﬁgﬁggz DOCKET NUMBER REPORT ODATE
.CON"'L__Ll ‘I'TI lLl |0l510|—|0|3L3L5| L013l0|8|7|€7>| Lol 3|1} 8] '7[ 6]
] - 74 - 75 A

EVENT DESCRIPTION

- 2] | During vreoverational core loading, an engineering review by the FPL General Office ' |
70ﬂ5? gLEnglneemng Staff :md:.cated that upon loss of power all ESFAS signals would go to the 8?
73[-]48 9[by'oass mode, whereas only the CSAS and RAS signals should do so. FSAR Section 7.3.1. 4 ]
7-8 ire@nres that signals other than CSAS and RAS go to the trip mode upon loss of power. 8?

80
I This is the first occurrence of this type. (335-76-3).-
7 88 . PRME I . 80
SYSTEM  CAUSE COMPONENT COMPONENT
CODE  COCE COMPONENT CODE T swPRuR MANUFAGTURER VIGLATON
©F lzlef [l linislrieiol *Ja) lelsl6fo] T[]

88 10 12 . 17 44 47 48

CAUSE DESCRIF’TION

- | This occurrence was caused by an ESFAS circuitry des:Lgn error. All ESFAS signals were l
) g0

9 Lw-f-md to g0 to_the bvoass mode upon loss of vower. Cireuit modifications are being |

8 9 - 80
Fﬁ Lmade to comply with FSAR Sect:.on 7.3.1.4 and will be completed before entering
788 METHOO CF ’ - . 80
A OTHER S‘TATUS DISCOVERY DISCOVERY QESCRIPTION
[ [B I LOl Ol o] | NA | le] ‘|Engineering review of ESF circuitry |
7 8 9 12 13 a4 45 48 T ‘ g0
FGRM OF . . .
. ACTIVITY comem ; . ’ ]
RELEASED OF RELEASE AMOUNT QF ACTIVITY LOCATION OF RELEASE
A 1z Lz] | NA | I NA |

7 8 9 a9 1 44 45 80
PERSONNEL EXPOSURES . -
TYPE DESCRIPTION

[I] Io Tolol [zl 1 ~ NA ' ' |
11 12 13 , ‘ u 80
F’ERSONNEL INJURIES . . ] .7
NUMBER QESCRIPTION *
Illlp lolo] L NA . |
11 12 . 50
. PROBABLE CONSEGUENCES ! . .
FE] | NA . |
7 889 . . a0
' LOSS QR DAMAGE TO FACILITY . .
TYPE DESCRIFTION ) . .
GEl 2] | . NA - |
7 89 . 10 ) 80
puUsLICITY ) . ‘
aall ’ NA ' |
7 889 . .80

ADDITIONAL FACTORS . .
[ie] |cause Descrivtion (Cont.): Technical Svecification mode 4. |

7 8839 . 80
l ) ‘ ® - '
7 839 |, . . . 80

NAME:__ M. A. Schoppman ' prone: (305) 552-3779
] GPO 883.667



AN



