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FLORIDA POWER & UGHT COMPANY

August 18, 1976

PRN-LI-76-218

Mr. Norman C. Moseley, Director, Region II
Office of Inspection and Enforcement

U. S. Nuclear Regulatory Commission

230 Peachtree Street, N. W., Suite 818
Atlanta, Georgia 30303 .

Dear Mr. Moseley:
REPORTABLE OCCURRENCE 335-76-40
ST. LUCIE UNIT 1
DATE OF OCCURRENCE: JULY 18, 1976

SHUTDOWN COOLING FLOW

The attached,Licensee Event Report is being submitted in
accordance with Technical Specification 6.9 to provide 30-day
notification of the subject occurrence. ) .

Very truly yours,

Gifiea
q 3//7é e
U, $1 NUCLEAR REGULATORY,

COMMISSION
Mal] Soctlon

e~
A. D. Schmidt
Vice President
Power Resources

MAS/cpc

Attachmezt . REEUMFRV ﬂ@@KEF H{L E @@P’i{
ce: Jack R. Newman, Esquire

Director, Office of Inspection and Enforcement (30)
Director, Office of Management Information and
Program Control (3)

%‘5\6 '




A




P

‘ ‘ " --. . R ]
N
CONTROL BLGCK:L_‘ I L 1] LEASE PRINT ALL RECUIRED INFORMATION)
1 &6 §
sucENseE . . LICENSE EVENT
NAME UCENSZ NUMEBER TYPE TYPE
llllFlLlleLsLll Iolo|-lom10Iolo =1 olo] . L4|1I1|1I1l o] 3]
7 89 14 15 25 26 31 32
CATEGOnY E';:{%QET g EPORT OC‘<'-'T NUMEER NT OATE REFORT DATE
-CONTL | L&] ILI Lolslof—]o[3]3l5] IOI7lll8l7IGI [0]8[1]8]7]6]
57 58 59 60 61 : 68 . 69 74 73 80
EVENT DESCRIPTION
[0lg | buring reactor shutdown and cooldown, it was found that pressurizer level |
7 889 - 80
IMSllwould drop whenever either set of shutdown cooling system suction valves l
7 88 80
III Lwas opened. Pressurizer level dropped because there was flow through bothl
80
- Ithe "AY and "B" suction relief valves. In order to maintain pressurizer |
8 9 80
Iok][level, it was necessary to start and then stop shutdown cooling flow on a |
7 89 . 80
SYSTEM CAUSE COMPONEENT COMPONENT *
cQoe COOE COMPONENT COOE SUPPLIER MANUFACTURER VICLATCN
[oF] lclr ! (k] |vlalzlvie ix] Lal lcl7l1]ol In |
7 88 40 1 12 17 43 44 47 48
CAUSE DESCRIPTION -
IﬂEILEhe shutdown coollnq,svstem suction llne relief valves were not seating |
7 889 €0
&ﬂﬂ Loronerlv which caused pressurizer level to drop whenever the suction I
9 . €0
,[0I€] | valves were opened. The relief valve problem is being evaluated and a |
7 889. : . . 80
FACUTY B METHCD OF
STATUS % POWER OTHER STATUS CISCTOVERY DISCOVERY OESCRIPTION
(D] lololo] | N/A | Lal | N/A |
7 8 ) 10 12 13 a4 &5 4s 80
FORM OF .
ACTIVITY CONTENT
RELEASED OFf RELEASE AMCUNT OF ACTIVITY LOCATION OF RELEASE i
DA 7 N/A | ] N/A |
7 8 9 10 1 a4 45 g0
PERSONNEL EXFOSURES
NUMEBER TYPE CESCARIPTICN
[iE Lolol o [z} N/A . |
7 88 1 12 13 . §0
. P‘RSONN:LINJURES .
¢ CESCRIPTION
f Lol 0 Io N/A |
: 7 1 12 80
. PROBABLE CONSEGUENCES |
| N/2 |
7 89 g0
LOSS OR DAMAGE TO FACILITY
TYPE QESCRIPTION
| | 2] N/A. |
{17 89 10 80
PUSLICITY v
[57] | N/A |
7 389 .60
! ADOITIONAL FACTORS
‘ EI% | see Page 2 for continuvation of Event Description_and Cause Descrivtion. 4
9 8C
[E] | - l
7 89 80

M. A. Schoppman

NAME:

FHONE: 305/552-3779

GPO $81.607.
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REPORTABLE OCCURRENCE NO. 335-76-40
LICENSEE EVENT REPORT
PAGE TWO ’

Event Description (Continued)

cycle of approximately 15 minutes which was contrary to Technical
Specification 3.4.1. RCS pressure was maintained‘below 210 psia
and both relief valves were gagged shut to allow continuous
operation of the shutdown cooling system. This was the second
occurrence involving operation contrary to Technical Specification
3.4.1 (LER 335-76-6), however, the two occurrences were not
related with respect to cause. (335-76-40)

Cause Description (Continued)

»

supplementafy report will be submitted upon completion of the
evaluation.



