APPENDIX A

NOTICE OF VIOLATION

“Virginia Electric and Power Co. License Nos. DPR-32
’ DPR-37

Based on the results of the NRC inspection conducted on August 21-24, 1978,

it appears that certain of your activities were not conducted in full com-
pliance with NRC requirements as indicated below. These items have been
categorized as described in our correspondence to you dated December 31, 1974.

A. Technical Specification 6.4.D requires that the detailed written proce-
dures provided for normal unit startup, operation, and shutdown shall
be followed.

Contrary to the above, Surry 2 facility procedures were not followed
on April 8, 1978, in that:

1. The initial reactor startup on Control Bank "C", below the
Technical Specification 3.12.A minimum insertion limits, was
not logged nor was the reason for the event and corrective
actions taken entered in the operator's or Shift Supervisor's
log as required by Section 29.1 of Administrative Procedure 29.

2. A calculation of the estimated critical position and documentation
of the actual critical condition was not completed on OP-1C for one
of the three reactor startups made on April 8, 1978, as required by
Operating Procedure 1.4.

This item is an infraction.

B. Technical Specification 6.6.1.a and b require that prompt reportable
occurrences be submitted to the NRC within two weeks and that thirty
day written reports be submitted within thirty days of occurrence of
the event.

Contrary to the above, the following reportable occurrences were not
submitted within the times required:

LER 78-03 for Surry 1, dated March 28, 1978
LER 78-06 for Surry 1, dated April 19, 1978
LER 78-08 for Surry 2, dated March 30, 1978
LER 78-13 for Surry 2, dated May 12, 1978

. This is a deficiency.
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