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Docket Nos. 50-280
and 50-2381

"1r31n1a Flectr1c and Power Company
ATTM: Mr. W. L. Proffitt

Senior Vice Preésident-Power
Post Office Box 26666 '
Richmond, Virginia 23261
Gentlemen:

Ymur'1Ltter dated November 3 ‘197c, provided additional

“inspection and test1ng of these pumps.

A. LﬁSI Pumps

As stated in our June 8, 1978 letter, we do not agree

related to the Surry Tow head safety injection (LHSI) pumps, the
outside recirculation (ORS) pumps, and the inside recirculation (IRS)

- pumps. Your Tetter was in response to our October 19, 1978 letter
in which we reiterated our June 8, 1978 position regard1nq th

- We have eva?uated your Novembpr 3, 1978 letter as discussed below:

information

) that 50 hours of operation, even with no evidence of .
' degradation, is sufficient to assure Tong term operation.
However, if you can provide long term performanre data

. from the manufacturer or other pump tests, we will
evaluate it. Lacking such information from you, we

conclude that the LHSI pump must be endurance tested or a
cross-connect between the LHSI and ORS mast be installed
In view of the excellent conditicn of the LHSI pumps

during their inspections, we will accept a modified
endurance test program from that stated in our June

1978 letter, i.e., rec1rcu1at1on flow for a shorter

per1od of t1me.

B. ORS Pumps_

e have cdné]uded that similarity between the ORS pumps . :{

at Surry and North Anna has not been demonstrated.

In - ”,gifﬁ ‘
view of this, provide a modal analysis demonstrating that. : )
the n;tura] Frnquen01es of the ?umps at the tweo facilities

frequencies of the pun‘p7 812120 05'4/

 are similar and that the natura
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Virginia Electric and Power Company - 2 -

-

Within 15 days of the date of this Tetter, provide us u1t§ your
plans to perform the inspection and t94t1ng and a schedule for

DEp 2 78

- column systems would not be expected to lead to

unsatisfactory vibratory behavior. We require this .
information to provide a reasonable basys for determining
whether the Surry ORS pumps are sufficiently similar to

.the tested North Anna pumps to justify applying the

results of the North Anna tests to the Surry pumps
without add1t1onal testing. -

- IRS Pumps

In our June 8, 1978 }etter, we requested that all IRS
pumps be 1n°pectea not later than January 371, 1979.

It is still our position that these pumps must be

inspected. The testing of the IRS pumps will receive
our continued attentwon as further 1n5ppct1ons are
made.

In regard to per1od1é dry testing of thethS pumps,

our June 8, 1978 letter requested that you propose

an a]ternat1ve to dry testing or provide additional
justification that dry testing is non-detrimental.
He would 1ike you to evaluate the advantages and

- disadvantages of extending the interval between
‘periodic dry tests. If your evaluation reveals that

/ continued dry testing at the present test interval
,1s warranted, provide us with your bases. -Include a
/ statement from the manufacturer as to whether such

testing is or is not a recommended pract1ce for tnose

~ pumps.

providing.any additional information.

. \ ~ Sincerely,

ORIGINAL SIGNED

" Ds Go Eisenhut, Acting Assistant

Director for Systems and Prajects

Division of Operating Reactors
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® December 1, 1978

cc: Mr. Michael W. Maupin
Hunton & Williams
Post Office Box 1535
Richmond, Virginia 23213

Swem Library ’
College of William & Mary
Williamsburg, Virginia 23185

Donald J. Burke

USNRC, Region II

Office of Inspection and Enforcement
101 Marietta Street, Suite 3100
Atlanta, Georgia 30303






