
VIRGINIA ELECTRIC AND POWER COMPANY 

RICHMOND,VIRGINIA 23261 

June 14, 1979 

Mr. Victor Stello, Jr., Director 
Division of Operating Reactors 
Office of Nuclear Reactor Regulation 
U. S. Nuclear Regulatory Commission 
Washington, D. C. 20555 

Dear Mr. Stello: 

Serial No. 
PO/FHT:baw 
Docket No. 

License No. 

466 

50-280 
50-281 
50-338 
50-339 
DPR-32 
DPR-37 
NPF-4 
CPPR-78 

FAILURE OF SOLENOID OPERATED VALVES 
TO MEET IE BULLETIN 79-01 

ENVIRONMENTAL QUALIFICATION REQUIREMENTS 

Pursuant to the reporting requirements of I.E. Bulletin 79-01, Environmental 
Qualification of Class IE Equipment, dated February 8, 1979, Virginia Electric 
and Power Company hereby forwards the attached report detailing the failure of 
several solenoid operated valves to meet environmental qualification require­
ments. 

Twenty-four hour and fourteen day reports were submitted in compliance with 
the Bulletin, however, they were inadvertently forwarded to Region II. The 
attached report is intended to supplement the four previous transmittals listed 
below. 

Report type Docket No(s). 
24 hour telecopy 50-338 
24 hour telecopy 50-280, 50-281 
LER-79-065/0lT-O 50-338 
LER-79-018/0lT-O 50-280, 50-281 

Serial 

389 
398 

No Date 
5-7-79 
5-10-79 
5-21-79 
5-23-79 

If you have any questions, or require additional information, please contact 
this office. 1/dd: 
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cc: James P. O'Reilly, Director (1 copy) 
Office of Inspection and Enforcement-Region II 
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