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Mr. James P. O'Reilly, Director, Region II
Office of Inspection and Enforcement

U. S.. Nuclear Regulatory Commission

230 Peachtree Street, N. W., Suite 1217

Atlanta, Georgia

‘July 13, 1978

30303

Dear Mr. O'Reilly:

REPORTABLE OCCURRENCE 335-78-23
ST. LUCIE UNIT 1 .

FLORIDA POWER & LIGHT COMPANY

PRN-LI-78-189
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DATE OF OCCURRENCE: JUNE 15, 1978

TECHNICAL SPECIFICATION 3.6.6.1

SHIELD BUILDING VENTILATION SYSTEM

‘The attached Licensee Event Repoxrt is being submitted
in accordance with Technical Specification 6.9 to pro-
vide 30-day notification of the subject occurrence.

.

Very truly yours,

A. D. Schmidt
Vice President

Power Resources

MAS/mal
:Attachment

Reis, Esquire
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cc: Harold F.
Director, Office of Inspection and Enforcement (30)
Director, Office of Management Information and

Program Control (3)
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EVENT OESCAIPTION AND PROBABLE CONSZQUENCES
(017] |__During testing, the humidity control heaters on _the shield building ]
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(c13] | ventilation system ("B" train) tr:n.pped on h:.gh temperature. Also, i
G131 Llow flow alarms were received, and Shield Building vacuum was less |

(3I5] |_than expected. "This indicated that the "B" train was not fully operable
[""rj { and required ACTION in accordance with Spcc:ifflcation 3:6.6.1. This is: |
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CAUSE DESCRIPTION AND CORﬂEC‘-’IVE ACTIONS

7197 | The heaters tripped properly due to high temperature caused by low I
GIi 1 flow. The adjustment' on the throttled motor operated outlet damper . {
Tz} | vas reset and proper flow verified on the "B" train (and the "A" train) i
G131 L in 24 hours, which was well within the time limit. |
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