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Dear Mr. O'Reilly:

REPORTABLE OCCURRENCE 335-78-9
ST. LUCIE UNIT 1

DATE OF OCCURRENCE: FEBRUARY 28, 1978

Mr. James P. O'Reilly, Director, Region II
Office of Inspection and Enforcement
U. S. Nuclear Regulatory Commission
230 Peachtree Street, N.W., Suite 1217
Atlanta, Georgia 30303
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DIGITAL DATA PROCESSING SYSTEM

The attached Licensee Event Report is being submitted in
accordance with Technical Specification 6.9 to provide 30-
day notification'f the subject occurrence.

Very truly yours,

Vice President
Power Resources

MAS/mb

Attachment

cc: Harold R. Reis, Esquire
Director, Office of Inspection
Director, Office of Management

Program Control (3)

and Enforcement (30)
Information and
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CONTROL BLOCK:

l 'CENSEE
u NAME

01 F L S T. S l
7 89 14 15

LICENSE NUMBER

0 — 0 0 0 0 0 — 0

SE PAINT ALL AEaulAED INFORMATION)

UCENSE EV'ENT
TYPE T'Y PE

0 4 1 1 1 1 ~03
25 28 30 3'I 32

REPORT AEPOAT
CATEGORY TYPE SOURCE

[oD~jcoN'T~ L L
7 8 57 58 59 ao

REPORT OATSEVENT OATECOCKET NUMBEA

0 5 0 — 0 3 3 5
74 75 80* 88 8981

0 2 2 8 7 8 0 3 3 0(7 8

EVENT OESCRIPTION

tool Duri urer o ration the Di ital Data Processin S stem DDPS malfunctioned.
7 8 9I This resulted in loss of CEA backu sition indication and the incore flux detector
7 89

s st 1 i or f. distribution. Action r- ired b S cifications 3.l.3.3

eo

60

7 8 9 80
~05 and 4.2.1.3 was initiated and the DDPS restored to operation in 6 minutes. This was
7 8 9 80
toOI th second occurrence involving loss due (continued belev under 'dditional Factors" )

COMPONENT
MANUFACTUFEA

F l 2 0

7 8 9

IOOI restarted and returned to service in 6 minutes.

89 PAhIE
SYSTEM CAUSE COMPONENT

COBE COOE COMPONENT CQOE SU~
tocj ~XX ~E X X X X X X A
7 8 9 10 11 12 17 43 44 47

CAUSE DESCRIPTION

tool An a ent mcxnen memo failure caused the DDPS to halt.

48

The DDPS was
80

7 8 9
~10

OTHER STATUS

N/A

AMOUNT OF 4CTlVITY

N/A

N/A

N/A

PRQQAIzlLc, CONSEGUENCES
N/A

7 89
FAC:IJTY
STATUS POWER

7 8 9 10 12 13
FOAM OF
ACTIVITY CO@TENT
AELMSEO OF RELEASE

tiisl z ~z
7 s s 10 11

PERSONNEL EXPOSURES

7 89 11 12 13
PERSONNEL INJURIES

NUMBER O'ESCA!PTIOiN

Q~~j ~eo o
7 89 11 12

METHOO OF
OISCOVEAY

44 45 48

OISCOVEAY OESCAIPI'ON

N/A

LOCATION CF AELMOSE

N/A

80

BO

80

80

80

80

7 8 9
LOSS OR OAivlAGE TO FACILITY
TYPE OESCFIPTION

7 89 10
PUBLICITY

7 89

N/A

N/A

80

AOOITIONAL FACTORS

to this cause (335-78-02) . Such anonalies are not unccmnon to small computers.
7 8 9

Q1g 335-78-9
7 89

SchopprrlanNAi'vIE'05/552-3802
PHONE:

60

QFO IIOI ~ 46T




