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NOTES:

1. CONDUIT WRAPPED UP TO EL 17'-5 (CEILING).
2. FOR INSTALLATION OF THERMOLAG SEE

8770-8-325 INSTALLATION DETAILS.
3. AC POWER SOURCE RECEPTACLE FOR APPENDIX "R

EMERGENCY BATTERY PACK UGHTING UNITS
SEE 8770-G-397 SH. l.

4. SECURE TRAIN-THAT TRAIN OF EQUIPMENT AHD
FUNCTIONS SELECTED FOR SAFE SHUTDOWN
CAPABIUTIES. SECURE TRAIN IS EITHER NOT IN THE
RRE AREA, HAS A MINIMUM OF CABLES THAT DO
NOT ADVERSELY AFFECT SAFE SHUTDOWN
CAPABIUIIES QR CABLES FQR SAFE SHUTDOWN ARE
PROTECTED IN THE FIRE AREA.
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APPCNDIX 'R'3 HOUR RATED THERIROLCG
MATERIAL).

~A(cke BEGIN . THERMO(A(3 BEGINS AT TH(5 FDIHi. F
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