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PRIMARY/UNDERFREQUENCY GENERATOR LOCKOUT RELAYS

PRIMARY GENERATOR LOCKOUT RELAY — 1

PRIMARY BACK-UP GENERATOR LOCKOUT RELAYS

BACK-UP GENERATOR LOCKOUT RELAY

GENERATOR BREAKERS 1E dc IM

LOAD FREO CONTROL RACK INTERCONNECTIONS

GENERATOR AUTO dr MAN SYNCHRONIZING

AUXIUARY SYNCHRONIZING

GENERATOR k TRANSFORMERS TEMP — RECORDER TR-22-30

(GENERATOR COHTINUED OH 1790)

UNE REPEAT PANEL ANNUNOATOR

240 KV BREAKERS 1W, 2M. & 2W

MOTOR OPERATED DISCONNECT SNTCHES gl. f2, g5 & g7

MIDWAY fl METERING

MIDWAY g2 METERING & MISC. ALARMS

SWYD SYH LINE REPEAT PNL

VOID

VOID

PRIMARY GEN LOCKOUT RELAY—3

START-UP STANDBY TRANSFORMER IA DIFF RELAY

START—UP STANDBY TRANSFORMER 1A LOCKOUT RELAY

START-UP STANDBY TRANSFORMER 18 DIFF RELAY

START—UP STANDBY TRANSFORMER 18 LOCKOUT RELAY

START-UP TRANSFORMER 1A1 BREAKER

START-UP TRANSFORMER 181 BREAKER

START—UP TRANSFORMER 1A2 BREAKER
I

START—UP TRANSFORMER 182 BREAKER

START-UP STANDBY TRANSFORMERS 1A & 1B

UNIT AUXIUARY TRANSFORMER 1A & 1B

UNIT AUX TRANSF lA DIFF RELAYING & GRD RELAYING

UNIT AUX TRANSF-IB DIFF RELAYING & GRD RELAYING

UNIT AUX TRANSF IA1 BREAKER

UNIT AUX TRANSF 181 BREAKER

UNIT AUX TRANSF IA2 BREAKER

UNIT AUX TRANSF 1B2 BREAKER

4160V SWGR 1A2 METERING

4160V SWGR 182 METERING

6900V SWGR 1A1 METERING

6900V SWGR 181 METERING

6900V SWGR 1A1 DIFF RELAY

6900V SWGR 181 DIFF RELAY

4160V SWGR 1A2 DIFF RELAY

4160V SWGR 182 DIFF REI AY

4160V SWGR 1A3 DIFF RELAY

4160V SWCR 183 DIFF RELAY

4160V SWGR 1AB DIFF RELAY

6900V SWGR IA1 AC—DC DISTR & HEATERS

6900V SWGR 1B1 AC—DC DISTR & HEATERS

4160V SWGR 1A2 AC-DC DISTR & HEATERS
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460V SWGR SPACE COMPARTMENTS

480V SWGR lA1
~ 181 TIE

480V SWGR 181 FDR

48CV SWGR lA2 FDR

480V SWGR lA2, 1AB TIE

460V SWGR 1AB, 1A2 TlE

480V SWGR 182 FDR

480V SWGR 182. 1AB llE

480V SWGR 1AB, 182 TIE

480V SWGR SPARE COMPARTMENTS

460V SWGR 1A2 FDR TO FUEL HANDUNG MCC 1A8

480V SWGR 182 FDR TO FUEL HANDUNG MCC 188

480V SWGR lA1 MET REL & HTR S

480V SWGR 1A1 MCC FEEDERS

480V SWGR 181 MET. REL & HTR S

460V SWGR 181 MCC FEEDERS

480V SWGR lA2 MET, REL & HTR'S

480V SWGR 1A2 MCC FEEDERS

480V SWGR 1B2 MET, REL & HTR'S SH 1

480V SWGR 182 MCC FEEDERS

460V SWGR lAB MET, REL & HTR'S

460V SWGR lAB FEEDER TO REACTOR AREA MCC 1AB

EMERGENCY DIESEL GEN NO 1A LOADING LIGHTS

EMERGENCY DIESEL GEN NO 18 LOADING LIGHTS

EMERGENCY DIESEL GEN'S NO 1A & NO IB LOADINC LIGHTS

BATTERY 1C & BATTERY CMARCER 1C

125V DC BUS TRANSFER CONTROL

BATTERY 1A & BATTERY CHARGER 1A

BATTERY 18 * BATTERY CHARCER 1B

BATTERY CHARGER 1AB

SWITCHYARD BATTERIES A & B & BATTERY CHARGERS A, B. & AB

MOTOR SPACE HEATER FEEDERS

CCWP, ICWP THIRD PUMP INTERLOCKS

MISC ANNUNCIATIONS — RTCB —102

VITAL AC BUS POWER SUPPLY

INSTRUMENT BUSES & INVERTERS 1MA k 1MC

INSTRUMENT BUSES & INVERTERS 1MB & 1MD

480V MCC 1A5 NON —ESSENTIAL LOADS BREAKER

460V MCC 1A6 NOH-ESSENTIAL LOADS BREAKER

480V MCC 185 NON-ESSENTIAL LOADS BREAKER

480V MCC 186 NQN-ESSENTIAL LOADS BREAKER

480V MCC 1A8 NON-ESSENTIAL LOADS BREAKER

480V MCC 1B6 NON —ESSENTIAL LOADS BREAKER

SWITCHYARD 480V AC SUPPLY
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4160V SWCR 182 AC-DC DISTR & HEATERS

4160V SWGR lA3 AC—DC DISTR & HEATERS

4160V SWGR 183 AC-DC DISTR & HEATERS

4160V SWGR 1AB AC—DC DISTR & HEATERS

4160V SWGR 1A2 FDR TO BUS 1A3

4160V SWGR 1B2 FDR TO BUS 183

4160V SWGR 1A3 INCOMING FEEDER FROM BUS 1A2

4160V SWCR 183 INCOMING FEEDER FROM BUS 182

4160V SWGR lA3 FDR TO BUS 1AB

4160V SWGR 182 FDR TO BUS lAB

4160V SWCR 1AB INCOMING FOR FRDM BUS 1A3

4160V SWGR 1AB INCOMING FDR FROM BUS 183

4160V SWGR 1AB RELAYING & METERING

PRESS HTR TRANSF 1A3 4160V FDR BKR

PRESS HTR TRANSF 183 4160V FDR BKR

480V SWGR 1A1 4160V FDR BKR

480V SWGR 1A2 4160V FDR BKR

460V SWGR 181 4160V FDR BKR

480V STA SERV XFMR 1B2 4160V FOR BKR

4160V SWGR 1A3 LOAD SHEDDING RELAYS

4160V SWGR 183 LOAD SHEDDING RELAYS

4160V SWGR 1AB LQAD SHEDDING RELAYS

6900V SWGR 1Al & 181 & 4160V SWGR 1A2 & 182 UNDERVOLTAGE RELAYING

DIESEL GENERATOR 1A BREAKER

DIESEL GENERATOR lA RELAYING & METERING

DIESEL GENERATOR 1A GRD & DIFF RELAYING

DIESEL GENERATOR 1A LOCKOUT RELAY

DIESEL GENERATOR 1A START CKT'S

DIESEL GENERATOR 1A REMOTE CQNTROI

DIESEL GENERATOR 1A-START SOLENQIDS

DIESEL GENERATOR 1A-ANN EXT WIRING

DIESEL GENERATOR 1A-ANN FRONT VIEW

DIESEL GENERATOR 1A EXHAUST DIFFERENTIAL TEMPERATURE ALARM

DIESEL GENERATOR 18 BREAKER

DIESEL GENERATOR 1B RELAYING & METERING

DIESEL GENERATOR 18 GRD & DIFF RELAYING

DIESEL GENERATOR 1B LOCKOUT RELAY

DI SEL GENERATOR 18 STA T CKTS

DIESEL GENERATOR 1B REMOTE CONTROL — VOLTAGE

DIESEL GENERATOR 1B START SOLEN S

DIESEL GENERATOR 18 ANN EXT WIRING

DIESEL GENERATOR 18 ANN FRONT VIEW

DIESEL GENERATOR 1B EXHAUST DIFFERENIlAL TEMPERATURE ALARM

480V SWGR lA1 FDR
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