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UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

REGION II 
101 MARIETTA ST., N.W., SUITE 3100 

ATLANTA, GEORGIA 30303 

Report Nos. 50-280/79-40 and 50-281/79-60 

Licensee: Virginia Electric and Power Company 
Richmond, Virginia 23261 

Facility Name: Surry Units 1 and 2 

Docket Nos. 50-280 and 50-281 

License Nos. DPR-32 and DPR-37 

Inspection at 

Inspector: 

Plant Units 1 and 2 near Surry, Virginia 

.. , 7~rl12 
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SUMMARY 

Inspection on June 4 through July 6, 1979 

Areas Inspected 

:·zried 
Da~es·gned 

This routine inspection ~y the resident inspector involved 80 inspector-hours 
onsite in the areas of plant operations and maintenance, including the Unit 2 
steam generator replacement outage work, and followup on IE Bulletins and 
previously identified items. 

Results 

Of the four areas inspected, no apparent items of noncompliance or deviations 
were identified. 
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1. Persons Contacted 

Licensee Employees 

DETAILS 

Virginia Electric and Power Company(VEPCO) 

*W. L. Stewart, Station Manager 
*J. L. Wilson, Superintendent Operations 
*T. A. Peebles, Superintendent, Technical Services 
*R. F. Saunders, Superintendent Maintenance 

R. M. Smith, Supervisor, Health Physics 
R. L. Baldwin, Supervisor, Administrative Services 
G. Kane, Operating Supervisor 

*F. L. Rentz, Resident QC Engineer 

Other licensee employees contacted during this inspection included control 
room operators, shift supervisors, QC, engineering, HP, plant maintenance, 
security and administrative personnel. 

*Attended exit interview. 

2. Management Interviews 

The scope and findings were summarized on a weekly basis with those 
persons indicated in Paragraph 1 above. 

3. Licensee Action on Previous Inspection Findings 

Not inspected. 

4. Unresolved Items 

Unresolved items were not identified during this inspection. 

5. Unit 2 Steam Generator Replacement Activities 

The inspector reviewed certain U-2 SG replacement and associated activities 
to verify that the activities were performed in accordance with the Steam 
Generator Repair Program (SGRP) and applicable procedures. 

Within the areas inspected, no items of noncompliance were identified. 

The review included the following activities: 

a. Inspection tours of the Unit 2 Containment, including observations 
of work in the inverted S/G upper shell assemblies and the removal 
and inspection work on the S/G lower support cresent attachment 
Vascomax pins. Appropriate radiation and work procedures were 
utilized. 
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b. Although unrelated to the Unit 2 work, the inspector reviewed the 
circumstances related to the portable bathroom fire on the site on 
June 7, 1979. · The portable bathrooms (2) and some adjacent clean 
protective clothing were destroyed; the fire teams responded 
appropriately to the fire. 

6. Unit 1 Operations and Maintenance 

Surry Unit 1 remains shutdown following the issuance of the NRC Order to 
Show Cause concerning the potential piping stress analyses deficiencies. 
Recently, the licensee and architect-engineer notified the NRC that their 
reanalysis indicates that certain piping systems installed in Unit 1 are 
not adequate, and that modifications to the installed piping/support 
systems are necessary. Unit 1 remains shutdown pending review of the 
reanalyses and modifications. 

On June 7, 1979, while touring Unit 1 containment basement with an operator, 
the inspector noted that a slight amount of water had collected in the D 
Recirc Spray heat exchanger leak detector. The half cup of water was 
analyzed and determined to be the result of condensation in the pipe 
system. However, service water was found in the normally dry tube side 
of the heat exchanger and the service water lines. The licensee drained 
the service water and performed leak-testing on the DRS heat exchanger; 
no leaks were found. 

The inspector is reviewing the test results of the inside RS pump motors 
following replacement of the lower bearing (See LER 280/79-9). 

The inspector also reviewed Design Change (DC) package 79-S18, which adds 
a 480 v load center to each emergency power train. (See LER 280/79-8, 
Potential overload of 480 v emergency bus). Material certification 
documents and DC installation and testing procedures were reviewed. 
Although certain post-modification electrical testing and load study 
reviews are still in progress, portions of the testing were witnessed by 
the inspector. Within the areas inspected, no items of noncompliance 
were identified. 

7. IE Bulletins 

The licensee received IE Bulletin 79-13, 11 Cracking in Feedwater System 
Piping 11

, and is completing the necessary piping examinations; crack 
indications have been found in the Unit_l and 2 feedwater lines and 
corrective actions are in progress. 




