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THE FOLLOWING CHANGES HAVE OCCURRED TO THE HARDCOPY OR ELECTRONIC MANUAL ASSIGNED 
TO YOU. HARDCOPY USERS MUST ENSURE THE DOCUMENTS PROVIDED MATCH THE INFORMATION ON 
THIS TRANSMITTAL. WHEN REPLACING THIS MATERIAL IN YOUR HARDCOPY MANUAL, ENSURE THE 
UPDATE DOCUMENT ID IS THE SAME DOCUMENT ID YOU'RE REMOVING FROM YOUR MANUAL; TOOLS 
FROM THE HUMAN PERFORMANCE TOOL BAG SHOULD BE UTILIZED TO ELIMINATE THE CHANCE OF 

RRORS. 
TENTION: "REPLACE" directions do not affect the Table of Contents, Therefore no 
C will be issued with the updated material. 

TS2 - PP&L SUSQUEHANNA STEAM ELECTRIC STATION TECHNICAL SPECIFICATIONS UNIT 2 
MANUAL 

REMOVE MANUAL TABLE OF CONTENTS DATE: 10/15/2018 

ADD MANUAL TABLE OF CONTENTS DATE: 10/24/2018 

CATEGORY: DOCUMENTS TYPE: TS2 
ID: TEXT 3.6.4.1 
ADD: REV: 7 

REMOVE: REV:6 
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ANY DISCREPANCIES WITH THE MATERIAL PROVIDED, CONTACT DCS@ X3107 OR X3171 FOR 
ASSISTANCE. UPDATES FOR HARDCOPY MANUALS WILL BE DISTRIBUTED WITHIN 3 DAYS IN 
ACCORDANCE WITH DEPARTMENT PROCEDURES. PLEASE MAKE ALL CHANGES AND ACKNOWLEDGE 
COMPLETE IN YOUR NIMS INBOX UPON COMPLETION OF UPDATES. FOR ELECTRONIC MANUAL 
USERS, ELECTRONICALLY REVIEW THE APPROPRIATE DOCUMENTS AND ACKNOWLEDGE COMPLETE IN 
YOUR NIMS INBOX . 
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Title: ADMINISTRATIVE CONTROLS PROGRAMS AND MANUALS 

TEXT 5.6 7 05/06/2009 
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3.6 

3.6.4.1 

LCO 3.6.4.1 

CONTAINMENT SYSTEMS 

Secondary Containment 

The secondary containment shall be OPERABLE. 

APPLICABILITY: MODES 1, 2, and 3, 

Rev. 7 
Secondary Containment 

3.6.4.1 

During movement of irradiated fuel assemblies in the secondary containment, 
During CORE AL TERA TIONS, 
During operations with a potential for draining the reactor vessel (OPDRVs). 

ACTIONS 

CONDITION 

A. Secondary containment 
inoperable in MODE 1, 2, 
or 3. 

REQUIRED ACTION 

A.1 Restore secondary 
containment to OPERABLE 
status . 

B. Required Action and B.1 Be in MODE 3. 
associated Completion Time 
of Condition A not met. 

B.2 Be in MODE 4. 

SUSQUEHANNA - UNIT 2 TS/ 3.6-35 

COMPLETION TIME 

4 hours 

48 hours for a one­
time outage for 
replacement of the 
Reactor Building 
Recirculating Fan 

. Damper Motors, to be 
completed by 
December 31, 2005. 

12 hours 

36 hours 

(continued) 

Amendment 4a4-, 203 
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ACTIONS 

Rev. 7 
Secondary Containment 

3.6.4.1 

CONDITION REQUIRED ACTION COMPLETION TIME 

C. Secondary containment 
inoperable during movement 
of irradiated fuel assemblies 
in the secondary 
containment, during CORE 
ALTERATIONS, or during 
OPDRVs. 

C.1 ----------------NOTE--------------­
LCO 3.0.3 is not applicable. 

Suspend movement of Immediately 
irradiated fuel assemblies in the 
secondary containment. 

C.2 Suspend CORE 
ALTERATIONS. 

C.3 Initiate action to suspend 
OPDRVs . 

SURVEILLANCE REQUIREMENTS 

SURVEILLANCE 

SR 3.6.4.1.1 --------------------------NOTE-------------------------­
Not required to be met for 4 hours if analysis 
demonstrates one standby gas treatment (SGT) 
subsystem is capable of establishing the required 
secondary containment vacuum. 

Verify secondary containment vacuum is 
~ 0.25 inch of vacuum water gauge. 

SR 3.6.4.1.2 Verify all required secondary containment 
removable walls and equipment hatches required 
to be closed are closed and sealed. · 

Immediately 

Immediately 

FREQUENCY 

In accordance with the 
Surveillance Frequency 
Control Program 

In accordance with the 
Surveillance Frequency 
Control Program 

(continued) 
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SURVEILLANCE REQUIREMENTS (continued) 

SURVEILLANCE 

SR 3.6.4.1.3 Verify one secondary containment access door in 
each access opening is closed, except when the 
access opening is being used for entry and exit. 

SR 3.6.4.1.4 -----------------------------NOTE--------------------------
The maximum time allowed for secondary 
containment draw down is dependent on the 
secondary containment configuration. 

Verify each SGT subsystem will draw down the 
secondary containment to;::: 0.25 inch of vacuum 
water gauge in less than or equal to the maximum 
time allowed for the secondary containment 
configuration that is OPERABLE . 

SR 3.6.4.1.5 ------------------------NOTE-------------------
The maximum flow allowed for maintaining 
secondary containment vacuum is dependent on 
the secondary containment configuration. 

Verify each SGT subsystem can maintain 
;::: 0.25 inch of vacuum water gauge in the 
secondary containment for at least 1 hour at a flow 
rate less than or equal to the maximum flow rate 
permitted for the secondary containment 
configuration that is OPERABLE. 

Rev. 7 
Secondary Containment 

3.6.4.1 

FREQUENCY 

In accordance with the 
Surveillance Frequency 
Control Program 

In accordance with the 
Surveillance Frequency 
Control Program 

In accordance with the 
Surveillance Frequency 
Control Program 

SUSQUEHANNA - UNIT 2 TS I 3.6-37 Amendment 4a4, 2-W, 2-0a, 247, :249,-
252 




