
PS~G e 
Public Service Electric and Gas Co·mpany 80 Park Place Newark, N.J. 07101 Phone 201 /622-7000 

H\egulatory Docket File 

Gentlemen: 

REQUEST FOR EXEMPTION 
10 CFR 50.55a 
NO. 1 UNIT 
SALEM NUCLEAR GENERATING 
DOCKET NO. 50-272 

···"··' 

July 19, 1976 

STATION 

PSE&G hereby transmits a tabulation of those pumps and valves 
which we have determined to be subject to the requirements of 
10 CFR 50.55a (g). Enclosures 1 and 2 identify, respectively, 
each pump and valve that is subject to the aforementioned 
requirements. In addition, those pumps and valves for which 
conformance with the requirements of Section XI of the ASME 
Boiler and Pressure Vessel Code is impractical are S<? i.dent.ified. 

It is hereby requested that exemption to those code requirements 
identified in the enclosures be granted for Unit 1 of the Salem 
facility. 

The Energy People 

Very truly yours, 

?-f~if/ 
R. L. Mittl 
General Manager - Projects 
Engineering and Construction 
Department 

95-2001 (250M) 12-73 
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ENCLOSURE I 

Inservice Testing 
ASME Code Class 1, 2 and 3 Pumps 

No. 1 unit 
Salem Nuclear Generating Station 

The following is a tabulation of pumps that are subject to the 

inservice testing requirements as set forth in 10 CFR 50.55a (g); 

for those pumps, identified in the tabulation, where the specific 

provisions of Section XI of the ASME Boiler and Pressure Vessel 

Code, 1974 Edition, and Addenda through Winter, 1975, cannot be 

complied with, exemption is hereby requested in· accordance 

with 10 CFR 50.55a (g) (5) o 

Pump 
Exemption 
Requested Remarks* 

1. Auxi~iary Feedwater Pump No. 11 Yes No provision has been 
made for measurement 
of: 

2. Auxiliary Feedwater Pump No. 12 

3. Containment Spray Pump No. 11 

4. Containment Spray Pump No. 12 

5. Service Water Pump No. 11 

6. Service Water Pump No. 12 

':·. 

Yes 

No 

No 

Yes 

Yes 

a. Flow rate (Q) 

Same as (1) 

.·.None 

None 

No provision has been 
made for measurement 
of: 

a. Inlet Pressure (Pi) 

b. Differential 
Pressure ( il P) 

c. Flow rate (Q) 

d .. Lubricant Level 
or pressure 

Same as (5) 

1 I . I ' : I : 11 J ' ·' 
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En.closure I . 
"l 

7. Service Water Pump No. 13 

8. Service Water Pump No. 14 

9. Service Water Pump No.· 15 

10. Service Water Pump No. 16 

-2-

11. Safety Injection Pump No. 11 

12. Safety Injection Pump No. 12 

13. Component Cooling Pump No. 11 

14. Component Cooling Pump No. 12 

15. Component Cooling Pump No. 13 

16. Charging Pump No. 11 

17. Charging pump No. 12 

18. Charging Pump No. 13 

19. BA Transfer Pump No. 11 

20. BA Transfer Pump Noo 12 

Exemption 
Requested 

Yes 

Yes 

.Yes 

Yes 

No 

No 

Yes 

Yes 

Yes 

Yes 

Yes 

Yes 

Yes 

Remarks* 

Same as (5) 

Same as (5) 

Same as (5) 

Same as (5) 

None 

None 

No. provision has 
been made for 
measurement of: 

a. Flow rate {Q) 

Same as (13) 

Same as (13) 

No provision has 
been made for 
measurement of: 

a. ·Flow rate (Q) 

Same as (16) 

None 

No provision has 
been made for 
measurement of:· 

a. Inlet Pressur~ (Pi) 

b. Differential 
Pressure (6 P) 

c. Flow rate (Q) 

Same c=i.s (19) 
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Exemption 
Pump Reguested Remarks* 

21. Chilled water Pump No. 11 Yes No provision has 
been made for 
measurement of: · 

a. Inl~t Pressure 

b. Flow Rate 

22. Chilled Water Pump No. 12 Yes Same as ( 21) 

23. RHR Pump No. 11 No None 

24. RHR Pump No. 12 No None 

*Parameters identified refer to those parameters listed in 

Table IWP-3100-1 of Section XI of the ASME Boiler and 

Pressure Vessel Code. 
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ENCLOSURE 2 

Inservice Testing 
ASME Code Class 1, 2, and 3 Valves 

No. 1 Unit 
Salem Nuclear Generating Station 

The following is a tabulation of valves that are subject to 

the inservice testing requirements as set forth in 10 CFR 50.55a (g), 

for those valves, identifed in the tabulation, where the 

specific provisions of Section XI of the ASME Boiler and Pressure 

Vessel Code, 1974 Edition, and Addenda through Winter 1975 

cannot be complied with exemption is hereby requested in 

accordance with 10 CFR 50.55a (g) (5). 

Exemption 
Valve Requested Remarks 

Safety Injection System 

1 SJ 1 No 

1 SJ 2 No 

1 SJ 3 No 

1 SJ 4 No 

1 SJ 5 No 

1 SJ 10 No 

1 SJ 12 No 

1 SJ 13 No 

11 SJ 16 No 

12 SJ 16 No 

13 SJ 16 No 

14 SJ 16 No 

11 SJ 17 No 

12 SJ 17 No 

13 SJ 17 No 

14 SJ 17 No 

11 SJ 29 No 

-·~-rr·-r;T"'."rr,.,r.r·-·r~ ""1•"""7'..- 1-·:-- ···~~ :. · "11 ",/'; ·r I '. I ~ I '' ,j" ~ ., l•I I'' ·I 1'11.tl' 1 'I •;. 'H 'r11:1 11 ... " • '• '1 •. 
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Exemption 
Valve Requested Remarks 

12 SJ 29 No 

13 SJ 29 No 

14 SJ 29 No 

1 SJ 3.0 Yes These valves are in their required 
positions with power removed from 
the valve operators in accordance 
with Technical Specification 4.5.2 
and cannot be exercised during plant 
operation in accordance with IWV 
3410(b) (1). Valves will be 
exercised during cold shutdown 

1 SJ 31. No 

1 SJ 32 No 

11 SJ 33 No 

12 SJ 33 No 

11 SJ 34 No 

12 SJ 34 No 

11 SJ 39 No 

12 SJ 39 No 

11 SJ 40 Yes Sarne as 1 SJ 30 

12 SJ 40 Yes Same as 1 SJ 30 

11 SJ 43 No I 
-I 

12 SJ 43 No 

13 SJ 43 No 

14 SJ 43. No 

11 SJ 44 Yes Sarne as 1 SJ 30 

12 SJ 44 Yes Same as 1 SJ 30 

:•. 
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.. Exempt • e 
Valve •,; Reguested Remarks· 

11 SJ 45 No 

12 SJ 45 No 

11 SJ 48 No 

12 SJ 48 No 

11 SJ 49 No 

12 SJ 49 No 

1 SJ 53 No 

11 SJ 54 Yes These valves are in their required 
positions with power removed from 
the valve operators in accordance 
with Technical Specification 4.5.1 
and.cannot be exercised during 

:;, plant operation in accordance with 
IWV 3410 (b) (1) • Valves will be 
exercised during cold shutdown. 

12 SJ 54 Yes Sarne as 11 SJ 54 

13 SJ 54 Yes Sarne as 11 SJ 54 

14 SJ 54· Yes Sarne as 11 SJ 54 

11 SJ 55 No 

12 SJ 55 No 

13 SJ 55 No 

14 SJ 55 No 

11 SJ 56 No 

12 SJ 56 No 

13 SJ 56 No 

14 SJ 56 No 

1 SJ 60 No 

1 SJ 67 Yes Sarne as 1 SJ 30 

1 SJ 68· Yes Sarne as 1 SJ 30 

1 SJ 69 Yes Sarne as 1 SJ 30 

1 SJ 70 No 

1 SJ 71 No 

11 SJ 93 ·NO 

12 SJ 93 No 

13 SJ 93 No 
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Exemption 
Valve Reguested Remarks 

14 SJ 93 No 

1 SJ 108 No 

11 SJ 113 No 

12 SJ 113 No 

1, SJ 114 No 

1 SJ 123 No 

11 SJ 134 No 

12 SJ 134 No 

1 SJ 135 Yes Same as 1 SJ 30 

13 SJ 139 No 

14 SJ 139 No 

11 SJ 144 No 

12 SJ 144 No 

13 SJ 144 No 

14 SJ 144 No 

1 SJ 150 No 

11 SJ 156 No 

12 ·SJ 156 No 

13 SJ 156 No 

14 SJ 156 No 

1 SJ 254 No 

Component Cooling System 

11 CC 1 No 

12 CC l No 

13 CC 1 No 

.. 
\ 

" ' 
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Exemption 
Valve Requested Remarks 

11 cc 15 No 

12 cc 15 No 

1 cc 68 No 

1 cc 109 No 

l··cc 113 No 

1 cc 117 No 

1 cc :118 No 

1 cc 131 No 

1 cc 136 No 

1 cc 137 No 

1 cc 147 No 

1 cc 187 No 

1 cc 190 No 

1 cc 215 No 

1 cc 317 No 

1 cc 320 No 

Chilled Water System 

11 CH 13 No 

12 CH 13 No 

1 CH 30 No 

1 CH 61 No 

1 CH 74 No 

1 CH 151 No 

1 CH 168 No 

\ 
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Valve 

Residual Heat Removal System 

1 RH 1 

1 RH 2 

1 RH 3 

ll··RH 4 

12 RH 4 

11 Ra 8 

12 RH 8 

11 RH 10 

12 RH 10 

11 RH 14 

12 RH 14 

11 RH 18 

12 RH 18 

11 RH 19 

12 RH 19 

1 RH 26 

13 RH. 27 

14 RH 27 

Auxiliary Feedwater system 

11 AF 4 

12 AF 4 

13 AF 4 

11 AF 8 

12 AF 8 

l.!. AF , , 
12 AF 11 

: 13 AF 11 

-6-

Exemption 
. Requested 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

Yes 

No 

No. 

No 

No 

No 

No 

No 

No 

No 

Remarks 

Same as 1 

I ,' }~ i f~·1'T'.:1·;·•··( .. ~, 'i1!' ... ''•1:-\:11',, 'fi.,'1":',;1;·: ·11,-·df''f1i1:I :·, 1,· ,,:_,__: 1_,_·:_;_1 ~j._:__i•i 

SJ 30 

\ 
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Exempti9n 
Valve Requested Remarks 

14 AF 11 No 

11 AF 21 No 

' 

12 AF 21 No 

13 AF 21 No 

14 AF 21 No 

11 AF 23 No 

12 AF 23 No 

13 AF 23 No 

14 AF 23 No 
1 AF 104 No 

1 AF 105 No 

1 AF 106 No 

1 AF 128 No 

Containment Spray System 

11 cs 1 No 

12 cs 1 No 

11 cs 2 No 

12 cs 2 No 

11 cs 4 No 

12 cs 4 No 

11 cs 5 No 

12 cs 5 No 

11 cs 6 No 

12 cs 6 No 

1 cs 14 Yes Same as 1 SJ 30 

1 cs 16 No 

1 cs 17 No 

'· 11 cs 20 No 

- • ·l·17··~.~·- f·"rJl"""-1'~..., "T""''-r.-'·-··· - ,.,...,,. - ,. ,,., ',.,,, ---.- , .. '' "' - ... , .... , .. ,,. ., ...... ,.,.,,.,. '. 
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Exemption 
Valve Requested Remarks 

12 cs 20 No 

11 cs 21 No 
I 

12 cs 21 No 

1 cs 26 No 

11 cs 36 No 

12 cs 36 No 

11 cs 48 No 

12 cs 48 No 

Main Steam System 

11 MS 7· No 

12 MS 7 No 

13 MS 7 No 

14 MS 7 l. No 

11 MS 10 No 

12 MS 10 No 

13 MS 10 No 

14 MS 10 No 

11 MS 11 ·No 

12 MS 11 No 

13 MS 11 No 

14 MS 11 No 

11 MS 12 No 

12 11.:lS 12 No 

13 MS 12 No 

14 MS 12 No 

11 MS 13 l~o 

12 MS 13 No 
: 

--- ·rr-:-1'.·~;~T-f77 ~, ·~~~···;· ... r~-~:·~ ~ ,~. I ,.. ,, ., 
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Valve 

13 MS 13 

14 MS 13 

11 MS 14 

12 MS 14 

13 MS 14 

14 MS 14 

11 MS 15 

12 MS 15 

13 MS 15 

14 MS 15 

ll MS 18 

12 MS ·19 

13 MS 18 

14 MS 18 

1 MS 132 

11 MS 167 

12 MS 167 

13 MS 167 

14 MS 167· 

11 MS 169 

"i f' r • • ~'" 

1, :; ·, ; 
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Exemption 
Requested 

No 

No 

No· 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

Yes 

Yes 

Yes 

Yes 

Yes 

Remarks 

Cannot full-stroke valve 
during normal operation, 
nor· during cold shutdown. 
yalves required steam to 
operate, therefore full 
.stroking will be done 
during Mode 3 or 4 operation. 

Same as 11 MS 167 

Same as 11 MS 167 

Same as 11 MS 167 

;(Dump valve for rapid 
closure of MSIV's). Valves 
are not accessible during 
normal operation. Exercis­
ing to be done only during 
cold shutdown. 

1,..- .- 'I, 

' I 
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Exemption 
Valve Requested Remarks 

12 MS 169 Yes Same as 11 MS 169 

13 MS 169 Yes Same as 11 MS 169 

14 MS 169 Yes Same as 11 MS 169 

11 MS 171 Yes Same as 11 MS 169 

12 MS 171 Yes Same as 11 MS 169 

13 MS 171 Yes. Same as 11 MS 169 

14 MS 171 Yes Same as 11 MS 169 

Fuel Oil System 

11 DF 40 No 

12 DF 40 No 

11 DF 41 No 

12 DF 41 No 

11 DF 42 No 

12 DF 42 No 

11 DF 61 No 

12 DF 61 No 

11 DF 62 No 

12 DF 62 No 

11 DF 63 No 

12 DF 63 No 

11 DF 66 No 

12 DF 66 No 

13 DF 66 No 

,.·· ... 
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Exemption 
Valve Requested Remarks 

Reactor Coolant System 

1 PS 1 No 

1 PS 2 No 

1 PS 3 No 

1-PS 4 No 

1 PR 1 No 

1 PR 2 No 

1 J?R 3 No 

1 PR 4 No 

1 PR 5 No 

1 PR 6 No 

1 PR 7 No 

1 PR 17 No 

1 PR 18 No 

1 PR 25 No 

1 NT 25 No 

1 NT 26 No 

1 WR 80 No 

1 WR 81 No 

Chemical and Volume Control 
System 

1 BR 78 No 

1 BR 79 No 

11 BR 81 No 

• 12 BR 81 No 

13 BR 81 No 

\ 
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Valve 

1 BR 99 

11 BR 101 

12 BR 101 

13 BR 101 

1 BR 113 

11 BR 151 

12 BR 151 

13 BR 151 

11 BR 152 

12 BR 152 

13 BR 152 

1 CV 3 

1 CV 4 

.1 CV 5 

1 CV 7 

1 CV 21 

1 CV 23 

1 CV 27 

l- CV 35 

l CV 36 

l CV 40 

1 CV 41. 

1 CV 42 

1 CV 44 

1 CV 47 

1 CV 48 

1 CV 49 

-12-

Exemption 
Requested 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

Remarks 
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Exemption 
Valve Requested Remarks 

1 CV 52 No 

1 CV 53 No 
1 CV 54 No 

1 CV 55 No 

1 CV 56 No 
1 CV 57 No 

1 CV 63 No 

1 CV 64 No 

1 CV 68 No 

1 CV 69 No 

1 CV 71 No 

1 CV 74 No 

1 CV 75 No 

1 CV 77 No 

1 CV 79 No 

1 CV 81 No 

1 CV 82 No 

11 CV 98 No 

12 CV 98 No 

13 CV 98 No 

14 CV 98 No 

11 CV 99 No 

12 CV 99 No 

13 CV 99 No 

14 CV 99 No 

1 CV 114 No 

1 CV 116 Nq 

1 CV 124 No 

1 CV 131 No 

1 CV 132 No 
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Exemption 
Valve Requested Remarks 

l CV 134 No 
' 
l CV 135 No 
I 

1 CV 137 No 

1 CV 139 No 

1 CV 140 No 

1 CV 147 No 

11 CV 154 No 

12 CV 154 No 

11 CV 160 No 

12 CV 160 No 

l CV 172 No 

1 CV 173 No 

1 CV 175 No 

1 CV 176 No 

1 CV 179 No 

1 CV 180 No 

1 CV 181 No 

1 CV 183. No 

1 CV 185 No 

1 CV 189 No 

1 CV 196 No 

1 CV 198 No 

1 CV 241 No 

1 CV 253 No 

1 CV 275 No 

1 CV 277 No 

.. ·- " -....... . .. . . . . '·-·- ·' -~-
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Valve 

1 CV 278 

1 CV 284 

Service Water System 

. 11 SW 1 

12 SW 1 

13 SW 1 

14 SW 1 

15 SW 1 

16 SW 1 

11 SW 2 

12 SW 2 

13 SW 2 
14. SW 2 

15 SW 2 

16 SW 2 

11 SW 3 

12 SW 3 

13 SW 3 

14 SW 3 

15 SW 3 

16 SW 3 

11 SW 5 

12 SW 5 

13 SW 5 

14 SW 5 

11 SW 6 

12 SW 6 

11 SW 8 
. 12 SW 8 

11 SW 9 

12 SW 9 

11 SW 10 

12 SW 10 

13 SW 10 

: l4 SW 10 
15 SW 10 

~·-.-,-;-1-:-:-;->-:--rr~-r-·,....~--.-,···,·-, ·····- "' '·r: •1 ···J'. 
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Exemption 
Requested 

No 

No 

No 

No 
No 

No 

No 

No 

'No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

.No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

No 

Remarks 
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Exemption 
Valve Requested Remarks 

16 SW 10 No 

11 SW 11 No 

12 SW 11 No 

13 SW 11 No 

14 SW 11 No 

15 SW 11 No 

16 SW 11 No 

11 SW 12 No 

12 SW 12 No 

13 SW 12 No 

14 SW 12 No 

15 SW 12 No 

16 SW 12 No 

11 SW 13 No 

12 SW 13 No 

13 SW 13 No 

14 SW 13 No 

15 SW 13 No· 

16 SW 13 No 

11 SW 15 No 

12 SW 15 No 

13 SW 15 No 

14 SW 15 No 

15 SW 15 No 

16 SW 15 No 

11 SW 17 No 

12 SW 17 No 

11 SW 20 No 

12 SW 20 No 

13 SW 20 No 

14 SW 20 No 
I 11 SW 21 No 

12 SW 21 No 

11 SW 22 No 

12 SW 22 No 

\. 
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Exemption 
Valve Requested Remarks 

11 SW 23 No 

12 SW 23 No 

11 SW 24 No 

12 SW 24 No 

13 SW 24 No 

14 SW 24 No 

15 SW 24 No 

16 SW 24 No 

1 SW 26 No 

1 SW 29 No 

11 SW 34 No 

12 SW 34 No 

11 SW 36 No 

12 SW 36 No 

11 SW 38 No 

12 SW 38 No 

11 SW 39. No 

12 SW 39 No 

13 SW 39 No 

11 SW 42 Nb 

12 SW 42 No 

13 SW 42 No 

11 SW 44 No 

12 SW 44 No 

13 SW 44 No 

11 SW 47 No 

12 SW 47 No 
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Valve Exemption 

Reguested Remarks 

11 SW 49 Yes Valve is pressure 
controlled and does not 

·have manual actuator. 
Cannot full-stroke exercise 
this valve. 

12 SW 49 Yes Same as 11 SW 49 

11 SW 51 No 

12 SW 51 No 

11 SW 52 No 

12 SW 52 No 

11 SW 53 No 

12 SW 53 No 

11 SW 57 Yes The SW 57 valves and the 
corresponding SW 58 valves 
operate from a single 
actuator. There is a 
common position indicator 
for each pair of valves. 
Operation of the valves 
cannot be physically 
observed. Therefore, 
stroke time cannot be 
determined. 

12 SW 57 Yes Same as 11 SW 57 

13 SW 57 Yes Same as 11 SW 57 

14 SW 57 Yes Sarne as 11 SW 57 

15 SW 57 Yes Same as 11 SW 57 

11 SW 58 Yes Same as 11 SW 57 

12 ·SW 58 Yes Same as 11 SW 57 

13 SW 58 Yes Same as 11 SW 57 

14 SW 58 Yes Same as 11 SW 57 

15 SW 58 Yes Same as 11 SW 57 

11 SW 72 No 

12 SW 72 No 

13 SW 72 No 

14 SW 72 No 

15 SW 72 No 

11 SW 77 No 

12 SW 77 No 

11 SW 78 No 

12 SW 78 No 

11 SW 79 No 

12 SW 79 No 
-----
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Exemption 
Valve Requested Remarks 

-.1 SW 81 No 

1 SW 89 No. 

11 SW 90 No 

12 SW 90 No 

11 SW 92 No 

12 SW 92 No 

13 SW 92 No 

11 SW 99 No 

12 SW 99 No. 

13 SW 99 No 

1 SW 104 No 

1 SW 105 Yes Valve is pressure 
controlled and does not 
have manual actuator. 
Cannot full-stroke exercise 
this valve. 

l SW 107 Yes valve is temperature 
controlled and does not 
have manual actuator. 
Cannot full-stroke exercise 
this valve. 

11 SW 122 No 

12 SW 122 No 

11 SW 127 No 

12 SW 127 No 

11 SW 129 No 

12 SW 129 No 

11 SW 134 No 

12 SW 13.4 No 

1 SW 137 No 

1 SW 142 No 

11 SW 145 No 

12 SW 145 No 

11 SW 150 No 

12 SW 150 No 

11 SW 153 No 
' 

12 SW 153 No 

11 SW 158 No 

12 SW 158 No 

',• I I r1,'() ,, ., , 1 ,.,,.,~.-·,''•I. 
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Exemption 
Valve Requested Remarks 

1 SW 163 No· 

1 SW 168 No 

1 SW 169 No 

1 SW 175 No 

1 SW 180 No 

1 SW 185 No 

1 SW 191" No 

1 SW 196 No 

1 SW 199 No 

1 SW 204 No 

1 SW 205 No 

1 SW 210 No 

1 SW 213 No 

11 SW 223 Yes Valve is pressure 
controlled and does not 
have manual actuator. 
Cannot full-stroke exercise 
this valve. 

12 SW 223 Yes Same as 11 SW 223 

13 SW 223 Yes Same as 11 SW 223 

14 SW 223 Yes Same as 11 SW 223 

15 SW 223 Yes Same as 11 SW 223 

1 SW 913 No 

1 SW 914 No 

1 SW 915. No 

1 SW 917 No 

1 SW 918 No 

1 SW 919 No 

1 SW 920 No 

1 SW 921 No 

Liquid Radwaste System 

1 WL 12 No 

1 WL 13 No 

l WL, 16 No 

1 WL 17 No 

1 WL 96 No 

1 WL 97 No 

\ 

' 
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, ·1 Exemption 
Valve Requested Remarks 

1 WL 98 No 

1 WL 99 No 
1 WL 108 No 
1 WL 190 No 
1 WL 191 No 

Sampling System 

1 SS 27 No 

1 SS 33 No 

1 SS 49 No 

1 SS 64 No 

11 SS 93 No 

13 SS 93 No 

14 SS 93 No 

11 SS 94 No 

12 SS 94 No 

-13 SS 94 No 

14 SS 94 No 

1 SS 103 No 

1 SS 104 No 

1 SS 107 No 

1 SS 110 No 

Main Feedwater System 

11 BF 19 No 

12 BF 19 No 

13 BF 19 No 

14 BF 19 No 

11 BF 40 No 

12 BF 40 No 

13 BF 40 No 

14 BF 40 No 
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