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NARRATIVE OF LICE'ISEE EVE';T REPORT 78-05/99T

on October 22, 1977, a curveillance of the TMI dike reveale d an area where the rock
rip-rap had noved down the slope of the dike. An area approximately 30 feet in lengthmoved approxinately 15 feet down the slope. The degradation occurred 4 ediately
above Putfall 00k, as described in the TMI Unit 1 and Unit 2 Environ = ental Report.
This ite.= is reportable in accordance vith Technical Specificatien h. (.6.1.3

This event was believed to rave been caused by the fact that the incline of the slopewas greater than 2:1.

To prevent any ecurrence of this situation, Met-Ed has replaced the rock rip-rapin position with a sicpe not exceeding 2:1. Periodic surveillance vill be per-
fomed in accordance with the Unit Technical Specification.
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EVENT CESCHiFTION AND PROB ABLE CONSEQUENCES
REPONTDAft 80

l o ] 2 ] I While perforning the SFAS Monthly Surveillance Testing at 0930 on March 29, 1978, i
'

I o | 3 } } it van deternined that ecntain=ent isolation valve NM-V52 was inoperable and at
(014] [12:05 en Acril 1,1978,it was deternined that NS-V81 was also inoperable. Since |

l o l s ] Lthe redunhnt isolation valve for the affected renetrations was operable, there was |
@ l- e cr eet r, twa w a.J + w n-4 ecety er the mm 4 c.

1

[o|7i |

| 0 l9 ) |
_|

T g g
|

SYST E M C A uSE CAP E 80CCCE CODE $UBLOOf CouPONENT CODE SusCODI susCCDE
COue .ga ty g

n l8 LPJ@ L;;J @ l z l z l z l z i 21 21@ UJ@ L 2J @o t Is
T 4 9 to 11 12 13 tt 19 20

(vlNT Vf AR St OUE NTI AL OCCum n f NCE AEPont REVlilON@ ,"g g e rmoLllej 1-1 LO 12 i ol IA 1 1 31 LE] L-] LJ
PtPORT HO. COOf TYPtj= NO.

_2' 22 23 24 26 27 M 79 30 31 32ACTION FUTunt testCT 5MUTOOWNTAKEN AC TION ONPLANT utTMOO HOunS 2 sua ue TT to F Omu nut suPPLit a
ATT ACMv t >T NPR N PPts/t COut COuPONENT

LuJ@LnJ@ LLJ@ L:J@ l0 01 Ol 01 L.,li]@ l ul@ L3J@ l z 19 I 919J@
uANus ACTURER

u u n a u A. 2 u oCAUSE DESCRIPTION AND CORRECTIVE ACTIONS h .,

l i 10 ] [It was dete- .ined that the nanual handvheel tins for both valves were enes. ed.I

ldisabline the autenatic creration. The bsndvheel rins vere di ra rac-d aad kn+k I

i i

Ivalves were restored to crerable statur vithi- tve kmare
i 2

r e r '" . S . ' 6.1.1.a. % -+w 4.

corrective action vill be to revise the appropriate procedures to ensure handvheel
i 3
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1 [ pins on this type of valve are di:sengared after manual operation.
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