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MEMORANDUM FOR: D. Ziemann, Chief, Operating Reactors Branch #2, 00R

FROM: G. Lainas, Chief, Plant Systems Branch, 00R

SUBJECT: YANKEE R0WE: EVALUATION OF THE ELECTRICAL,
INSTRUMENTATION AND CONTROL (EI&C) ASPECTS OF
THE LOW TEMPERATURE OVERPRESSURE PROTECTION

SYSTEM (TAC 6871)

In accordance with your request per TAC 6871, enclosed is the Plant
Systems Branch Safety Evaluation Report pertaining to the Yankee Rowe,
low temperature overpressure protection system. We find the proposed
modification: acceptabl e.

'

,

G. Lainas, Chief
/PlantSystemsBranch

Division of Operating Reactors

Enclosure:
As stated

Contact:
P. Shemanski
X-28077

cc w/ enclosure:
D. Eisenhut D. Tondi
R. Vollmer J. Rosenthal
B. Grimes G. Lanik
G. Zech A. Burger
P. Check P. Shemanski
T. Marsh PSB Section A
G. Lainas
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