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July 3u, 1979

Mr James G Keppler

Office of Inspecticn and Enforcement
Region III

US Nuclear Regulatory Commission
799 Rocsevelt Road

Glen Ellym, IL 60137

DOCXET 50-155 = LICENSZ DPR-6 -
3IG ROCK POINT PLANT - RESPONSE TO
iZ BULLETIN 79-03: DEFECTS IN
STAINLESS STEEL PIPE SPOOLS

Consumers Powar Ccmpary letter dated May 30, 1979 reported the results c2 a
preliminary review conducted in respcnse to the subject 3Sulletin. The pre-
liminary review had indicated that piping discussed in the Sulletin was nct
used at Big Rcck Point.

further review has not identified zny use of the piping types discussed in
tae subject Bulletin. All stainless steel piping listed on 3iz Rcck Poins
pipe schedules is specified to be seamless; since the viping discussed in -
the subject Bulletin is longitudinally welded, it is aighly uniikely <has
the piping of this type weuld have been substituted for scheduled siping.

David A Bixel (Signed)

Savid A Bixel
Nuclear Licensing Adainistrator
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