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APPENDIX

NOTICE OF VIOLATION

Connecticut Yankee Atomic Power Company Docket No. 50-213

Based on the results of an NRC inspection conducted on June 19-22, it
appears that one of your activities was not conducted in full compliance
with the conditions of your NRC Facility License No. DPR-16 as indicated
below.

This is an infractian.

Techriical Specification 2.3.1 states, in part, concerning chlorination
of cooling water discharged to the Connecticut River, " Chlorination
times shall not exceed 120 minutes a day."

Contrary to the above, between midnight and 10:08 a.m. on May 17,
1979, the hypochlorinator pump ran for six hours, discharging hypochlorite
solution through its relief line to the river bank.
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