7

UNITED STATES
NUCLEAR REGULATORY COMMISSION

REGION 111
799 ROOSEVELT ROAD

GLEN ELLYN, ILLINOIS 60137

SEP L © 1979

State of Illinois

Department of Public Health

ATIN: Mr. Gary N. Wright, Chief
Division of Nuclear Safety

535 West Jefferson Street

Springfield, IL 62761

Gentlemen:

The enclosed IE Information Notice No. 79-22, titled "Oualification
of Control Systems was sent to the following licensees on
September 14, 1979, for information:

American Electric Power Service Corporation
Indiana and Michigan Power Company
D. C. Cook 1, 2 (50-315, 50-316)

Cincinnati Gas & Electric Company
Zimmer (50-358)

Cleveland Electric Illuminating Company
Perry 1, 2 (50-440, 50-441)

Commonwealth Edison Company
Braidwood 1, 2 (50-456, 50-457)
Byron 1, 2 (50-454, 50-455)
Dresden 1, 2 (50-10, 50-237, 50-249)
La Salle 1, 2 (50-373, 50-374)
Quad-Cities 1, 2 (50-254, 50-265)
Zion 1, 2 (50-295, 50-304)

Consumers Power Company
Big Rock Point (50-155)
Midland 1, 2 (50-329, 50-330)
Palisades (50-255)

Dairyland Power Cooperative
LACBWR (50-409)

Detroit Edison Company
Fermi 2 (50-341) 11
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State of Illinoa.

Il1linois Power Company
Clinton 1, 2 (50-461, 50-462)

Iowa Electric Light & Power Company
Duane Arnold (50-331)

Northern Indiana Public Service Company
Bailly (50-367)

Northern States Power Company
Monticello (50-263)
Prairie Island 1, 2 (50-282, 50-306)

Publiz: Service of Indiana
Marble Hill 1, 2 (50-546, 50-547)

Toledo Edison Company
Davis-Besse 1 (50-346) |

Union Electric Company
Callaway 1, 2 (50-483, 50-486)

Wisconsin Eleciric Power Company
Point Beach 1, 2 (50-266, 50-301)

Wisconsin Public Service Corporation
Kewaunee (50-305)

The Ohio Edison Company
Erie 1, 2 (50-580, 50-581)

Sincege}y,

Als) Hhoppaa’

Helen Pappas, Chief
Administrative Branch

1. IE Information Notice No. 79-22
2. List of 1IE Information Notices
Issued in Last
Six Months
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UNITED STATES
NUCLEAR REGULATORY COMMISSION
OFFICE OF INSPECTION AND ENFORCEMENT
WASHINGTON, D.C. 20555

September 14, 1979

IE Information Notice No. 79-22
QUALIFICATION OF CONTROL SYSTEMS

Public Service Electric and Gas Company motified the NRC of a potential unreviewec
safety question at their Salem Unit 1 facility. This notification was based on a
continuing review by Westinghouse of the environmental qualifications of equipment
that they supply for nuclear steam supply systems. Based on the present status

of this effort, Westinghouse has informed their customers that the performance

of pou-safsty grade equipment subjected to an adverse environment could impact

tiie protective functions performed by safety grade equipment. These non-safety
grade systems include:

Steam generator power operated relief valve control system
Pressurizer power operated relief valve control system
Main feedwater control system

Automatic rod control system

These systems could potentially malfunction due to a high energy line break
inside or outside of containment. NRC is also concerned that the adverse
environment could also give erroneous information to the plant operators.
Westinghouse states that the consequences of such an event could possibly be
more limiting than results presented in Safety Analysis Reports, however,
Westinghouse also states that the severity of the results can be limited

by operator actions together with operating characterisitics of the safety
systems. Further, Westinghouse has recommended to their customers that they
review their systems to determine whether any unreviewed safety questions exist.

This Information Notice is provided as an early notification of a possibly
significant matter. It is expected that recipients will review the information
for possible applicability to their facilities. No specific action or response
is requested at this time. If HRC evaluations so indicate, further licensee
actions may be requested or requ 1 ~=t+iame veoarding this matte)

please contact the Nirector of t “‘5' uﬂ
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